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254-DF-5853-A-004-A Hallway (116) 2/9/2021 2/10/2021 A1B0310-01 Lead ND 0.2 15 ppb

254-DF-5852-N/A-004-A Staff Room 122 2/9/2021 2/10/2021 A1B0310-02 Lead 0.798 0.2 15 ppb

254-DF-5851-N/A-004-A Kitchen 2/9/2021 2/10/2021 A1B0310-03 Lead 0.250 0.2 15 ppb

254-DF-5850-A-004-A Auditorium 2/9/2021 2/10/2021 A1B0310-04 Lead ND 0.2 15 ppb

254-DF-5849-A-004-A Hallway (155) 2/9/2021 2/10/2021 A1B0310-05 Lead ND 0.2 15 ppb

254-DF-5858-A-004-A Hallway (006) 2/9/2021 2/10/2021 A1B0310-06 Lead 0.357 0.2 15 ppb

254-DF-4679-A-004-A Hallway (179) 2/9/2021 2/10/2021 A1B0310-07 Lead ND 0.2 15 ppb

254-DF-4680-A-004-A Hallway (247) 2/9/2021 2/10/2021 A1B0310-08 Lead ND 0.2 15 ppb

254-DF-4677-A-004-A Hallway (222) 2/9/2021 2/10/2021 A1B0310-09 Lead ND 0.2 15 ppb

254-DF-4673-A-004-A Hallway (190) 2/9/2021 2/10/2021 A1B0310-10 Lead ND 0.2 15 ppb
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*OHA Action Level = 15ppb
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