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232-CH-5220-A-PP02-A Hallway (17) 9/6/2019 9/11/2019 A9I0145-01 Lead 0.2 0.20 15 ppb

232-CH-5220-B-PP02-A Hallway (17) 9/6/2019 9/11/2019 A9I0145-02 Lead ND 0.20 15 ppb

232-CH-5220-C-PP02-A Hallway (17) 9/6/2019 9/11/2019 A9I0145-03 Lead ND 0.20 15 ppb

232-CH-5225-A-PP02-A Hallway (7) 9/6/2019 9/11/2019 A9I0145-04 Lead ND 0.20 15 ppb

232-CH-5225-B-PP02-A Hallway (7) 9/6/2019 9/11/2019 A9I0145-05 Lead ND 0.20 15 ppb

232-CH-5225-C-PP02-A Hallway (7) 9/6/2019 9/11/2019 A9I0145-06 Lead ND 0.20 15 ppb

232-CH-5234-A-PP02-A Hallway (3) 9/6/2019 9/11/2019 A9I0145-07 Lead ND 0.20 15 ppb

232-CH-5234-B-PP02-A Hallway (3) 9/6/2019 9/11/2019 A9I0145-08 Lead ND 0.20 15 ppb

232-CH-5234-C-PP02-A Hallway (3) 9/6/2019 9/11/2019 A9I0145-09 Lead ND 0.20 15 ppb

232-CH-5238-A-PP02-A Hallway (40 A) 9/6/2019 9/11/2019 A9I0145-10 Lead ND 0.20 15 ppb

232-CH-5238-B-PP02-A Hallway (40 A) 9/6/2019 9/11/2019 A9I0145-11 Lead ND 0.20 15 ppb

232-CH-5702-A-PP02-A Cafeteria 9/6/2019 9/11/2019 A9I0145-12 Lead ND 0.20 15 ppb

232-CH-5702-B-PP02-A Cafeteria 9/6/2019 9/11/2019 A9I0145-13 Lead ND 0.20 15 ppb
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