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244-CH-1068-A-PP04-A Hallway (16) 9/20/2019 9/24/2019 A9I0648-14 Lead 1.14 0.20 15 ppb

244-CH-1068-B-PP04-A Hallway (16) 9/20/2019 9/24/2019 A9I0648-15 Lead ND 0.20 15 ppb

244-CH-1068-C-PP04-A Hallway (16) 9/20/2019 9/24/2019 A9I0648-16 Lead 0.698 0.20 15 ppb

244-CH-1088-A-PP04-A Hallway (12) 9/20/2019 9/24/2019 A9I0648-17 Lead ND 0.20 15 ppb

244-CH-1088-B-PP04-A Hallway (12) 9/20/2019 9/24/2019 A9I0648-18 Lead ND 0.20 15 ppb

244-CH-1088-C-PP04-A Hallway (12) 9/20/2019 9/24/2019 A9I0648-19 Lead ND 0.20 15 ppb

244-CH-1094-A-PP04-A Cafeteria 9/20/2019 9/24/2019 A9I0648-20 Lead 0.864 0.20 15 ppb

244-CH-1094-B-PP04-A Cafeteria 9/20/2019 9/24/2019 A9I0648-21 Lead ND 0.20 15 ppb

244-CH-1096-A-PP04-A Hallway (1) 9/20/2019 9/24/2019 A9I0648-22 Lead ND 0.20 15 ppb

244-CH-1096-B-PP04-A Hallway (1) 9/20/2019 9/24/2019 A9I0648-23 Lead ND 0.20 15 ppb

244-CH-1096-C-PP04-A Hallway (1) 9/20/2019 9/24/2019 A9I0648-24 Lead ND 0.20 15 ppb

244-CH-1098-A-PP04-A Hallway (25) 9/20/2019 9/24/2019 A9I0648-25 Lead 0.393 0.20 15 ppb

244-CH-1098-B-PP04-A Hallway (25) 9/20/2019 9/24/2019 A9I0648-26 Lead ND 0.20 15 ppb

244-CH-1098-C-PP04-A Hallway (25) 9/20/2019 9/24/2019 A9I0648-27 Lead ND 0.20 15 ppb
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