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118-CH-3606-A-PP05-A Hallway (A-7) 9/26/2019 9/30/2019 A9I0909-46 Lead ND 0.20 15 ppb

118-CH-3606-B-PP05-A Hallway (A-7) 9/26/2019 9/30/2019 A9I0909-47 Lead ND 0.20 15 ppb

118-CH-3616-A-PP05-A Hallway (A-47) 9/26/2019 9/30/2019 A9I0909-48 Lead ND 0.20 15 ppb

118-CH-3616-B-PP05-A Hallway (A-47) 9/26/2019 9/30/2019 A9I0909-49 Lead ND 0.20 15 ppb

118-CH-3616-C-PP05-A Hallway (A-47) 9/26/2019 9/30/2019 A9I0909-50 Lead ND 0.20 15 ppb

118-CH-3628-A-PP05-A Cafeteria 9/26/2019 9/30/2019 A9I0909-51 Lead ND 0.20 15 ppb

118-CH-3628-B-PP05-A Cafeteria 9/26/2019 9/30/2019 A9I0909-52 Lead ND 0.20 15 ppb

118-CH-3628-C-PP05-A Cafeteria 9/26/2019 9/30/2019 A9I0909-53 Lead ND 0.20 15 ppb

118-CH-3640-A-PP05-A Gym (North East End) 9/26/2019 9/30/2019 A9I0909-54 Lead ND 0.20 15 ppb

118-CH-3640-B-PP05-A Gym (North East End) 9/26/2019 9/30/2019 A9I0909-55 Lead ND 0.20 15 ppb

118-CH-3640-C-PP05-A Gym (North East End) 9/26/2019 9/30/2019 A9I0909-56 Lead ND 0.20 15 ppb

118-CH-3654-A-PP05-A Hallway (B-6) 9/26/2019 9/30/2019 A9I0909-57 Lead ND 0.20 15 ppb

118-CH-3654-B-PP05-A Hallway (B-6) 9/26/2019 9/30/2019 A9I0909-58 Lead ND 0.20 15 ppb

118-CH-3661-A-PP05-A Hallway (B-38) 9/26/2019 9/30/2019 A9I0909-59 Lead ND 0.20 15 ppb

118-CH-3661-B-PP05-A Hallway (B-38) 9/26/2019 9/30/2019 A9I0909-60 Lead ND 0.20 15 ppb

118-CH-3661-C-PP05-A Hallway (B-38) 9/26/2019 9/30/2019 A9I0909-61 Lead ND 0.20 15 ppb

118-CH-3662-A-PP05-A Hallway (D-32) 9/26/2019 9/30/2019 A9I0909-62 Lead ND 0.20 15 ppb
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118-CH-3662-B-PP05-A Hallway (D-32) 9/26/2019 9/30/2019 A9I0909-63 Lead ND 0.20 15 ppb

118-CH-3662-C-PP05-A Hallway (D-32) 9/26/2019 9/30/2019 A9I0909-64 Lead ND 0.20 15 ppb

118-CH-3989-A-PP05-A Hallway (C-40) 9/26/2019 9/30/2019 A9I0909-65 Lead ND 0.20 15 ppb

118-CH-3989-B-PP05-A Hallway (C-40) 9/26/2019 9/30/2019 A9I0909-66 Lead ND 0.20 15 ppb

118-CH-3989-C-PP05-A Hallway (C-40) 9/26/2019 9/30/2019 A9I0909-67 Lead 0.396 0.20 15 ppb
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