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276-CH-1634-A-PP03-A Hallway (34) 10/18/2019 10/23/2019 A9J0747-33RE1 Lead ND 0.20 15 ppb

276-CH-1634-B-PP03-A Hallway (34) 10/18/2019 10/23/2019 A9J0747-34RE1 Lead ND 0.20 15 ppb

276-CH-1634-C-PP03-A Hallway (34) 10/18/2019 10/23/2019 A9J0747-35RE1 Lead ND 0.20 15 ppb

276-CH-1643-A-PP03-A Hallway (21F) 10/18/2019 10/23/2019 A9J0747-36RE1 Lead ND 0.20 15 ppb

276-CH-1643-B-PP03-A Hallway (21F) 10/18/2019 10/23/2019 A9J0747-37RE1 Lead ND 0.20 15 ppb

276-CH-1643-C-PP03-A Hallway (21F) 10/18/2019 10/23/2019 A9J0747-38RE1 Lead ND 0.20 15 ppb

276-CH-1733-A-PP03-A Hallway (27A) 10/18/2019 10/23/2019 A9J0747-39RE1 Lead ND 0.20 15 ppb

276-CH-1733-B-PP03-A Hallway (27A) 10/18/2019 10/23/2019 A9J0747-40RE1 Lead ND 0.20 15 ppb

276-CH-1733-C-PP03-A Hallway (27A) 10/18/2019 10/23/2019 A9J0747-41RE1 Lead ND 0.20 15 ppb

276-CH-1631-A-PP03-A Hallway (Cafeteria) 10/17/2019 10/18/2019 A9J0696-01 Lead ND 0.20 15 ppb

276-CH-1631-B-PP03-A Hallway (Cafeteria) 10/17/2019 10/18/2019 A9J0696-02 Lead ND 0.20 15 ppb

276-CH-1631-C-PP03-A Hallway (Cafeteria) 10/17/2019 10/18/2019 A9J0696-03 Lead ND 0.20 15 ppb
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