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276-CH-1634-A-PP07-A Hallway (34) 11/14/2019 11/19/2019 A9K0476-33 Lead ND 0.20 15 ppb

276-CH-1634-B-PP07-A Hallway (34) 11/14/2019 11/19/2019 A9K0476-34 Lead ND 0.20 15 ppb

276-CH-1634-C-PP07-A Hallway (34) 11/14/2019 11/19/2019 A9K0476-35 Lead ND 0.20 15 ppb

276-CH-1643-A-PP07-A Hallway (21F) 11/14/2019 11/19/2019 A9K0476-36 Lead ND 0.20 15 ppb

276-CH-1643-B-PP07-A Hallway (21F) 11/14/2019 11/19/2019 A9K0476-37 Lead ND 0.20 15 ppb

276-CH-1643-C-PP07-A Hallway (21F) 11/14/2019 11/19/2019 A9K0476-38 Lead 0.281 0.20 15 ppb

276-CH-1733-A-PP07-A Hallway (27A) 11/14/2019 11/19/2019 A9K0476-39 Lead ND 0.20 15 ppb

276-CH-1733-B-PP07-A Hallway (27A) 11/14/2019 11/19/2019 A9K0476-40 Lead ND 0.20 15 ppb

276-CH-1733-C-PP07-A Hallway (27A) 11/14/2019 11/19/2019 A9K0476-41 Lead ND 0.20 15 ppb

276-CH-1631-A-PP07-A Hallway (Cafeteria) 11/14/2019 11/19/2019 A9K0476-42 Lead 0.388 0.20 15 ppb

276-CH-1631-B-PP07-A Hallway (Cafeteria) 11/14/2019 11/19/2019 A9K0476-43 Lead ND 0.20 15 ppb

276-CH-1631-C-PP07-A Hallway (Cafeteria) 11/14/2019 11/19/2019 A9K0476-44 Lead 1.09 0.20 15 ppb
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