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158-CH-4405-A-PP01-A Hallway 100 8/21/2019 8/23/2019 A9H0692-12 Lead ND 0.20 15 ppb

158-CH-4405-B-PP01-A Hallway 100 8/21/2019 8/23/2019 A9H0692-13 Lead ND 0.20 15 ppb

158-CH-4405-C-PP01-A Hallway 100 8/21/2019 8/23/2019 A9H0692-14 Lead ND 0.20 15 ppb

158-CH-4449-A-PP01-A Hallway 207 8/21/2019 8/23/2019 A9H0692-15 Lead 0.254 0.20 15 ppb

158-CH-4449-B-PP01-A Hallway 207 8/21/2019 8/23/2019 A9H0692-16 Lead ND 0.20 15 ppb

158-CH-4449-C-PP01-A Hallway 207 8/21/2019 8/23/2019 A9H0692-17 Lead ND 0.20 15 ppb

158-CH-4443-A-PP01-A Hallway 124 8/21/2019 8/23/2019 A9H0692-18 Lead ND 0.20 15 ppb

158-CH-4443-B-PP01-A Hallway 124 8/21/2019 8/23/2019 A9H0692-19 Lead ND 0.20 15 ppb

158-CH-4443-C-PP01-A Hallway 124 8/21/2019 8/23/2019 A9H0692-20 Lead ND 0.20 15 ppb

158-CH-4417-A-PP01-A Hallway 111 8/21/2019 8/23/2019 A9H0692-21 Lead ND 0.20 15 ppb

158-CH-4417-B-PP01-A Hallway 111 8/21/2019 8/23/2019 A9H0692-22 Lead ND 0.20 15 ppb

158-CH-4417-C-PP01-A Hallway 111 8/21/2019 8/23/2019 A9H0692-23 Lead ND 0.20 15 ppb

158-CH-4424-A-PP01-A Hallway (Boiler Rm) 8/21/2019 8/23/2019 A9H0692-24 Lead ND 0.20 15 ppb

158-CH-4424-B-PP01-A Hallway (Boiler Rm) 8/21/2019 8/23/2019 A9H0692-25 Lead ND 0.20 15 ppb

158-CH-4424-C-PP01-A Hallway (Boiler Rm) 8/21/2019 8/23/2019 A9H0692-26 Lead ND 0.20 15 ppb

158-CH-4414-A-PP01-A Hallway 98 8/21/2019 8/23/2019 A9H0692-27 Lead ND 0.20 15 ppb
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158-CH-4414-B-PP01-A Hallway 98 8/21/2019 8/23/2019 A9H0692-28 Lead ND 0.20 15 ppb

158-CH-4414-C-PP01-A Hallway 99 8/21/2019 8/23/2019 A9H0692-29 Lead ND 0.20 15 ppb

*OHA Action Level = 15ppb
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