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234-1162-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

110

7/25/2018 7/26/2018 A8G0661-01 Copper 0.167 0.00200 1.3 ppm

234-1162-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

110

7/25/2018 7/26/2018 A8G0661-01 Lead 5.42 0.200 15 ppb

234-1162-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

110

7/25/2018 7/26/2018 A8G0661-02 Copper 0.104 0.00200 1.3 ppm

234-1162-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

110

7/25/2018 7/26/2018 A8G0661-02 Lead 0.960 0.200 15 ppb

234-1327-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

108

7/25/2018 7/26/2018 A8G0661-03 Copper 0.264 0.00200 1.3 ppm

234-1327-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

108

7/25/2018 7/26/2018 A8G0661-03 Lead 6.23 0.200 15 ppb

234-1327-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

108

7/25/2018 7/26/2018 A8G0661-04 Copper 0.200 0.00200 1.3 ppm

234-1327-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

108

7/25/2018 7/26/2018 A8G0661-04 Lead 1.65 0.200 15 ppb

234-1328-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

106

7/25/2018 7/26/2018 A8G0661-05 Copper 0.159 0.00200 1.3 ppm

234-1328-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

106

7/25/2018 7/26/2018 A8G0661-05 Lead 4.47 0.200 15 ppb

234-1328-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

106

7/25/2018 7/26/2018 A8G0661-06 Copper 0.204 0.00200 1.3 ppm

234-1328-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

106

7/25/2018 7/26/2018 A8G0661-06 Lead 1.59 0.200 15 ppb

234-1330-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

104

7/25/2018 7/26/2018 A8G0661-07 Copper 0.284 0.00200 1.3 ppm

234-1330-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

104

7/25/2018 7/26/2018 A8G0661-07 Lead 2.21 0.200 15 ppb

234-1330-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

104

7/25/2018 7/26/2018 A8G0661-08 Copper 0.392 0.00200 1.3 ppm

234-1330-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

104

7/25/2018 7/26/2018 A8G0661-08 Lead 0.840 0.200 15 ppb

234-1332-N/A-001-A Classroom Sink Bubbler - Classroom 100 7/25/2018 7/26/2018 A8G0661-09 Copper 0.244 0.00200 1.3 ppm

234-1332-N/A-001-A Classroom Sink Bubbler - Classroom 100 7/25/2018 7/26/2018 A8G0661-09 Lead 4.36 0.200 15 ppb

234-1332-N/A-001-B Classroom Sink Bubbler - Classroom 100 7/25/2018 7/26/2018 A8G0661-10 Copper 0.553 0.00200 1.3 ppm
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234-1332-N/A-001-B Classroom Sink Bubbler - Classroom 100 7/25/2018 7/26/2018 A8G0661-10 Lead 0.690 0.200 15 ppb

234-1333-N/A-001-A Classroom Sink Bubbler - Classroom 101 7/25/2018 7/26/2018 A8G0661-11 Copper 0.464 0.00200 1.3 ppm

234-1333-N/A-001-A Classroom Sink Bubbler - Classroom 101 7/25/2018 7/26/2018 A8G0661-11 Lead 3.86 0.200 15 ppb

234-1333-N/A-001-B Classroom Sink Bubbler - Classroom 101 7/25/2018 7/26/2018 A8G0661-12 Copper 0.427 0.00200 1.3 ppm

234-1333-N/A-001-B Classroom Sink Bubbler - Classroom 101 7/25/2018 7/26/2018 A8G0661-12 Lead 1.66 0.200 15 ppb

234-1331-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

103

7/25/2018 7/26/2018 A8G0661-13 Copper 0.230 0.00200 1.3 ppm

234-1331-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

103

7/25/2018 7/26/2018 A8G0661-13 Lead 2.85 0.200 15 ppb

234-1331-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

103

7/25/2018 7/26/2018 A8G0661-14 Copper 0.496 0.00200 1.3 ppm

234-1331-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

103

7/25/2018 7/26/2018 A8G0661-14 Lead 0.660 0.200 15 ppb

234-1329-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

105

7/25/2018 7/26/2018 A8G0661-15 Copper 0.209 0.00200 1.3 ppm

234-1329-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

105

7/25/2018 7/26/2018 A8G0661-15 Lead 4.74 0.200 15 ppb

234-1329-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

105

7/25/2018 7/26/2018 A8G0661-16 Copper 0.290 0.00200 1.3 ppm

234-1329-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

105

7/25/2018 7/26/2018 A8G0661-16 Lead 0.686 0.200 15 ppb

234-1326-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

107

7/25/2018 7/27/2018 A8G0661-17RE1 Copper 0.137 0.00200 1.3 ppm

234-1326-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

107

7/25/2018 7/26/2018 A8G0661-17 Lead 2.15 0.200 15 ppb

234-1326-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

107

7/25/2018 7/27/2018 A8G0661-18RE1 Copper 0.193 0.00200 1.3 ppm

234-1326-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

107

7/25/2018 7/26/2018 A8G0661-18 Lead 0.700 0.200 15 ppb

234-1325-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

109

7/25/2018 7/27/2018 A8G0661-19RE1 Copper 0.0986 0.00200 1.3 ppm

234-1325-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

109

7/25/2018 7/26/2018 A8G0661-19 Lead 5.25 0.200 15 ppb

234-1325-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

109

7/25/2018 7/27/2018 A8G0661-20RE1 Copper 0.115 0.00200 1.3 ppm

234-1325-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

109

7/25/2018 7/26/2018 A8G0661-20 Lead 0.715 0.200 15 ppb

234-1158-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

114

7/25/2018 7/26/2018 A8G0661-21 Copper 0.227 0.00200 1.3 ppm

234-1158-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

114

7/25/2018 7/26/2018 A8G0661-21 Lead 8.76 0.200 15 ppb
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234-1158-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

114

7/25/2018 7/26/2018 A8G0661-22 Copper 0.457 0.00200 1.3 ppm

234-1158-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

114

7/25/2018 7/26/2018 A8G0661-22 Lead 0.915 0.200 15 ppb

234-1159-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

113

7/25/2018 7/26/2018 A8G0661-23 Copper 0.233 0.00200 1.3 ppm

234-1159-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

113

7/25/2018 7/26/2018 A8G0661-23 Lead 10.2 0.200 15 ppb

234-1159-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

113

7/25/2018 7/26/2018 A8G0661-24 Copper 0.367 0.00200 1.3 ppm

234-1159-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

113

7/25/2018 7/26/2018 A8G0661-24 Lead 1.15 0.200 15 ppb

234-1160-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

112

7/25/2018 7/27/2018 A8G0661-25RE1 Copper 0.262 0.00200 1.3 ppm

234-1160-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

112

7/25/2018 7/26/2018 A8G0661-25 Lead 3.72 0.200 15 ppb

234-1160-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

112

7/25/2018 7/27/2018 A8G0661-26RE1 Copper 0.573 0.0100 1.3 ppm

234-1160-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

112

7/25/2018 7/26/2018 A8G0661-26 Lead 0.894 0.200 15 ppb

234-1161-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

111

7/25/2018 7/27/2018 A8G0661-27RE1 Copper 0.258 0.00200 1.3 ppm

234-1161-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

111

7/25/2018 7/26/2018 A8G0661-27 Lead 2.83 0.200 15 ppb

234-1161-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

111

7/25/2018 7/27/2018 A8G0661-28RE1 Copper 0.620 0.0100 1.3 ppm

234-1161-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

111

7/25/2018 7/26/2018 A8G0661-28 Lead 0.661 0.200 15 ppb

234-1157-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

116

7/25/2018 7/27/2018 A8G0661-29RE1 Copper 0.117 0.00200 1.3 ppm

234-1157-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

116

7/25/2018 7/26/2018 A8G0661-29 Lead 6.43 0.200 15 ppb

234-1157-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

116

7/25/2018 7/27/2018 A8G0661-30RE1 Copper 0.243 0.00200 1.3 ppm

234-1157-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

116

7/25/2018 7/26/2018 A8G0661-30 Lead 0.944 0.200 15 ppb

234-1155-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

118

7/25/2018 7/27/2018 A8G0661-31RE1 Copper 0.147 0.00200 1.3 ppm

234-1155-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

118

7/25/2018 7/26/2018 A8G0661-31 Lead 3.82 0.200 15 ppb

234-1155-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

118

7/25/2018 7/27/2018 A8G0661-32RE1 Copper 0.224 0.00200 1.3 ppm

234-1155-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

118

7/25/2018 7/26/2018 A8G0661-32 Lead 0.892 0.200 15 ppb

*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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234-1154-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

120

7/25/2018 7/27/2018 A8G0661-33RE1 Copper 0.112 0.00200 1.3 ppm

234-1154-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

120

7/25/2018 7/26/2018 A8G0661-33 Lead 2.82 0.200 15 ppb

234-1154-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

120

7/25/2018 7/27/2018 A8G0661-34RE1 Copper 0.209 0.00200 1.3 ppm

234-1154-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

120

7/25/2018 7/26/2018 A8G0661-34 Lead 0.677 0.200 15 ppb

234-1152-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

121

7/25/2018 7/27/2018 A8G0661-35RE1 Copper 0.523 0.0100 1.3 ppm

234-1152-N/A-001-A Drinking Fountain (Porcelain) - Classroom 

121

7/25/2018 7/26/2018 A8G0661-35 Lead 2.22 0.200 15 ppb

234-1152-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

121

7/25/2018 7/27/2018 A8G0661-36RE1 Copper 0.777 0.0100 1.3 ppm

234-1152-N/A-001-B Drinking Fountain (Porcelain) - Classroom 

121

7/25/2018 7/26/2018 A8G0661-36 Lead 0.765 0.200 15 ppb

234-1148-N/A-001-A Classroom Sink Bubbler - Classroom 125 7/25/2018 7/27/2018 A8G0661-37RE1 Copper 0.562 0.0100 1.3 ppm

234-1148-N/A-001-A Classroom Sink Bubbler - Classroom 125 7/25/2018 7/26/2018 A8G0661-37 Lead 2.31 0.200 15 ppb

234-1148-N/A-001-B Classroom Sink Bubbler - Classroom 125 7/25/2018 7/27/2018 A8G0661-38RE1 Copper 0.611 0.0100 1.3 ppm

234-1148-N/A-001-B Classroom Sink Bubbler - Classroom 125 7/25/2018 7/26/2018 A8G0661-38 Lead 0.471 0.200 15 ppb

234-1151-N/A-001-A Classroom Sink Bubbler - Music Room 127 7/25/2018 7/27/2018 A8G0661-39RE1 Copper 0.509 0.0100 1.3 ppm

234-1151-N/A-001-A Classroom Sink Bubbler - Music Room 127 7/25/2018 7/26/2018 A8G0661-39 Lead 4.07 0.200 15 ppb

234-1151-N/A-001-B Classroom Sink Bubbler - Music Room 127 7/25/2018 7/27/2018 A8G0661-40RE1 Copper 0.589 0.0100 1.3 ppm

234-1151-N/A-001-B Classroom Sink Bubbler - Music Room 127 7/25/2018 7/26/2018 A8G0661-40 Lead 0.885 0.200 15 ppb

*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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