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234-1147-NA-001-A Faucet - Classroom 165 9/11/2018 9/13/2018 A8I0237-01 Copper 0.120 0.00200 1.3 ppm

234-1147-NA-001-A Faucet - Classroom 165 9/11/2018 9/13/2018 A8I0237-01 Lead 2.54 0.200 15 ppb

234-1147-NA-001-B Faucet - Classroom 165 9/11/2018 9/13/2018 A8I0237-02 Copper 0.0182 0.00200 1.3 ppm

234-1147-NA-001-B Faucet - Classroom 165 9/11/2018 9/13/2018 A8I0237-02 Lead 0.379 0.200 15 ppb

234-1150-NA-001-A Drinking Fountain (Porcelain) - Classroom 124/164 9/11/2018 9/13/2018 A8I0237-03 Copper 0.0836 0.00200 1.3 ppm

234-1150-NA-001-A Drinking Fountain (Porcelain) - Classroom 124/164 9/11/2018 9/13/2018 A8I0237-03 Lead 7.28 0.200 15 ppb

234-1150-NA-001-B Drinking Fountain (Porcelain) - Classroom 124/164 9/11/2018 9/13/2018 A8I0237-04 Copper 0.0552 0.00200 1.3 ppm

234-1150-NA-001-B Drinking Fountain (Porcelain) - Classroom 124/164 9/11/2018 9/13/2018 A8I0237-04 Lead 4.69 0.200 15 ppb

234-1149-NA-001-A Sink Bubbler - Classroom 125 9/11/2018 9/13/2018 A8I0237-05 Copper 0.612 0.00200 1.3 ppm

234-1149-NA-001-A Sink Bubbler - Classroom 125 9/11/2018 9/13/2018 A8I0237-05 Lead 4.34 0.200 15 ppb

234-1149-NA-001-B Sink Bubbler - Classroom 125 9/11/2018 9/13/2018 A8I0237-06 Copper 0.684 0.00200 1.3 ppm

234-1149-NA-001-B Sink Bubbler - Classroom 125 9/11/2018 9/13/2018 A8I0237-06 Lead 1.05 0.200 15 ppb

234-1153-NA-001-A Drinking Fountain (Porcelain) - Classroom 119 9/11/2018 9/13/2018 A8I0237-07 Copper 0.0815 0.00200 1.3 ppm

234-1153-NA-001-A Drinking Fountain (Porcelain) - Classroom 119 9/11/2018 9/13/2018 A8I0237-07 Lead 7.50 0.200 15 ppb

234-1153-NA-001-B Drinking Fountain (Porcelain) - Classroom 119 9/11/2018 9/13/2018 A8I0237-08 Copper 0.143 0.00200 1.3 ppm

234-1153-NA-001-B Drinking Fountain (Porcelain) - Classroom 119 9/11/2018 9/13/2018 A8I0237-08 Lead 0.688 0.200 15 ppb

234-1156-NA-001-A Drinking Fountain (Porcelain) - Classroom 115 9/11/2018 9/13/2018 A8I0237-09 Copper 0.155 0.00200 1.3 ppm

234-1156-NA-001-A Drinking Fountain (Porcelain) - Classroom 115 9/11/2018 9/13/2018 A8I0237-09 Lead 5.35 0.200 15 ppb

234-1156-NA-001-B Drinking Fountain (Porcelain) - Classroom 115 9/11/2018 9/13/2018 A8I0237-10 Copper 0.168 0.00200 1.3 ppm

234-1156-NA-001-B Drinking Fountain (Porcelain) - Classroom 115 9/11/2018 9/13/2018 A8I0237-10 Lead 2.10 0.200 15 ppb

234-1141-NA-001-A Sink Bubbler - Gym 9/11/2018 9/13/2018 A8I0237-11 Copper 0.241 0.00200 1.3 ppm

234-1141-NA-001-A Sink Bubbler - Gym 9/11/2018 9/13/2018 A8I0237-11 Lead 10.7 0.200 15 ppb

234-1141-NA-001-B Sink Bubbler - Gym 9/11/2018 9/13/2018 A8I0237-12 Copper 0.0389 0.00200 1.3 ppm

234-1141-NA-001-B Sink Bubbler - Gym 9/11/2018 9/13/2018 A8I0237-12 Lead 2.05 0.200 15 ppb
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