
Sample Identification # Location
Date/Time 

Collected
Date Analyzed Lab ID Analyte Results

Detection 

Limit

PPS 

Action Level*
Units

102-CH-5756-A-004-A
Staff Room (2nd Floor Print 

Room)
10/24/2019 10/28/2019 A9J0934-44 Lead 2.54 0.20 15 ppb

Portland Public Schools

Lead Water Sampling Results

Initial Flush Sample Data

Blanchard Education Service Center (BESC) - Test 4

*OHA Action Level = 15ppb
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