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174-CH1865-A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-01 Copper 0.0841 0.00200 1.3 ppm

174-CH1865-A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-01 Lead 10.2 0.200 15 ppb

174-CH1865-A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-02 Copper 0.0683 0.00200 1.3 ppm

174-CH1865-A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-02 Lead 6.36 0.200 15 ppb

174-CH1865-B-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-03 Copper 0.0728 0.00200 1.3 ppm

174-CH1865-B-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-03 Lead 4.12 0.200 15 ppb

174-CH1865-B-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-04 Copper 0.0560 0.00200 1.3 ppm

174-CH1865-B-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-04 Lead 2.01 0.200 15 ppb

174-CH1866-A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-09 Copper 0.0390 0.00200 1.3 ppm

174-CH1866-A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-09 Lead 9.77 0.200 15 ppb

174-CH1866-A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-10 Copper 0.00301 0.00200 1.3 ppm

174-CH1866-A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-10 Lead 1.46 0.200 15 ppb

174-CH1866-B-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-11 Copper 0.0179 0.00200 1.3 ppm

174-CH1866-B-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-11 Lead 2.44 0.200 15 ppb

174-CH1866-B-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-12 Copper 0.00311 0.00200 1.3 ppm

174-CH1866-B-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-12 Lead 1.09 0.200 15 ppb
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174-CH2004-N/A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-05 Copper 0.0208 0.00200 1.3 ppm

174-CH2004-N/A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-05 Lead 16.2 0.200 15 ppb

174-CH2004-N/A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-06 Copper 0.00315 0.00200 1.3 ppm

174-CH2004-N/A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-06 Lead 5.12 0.200 15 ppb

174-CH2005-N/A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-07 Copper 0.0308 0.00200 1.3 ppm

174-CH2005-N/A-003-A Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-07 Lead 5.11 0.200 15 ppb

174-CH2005-N/A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-08 Copper 0.00271 0.00200 1.3 ppm

174-CH2005-N/A-003-B Hallway Bubbler 11/8/2018 11/12/2018 A8K0286-08 Lead 5.57 0.200 15 ppb

*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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Text Box
Results highlighted indicate a value at or above the PPS Action Level and that the fixture is under further review.  During review, the highlighted fixture(s) will remain out of service. 


