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254-4673-NA-001-A Drinking Fountain (Stainless) - Near 190 11/9/2018 11/13/2018 A8K0327-01 Copper 0.598 0.00200 1.3 ppm

254-4673-NA-001-A Drinking Fountain (Stainless) - Near 190 11/9/2018 11/13/2018 A8K0327-01 Lead 24.3 0.200 15 ppb

254-4673-NA-001-B Drinking Fountain (Stainless) - Near 190 11/9/2018 11/13/2018 A8K0327-02 Copper 0.205 0.00200 1.3 ppm

254-4673-NA-001-B Drinking Fountain (Stainless) - Near 190 11/9/2018 11/13/2018 A8K0327-02 Lead 2.56 0.200 15 ppb

254-4677-NA-001-A Bubbler - Near 222 11/9/2018 11/13/2018 A8K0327-03 Copper 0.452 0.00200 1.3 ppm

254-4677-NA-001-A Bubbler - Near 222 11/9/2018 11/13/2018 A8K0327-03 Lead 4.14 0.200 15 ppb

254-4677-NA-001-B Bubbler - Near 222 11/9/2018 11/13/2018 A8K0327-04 Copper 0.360 0.00200 1.3 ppm

254-4677-NA-001-B Bubbler - Near 222 11/9/2018 11/13/2018 A8K0327-04 Lead 0.762 0.200 15 ppb

254-4688-NA-001-A Sink Bubbler - Classroom 214 11/9/2018 11/13/2018 A8K0327-05 Copper 0.571 0.00200 1.3 ppm

254-4688-NA-001-A Sink Bubbler - Classroom 214 11/9/2018 11/13/2018 A8K0327-05 Lead 28.8 0.200 15 ppb

254-4688-NA-001-B Sink Bubbler - Classroom 214 11/9/2018 11/13/2018 A8K0327-06 Copper 0.514 0.00200 1.3 ppm

254-4688-NA-001-B Sink Bubbler - Classroom 214 11/9/2018 11/13/2018 A8K0327-06 Lead 4.84 0.200 15 ppb
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*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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Text Box
Results highlighted indicate a value at or above the PPS Action Level and that the fixture is under further review.  During review, the highlighted fixture(s) will remain out of service. 


