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290-CH1265-N/A-003-A Classroom 6 4/5/2019 4/16/2019 A9D0316-01 Lead 2.43 0.20 15 ppb

290-CH1237-N/A-003-A Classroom 22 4/5/2019 4/16/2019 A9D0316-03 Lead 0.53 0.20 15 ppb

290-CH1229-N/A-003-A Classroom 20 4/5/2019 4/16/2019 A9D0316-05 Lead 0.464 0.20 15 ppb

290-CH1231-N/A-003-A Classroom 19 4/5/2019 4/16/2019 A9D0316-07 Lead ND 0.20 15 ppb

290-CH1239-N/A-003-A Classroom 16 4/5/2019 4/16/2019 A9D0316-09 Lead 0.325 0.20 15 ppb

290-CH1233-N/A-003-A Classroom 12 4/5/2019 4/16/2019 A9D0316-11 Lead 5.16 0.20 15 ppb

Portland Public Schools

Lead Water Sampling Results

Initial Flush Sample Data

Whitman Elementary School - Test 3

*OHA Action Level = 15ppb
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