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239-CH1136-NA-002-A Classroom 11 10/3/2018 10/5/2018 A8J0116-11 Copper 0.00616 0.00200 1.3 ppm

239-CH1136-NA-002-A Classroom 11 10/3/2018 9/18/2018 A8J0116-11 Lead 23.9 0.200 15 ppb

239-CH1136-NA-002-B Classroom 11 10/3/2018 9/18/2018 A8J0116-12 Copper 0.00291 0.00200 1.3 ppm

239-CH1136-NA-002-B Classroom 11 10/3/2018 9/18/2018 A8J0116-12 Lead 4.55 0.200 15 ppb

239-CH1137-NA-002-A Classroom 9 10/3/2018 9/18/2018 A8J0116-07 Copper 0.00569 0.00200 1.3 ppm

239-CH1137-NA-002-A Classroom 9 10/3/2018 9/18/2018 A8J0116-07 Lead 14.1 0.200 15 ppb

239-CH1137-NA-002-B Classroom 9 10/3/2018 9/18/2018 A8J0116-08 Copper 0.00255 0.00200 1.3 ppm

239-CH1137-NA-002-B Classroom 9 10/3/2018 9/18/2018 A8J0116-08 Lead 4.18 0.200 15 ppb

239-CH1139-NA-002-A Classroom 10 10/3/2018 9/18/2018 A8J0116-09 Copper 0.00904 0.00200 1.3 ppm

239-CH1139-NA-002-A Classroom 10 10/3/2018 9/18/2018 A8J0116-09 Lead 9.82 0.200 15 ppb

239-CH1139-NA-002-B Classroom 10 10/3/2018 9/18/2018 A8J0116-10 Copper 0.00230 0.00200 1.3 ppm

239-CH1139-NA-002-B Classroom 10 10/3/2018 9/18/2018 A8J0116-10 Lead 4.63 0.200 15 ppb

239-CH1140-NA-002-A Portable 1 10/3/2018 9/18/2018 A8J0116-21 Copper ND 0.00200 1.3 ppm

239-CH1140-NA-002-A Portable 1 10/3/2018 9/18/2018 A8J0116-21 Lead 2.55 0.200 15 ppb

239-CH1140-NA-002-B Portable 1 10/3/2018 9/18/2018 A8J0116-22 Copper ND 0.00200 1.3 ppm

239-CH1140-NA-002-B Portable 1 10/3/2018 9/18/2018 A8J0116-22 Lead 0.539 0.200 15 ppb
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239-CH1373-A-002-A Hallway 7/8 10/3/2018 9/18/2018 A8J0116-17 Copper 0.0352 0.00200 1.3 ppm

239-CH1373-A-002-A Hallway 7/8 10/3/2018 9/18/2018 A8J0116-17 Lead 16.3 0.200 15 ppb

239-CH1373-A-002-B Hallway 7/8 10/3/2018 9/18/2018 A8J0116-18 Copper 0.00323 0.00200 1.3 ppm

239-CH1373-A-002-B Hallway 7/8 10/3/2018 9/18/2018 A8J0116-18 Lead 3.61 0.200 15 ppb

239-CH1373-B-002-A Hallway 7/8 10/3/2018 A8J0116-19 Copper 0.163 0.00200 1.3 ppm

239-CH1373-B-002-A Hallway 7/8 10/3/2018 A8J0116-19 Lead 25.0 0.200 15 ppb

239-CH1373-B-002-B Hallway 7/8 10/3/2018 A8J0116-20 Copper 0.00493 0.00200 1.3 ppm

239-CH1373-B-002-B Hallway 7/8 10/3/2018 A8J0116-20 Lead 8.33 0.200 15 ppb

239-CH1375-A-002-A Kitchen 10/3/2018 A8J0116-01 Copper 0.105 0.00200 1.3 ppm

239-CH1375-A-002-A Kitchen 10/3/2018 A8J0116-01 Lead 12.4 0.200 15 ppb

239-CH1375-A-002-B Kitchen 10/3/2018 A8J0116-02 Copper 0.0130 0.00200 1.3 ppm

239-CH1375-A-002-B Kitchen 10/3/2018 A8J0116-02 Lead 2.03 0.200 15 ppb

239-CH1375-B-002-A Kitchen 10/3/2018 A8J0116-03 Copper 0.0317 0.00200 1.3 ppm

239-CH1375-B-002-A Kitchen 10/3/2018 A8J0116-03 Lead 3.02 0.200 15 ppb

239-CH1375-B-002-B Kitchen 10/3/2018 A8J0116-04 Copper 0.00785 0.00200 1.3 ppm

239-CH1375-B-002-B Kitchen 10/3/2018 A8J0116-04 Lead 1.11 0.200 15 ppb

239-CH1376-A-002-A Hallway 21 10/3/2018 A8J0116-13 Copper 0.0756 0.00200 1.3 ppm

239-CH1376-A-002-A Hallway 21 10/3/2018 A8J0116-13 Lead 18.3 0.200 15 ppb

239-CH1376-A-002-B Hallway 21 10/3/2018 A8J0116-14 Copper 0.00264 0.00200 1.3 ppm

239-CH1376-A-002-B Hallway 21 10/3/2018 A8J0116-14 Lead 1.78 0.200 15 ppb

*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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239-CH1376-B-002-A Hallway 21 10/3/2018 A8J0116-15 Copper 0.0375 0.00200 1.3 ppm

239-CH1376-B-002-A Hallway 21 10/3/2018 A8J0116-15 Lead 6.73 0.200 15 ppb

239-CH1376-B-002-B Hallway 21 10/3/2018 A8J0116-16 Copper 0.00397 0.00200 1.3 ppm

239-CH1376-B-002-B Hallway 21 10/3/2018 A8J0116-16 Lead 7.88 0.200 15 ppb

239-CH1377-NA-002-A Classroom 8 10/3/2018 A8J0116-05 Copper 0.00418 0.00200 1.3 ppm

239-CH1377-NA-002-A Classroom 8 10/3/2018 A8J0116-05 Lead 8.19 0.200 15 ppb

239-CH1377-NA-002-B Classroom 8 10/3/2018 A8J0116-06 Copper 0.00271 0.00200 1.3 ppm

239-CH1377-NA-002-B Classroom 8 10/3/2018 A8J0116-06 Lead 1.02 0.200 15 ppb

*EPA action level for lead is 20 ppb and 1.3 ppm for copper    
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Text Box
Results highlighted indicate a value at or above the PPS Action Level and that the fixture is under further review.  During review, the highlighted fixture(s) will remain out of service. 


