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VENTURA UNIFIED SCHOOL DISTRICT  
 

BID ADDENDUM NO. 1           ISSUED 3/21/2025 
 

TO THE CONTRACT DOCUMENTS, SPECIFICATIONS AND PLANS 
FOR VENTURA UNIFIED SCHOOL DISTRICT 

 
PORTABLE TEAM ROOM 
VENTURA HIGH SCHOOL 

PROJECT NO. E12-25 
 

THE BIDDER SHALL CERTIFY ON THE BID FORM THAT THE INFORMATION CONTAINED 
IN THIS BID ADDENDUM WAS RECEIVED. 
 

 
 

BID DUE DATE:  Friday, March 28st by 1:00 pm 
 

The following additions, modifications, corrections, deletions and clarifications are hereby made 
to the Contract Documents of the subject Project and constitute Addendum Number 1.  This 
Addendum is hereby incorporated into the contract documents by reference. 

 

I.  GENERAL INFORMATION 

A.   Contract Documents  

No change. 
 

 
II. REVISED SPECIFICATIONS AND DRAWINGS 

A.  Specifications – All Projects  

No change. 
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B.  Drawings  
Item 1 Paint updates –  

A-2.1 – minor clarifications and adjustments and a new painted logo approach 
Item 2 Accessible path updates –  

A-2.2 Included note for removal and reinstallation of existing bicycle parking. 
Clarification of keynote 02-01. 

Item 3 Electrical existing infrastructure updates – 
 E-100, E-200 - Updated electrical site plan to reflect site infrastructure updates related 

to scoreboard project. 
 

---- REVISED DOCUMENTS ATTACHED. ---- 
 

END OF BID ADDENDUM NO. 1           ISSUED 3/21/2025 
 

III. RESPONSES TO REQUESTS FOR INFORMATION 

No. QUESTION RESPONSE RESPONSE 
BY 

1. Is pre-qualification required for 
subcontractors? 

Prequalification is required for the Class B 
License Contractor only. No 
prequalification of MEP subcontractors 
will be required for this project. 

VUSD 

2. Is there a soils report available for 
the Ventura High School Portable 
Team Room and Site Work project? 

A soils report was not prepared for this 
project and is judged not to be relevant to 
the project scope. 

VUSD 
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DSA SUBMITTAL

2 N CATALINA STREET,
VENTURA, CA 93001
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DISTRICT

01/15/2025

CY

TC

DSA SUBMITTAL

2 N CATALINA STREET,
VENTURA, CA 93001

No. Description Date

1 BID ADD 01 03-21-2025

1/4" = 1'-0"RAILING RETROFIT ELEVATION 9

1" = 10'-0"SITE PLAN - OVERALL ACCESSIBLE PATH MODIFICATIONS 4

1/2" = 1'-0" 18SITE PLAN - RAMP AND RAIL 1 1/2" = 1'-0" 20GUARD RAIL RETROFIT

N
O

R
T

H

1 1/2" = 1'-0"REPLACEMENT RAIL AND RAMP 16

02-01 P.I.P. (E) ASPHALT AND STRIPING, SITE CONTRACTOR RESTRIPE

02-04 P.I.P. (E) DETECTABLE WARNING

02-10 P.I.P. (E) GATE

02-26 SITE CONTRACTOR REMOVE (E) BICYCLE PARKING, PROTECT AND REINSTALL

02-36 REMOVE (E) ACCESSIBLE PATH STRIPING

02-45 (E) ELECTRICAL LINE

02-47 (E) COMM LINE

02-48 P.I.P. (E) HANDRAIL AND CONCRETE WALL, TYP.

03-04 SITE CONTRACTOR CONSTRUCT 6" HIGH CONC. CURB

05-03 SITE CONTRACTOR REMOVE (E) HANDRAIL EXTENSION AND PATCH POST AT
ATTACHMENT POINT, GRIND SMOOTH AND TOUCH UP GALVANIZATION

05-04 SITE CONTRACTOR REMOVE (E) HANDRAIL ANCHORAGE POINT AND PATCH (E)
CONCRETE WALL

05-05 SITE CONTRACTOR REMOVE (E) HANDRAIL AND PROVIDE NEW AT SLOPE
MATCHING NEW WALK, WELD TO (E), GRIND SMOOTH AND REPAIR
GALVANIZATION

05-06 SITE CONTRACTOR TOUCH UP COLD GALVANIZED JOINTS ON EXISTING
GALVANIZED RAILINGS

05-07 SITE CONTRACTOR SAWCUT AND REMOVE (E) RALING AND STANCHIONS AND
6" CONCRETE CURB.

05-08 SITE CONTRACTOR RESTORE CONTINUOUS CONNECTION BETWEEN NEW RAIL
AND (E) RAIL. SITE CONTRACTOR RESTORE CONTINUOUS CONNECTION
BETWEEN NEW RAIL AND (E) HAND RAIL.

06-02 SITE CONTRACTOR PROVIDE FRP GUARD RAIL

32-02 SITE CONTRACTOR PROVIDE BOLLARD, TYP. REF. CIVIL

32-04 SITE CONTRATOR PROVIDE DETECTABLE WARNING, REF. DETAIL 19/A-1.2

32-13 SITE CONTRACTOR SAWCUT AND REMOVE (E) CONCRETE AND REPLACE WITH
NEW ACCESSIBLE CONCRETE, REF. CIVIL

32-14 SITE CONTRACTOR STRIPE ACCESSIBLE AISLE BLUE.

KEYNOTE LIST

NORTH

1 1/2" = 1'-0" 11REPLACEMENT CONCRETE WALK 1/2" = 1'-0" 10SITE PLAN - LANDING AND RAIL

1
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