
 
 
 
August 1, 2025 
 
Mr. Russ Costa  
Seaford Union Free School District 
Administrative Building 
1600 Washington Avenue 
Seaford, New York 11783 
 
Re: Lead Testing in School Drinking Water 
 Remedial Action Plan 
 2023-2025 Compliance 10 NYCRR Subpart 67-4 

 
JCB#: 22-53407 
 
Dear Mr. Costa:  
 
J.C. Broderick & Associates, Inc. (JCB) was retained to perform lead testing and analysis of the outlets which service the 
above referenced school district in accordance with 10 NYCRR Subpart 67-4 (Subpart 67-4). 
 
The outlets servicing each of the school buildings were inventoried and assigned unique identification numbers. The use 
and location of each outlet was reviewed to determine its applicability for testing under Subpart 67-4.  
 
An initial first-draw sample was collected from each applicable outlet after the minimum 8-hour stagnation period. 
Samples were logged into a chain of custody document and delivered to an Environmental Laboratory Approval Program 
(ELAP) accredited laboratory for analysis. 
 
Results from the laboratory analysis were compared with the Action Level as defined by Subpart 67-4 of 5 parts per 
billion (ppb). Any outlet which exceeded this level requires a remediation action plan be implemented (i.e. removal from 
service, placarding for non-drinking uses). Outlets which did not exceed the action level do not require further testing or 
remediation. 
 
Please see the following attachments which detail the sampling and analysis performed and remediation actions taken to 
date. 
 
Attachment 1: Lead in Water Remediation Plan 
Attachment 2: Outlet Inventory and Lead Testing Results 
Attachment 3: Laboratory Analytical Reports 
Attachment 4: Laboratory Certifications 
 
If you have any questions, or if more information is needed, please contact our office. 
Sincerely, 
Paul J. Fazio 
Paul J. Fazio 
J.C. BRODERICK & ASSOCIATES, INC.  



J.C. Broderick & Associates, Inc.
Environmental Consulting & Testing 

1775 Expressway Drive North  
Hauppauge, New York 11788 
631.584.5492 fax 631.584.3395 

Attachment 1:

Lead in Water 
Remediation Plan



Lead in Water RemediaƟon Plan 

SecƟon 67‐4.4 Response of the New York State Department of Health (NYS DOH) Title 10 of the Official 

CompilaƟon of the Codes, Rules and RegulaƟons of the State of New York requires: 

 

If the lead concentra on of water at an outlet exceeds the ac on level, the school shall:  

(a) prohibit use of the outlet un l:   

(1) a lead remedia on plan is implemented to mi gate the lead level of such outlet; and   

(2) test results indicate that the lead levels are at or below the ac on level; 

 

As historical sampling results have indicated, the concentraƟons of lead are more likely aƩributable to the 

individual fixtures and/or their immediately adjoining plumbing, and not with the building‐wide plumbing. 

Based upon this informaƟon, the following remedial steps are recommended: 

Step 1A: Potable Outlets (Outlets intended to be used for drinking/cooking) 

Immediately remove the fixture from service. If necessary, provide an adequate supply of potable water for drinking/cooking to 

this locaƟon at no cost to the occupants.  If an outlet is seldomly used or is unnecessary, the district may consider permanent 

removal of the outlet and capping of its supply line. 

Step 1B: Non‐Potable Outlets (Outlets not intended for drinking/cooking) 

See Step 1A OR Placard the outlet for non‐drinking use. Signs must be clearly visible and in close proximity to the affected outlet. 

Example signage is provided at: hƩps://www.health.ny.gov/environmental/water/drinking/lead/docs/donotdrinksigns_lead .pdf.  

Step 2: Service & Repair or Outlet Replacement 

The school district’s plumber should evaluate the outlet to determine if any components require service or repair. Depending on 

the extent of service/repair necessary, age of the fixture, and or overall costs, the district may consider replacing the outlet 

enƟrely.  Any newly installed components shall be cerƟfied lead free. (i.e. NSF/ANSI 61, NSF/ANSI‐273). If servicing involves 

installing/replacing a point‐of‐use filtraƟon system,  this filter shall be cerƟfied for its lead reducƟon capability (i.e.  NSF/ANSI 53). 

Follow all manufacturer’s instrucƟons for all component installaƟons. OUTLET RESTRICTIONS MUST REMAIN IN PLACE UNTIL 

SATISFACTORY TEST RESULTS ARE RECEIVED. See Step 3.  

Step 3: RetesƟng & Return to Service 

Schedule a retest of the outlet. Outlet restricƟons must remain in place unƟl lead tesƟng results at or below the acƟon level are 

received. Once saƟsfactory results are received, the outlet may be returned to normal service. Note: It is recommended that    

“Do Not Drink” signage remain in place for all non‐potable and non‐applicable outlet types. 



J.C. Broderick & Associates, Inc.
Environmental Consulting & Testing 

1775 Expressway Drive North  
Hauppauge, New York 11788 
631.584.5492 fax 631.584.3395 

Attachment 2:

Outlet Inventory and 
Lead Testing Results



J. C. BRODERICK AND ASSOCIATES, INC.

1775 Expressway North Hauppauge, NY 11788

TEL: (631) 584-5492 FAX: (631) 584-3395
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Laboratory Lead  in Water Results
JCB #: 22-53407

Seaford Union Free School District

Outlet
 Number

Space 
ID

Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)

Outlet Type
Potable/

Applicable/
RFI

Room Name

Post
Remediation

Sample 
Date

Post
Remediation

Result
 (ppb)

Seaford High School

Non-ApplicableSUFSD-
0001

1018 Placarded for Non-Drinking UseHand Wash OnlyMaintenance Room

Non-ApplicableSUFSD-
0002

1018 Placarded for Non-Drinking UseHand Wash OnlyMaintenance Room

Non-ApplicableSUFSD-
0003

1018 Placarded for Non-Drinking UseHand Wash OnlyMaintenance Room

Non-ApplicableSUFSD-
0004

1018 Placarded for Non-Drinking UseHose BibMaintenance Room

Non-ApplicableSUFSD-
0005

1018A Placarded for Non-Drinking UseBathroom FaucetMaintenance Room Bathroom

PotableSUFSD-
0006

1018 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/11/2025Maintenance Room OOS

PotableSUFSD-
0007

1018 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/11/2025Maintenance Room OOS

PotableSUFSD-
0008

1023 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Wrestling Room OOS

PotableSUFSD-
0009

2208 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Auditorium OOS

Non-ApplicableSUFSD-
0010

2211 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0011

2210 Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

Non-ApplicableSUFSD-
0012

2209 Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0016

2201 Placarded for Non-Drinking UseBathroom FaucetMain Office Bathroom

PotableSUFSD-
0017

2180 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Boiler Room OOS

Non-ApplicableSUFSD-
0018

2153 Placarded for Non-Drinking UseClassroom FaucetShop Room 104

Non-ApplicableSUFSD-
0019

2153 Placarded for Non-Drinking UseClassroom FaucetShop Room 104
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Outlet
 Number

Space 
ID

Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)

Outlet Type
Potable/

Applicable/
RFI

Room Name

Post
Remediation

Sample 
Date

Post
Remediation

Result
 (ppb)

Seaford High School

Non-ApplicableSUFSD-
0020

2155 Placarded for Non-Drinking UseClassroom FaucetDark Room

Non-ApplicableSUFSD-
0021

2155 Placarded for Non-Drinking UseClassroom FaucetDark Room

Non-ApplicableSUFSD-
0022

2158 Placarded for Non-Drinking UseClassroom FaucetWoodshoop Room 103

Non-ApplicableSUFSD-
0023

2161 Placarded for Non-Drinking UseClassroom FaucetRoom 102

Non-ApplicableSUFSD-
0024

2161 Placarded for Non-Drinking UseClassroom FaucetRoom 102

PotableSUFSD-
0025

2161 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Room 102 OOS

Non-ApplicableSUFSD-
0026

2163 Placarded for Non-Drinking UseClassroom FaucetAutobody Shop Room 101

Non-ApplicableSUFSD-
0027

2163 Placarded for Non-Drinking UseHose BibAutobody Shop Room 101

Non-ApplicableSUFSD-
0029

2168 Placarded for Non-Drinking UseTempered Water 
Outlet

Restroom Left

Non-ApplicableSUFSD-
0030

2168 Placarded for Non-Drinking UseHose BibRestroom Left

Non-ApplicableSUFSD-
0031

2169 Placarded for Non-Drinking UseTempered Water 
Outlet

Restroom Right

Non-ApplicableSUFSD-
0032

2169 Placarded for Non-Drinking UseHose BibRestroom Right

Non-ApplicableSUFSD-
0033

N/A Placarded for Non-Drinking UseClassroom FaucetBand Room

PotableSUFSD-
0034

2180 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Across Room 103 OOS

PotableSUFSD-
0035

2171 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Special Education Office Nook <1.00 ND

PotableSUFSD-
0037

2119 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Faculty Lounge <1.00 ND

Non-ApplicableSUFSD-
0039

2111 Placarded for Non-Drinking UseBathroom FaucetFaculty Bathroom

Non-ApplicableSUFSD-
0042

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0043

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0044

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom
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Outlet
 Number

Space 
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 (ppb)
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Seaford High School

Non-ApplicableSUFSD-
0045

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0046

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0047

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0048

2125 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0049

2126 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0050

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0051

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0052

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0053

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0054

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0055

2127 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0056

2132 Placarded for Non-Drinking UseClassroom FaucetArt Room

Non-ApplicableSUFSD-
0058

2132 Placarded for Non-Drinking UseClassroom FaucetArt Room

Non-ApplicableSUFSD-
0059

2132 Placarded for Non-Drinking UseClassroom FaucetArt Room

PotableSUFSD-
0060

2135A Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/11/2025Home Economics Room <1.00 ND

PotableSUFSD-
0061

2135 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/11/2025Home Economics Room <1.00 ND

Non-ApplicableSUFSD-
0063

2135 Placarded for Non-Drinking UseWashing MachineHome Economics Room

Non-ApplicableSUFSD-
0064

2135 Placarded for Non-Drinking UseWashing MachineHome Economics Room

PotableSUFSD-
0065

2147 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Outside Home Economics 
Room

OOS

PotableSUFSD-
0066

2090 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Cafeteria Right of Kitchen <1.00 ND
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Seaford High School

PotableSUFSD-
0068

2082 Result Below Action Level Continue O&MHand Wash Only 6/11/2025Serving Area Left 1.4

PotableSUFSD-
0069

2082 Result Below Action Level Continue O&MHand Wash Only 6/11/2025Serving Area Right <1.00 ND

PotableSUFSD-
0070

2082 Removed From Service, Pending RemediationKitchen Faucet (Cold) 6/11/2025Kitchen 18.5

PotableSUFSD-
0071

2082 Testing Required Before Return to ServiceKitchen Faucet (Cold) 6/11/2025Kitchen OOS

Non-ApplicableSUFSD-
0075

2082 Placarded for Non-Drinking UseHose BibKitchen

PotableSUFSD-
0076

2082 Testing Required Before Return to ServiceKitchen Faucet (Cold) 6/11/2025Kitchen OOS

PotableSUFSD-
0077

2082 Testing Required Before Return to ServiceKitchen Faucet (Cold) 6/11/2025Kitchen OOS

PotableSUFSD-
0078

2082 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Kitchen 1.9

PotableSUFSD-
0079

2082 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Kitchen <1.00 ND

Non-ApplicableSUFSD-
0080

2082 Placarded for Non-Drinking UseHose BibKitchen

Non-ApplicableSUFSD-
0081

2082 Placarded for Non-Drinking UseHose BibKitchen

PotableSUFSD-
0082

2082 Testing Required Before Return to ServiceKitchen Faucet (Cold) 6/11/2025Kitchen OOS

PotableSUFSD-
0083

2082 Testing Required Before Return to ServiceKitchen Faucet (Cold) 6/11/2025Kitchen OOS

Non-ApplicableSUFSD-
0084

2083 Placarded for Non-Drinking UseBathroom FaucetKitchen Bathroom

Non-ApplicableSUFSD-
0085

2083 Placarded for Non-Drinking UseBathroom FaucetKitchen Bathroom

PotableSUFSD-
0087

2030 Result Below Action Level Continue O&MIce Machine 6/11/2025Athletic Trainer <1.00 ND

PotableSUFSD-
0088

2081 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Cafeteria Left of Kitchen <1.00 ND

PotableSUFSD-
0089

2081 Result Below Action Level Continue O&MWater Cooler 6/11/2025Cafeteria Left of Kitchen <1.00 ND

PotableSUFSD-
0090

2103 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Guidance Office 4.2

Non-ApplicableSUFSD-
0092

2103A Placarded for Non-Drinking UseBathroom FaucetGuidance Bathroom
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Seaford High School

PotableSUFSD-
0093

2114 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Guidance Office OOS

PotableSUFSD-
0094

2095 Removed From Service, Pending RemediationNurse's Office Sink 6/11/2025Nurse's Office 5.2

Non-ApplicableSUFSD-
0095

2098 Placarded for Non-Drinking UseTempered Water 
Outlet

Nurse Bathroom

Non-ApplicableSUFSD-
0096

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0097

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0098

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0099

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0100

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0101

2026 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0102

2025 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0103

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0104

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0105

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0106

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0107

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0108

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0109

2024 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

PotableSUFSD-
0112

2042 Testing Required Before Return to ServiceWater Cooler 6/11/2025Room 230 OOS

PotableSUFSD-
0113

2038 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025School Store 1.5

PotableSUFSD-
0114

2038 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/11/2025School Store OOS
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Outlet
 Number

Space 
ID

Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)
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Post
Remediation
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Seaford High School

PotableSUFSD-
0115

2038 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/11/2025School Store OOS

Non-ApplicableSUFSD-
0119

2069 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0123

2071 Placarded for Non-Drinking UseSpit StationGirl's LR Vestibule

PotableSUFSD-
0124

2071 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Girl's LR Vestibule OOS

Non-ApplicableSUFSD-
0125

2073 Placarded for Non-Drinking UseBathroom FaucetGirl's Coache's Office BR

Non-ApplicableSUFSD-
0126

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0127

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0128

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room Bathroom

Non-ApplicableSUFSD-
0137

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0138

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0139

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0140

2077 Placarded for Non-Drinking UseBathroom FaucetGirl's Locker Room

Non-ApplicableSUFSD-
0141

2044 Placarded for Non-Drinking UseSpit StationBoy's LR Vestibule

PotableSUFSD-
0142

2044 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Boy's LR Vestibule OOS

Non-ApplicableSUFSD-
0143

2053 Placarded for Non-Drinking UseBathroom FaucetBoy's Coache's Office BR

Non-ApplicableSUFSD-
0144

2046 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room

Non-ApplicableSUFSD-
0145

2046 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room

Non-ApplicableSUFSD-
0146

2046 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room

Non-ApplicableSUFSD-
0147

2046 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room

PotableSUFSD-
0148

1037 Testing Required Before Return to ServiceWater Cooler 6/11/2025Team Locker Room OOS
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Seaford High School

PotableSUFSD-
0149

1033 Testing Required Before Return to ServiceWater Cooler 6/11/2025Team Locker Room OOS

Non-ApplicableSUFSD-
0150

2150 Placarded for Non-Drinking UseBathroom FaucetCustodial Office Bathroom

Non-ApplicableSUFSD-
0151

2205 Placarded for Non-Drinking UseBathroom FaucetPrincipal Office Bathroom

Non-ApplicableSUFSD-
0152

2051 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0153

1035 Placarded for Non-Drinking UseBathroom FaucetTeam Locker Room

Non-ApplicableSUFSD-
0154

1035 Placarded for Non-Drinking UseBathroom FaucetTeam Locker Room

Non-ApplicableSUFSD-
0155

1036 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0156

1035 Placarded for Non-Drinking UseBathroom FaucetTeam Locker Room

Non-ApplicableSUFSD-
0157

1035 Placarded for Non-Drinking UseBathroom FaucetTeam Locker Room

Non-ApplicableSUFSD-
0158

3072 Placarded for Non-Drinking UseScience FaucetRoom 206

Non-ApplicableSUFSD-
0159

3072 Placarded for Non-Drinking UseScience FaucetRoom 206

Non-ApplicableSUFSD-
0160

3072 Placarded for Non-Drinking UseScience FaucetRoom 206

Non-ApplicableSUFSD-
0161

3072 Placarded for Non-Drinking UseScience FaucetRoom 206

Non-ApplicableSUFSD-
0162

3072 Placarded for Non-Drinking UseScience FaucetRoom 206

PotableSUFSD-
0163

3089 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Room 206 OOS

PotableSUFSD-
0172

3089 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Outside Room 210 <1.00 ND

PotableSUFSD-
0173

3089 Testing Required Before Return to ServiceWater Cooler 6/11/2025Outside Room 210 OOS

Non-ApplicableSUFSD-
0182

3078 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0183

3078 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0184

3078 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Page 7 of 41OOS= Out of Service RFI = Removed from Inventory



Outlet
 Number

Space 
ID

Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)

Outlet Type
Potable/

Applicable/
RFI

Room Name

Post
Remediation

Sample 
Date

Post
Remediation

Result
 (ppb)

Seaford High School

Non-ApplicableSUFSD-
0185

3077 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0186

3076 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0187

3076 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0188

3076 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0189

3074 Placarded for Non-Drinking UseScience FaucetRoom 212

Non-ApplicableSUFSD-
0190

3074 Placarded for Non-Drinking UseScience FaucetRoom 212

Non-ApplicableSUFSD-
0191

3074 Placarded for Non-Drinking UseDish WasherRoom 212

Non-ApplicableSUFSD-
0192

3074 Placarded for Non-Drinking UseScience FaucetRoom 212

Non-ApplicableSUFSD-
0193

3074 Placarded for Non-Drinking UseScience FaucetRoom 212

Non-ApplicableSUFSD-
0194

3074 Placarded for Non-Drinking UseScience FaucetRoom 212

Non-ApplicableSUFSD-
0197

3041 Placarded for Non-Drinking UseHand Wash OnlyLibrary Office

Non-ApplicableSUFSD-
0199

3037 Placarded for Non-Drinking UseSlop SinkCustodial Closet

Non-ApplicableSUFSD-
0200

3035 Placarded for Non-Drinking UseBathroom FaucetFaculty Bathroom

Non-ApplicableSUFSD-
0201

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0202

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0206

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0209

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0210

3029 Placarded for Non-Drinking UseScience FaucetPrep Room Between 218 and 
219

Non-ApplicableSUFSD-
0211

3029 Placarded for Non-Drinking UseDish WasherPrep Room Between 218 and 
219

PotableSUFSD-
0212

3027 Result Below Action Level Continue O&MBottled Water 
Dispenser

6/11/2025Room 219 <1.00 ND
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Seaford High School

PotableSUFSD-
0213

3027 Result Below Action Level Continue O&MBottled Water 
Dispenser

6/11/2025Room 219 <1.00 ND

Non-ApplicableSUFSD-
0214

3027 Placarded for Non-Drinking UseScience FaucetRoom 219

Non-ApplicableSUFSD-
0215

3027 Placarded for Non-Drinking UseScience FaucetRoom 219

Non-ApplicableSUFSD-
0216

3027 Placarded for Non-Drinking UseScience FaucetRoom 219

Non-ApplicableSUFSD-
0217

3027 Placarded for Non-Drinking UseScience FaucetRoom 219

Non-ApplicableSUFSD-
0218

3027 Placarded for Non-Drinking UseScience FaucetRoom 219

Non-ApplicableSUFSD-
0219

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

Non-ApplicableSUFSD-
0220

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

Non-ApplicableSUFSD-
0221

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

Non-ApplicableSUFSD-
0222

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

Non-ApplicableSUFSD-
0223

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

Non-ApplicableSUFSD-
0224

3017 Placarded for Non-Drinking UseClassroom FaucetRoom 222

PotableSUFSD-
0225

3042 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/11/2025Outside Science Storage Room OOS

Non-ApplicableSUFSD-
0226

3019 Placarded for Non-Drinking UseScience FaucetScience Storage

Non-ApplicableSUFSD-
0232

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0237

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0242

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0247

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2009

Non-ApplicableSUFSD-
0248

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2145

Non-ApplicableSUFSD-
0249

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2216
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Seaford High School

Non-ApplicableSUFSD-
0250

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2216

Non-ApplicableSUFSD-
0251

N/A Placarded for Non-Drinking UseHose BibExterior o/s Band Wing

Non-ApplicableSUFSD-
0252

N/A Placarded for Non-Drinking UseHose BibExterior o/s Band Wing

Non-ApplicableSUFSD-
0253

N/A Placarded for Non-Drinking UseHose BibExterior o/s 2160

PotableSUFSD-
0755

2042 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Corridor 105 to 118 <1.00 ND

PotableSUFSD-
0756

2042 Result Below Action Level Continue O&MWater Cooler 6/11/2025Corridor 105 to 118 <1.00 ND

PotableSUFSD-
0757

2147 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Corridor 123 to 130 <1.00 ND

PotableSUFSD-
0758

2147 Result Below Action Level Continue O&MWater Cooler 6/11/2025Corridor 123 to 130 <1.00 ND

Non-ApplicableSUFSD-
0759

N/A Placarded for Non-Drinking UseClassroom FaucetChorus Room

Non-ApplicableSUFSD-
0776

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0777

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0778

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0779

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0780

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0781

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0782

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0783

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0784

1038 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0785

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0786

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers
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Seaford High School

Non-ApplicableSUFSD-
0787

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0788

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0789

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0790

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0791

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0792

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

Non-ApplicableSUFSD-
0793

1034 Placarded for Non-Drinking UseSpray NozzleTeam Locker Room Showers

PotableSUFSD-
0794

2067 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Corridor Boy's Bathroom to 
Women's Locker Room

<1.00 ND

PotableSUFSD-
0795

2067 Result Below Action Level Continue O&MWater Cooler 6/11/2025Corridor Boy's Bathroom to 
Women's Locker Room

<1.00 ND

Non-ApplicableSUFSD-
0796

2068 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0797

2068 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0798

2070 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0799

2070 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0800

2012 Placarded for Non-Drinking UseClassroom FaucetArt Room 109

Non-ApplicableSUFSD-
0801

2012 Placarded for Non-Drinking UseClassroom FaucetArt Room 109

PotableSUFSD-
0802

2082 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Kitchen <1.00 ND

PotableSUFSD-
0803

2082 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Kitchen <1.00 ND

PotableSUFSD-
0804

2084 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Faculty Lounge <1.00 ND

PotableSUFSD-
0805

2084 Result Below Action Level Continue O&MIce Machine 6/11/2025Faculty Lounge <1.00 ND

PotableSUFSD-
0806

2084 Result Below Action Level Continue O&MCoffe Pot 6/11/2025Faculty Lounge 1.7
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Seaford High School

PotableSUFSD-
0807

2084 Result Below Action Level Continue O&MCoffe Pot 6/11/2025Faculty Lounge <1.00 ND

PotableSUFSD-
0808

2084 Testing Required Before Return to ServiceCoffe Pot 6/11/2025Faculty Lounge OOS

Non-ApplicableSUFSD-
0809

2082 Placarded for Non-Drinking UsePasta Pot/Steam 
Kettle

Kitchen

PotableSUFSD-
0810

2090 Result Below Action Level Continue O&MWater Cooler 6/11/2025Cafeteria <1.00 ND

Non-ApplicableSUFSD-
0811

2132 Placarded for Non-Drinking UseClassroom FaucetArt Room

Non-ApplicableSUFSD-
0812

2163 Placarded for Non-Drinking UseEye WashAutobody Shop

Non-ApplicableSUFSD-
0813

2166 Placarded for Non-Drinking UseSlop SinkCustodial Closey

PotableSUFSD-
0814

2196 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/11/2025Main Office Break Room <1.00 ND

Non-ApplicableSUFSD-
0815

2103A Placarded for Non-Drinking UseTempered Water 
Outlet

Guidance Bathroom

Non-ApplicableSUFSD-
0816

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0817

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0818

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0819

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0820

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0821

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0822

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0823

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0824

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0825

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0826

3023 Placarded for Non-Drinking UseScience FaucetRoom 220
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Seaford High School

Non-ApplicableSUFSD-
0827

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0828

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0829

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0830

3023 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0831

3031 Placarded for Non-Drinking UseEye WashRoom 218

Non-ApplicableSUFSD-
0832

3031 Placarded for Non-Drinking UseSpray NozzleRoom 218

Non-ApplicableSUFSD-
0833

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0834

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0835

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0836

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

Non-ApplicableSUFSD-
0837

3031 Placarded for Non-Drinking UseScience FaucetRoom 218

PotableSUFSD-
0838

3042 Result Below Action Level Continue O&MBottle Fill Station 6/11/2025Corridor 220 to 226 <1.00 ND

PotableSUFSD-
0839

3042 Result Below Action Level Continue O&MWater Cooler 6/11/2025Corridor 220 to 226 <1.00 ND

Non-ApplicableSUFSD-
0840

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0841

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0842

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0843

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0844

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0845

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0846

3065 Placarded for Non-Drinking UseScience FaucetRoom 204
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Seaford High School

Non-ApplicableSUFSD-
0847

3065 Placarded for Non-Drinking UseEye WashRoom 204

Non-ApplicableSUFSD-
0848

3065 Placarded for Non-Drinking UseSpray NozzleRoom 204

Non-ApplicableSUFSD-
0857

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0858

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0859

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0860

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0861

3065 Placarded for Non-Drinking UseScience FaucetRoom 204

Non-ApplicableSUFSD-
0862

3068/307
1

Placarded for Non-Drinking UseScience FaucetPrep Room 204/205

Non-ApplicableSUFSD-
0863

3069 Placarded for Non-Drinking UseScience FaucetRoom 205

Non-ApplicableSUFSD-
0864

3069 Placarded for Non-Drinking UseSpray NozzleRoom 205

Non-ApplicableSUFSD-
0865

3069 Placarded for Non-Drinking UseScience FaucetRoom 205

Non-ApplicableSUFSD-
0866

N/A Placarded for Non-Drinking UseHose BibExterior Hose Bib
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Seaford Middle School

Non-ApplicableSUFSD-
0254

2138 Placarded for Non-Drinking UseBathroom FaucetCustodial Office Bathroom

PotableSUFSD-
0255

2132 Result Below Action Level Continue O&MBottle Fill Station 6/10/2025Cafeteria <1.00 ND

PotableSUFSD-
0256

2132 Result Below Action Level Continue O&MWater Cooler 6/10/2025Cafeteria <1.00 ND

PotableSUFSD-
0257

2132 Result Below Action Level Continue O&MBottle Fill Station 6/10/2025Cafeteria <1.00 ND

PotableSUFSD-
0258

2132 Result Below Action Level Continue O&MWater Cooler 6/10/2025Cafeteria <1.00 ND

PotableSUFSD-
0259

2121 Result Below Action Level Continue O&MHand Wash Only 6/10/2025Kitchen Serving Area 3.9

Non-ApplicableSUFSD-
0263

2119 Placarded for Non-Drinking UseHose BibKitchen

PotableSUFSD-
0264

2119 Removed From Service, Pending RemediationKitchen Faucet (Cold) 6/10/2025Kitchen 16.9

Non-ApplicableSUFSD-
0265

2119 Placarded for Non-Drinking UseSpray NozzleKitchen

Non-ApplicableSUFSD-
0266

2119 Placarded for Non-Drinking UseHose BibKitchen

PotableSUFSD-
0267

2119 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/10/2025Kitchen 2.0

PotableSUFSD-
0268

2123 Removed From Service, Pending RemediationHand Wash Only 6/10/2025Kitchen Serving Area 6.1

Non-ApplicableSUFSD-
0269

2124 Placarded for Non-Drinking UseBathroom FaucetKitchen Bathroom

Non-ApplicableSUFSD-
0270

2128 Placarded for Non-Drinking UseWashing MachineKitchen Backroom

Non-ApplicableSUFSD-
0271

2128 Placarded for Non-Drinking UseWashing MachineKitchen Backroom

Non-ApplicableSUFSD-
0273

2133B Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0274

2133B Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0275

2133B Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0276

2133B Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0277

2133A Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom
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Seaford Middle School

Non-ApplicableSUFSD-
0278

2133A Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

Non-ApplicableSUFSD-
0279

2133A Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

Non-ApplicableSUFSD-
0280

2133A Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

PotableSUFSD-
0281

2116 Result Below Action Level Continue O&MWater Fountain‐No 
Chiller

6/10/2025Outside Gym 1.8

Non-ApplicableSUFSD-
0282

2116A Placarded for Non-Drinking UseSlop SinkCustodial Closet Across from 
Band JC-5

Non-ApplicableSUFSD-
0283

2099 Placarded for Non-Drinking UseBathroom FaucetGirl's Coache's Office BR

Non-ApplicableSUFSD-
0284

2089 Placarded for Non-Drinking UseSpit StationGirl's Locker Room

PotableSUFSD-
0285

2089 Removed From Service, Pending RemediationWater Fountain‐No 
Chiller

6/10/2025Girl's Locker Room 28.8

Non-ApplicableSUFSD-
0286

2092 Placarded for Non-Drinking UseSlop SinkCC in Girl's Locker Room

Non-ApplicableSUFSD-
0287

2094 Placarded for Non-Drinking UseBathroom FaucetRoom 231

Non-ApplicableSUFSD-
0288

2094 Placarded for Non-Drinking UseBathroom FaucetRoom 231

Non-ApplicableSUFSD-
0289

2094 Placarded for Non-Drinking UseBathroom FaucetRoom 231

Non-ApplicableSUFSD-
0290

2094 Placarded for Non-Drinking UseBathroom FaucetRoom 231

Non-ApplicableSUFSD-
0291

2078 Placarded for Non-Drinking UseBathroom FaucetBoy's Coache's Office BR

PotableSUFSD-
0292

2080 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Boy's Locker Room OOS

Non-ApplicableSUFSD-
0293

2084 Placarded for Non-Drinking UseSlop SinkCC in Boy's Locker Room

Non-ApplicableSUFSD-
0294

2086 Placarded for Non-Drinking UseBathroom FaucetStairwell Adjacent To  Room 
247

Non-ApplicableSUFSD-
0295

2080 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room Bathroom

Non-ApplicableSUFSD-
0296

2086 Placarded for Non-Drinking UseBathroom FaucetStairwell Adjacent To  Room 
247

Non-ApplicableSUFSD-
0297

2080 Placarded for Non-Drinking UseBathroom FaucetBoy's Locker Room Bathroom
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Seaford Middle School

PotableSUFSD-
0298

2133 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Outside Gym OOS

PotableSUFSD-
0299

2034 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/10/2025Faculty Lounge <1.00 ND

Non-ApplicableSUFSD-
0300

2036 Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0301

2074 Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

Non-ApplicableSUFSD-
0302

2001 Placarded for Non-Drinking UseClassroom FaucetWoodshop

Non-ApplicableSUFSD-
0303

2001 Placarded for Non-Drinking UseClassroom FaucetWoodshop

Non-ApplicableSUFSD-
0304

2001 Placarded for Non-Drinking UseClassroom FaucetWoodshop

PotableSUFSD-
0305

2001 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Woodshop OOS

Non-ApplicableSUFSD-
0306

2007 Placarded for Non-Drinking UseClassroom FaucetTech

Non-ApplicableSUFSD-
0307

2007 Placarded for Non-Drinking UseClassroom FaucetTech

Non-ApplicableSUFSD-
0308

2007 Placarded for Non-Drinking UseClassroom FaucetTech

Non-ApplicableSUFSD-
0309

2015 Placarded for Non-Drinking UseScience FaucetRoom 223

Non-ApplicableSUFSD-
0310

2015 Placarded for Non-Drinking UseScience FaucetRoom 223

Non-ApplicableSUFSD-
0313

2015 Placarded for Non-Drinking UseScience FaucetRoom 223

Non-ApplicableSUFSD-
0314

2015 Placarded for Non-Drinking UseScience FaucetRoom 223

PotableSUFSD-
0315

2033 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Corridor To Cafeteria OOS

PotableSUFSD-
0316

2018 Result Below Action Level Continue O&MNurse's Office Sink 6/10/2025Nurse's Office <1.00 ND

Non-ApplicableSUFSD-
0317

2019 Placarded for Non-Drinking UseBathroom FaucetNurse's Office Bathroom

Non-ApplicableSUFSD-
0319

2017 Placarded for Non-Drinking UseClassroom Faucet2nd Floor Lobby

Non-ApplicableSUFSD-
0320

2017 Placarded for Non-Drinking UseClassroom Faucet2nd Floor Lobby
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Seaford Middle School

PotableSUFSD-
0321

2030 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/10/2025Guidance OOS

PotableSUFSD-
0322

2030 Testing Required Before Return to ServiceBottled Water 
Dispenser

6/10/2025Guidance OOS

PotableSUFSD-
0323

2042 Removed From Service, Pending RemediationWater Cooler 6/10/2025Main Office 46.7

PotableSUFSD-
0324

2045 Result Below Action Level Continue O&MKitchen Faucet (Cold) 6/10/2025Main Office Kitchen <1.00 ND

Non-ApplicableSUFSD-
0327

2050 Placarded for Non-Drinking UseBathroom FaucetPrincipal's Office Bathroom

Non-ApplicableSUFSD-
0328

2031 Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0329

2031 Placarded for Non-Drinking UseBathroom FaucetWomen's Bathroom

Non-ApplicableSUFSD-
0330

2032 Placarded for Non-Drinking UseBathroom FaucetMen's Bathroom

Non-ApplicableSUFSD-
0331

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0332

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0333

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0334

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0335

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0336

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0337

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0338

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0339

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0340

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0341

2037 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0342

2037 Placarded for Non-Drinking UseHose BibGirl's Bathroom
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Outlet
 Number

Space 
ID

Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)

Outlet Type
Potable/

Applicable/
RFI

Room Name

Post
Remediation

Sample 
Date

Post
Remediation

Result
 (ppb)

Seaford Middle School

PotableSUFSD-
0343

2052 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Across Bathrooms OOS

Non-ApplicableSUFSD-
0344

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0345

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0346

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0347

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0348

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0349

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0350

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0351

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0352

2038 Placarded for Non-Drinking UseBathroom FaucetRoom 202

Non-ApplicableSUFSD-
0353

2038 Placarded for Non-Drinking UseHose BibRoom 202

Non-ApplicableSUFSD-
0355

2057 Placarded for Non-Drinking UseClassroom FaucetConnected to Rm 101

PotableSUFSD-
0356

2057 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Connected to Rm 101 OOS

Non-ApplicableSUFSD-
0357

2056 Placarded for Non-Drinking UseScience FaucetRoom 101

Non-ApplicableSUFSD-
0358

2056 Placarded for Non-Drinking UseScience FaucetRoom 101

Non-ApplicableSUFSD-
0359

2056 Placarded for Non-Drinking UseScience FaucetRoom 101

Non-ApplicableSUFSD-
0361

2059 Placarded for Non-Drinking UseScience FaucetRoom 103

Non-ApplicableSUFSD-
0362

2059 Placarded for Non-Drinking UseScience FaucetRoom 103

Non-ApplicableSUFSD-
0363

2059 Placarded for Non-Drinking UseScience FaucetRoom 103

Non-ApplicableSUFSD-
0364

2060 Placarded for Non-Drinking UseScience FaucetRm 103 Storage
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Outlet
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Space 
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Remediation Actions/Current StatusInitial
Sample 

Date

Initial
Result
 (ppb)
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Potable/
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RFI

Room Name
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Result
 (ppb)

Seaford Middle School

Non-ApplicableSUFSD-
0365

2063 Placarded for Non-Drinking UseScience FaucetRoom 104

Non-ApplicableSUFSD-
0366

2063 Placarded for Non-Drinking UseScience FaucetRoom 104

Non-ApplicableSUFSD-
0367

2063 Placarded for Non-Drinking UseScience FaucetRoom 104

Non-ApplicableSUFSD-
0368

2064 Placarded for Non-Drinking UseScience FaucetRm 104 Storage

Non-ApplicableSUFSD-
0377

2065 Placarded for Non-Drinking UseScience FaucetRoom 104 Science Storage 
Room

Non-ApplicableSUFSD-
0378

2067 Placarded for Non-Drinking UseScience FaucetRoom 106

Non-ApplicableSUFSD-
0379

2067 Placarded for Non-Drinking UseScience FaucetRoom 106

Non-ApplicableSUFSD-
0380

2067 Placarded for Non-Drinking UseScience FaucetRoom 106

Non-ApplicableSUFSD-
0381

2067 Placarded for Non-Drinking UseScience FaucetRoom 106

Non-ApplicableSUFSD-
0382

2066 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0383

2066 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0384

2066 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0385

2066 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0386

2066 Placarded for Non-Drinking UseScience FaucetRoom 220

Non-ApplicableSUFSD-
0387

2061 Placarded for Non-Drinking UseScience FaucetChemical Storage Room

PotableSUFSD-
0388

2073 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Auditorium I OOS

Non-ApplicableSUFSD-
0389

2069 Placarded for Non-Drinking UseScience FaucetRoom 108

Non-ApplicableSUFSD-
0390

2069 Placarded for Non-Drinking UseScience FaucetRoom 108

Non-ApplicableSUFSD-
0391

2068 Placarded for Non-Drinking UseScience FaucetRoom 108

Non-ApplicableSUFSD-
0392

2069 Placarded for Non-Drinking UseScience FaucetRoom 108
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Seaford Middle School

Non-ApplicableSUFSD-
0393

270 Placarded for Non-Drinking UseScience FaucetRoom 108 Storage

PotableSUFSD-
0395

3007 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 203 3.1

PotableSUFSD-
0396

3007 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 203 2.8

PotableSUFSD-
0397

3007 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 203 <1.00 ND

Non-ApplicableSUFSD-
0398

3007 Placarded for Non-Drinking UseDish WasherRoom 203

Non-ApplicableSUFSD-
0399

3012 Placarded for Non-Drinking UseWashing MachineRoom 201

Non-ApplicableSUFSD-
0400

3012 Placarded for Non-Drinking UseDish WasherRoom 201

PotableSUFSD-
0401

3012 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 201 <1.00 ND

PotableSUFSD-
0402

3012 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 201 1.7

Non-ApplicableSUFSD-
0403

3012 Placarded for Non-Drinking UseDish WasherRoom 201

PotableSUFSD-
0404

3012 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 201 1.7

PotableSUFSD-
0405

3019 Result Below Action Level Continue O&MWater Fountain‐No 
Chiller

6/10/2025Outside Room 202 <1.00 ND

Non-ApplicableSUFSD-
0406

2016 Testing Required Before Return to ServiceClassroom Faucet 6/10/2025Art Room Storage OOS

Non-ApplicableSUFSD-
0407

3021 Placarded for Non-Drinking UseSlop SinkCustodial Storage Room

Non-ApplicableSUFSD-
0408

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0409

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0410

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0411

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0412

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0413

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom
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Seaford Middle School

Non-ApplicableSUFSD-
0414

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0415

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0416

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0417

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0418

3022 Placarded for Non-Drinking UseBathroom FaucetBoy's Bathroom

Non-ApplicableSUFSD-
0419

3022 Placarded for Non-Drinking UseHose BibBoy's Bathroom

PotableSUFSD-
0420

3025 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Between Bathrooms OOS

Non-ApplicableSUFSD-
0421

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0422

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0423

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0424

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0425

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0426

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0427

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0428

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0429

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0430

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0431

3023 Placarded for Non-Drinking UseBathroom FaucetGirl's Bathroom

Non-ApplicableSUFSD-
0432

3023 Placarded for Non-Drinking UseHose BibGirl's Bathroom

PotableSUFSD-
0433

3026 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 215 <1.00 ND
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Seaford Middle School

PotableSUFSD-
0434

3026 Result Below Action Level Continue O&MHome Economics 
Faucet (Cold)

6/10/2025Room 215 <1.00 ND

Non-ApplicableSUFSD-
0435

3026 Placarded for Non-Drinking UseWashing MachineRoom 215

Non-ApplicableSUFSD-
0436

3026 Placarded for Non-Drinking UseWashing MachineRoom 215

Non-ApplicableSUFSD-
0437

3029 Placarded for Non-Drinking UseBathroom FaucetMen's Faculty Bathroom

Non-ApplicableSUFSD-
0438

3030 Placarded for Non-Drinking UseBathroom FaucetWomen's Faculty Bathroom

Non-ApplicableSUFSD-
0439

3030 Placarded for Non-Drinking UseBathroom FaucetWomen's Faculty Bathroom

PotableSUFSD-
0441

3045 Testing Required Before Return to ServiceWater Fountain‐No 
Chiller

6/10/2025Outside Room 231 OOS

Non-ApplicableSUFSD-
0442

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2127

Non-ApplicableSUFSD-
0443

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2119

Non-ApplicableSUFSD-
0444

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2126

Non-ApplicableSUFSD-
0445

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2113

Non-ApplicableSUFSD-
0446

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2102

Non-ApplicableSUFSD-
0447

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2079

Non-ApplicableSUFSD-
0448

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2037

Non-ApplicableSUFSD-
0449

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2066

Non-ApplicableSUFSD-
0450

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2070

Non-ApplicableSUFSD-
0452

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2053

Non-ApplicableSUFSD-
0453

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2018

Non-ApplicableSUFSD-
0454

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2007

Non-ApplicableSUFSD-
0455

N/A Placarded for Non-Drinking UseHose BibExterior o/s AHERA 2001
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53138-01  Matrix: Drinking WaterSUFSD-0255 Lims Reference ID: Sampled:  06/10/25  07:14:00

Metals 
Lead 06/15/25  10:381.0< 1.0 µg/L 06/15/25  10:38 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-02  Matrix: Drinking WaterSUFSD-0256 Lims Reference ID: Sampled:  06/10/25  07:15:00

Metals 
Lead 06/15/25  10:421.0< 1.0 µg/L 06/15/25  10:42 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-03  Matrix: Drinking WaterSUFSD-0257 Lims Reference ID: Sampled:  06/10/25  07:18:00

Metals 
Lead 06/15/25  10:431.0< 1.0 µg/L 06/15/25  10:43 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-04  Matrix: Drinking WaterSUFSD-0258 Lims Reference ID: Sampled:  06/10/25  07:19:00

Metals 
Lead 06/15/25  10:441.0< 1.0 µg/L 06/15/25  10:44 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-05  Matrix: Drinking WaterSUFSD-0259 Lims Reference ID: Sampled:  06/10/25  07:07:00

Metals 
Lead 06/15/25  10:461.03.9 µg/L 06/15/25  10:46 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-06  Matrix: Drinking WaterSUFSD-0264 Lims Reference ID: Sampled:  06/10/25  07:09:00

Metals 
Lead 06/15/25  10:501.016.9 µg/L 06/15/25  10:50 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-07  Matrix: Drinking WaterSUFSD-0267 Lims Reference ID: Sampled:  06/10/25  07:07:00

Metals 
Lead 06/15/25  10:511.02.0 µg/L 06/15/25  10:51 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-08  Matrix: Drinking WaterSUFSD-0268 Lims Reference ID: Sampled:  06/10/25  07:09:00

Metals 
Lead 06/15/25  10:521.06.1 µg/L 06/15/25  10:52 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-09  Matrix: Drinking WaterSUFSD-0281 Lims Reference ID: Sampled:  06/10/25  07:20:00

Metals 
Lead 06/15/25  10:541.01.8 µg/L 06/15/25  10:54 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53138-10  Matrix: Drinking WaterSUFSD-0285 Lims Reference ID: Sampled:  06/10/25  07:37:00

Metals 
Lead 06/15/25  10:551.028.8 µg/L 06/15/25  10:55 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-11  Matrix: Drinking WaterSUFSD-0299 Lims Reference ID: Sampled:  06/10/25  07:30:00

Metals 
Lead 06/15/25  10:561.0< 1.0 µg/L 06/15/25  10:56 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-12  Matrix: Drinking WaterSUFSD-0316 Lims Reference ID: Sampled:  06/10/25  07:49:00

Metals 
Lead 06/15/25  11:001.0< 1.0 µg/L 06/15/25  11:00 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-13  Matrix: Drinking WaterSUFSD-0323 Lims Reference ID: Sampled:  06/10/25  07:41:00

Metals 
Lead 06/15/25  11:021.046.7 µg/L 06/15/25  11:02 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-14  Matrix: Drinking WaterSUFSD-0324 Lims Reference ID: Sampled:  06/10/25  07:42:00

Metals 
Lead 06/15/25  11:061.0< 1.0 µg/L 06/15/25  11:06 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-15  Matrix: Drinking WaterSUFSD-0395 Lims Reference ID: Sampled:  06/10/25  07:26:00

Metals 
Lead 06/15/25  11:071.03.1 µg/L 06/15/25  11:07 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-16  Matrix: Drinking WaterSUFSD-0396 Lims Reference ID: Sampled:  06/10/25  07:27:00

Metals 
Lead 06/15/25  11:081.02.8 µg/L 06/15/25  11:08 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-17  Matrix: Drinking WaterSUFSD-0397 Lims Reference ID: Sampled:  06/10/25  07:27:00

Metals 
Lead 06/15/25  11:101.0< 1.0 µg/L 06/15/25  11:10 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-18  Matrix: Drinking WaterSUFSD-0401 Lims Reference ID: Sampled:  06/10/25  07:34:00

Metals 
Lead 06/15/25  11:111.0< 1.0 µg/L 06/15/25  11:11 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53138-19  Matrix: Drinking WaterSUFSD-0402 Lims Reference ID: Sampled:  06/10/25  07:33:00

Metals 
Lead 06/15/25  11:121.01.7 µg/L 06/15/25  11:12 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-20  Matrix: Drinking WaterSUFSD-0404 Lims Reference ID: Sampled:  06/10/25  07:33:00

Metals 
Lead 06/15/25  11:141.01.7 µg/L 06/15/25  11:14 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-21  Matrix: Drinking WaterSUFSD-0405 Lims Reference ID: Sampled:  06/10/25  07:30:00

Metals 
Lead 06/15/25  12:201.0< 1.0 µg/L 06/15/25  12:20 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-22  Matrix: Drinking WaterSUFSD-0433 Lims Reference ID: Sampled:  06/10/25  08:06:00

Metals 
Lead 06/15/25  12:241.0< 1.0 µg/L 06/15/25  12:24 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-23  Matrix: Drinking WaterSUFSD-0434 Lims Reference ID: Sampled:  06/10/25  08:06:00

Metals 
Lead 06/15/25  12:251.0< 1.0 µg/L 06/15/25  12:25 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-24  Matrix: Drinking WaterSUFSD-0762 Lims Reference ID: Sampled:  06/10/25  08:33:00

Metals 
Lead 06/15/25  12:261.0< 1.0 µg/L 06/15/25  12:26 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-25  Matrix: Drinking WaterSUFSD-0763 Lims Reference ID: Sampled:  06/10/25  08:33:00

Metals 
Lead 06/15/25  12:281.0< 1.0 µg/L 06/15/25  12:28 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-26  Matrix: Drinking WaterSUFSD-0764 Lims Reference ID: Sampled:  06/10/25  07:23:00

Metals 
Lead 06/15/25  12:321.0< 1.0 µg/L 06/15/25  12:32 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-27  Matrix: Drinking WaterSUFSD-0765 Lims Reference ID: Sampled:  06/10/25  07:24:00

Metals 
Lead 06/15/25  12:331.0< 1.0 µg/L 06/15/25  12:33 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53138-28  Matrix: Drinking WaterSUFSD-0766 Lims Reference ID: Sampled:  06/10/25  07:39:00

Metals 
Lead 06/15/25  12:341.0< 1.0 µg/L 06/15/25  12:34 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-29  Matrix: Drinking WaterSUFSD-0767 Lims Reference ID: Sampled:  06/10/25  07:39:00

Metals 
Lead 06/15/25  12:361.0< 1.0 µg/L 06/15/25  12:36 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-30  Matrix: Drinking WaterSUFSD-1041 Lims Reference ID: Sampled:  06/10/25  07:08:00

Metals 
Lead 06/15/25  12:371.03.4 µg/L 06/15/25  12:37 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53138-31  Matrix: Drinking WaterSUFSD-1043 Lims Reference ID: Sampled:  06/10/25  07:10:00

Metals 
Lead 06/16/25  19:1650.02950 µg/L 06/16/25  19:16 KT150 EPA 200.8 (Dig)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53138

062553138

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:13

06/24/2025  08:58

Seaford Middle School: 3940 Sunset Avenue, 

Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 6 of 7Page 6 of 8









Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53139-01  Matrix: Drinking WaterSUFSD-0035 Lims Reference ID: Sampled:  06/11/25  07:27:00

Metals 
Lead 06/15/25  12:381.0< 1.0 µg/L 06/15/25  12:38 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-02  Matrix: Drinking WaterSUFSD-0037 Lims Reference ID: Sampled:  06/11/25  07:11:00

Metals 
Lead 06/15/25  12:421.0< 1.0 µg/L 06/15/25  12:42 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-03  Matrix: Drinking WaterSUFSD-0060 Lims Reference ID: Sampled:  06/11/25  07:37:00

Metals 
Lead 06/15/25  12:441.0< 1.0 µg/L 06/15/25  12:44 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-04  Matrix: Drinking WaterSUFSD-0061 Lims Reference ID: Sampled:  06/11/25  07:36:00

Metals 
Lead 06/15/25  12:481.0< 1.0 µg/L 06/15/25  12:48 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-05  Matrix: Drinking WaterSUFSD-0066 Lims Reference ID: Sampled:  06/11/25  06:39:00

Metals 
Lead 06/15/25  12:491.0< 1.0 µg/L 06/15/25  12:49 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-06  Matrix: Drinking WaterSUFSD-0068 Lims Reference ID: Sampled:  06/11/25  06:26:00

Metals 
Lead 06/15/25  12:501.01.4 µg/L 06/15/25  12:50 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-07  Matrix: Drinking WaterSUFSD-0069 Lims Reference ID: Sampled:  06/11/25  06:26:00

Metals 
Lead 06/15/25  12:521.0< 1.0 µg/L 06/15/25  12:52 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-08  Matrix: Drinking WaterSUFSD-0070 Lims Reference ID: Sampled:  06/11/25  06:26:00

Metals 
Lead 06/15/25  12:531.018.5 µg/L 06/15/25  12:53 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-09  Matrix: Drinking WaterSUFSD-0078 Lims Reference ID: Sampled:  06/11/25  06:30:00

Metals 
Lead 06/15/25  12:541.01.9 µg/L 06/15/25  12:54 SEH1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53139-10  Matrix: Drinking WaterSUFSD-0079 Lims Reference ID: Sampled:  06/11/25  06:31:00

Metals 
Lead 06/15/25  12:561.0< 1.0 µg/L 06/15/25  12:56 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-11  Matrix: Drinking WaterSUFSD-0087 Lims Reference ID: Sampled:  06/11/25  06:48:00

Metals 
Lead 06/16/25  18:361.0< 1.0 µg/L 06/16/25  18:36 KT11 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED53139-12  Matrix: Drinking WaterSUFSD-0088 Lims Reference ID: Sampled:  06/11/25  06:41:00

Metals 
Lead 06/15/25  13:071.0< 1.0 µg/L 06/15/25  13:07 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-13  Matrix: Drinking WaterSUFSD-0089 Lims Reference ID: Sampled:  06/11/25  06:42:00

Metals 
Lead 06/15/25  13:111.0< 1.0 µg/L 06/15/25  13:11 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-14  Matrix: Drinking WaterSUFSD-0090 Lims Reference ID: Sampled:  06/11/25  07:15:00

Metals 
Lead 06/15/25  13:121.04.2 µg/L 06/15/25  13:12 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-15  Matrix: Drinking WaterSUFSD-0094 Lims Reference ID: Sampled:  06/11/25  06:54:00

Metals 
Lead 06/15/25  13:131.05.2 µg/L 06/15/25  13:13 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-16  Matrix: Drinking WaterSUFSD-0113 Lims Reference ID: Sampled:  06/11/25  06:56:00

Metals 
Lead 06/15/25  13:151.01.5 µg/L 06/15/25  13:15 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-17  Matrix: Drinking WaterSUFSD-0172 Lims Reference ID: Sampled:  06/11/25  07:07:00

Metals 
Lead 06/15/25  13:191.0< 1.0 µg/L 06/15/25  13:19 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-18  Matrix: Drinking WaterSUFSD-0212 Lims Reference ID: Sampled:  06/11/25  07:16:00

Metals 
Lead 06/15/25  13:201.0< 1.0 µg/L 06/15/25  13:20 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53139-19  Matrix: Drinking WaterSUFSD-0213 Lims Reference ID: Sampled:  06/11/25  07:16:00

Metals 
Lead 06/15/25  13:211.0< 1.0 µg/L 06/15/25  13:21 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-20  Matrix: Drinking WaterSUFSD-0755 Lims Reference ID: Sampled:  06/11/25  06:52:00

Metals 
Lead 06/15/25  13:231.0< 1.0 µg/L 06/15/25  13:23 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-21  Matrix: Drinking WaterSUFSD-0756 Lims Reference ID: Sampled:  06/11/25  06:52:00

Metals 
Lead 06/15/25  13:241.0< 1.0 µg/L 06/15/25  13:24 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-22  Matrix: Drinking WaterSUFSD-0757 Lims Reference ID: Sampled:  06/11/25  07:22:00

Metals 
Lead 06/15/25  13:251.0< 1.0 µg/L 06/15/25  13:25 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-23  Matrix: Drinking WaterSUFSD-0758 Lims Reference ID: Sampled:  06/11/25  07:23:00

Metals 
Lead 06/15/25  13:291.0< 1.0 µg/L 06/15/25  13:29 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-24  Matrix: Drinking WaterSUFSD-0794 Lims Reference ID: Sampled:  06/11/25  07:05:00

Metals 
Lead 06/15/25  13:311.0< 1.0 µg/L 06/15/25  13:31 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-25  Matrix: Drinking WaterSUFSD-0795 Lims Reference ID: Sampled:  06/11/25  07:05:00

Metals 
Lead 06/15/25  13:351.0< 1.0 µg/L 06/15/25  13:35 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-26  Matrix: Drinking WaterSUFSD-0802 Lims Reference ID: Sampled:  06/11/25  06:28:00

Metals 
Lead 06/15/25  13:361.0< 1.0 µg/L 06/15/25  13:36 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-27  Matrix: Drinking WaterSUFSD-0803 Lims Reference ID: Sampled:  06/11/25  06:28:00

Metals 
Lead 06/15/25  13:371.0< 1.0 µg/L 06/15/25  13:37 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED53139-28  Matrix: Drinking WaterSUFSD-0804 Lims Reference ID: Sampled:  06/11/25  06:30:00

Metals 
Lead 06/15/25  13:391.0< 1.0 µg/L 06/15/25  13:39 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-29  Matrix: Drinking WaterSUFSD-0805 Lims Reference ID: Sampled:  06/11/25  06:30:00

Metals 
Lead 06/15/25  13:401.0< 1.0 µg/L 06/15/25  13:40 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-30  Matrix: Drinking WaterSUFSD-0806 Lims Reference ID: Sampled:  06/11/25  06:34:00

Metals 
Lead 06/16/25  18:411.01.7 µg/L 06/16/25  18:41 KT11 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED53139-31  Matrix: Drinking WaterSUFSD-0807 Lims Reference ID: Sampled:  06/11/25  06:33:00

Metals 
Lead 06/16/25  18:451.0< 1.0 µg/L 06/16/25  18:45 KT11 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED53139-32  Matrix: Drinking WaterSUFSD-0810 Lims Reference ID: Sampled:  06/11/25  06:40:00

Metals 
Lead 06/15/25  13:411.0< 1.0 µg/L 06/15/25  13:41 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-33  Matrix: Drinking WaterSUFSD-0814 Lims Reference ID: Sampled:  06/11/25  07:23:00

Metals 
Lead 06/15/25  13:431.0< 1.0 µg/L 06/15/25  13:43 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-34  Matrix: Drinking WaterSUFSD-0838 Lims Reference ID: Sampled:  06/11/25  07:12:00

Metals 
Lead 06/15/25  13:541.0< 1.0 µg/L 06/15/25  13:54 SEH1 EPA 200.8 (DA)/EPA 200.8

Sample:  ED53139-35  Matrix: Drinking WaterSUFSD-0839 Lims Reference ID: Sampled:  06/11/25  07:33:00

Metals 
Lead 06/15/25  13:581.0< 1.0 µg/L 06/15/25  13:58 SEH1 EPA 200.8 (DA)/EPA 200.8
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]
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Project Name:

Customer PO:

EMSL Sales Rep:

Reported:

J.C. Broderick & Associates [JCBR50]

1775 Expressway Drive North, Suite 1

Hauppauge, NY  11788

EMSL Order ID:

EMSL Customer ID:

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

ED53139

062553139

LIMS Reference ID:

JCBR50

Paul FazioAttention:

(631) 584-5492

PFazio@JCBroderick.com Received: 06/11/2025  13:15

06/24/2025  09:00

Seaford High School: 1575 Seamans Neck 

Road, Seaford, NY 11783: Seaford Union Free 

School District: Project# 22-53407

Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  
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J.C. Broderick & Associates, Inc.
Environmental Consulting & Testing 

1775 Expressway Drive North  
Hauppauge, New York 11788 
631.584.5492 fax 631.584.3395 

Attachment 4:

Laboratory 
Certifications 



 is hereby APPROVED as an Environmental Laboratory in conformance with the
National Environmental Laboratory Accreditation Conference Standards (2016) for the category

ENVIRONMENTAL ANALYSES POTABLE WATER
All approved analytes are listed below:

CERTIFICATE OF APPROVAL FOR LABORATORY SERVICE
Issued in accordance with and pursuant to section 502 Public Health Law of New York State

MR. DANIEL CLARKE
EMSL ANALYTICAL, INC.
528 MINEOLA AVE.
CARLE PLACE, NY   11514

NY Lab Id No: 11469

NEW YORK STATE DEPARTMENT OF HEALTH
WADSWORTH CENTER

Expires
Issued

Revised

12:01 AM April 01, 2025
April 01, 2024
April 02, 2024

Bacteriology

Coliform, Total / E. coli (Qualitative) SM 21, 23 9222A,B,C

SM 20, 21-23 9223B (-04) (Colilert)

E. coli (Enumeration) SM 21, 23 9222A,B,C

Heterotrophic Plate Count SM 20, 21-23 9215B (-04)

Metals I
Lead, Total EPA 200.8 Rev. 5.4

Miscellaneous
Asbestos EPA 100.2

Serial No.: 69238
Property of the New York State Department of Health.  Certificates are valid only at the address shown and must be
conspicuously posted by the laboratory.  Continued accreditation depends on the laboratory's successful ongoing
participation in the Program.  Consumers may verify a laboratory's accreditation status online
at https://apps.health.ny.gov/pubdoh/applinks/wc/elappublicweb/, by phone (518) 485-5570 or by email to elap@health.ny.gov.
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