
 
 

August 22, 2025 

Mr. Andrew Ward 
Plainview-Old Bethpage Central School District 
Administration Building 
117 Central Park Road 
Plainview, New York 11803 
 
Re: Lead in Water Sampling  
 Retesting Throughout District 

 
JCB#: 24-57432  
 
Dear Mr. Ward: 
 
J.C. Broderick & Associates, Inc. (JCB) was retained to perform lead in water sampling of newly 
installed/replaced/remediated outlets at the above referenced school building(s).  

The sampling was performed in accordance with Subpart 67-4 of Title 10 (Health) of the Official 
Compilation of Codes, Rules and Regulations of the State of New York. Each sample was assigned 
unique identification numbers, logged into a chain of custody document, and delivered to and 
Environmental Laboratory Approval Program (ELAP) accredited laboratory for analysis. 

Based upon this regulation, any outlets which reveal concentrations of 5 parts per billion (ppb) or less 
can be put into service for unrestricted use, including cooking or drinking. Any outlet which reveals 
concentrations greater than this action level must remain restricted for cooking and drinking purposes. 

Please reference the chain of custody document and laboratory report for details pertaining to the 
sample locations and results.  

Sincerely, 

 
George Greve 
J C Broderick & Associates, Inc. 



J.C. Broderick & Associates, Inc.
Environmental Consulting & Testing 

1775 Expressway Drive North  
Hauppauge, New York 11788 
631.584.5492 fax 631.584.3395 

Chain of Custody 
 & 

Laboratory Analysis 





_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Howard B. Mattlin Middle School HBM, 100 

Washington Ave, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55303

EMSL Order ID: 062555303

08/22/2025  09:41

08/20/2025  13:22Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55303-01  Matrix: Drinking WaterPOB-1013 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:591.06.8 µg/L 08/21/25  19:59 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55303-02  Matrix: Drinking WaterPOB-1197 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  20:031.05.1 µg/L 08/21/25  20:03 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Howard B. Mattlin Middle School HBM, 100 

Washington Ave, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55303

EMSL Order ID: 062555303

08/22/2025  09:41

08/20/2025  13:22Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Howard B. Mattlin Middle School HBM, 100 

Washington Ave, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55303

EMSL Order ID: 062555303

08/22/2025  09:41

08/20/2025  13:22Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Jamaica Avenue School JAS, 85 Jamaica 

Avenue, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55296

EMSL Order ID: 062555296

08/22/2025  13:04

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55296-01  Matrix: Drinking WaterPOB-1492 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/22/25  12:0825015200 µg/L 08/22/25  12:08 BP250 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED55296-02  Matrix: Drinking WaterPOB-1493 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:1710.0841 µg/L 08/21/25  19:17 KT110 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55296-03  Matrix: Drinking WaterPOB-1539 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:511.09.5 µg/L 08/21/25  18:51 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55296-04  Matrix: Drinking WaterPOB-2118 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:521.010.4 µg/L 08/21/25  18:52 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Jamaica Avenue School JAS, 85 Jamaica 

Avenue, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55296

EMSL Order ID: 062555296

08/22/2025  13:04

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Jamaica Avenue School JAS, 85 Jamaica 

Avenue, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55296

EMSL Order ID: 062555296

08/22/2025  13:04

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 5 of 5



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, John F. Kennedy High School, 

Plainview-Old Bethpage Central School District, 50 

Kennedy Drive, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55297

EMSL Order ID: 062555297

08/22/2025  13:05

08/20/2025  13:32Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55297-01  Matrix: Drinking WaterPOB-0027 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:541.07.8 µg/L 08/21/25  18:54 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-02  Matrix: Drinking WaterPOB-0028 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/22/25  12:101.01.1 µg/L 08/22/25  12:10 BP1 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED55297-03  Matrix: Drinking WaterPOB-0029 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/22/25  12:121.0< 1.0 µg/L 08/22/25  12:12 BP1 EPA 200.8 (Dig)/EPA 200.8

Sample:  ED55297-04  Matrix: Drinking WaterPOB-0031 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:551.03.9 µg/L 08/21/25  18:55 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-05  Matrix: Drinking WaterPOB-0127 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:192.0154 µg/L 08/21/25  19:19 KT12 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-06  Matrix: Drinking WaterPOB-0359 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:581.018.3 µg/L 08/21/25  18:58 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-07  Matrix: Drinking WaterPOB-1848 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:591.02.7 µg/L 08/21/25  18:59 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-08  Matrix: Drinking WaterPOB-1849 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:031.0< 1.0 µg/L 08/21/25  19:03 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-09  Matrix: Drinking WaterPOB-1850 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 

[TOC_1]Sample Results[TOC]

Page 1 of 5Page 1 of 5



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, John F. Kennedy High School, 

Plainview-Old Bethpage Central School District, 50 

Kennedy Drive, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55297

EMSL Order ID: 062555297

08/22/2025  13:05

08/20/2025  13:32Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 (Continued) 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55297-09  Matrix: Drinking WaterPOB-1850  (Continued) Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals  (Continued)
Lead 08/21/25  19:071.0< 1.0 µg/L 08/21/25  19:07 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55297-10  Matrix: Drinking WaterPOB-2210 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:081.0< 1.0 µg/L 08/21/25  19:08 KT11 EPA 200.8 (DA)/EPA 200.8

Page 2 of 5Page 2 of 5



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, John F. Kennedy High School, 

Plainview-Old Bethpage Central School District, 50 

Kennedy Drive, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55297

EMSL Order ID: 062555297

08/22/2025  13:05

08/20/2025  13:32Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 3 of 5Page 3 of 5



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, John F. Kennedy High School, 

Plainview-Old Bethpage Central School District, 50 

Kennedy Drive, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55297

EMSL Order ID: 062555297

08/22/2025  13:05

08/20/2025  13:32Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 4 of 5Page 4 of 5



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Old Bethpage Elementary School OBE, 1191 

Round Swamp Road, Old Bethpage, NY 11804

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55293

EMSL Order ID: 062555293

08/22/2025  09:29

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55293-01  Matrix: Drinking WaterPOB-1963 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:401.01.7 µg/L 08/21/25  18:40 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55293-02  Matrix: Drinking WaterPOB-1964 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:441.014.4 µg/L 08/21/25  18:44 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Old Bethpage Elementary School OBE, 1191 

Round Swamp Road, Old Bethpage, NY 11804

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55293

EMSL Order ID: 062555293

08/22/2025  09:29

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Old Bethpage Elementary School OBE, 1191 

Round Swamp Road, Old Bethpage, NY 11804

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55293

EMSL Order ID: 062555293

08/22/2025  09:29

08/20/2025  13:17Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Parkway Elementary School PAR, 300 

Manetto Hill Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55295

EMSL Order ID: 062555295

08/22/2025  09:31

08/20/2025  13:18Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55295-01  Matrix: Drinking WaterPOB-0609 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  18:461.026.5 µg/L 08/21/25  18:46 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Parkway Elementary School PAR, 300 

Manetto Hill Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55295

EMSL Order ID: 062555295

08/22/2025  09:31

08/20/2025  13:18Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Parkway Elementary School PAR, 300 

Manetto Hill Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55295

EMSL Order ID: 062555295

08/22/2025  09:31

08/20/2025  13:18Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Pasadena Elementary School PAS, 3 

Richard Court, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55302

EMSL Order ID: 062555302

08/22/2025  09:40

08/20/2025  13:20Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55302-01  Matrix: Drinking WaterPOB-1470 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:581.08.6 µg/L 08/21/25  19:58 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Pasadena Elementary School PAS, 3 

Richard Court, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55302

EMSL Order ID: 062555302

08/22/2025  09:40

08/20/2025  13:20Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Pasadena Elementary School PAS, 3 

Richard Court, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55302

EMSL Order ID: 062555302

08/22/2025  09:40

08/20/2025  13:20Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, Plainview-Old Bethpage Middle 

School, Plainview-Old Bethpage Central School 

District, 121 Central Park Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55298

EMSL Order ID: 062555298

08/22/2025  09:33

08/20/2025  13:23Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55298-01  Matrix: Drinking WaterPOB-0820 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:091.030.5 µg/L 08/21/25  19:09 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55298-02  Matrix: Drinking WaterPOB-0836 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:232.0105 µg/L 08/21/25  19:23 KT12 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55298-03  Matrix: Drinking WaterPOB-0837 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:121.04.2 µg/L 08/21/25  19:12 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55298-04  Matrix: Drinking WaterPOB-2190 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:131.09.0 µg/L 08/21/25  19:13 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55298-05  Matrix: Drinking WaterPOB-2191 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:151.03.3 µg/L 08/21/25  19:15 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55298-06  Matrix: Drinking WaterPOB-2212 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:161.0< 1.0 µg/L 08/21/25  19:16 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, Plainview-Old Bethpage Middle 

School, Plainview-Old Bethpage Central School 

District, 121 Central Park Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55298

EMSL Order ID: 062555298

08/22/2025  09:33

08/20/2025  13:23Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

JCB#: 24-57432, Plainview-Old Bethpage Middle 

School, Plainview-Old Bethpage Central School 

District, 121 Central Park Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55298

EMSL Order ID: 062555298

08/22/2025  09:33

08/20/2025  13:23Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



Page 4 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Stratford Road Elementary School SRE, 33 

Bedford Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55301

EMSL Order ID: 062555301

08/22/2025  09:38

08/20/2025  13:24Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  ED55301-01  Matrix: Drinking WaterPOB-0424 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:541.04.5 µg/L 08/21/25  19:54 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55301-02  Matrix: Drinking WaterPOB-0429 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:551.012.0 µg/L 08/21/25  19:55 KT11 EPA 200.8 (DA)/EPA 200.8

Sample:  ED55301-03  Matrix: Drinking WaterPOB-2055 Lims Reference ID: Sampled:  08/19/25  00:00:00

Metals 
Lead 08/21/25  19:561.05.9 µg/L 08/21/25  19:56 KT11 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Stratford Road Elementary School SRE, 33 

Bedford Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55301

EMSL Order ID: 062555301

08/22/2025  09:38

08/20/2025  13:24Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

CertificationsAnalyte

Certified Analyses included in this Report

EPA 200.8 in Drinking Water

06-NYSELAPLead

[TOC_1]Certified 

Analyses[TOC]

List of Certifications

Code Description Number Expires

06-NYSELAP 11469NY NYS ELAP 04/01/2026

06-NYSDOH 11469New York State Department of Health 04/01/2026

06-CTDPH PH-0249Connecticut Department of Public Health 03/31/2027

06-California ELAP 2339California Water Boards 04/01/2026

06-AIHA LAP 102344American Industrial Hygiene Association (AIHA LAP, LLC) - ELLAP 08/01/2026

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

Please see the specific Field of Testing (FOT) on www.emsl.com <http://www.emsl.com> for a complete listing of 

parameters for which EMSL is certified.

[TOC_1]Certifications[TOC]

Page 2 of 4Page 2 of 4



_06 - Carle Place Lead AnalysesProject ID:

24-57432, Plainview-Old Bethpage Central School 

District, Stratford Road Elementary School SRE, 33 

Bedford Road, Plainview, NY 11803

EMSL Customer ID: JCBR50

LIMS Reference ID: ED55301

EMSL Order ID: 062555301

08/22/2025  09:38

08/20/2025  13:24Received:

ggreve@jcbroderick.com

(631) 584-5492

Attention: George Greve

EMSL Analytical, Inc.

528 Mineola Avenue, Carle Place, NY, 11514

Telephone: 516.997.7251  Fax:856-786-5974

EMSL-CP-06

Hauppauge, NY  11788

1775 Expressway Drive North, Suite 1

J.C. Broderick & Associates [JCBR50]

Reported:

Customer PO:

Project Name:

Sales Rep: Jeromy Bish

Notes and Definitions 

Item Definition

(Dig) For metals analysis, sample was digested.

[2C] Reported from the second channel in dual column analysis.

DA Direct Analysis

DF Dilution Factor

MDL Method Detection Limit.

ND Analyte was NOT DETECTED at or above the detection limit.

NR Spike/Surrogate showed no recovery.

Q Qualifier

RCS Respirable Crystalline Silica

RL Reporting Limit

Wet Sample is not dry weight corrected.

Measurement of uncertainty and any applicable definitions of method modifications are available upon request. Per EPA NLLAP policy, 

sample results are not blank corrected.

[TOC_1]Qualifiers, Definitions 

and Disclaimer[TOC]

 James Han Laboratory Manager or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples 

reported above, and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or 

analytical method limitations. The report reflects the samples as received.  Results are generated from the field sampling data (sampling volumes and areas, 

locations, etc.) provided by the client on the Chain of Custody.   Samples are within quality control criteria and met method specifications unless otherwise noted.  

Page 3 of 4Page 3 of 4



J.C. Broderick & Associates, Inc. 
Environmental Consulting & Testing 

1775 Expressway Drive North  
Hauppauge, New York 11788 
631.584.5492 fax 631.584.3395 

 
 
 
 
 

Laboratory 
Certifications 
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