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— . Needs improvement Satisfactory Needs improvement | Satisfactory Needs improvement Needs improvement _|1-50% Accessible | Needs improvement Needs improvement | Not Applcable 1-60% Accessible Rt onng @
Chute 55.7 Not Applicable Needs improvement _| Unsatisfactory ‘Satisfactory Unsatisfactory Needs improvement_|Fully Accessible Needs improvement Satisfactory Not Applicable Fully Accessible No R1 Zoning
Dawes 57.3 Not Applicable Needs improvement | Unsatisfactory Satisfactory Satisfactory Satisfactory Fully Accessible Needs improvement Needs improvement Not Applicable Fully Accessible No R2 Zoning
Dewey 545 Needs improvement Satisfactory Needs improvement _|Satisfactory Needs improvement Needs improvement _|76%-09% Accessible _|Needs improvement Not Applicable 76%-99% Accessible_|No R1 Zoning
JEH Early Childhood 1155 Needs improvement Satisfactory Satisfactory Satisfactory Satisfactory ‘Satisfactory Fully Accessible Satisfactory Not Applicable Fully Accessible No 0S Zoning
Haven 375 Not Applicable Satisfactory Needs improvement Excellent Needs improvement Needs improvement | Fully Accessible Needs improvement Not Applicable Fully Accessible Historic Landmark R3 Zoning
King Arts 577 Not Applicable Satisfactory Needs improvement__ | Satisfactory Needs improvement Neods improvement_|Fully Accessible Noeds improvement Not Applicable Fully Accessiblo No R2 Zoning
Kingsley 505 Needs mprovement Satisfactory Satisfactory Satisfactory Unsatisfactory Needs improvement _|Fully Accessible Satisfactory Not Applicable Fully Accessible No R3 Zoning
Lincoln 495 Not Applicable Satisfactory Needs improvement | Satisfactory Needs improvement Needs improvement | Fully Accessible Salisfactory Not Applicable Fully Accessible No RS Zoning
Lincolnwood 466 Not Applicable Satisfactory Needs improvement Satisfactory Needs improvement Needs improvement | 1-50% Accessible Needs improvement Satisfactory Not Applicable 1-50% Accessible No 0S Zoning
Nichols 25 Not Applicable Satifactory Needs improvement | Satisfactory Needs improvement Needs improvement _|Fully Accessible Needs improvement Satsfa Not Applicable Fully Accessible Historic Landmark __|R3 Zoning
387 Not Applicable Needs improvement_| Unsatisfaclory Needs improvement_|Needs improvement Unsatisfactory 1-50% Accessible___|Needs improvement Needs improvement__|Not Applicable 1-50% Accessible___| Historic Landmark __|R2 Zoning
475 Needs mprovement Needs improvement _|Needs improvement | Satisfactory Unsatisfactory Unsatisfactory 1-50% Accessible___|Needs improvement Needs improvement__|Not Applicable 1-50% Accessible | Historic Landmark __|R1 Zoning
509 Not Applicable Noeds improverment | Unsatisfactory Satisfactory Unsatisfactory Unsatisfactory Fully Accessible Satisfactory Satisfactory Not Applcable Fully Accessible No B1 Zoning
556 Not Applicable Needs improvement_| Unsatsfactory Satisfactory Unsatisfactory Needs improvement _|51-75% Accessible | Satisfactory Needs improvement__|Not Applcable 51-75% Accessible R1 Zoning
68.8 Needs improvement Needs improvement | Needs improvement | Satisfactory Unsatisfactory Needs improvement | 76%-99% Accessible | Needs improvement Needs improvement | Not Applicable 76%-99% Accessible | Historic Landmark R3 Zoning
574 Not Applicable Needs improvement | Unsatisfactory Satisfactory Needs improvement Needs improvement _|Fully Accessible Needs improvement Needs improvement Not Applicable Fully Accessible No R1 Zoning
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