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DRAWING NOTES:#

AREA OF
WORK

1. REMOVE ALL CONDUITS, ASSOCIATED WIRING, BOXES,
DISCONNECT SWITCHES THAT CURRENTLY SERVE EXISTING AIR
COOLED CONDENSING UNIT BACK TO SOURCE.

2. REMOVE ALL CONDUITS, ASSOCIATED WIRING, BOXES,
DISCONNECT SWITCHES THAT CURRENTLY SERVE EXISTING
MAMMOTH MULT-ZONE ROOF TOP UNIT BACK TO A JUNCTION BOX.
PRESERVE THE EXISTING CIRCUIT TO FEED NEW ROOF TOP UNIT.
REFER TO NEW WORK DRAWING AND MECHANICAL DRAWINGS FOR
ADDITIONAL INFORMATION.

#

ELECTRICAL DEMOLITION NOTES:
A. ALL DEMOLITION OF THE ELECTRICAL SYSTEM AS NOTED FOR ON

THE DEMOLITION DRAWINGS SHALL BE COORDINATED WITH THE
RENOVATION REQUIREMENTS TO DETERMINE THIS CONTRACTORS
WORK.

B. IT IS THE INTENT OF THE ELECTRICAL DEMOLITION DRAWING(S) TO
INDICATE AREAS IN WHICH ELECTRICAL EQUIPMENT, CONDUIT,
LIGHTING FIXTURES, DEVICES, ETC. NEED TO BE REMOVED,
RELOCATED OR MODIFIED BY THIS CONTRACTOR TO ALLOW FOR
THE RENOVATION PHASE OF CONSTRUCTION.  THE ELECTRICAL
DEMOLITION PLAN IS FOR REFERENCE PURPOSES ONLY AND IT IS
NOT INTENDED TO BE THE SOLE SOURCE OF EXISTING
CONDITIONS.

C. THIS CONTRACTOR SHALL VISIT THE BUILDING, BEFORE
SUBMITTING HIS BID, TO VERIFY THE EXISTING CONDITIONS WHICH
WILL AFFECT HIS WORK.

D. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR THE COMPLETE
ELECTRICAL DEMOLITION REQUIRED TO ACCOMMODATE THE
RENOVATION.  REMOVE AS REQUIRED ALL LIGHTING FIXTURES,
RECEPTACLES, EQUIPMENT, DEVICES, ETC.  PULL OUT ALL UNUSED
CONDUCTORS AND CABLES AND REMOVE ALL ABANDONED
CONDUIT.  ALL REMOVED EQUIPMENT SHALL BECOME THE
PROPERTY OF THE CONTRACTOR AND SHALL BE REMOVED FROM
THE SITE.

E. THE CONTRACTOR SHALL IDENTIFY ALL CONDUITS ENTERING
PANELBOARDS WITHIN AREA OF WORK.  ALL ABANDONED
CONDUITS TO BE TAGGED "PIPE ABANDONED" IF THE PIPE IS NO
LONGER ACCESSIBLE IN THE FIELD, I.E.:  CUT OFF AND
ABANDONED IN THE FLOOR OR WALL.

ACCU1

RTU2

CEILING WORK NOTE:
REFER TO MECHANICAL PLANS FOR CEILING WORK IN CONTRACT TO BE
PERFORMED BY OTHER TRADES.  THIS CONTRACTOR SHALL BE
RESPONSIBLE TO REMOVE, RESTORE, CUT, PATCH, PAINT, ETC. ANY
CEILING WORK NOT SHOWN ON MECHANICAL PLANS AS REQUIRED TO
PERFORM THIS CONTRACTORS WORK. THIS INCLUDES REMOVAL AND
REPLACEMENT OF LIGHTS, SPEAKERS, SMOKE DETECTORS, ETC., AS
WELL AS REPLACEMENT OF ANY CEILING TRACK & TILES DAMAGED
DURING CONSTRUCTION/ DEMOLITION. IT IS THE RESPONSIBILITY OF
THIS CONTRACTOR TO DOCUMENT ANY DAMAGED CEILING TILES OR
COMPONENTS PRIOR TO CONSTRUCTION/DEMOLITION.  THIS
CONTRACTOR RESPONSIBLE FOR ALL ASSOCIATED COSTS.
CONTRACTOR SHALL PROVIDE ACCESS PANELS AS REQUIRED.

(ON ROOF)

(ON ROOF)
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