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NOTE:
CONTRACTOR TO VERIFY THE
SIZING AND ARRANGEMENT OF

VELOCITY CONE

RAIN SKIRT

HYDRONIC INDICATOR
W/TRUMPET VALVES

VALVE

BALL OR BUTTERFLY \

WATER FLOW SWITCH
BY BAS CONTRACTOR.\

1/4" COPPER TUBES

/—INLINE CIRCULATING PUMP

PROVIDE PIPE HANGER AT
EACH SIDE OF PUMP

TEMPERATURE SENSOR

PIPING CONTRACTOR SHALL
FURNISH AND INSTALL ALL

BOILER COMBUSTION AIR INTAKE ; PIPE WELLS REQUIRED BY
AND FLUE WITH BOILER | | = — T.C. CONTRACTOR (TYP.).
MANUFACTURER. ‘ VENT STACK. SIZE AND TYPE AS ’: :‘ -|- ’:

‘ SHOWN ON PLANS OR IN ¥ |
| —_\ - a ] | _ —— —_ 11 —_ e
: | / SPECIFICATION. SUCTION ‘E:‘ J_ —:LEL é DISCHARGE
| | _—
; MOUNT AT BUILDING \
| EXTERIOR, UP TO ROOF TRIPLE DUTY VALVE.
|
| PIPE ECCENTRIC
-y REDUCER (TYP.)
8-0" ABOVE HIGHEST \/‘Q BLOW-DOWN PIPE AND GATE
ROOF LEVEL WITHIN ) VALVE WITH THREADED HOSE
10'-0" S ; CONNECTION.
i
i
i
|
| NOTES:
i 1. PIPING CONTRACTOR SHALL FURNISH/INSTALL WELL FOR TEMPERATURE SENSOR AND TAP FOR
| FLOW SWITCH.
e 2. FOR PUMPS 1/2 HP OR SMALLER, CONTRACTOR MAY PROVIDE INDIVIDUAL PRESSURE/TEMPERATURE
| PLUGS IN LIEU OF HYDRONIC INDICATOR AND TUBING SHOWN.
|
HOT WATER BOILER FLUE STACK DETAIL IN-LINE PUMP DETAIL
NO SCALE NO SCALE
ROUTE CONDUIT AND WIRING TO
CUT-OFF FUEL SUPPLY TO
NEW/EXISTING BOILER CONTROL
PANEL(S) AND EXISTING DOMESTIC
WATER BOILER.
o s
1/2"x1/8" BRASS
BUSHING A\
EXISTING EMERGENCY CONC. REDUCER CONCENTRIC REDUCER

FUEL BURNER CUT-OFF
SWITCH PAINTED RED.
ALL EXITS. ﬂ

? DIRECTION OF FLOW

2" NIPPLE ON MAINS
2" OR LARGER, FULL
PIPE SIZE ON MAINS
SMALLER THAN 2"

EXISTING DOOR TO
O /CORRIDOR
6|_Ol|

FLOOR

EMERGENCY FUEL BURNER CUT-OFF SWITCH DETAIL

DOLE CO. NO. 14 AIR VENT
MAXIMUM 6" ABOVE
CEILING.

INACCESSIBLE CEILING\

:I— 6" MAX.

INACCESSIBLE CEILINGN:

AIR VENT AT HIGH POINTS OF MAINS DETAIL

LINE SIZE AIR CHAMBER 6"
HIGH AT EACH AIR VENT. \

DIRECTION OF FLOW

0 —

DROP IN DIRECTION OF FLOW
OF WATER SUPPLY OR
RETURN PIPING

6" MAX.

1

CEILING ACCESS PANEL/\/

1/8" COPPER TUBE, EXTEND
TO A POINT OF ACCESS

DOLE CO. NO. 14 AIR VENT
u./MAXIMUM 6" ABOVE CEILING.

/—INACCESSIBLE CEILING

MANUAL AIR VENT DETAIL

NO SCALE NO SCALE

NO SCALE
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