
Lowell School HVAC addendum #1 6/10/25 

• Add 2 duct supply vents in the new conference area including 2x2 lay in

supply registers and all related ducting

• Add 1 common ceiling return grill in the conference area and all related

ducting

• Add 1 dust supply vent in the new office area including 2x2 lay in supply

register and all related ducting

• Add 1 common ceiling return grill in the new office area and all related

ducting




