Edgemont School District
High School Building "A"
Interior Renovations
BID ADDENDUM #2

BID ADDENDUM NO. 2

OWNER: EDGEMONT UNION FREE SCHOOL DISTRICT

PROJECT NAME: HIGH SCHOOL BUILDING ‘A’
INTERIOR RENOVATIONS

This Addendum is hereby included in and made a part of the Contract Documents, dated October 07, 2025 whether or
not attached thereto.

All requirements of the original project specifications and drawings shall remain in force except as amended by this
addendum.

DATE: October 28,2025

This addendum consists of two (2) pages plus revised drawings AR100, A101, A110 and A120, new drawings L001 &
L102, Specification Section 01 1010 Insert, Sketches SK-A1.0, SK-A1.1, SK-A1.2, SK-A1.3 and SK-E1.0.

THE FOLLOWING ARE MODIFICATIONS, CLARIFICATIONS, DELETIONS OR ADDITIONS TO THE
SPECIFICATIONS:

01 1010 - MILESTONE SCHEDULE
ADD Insert attached to this addendum.

09 6500 — RESILIENT FLOORING
09 6500-5, 2.3.E.2 DELETE in its entirety.

10 5113 - METAL LOCKERS
10 5113-3,2.3.C.3.c DELETE in its entirety.

THE FOLLOWING ARE MODIFICATIONS, CLARIFICATIONS, DELETIONS OR ADDITIONS TO THE
DRAWINGS:

DRAWING AR100 — FIRST FLOOR REMOVAL PLAN

DELETE Note R19

REMOVE CMU locker end walls.

ADD Removal Note R44 “Saw-cut and remove CMU locker end wall from slab to structure above. Patch disturbed
surfaces to match existing adjacent surfaces. Grind down any high spots under existing wall for installation of new
CMU end walls.”.

DRAWING AR200 — FIRST FLOOR REMOVAL REFLECTED CEILING PLAN

ADD Removal Note R43 “Remove existing 2" ceiling 1°x1’ concealed spline ceiling assembly including hangers,
black iron, panels and associated items.”.

ADD Removal note R43 to rooms Al, A2, A9 & A10 as shown on Sketch SK-A1.3 attached to this addendum.

DRAWING A101 - FIRST FLOOR PLAN

ADD CMU locker end walls as per Sketch SK-A1.0 attached to this addendum.

ADD laminated gypsum board wall covering in rooms 100, 101, 102, 103, 104, 119, 120, 121, 122, 123, & 124 as per
Sketch SK-A1.2 attached to this addendum.
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Edgemont School District
High School Building "A"
Interior Renovations
BID ADDENDUM #2

DRAWING A110 — INTERIOR ELEVATIONS
Detail 1, refinish existing wooden stage and risers as shown on revised drawing attached to this addendum.

DRAWING A120 — CORRIDOR ELEVATIONS
Detail 1, refinish existing wooden stage and risers as shown on revised drawing attached to this addendum.

DRAWING A653 - LOCKER ELEVATIONS, SECTION & MISCELLANEOUS DETAILS
DELETE Detail 2.
REVISE Detail 1 for 15” deep lockers as shown on Sketch SK-A1.1 attached to this addendum.
DRAWING HS-A ES200 - ELECTRICAL SITE TRENCH DETAILS
ADD Details 7 & 8 as shown on Sketch SK-E1.0 attached to this addendum.

END OF BID ADDENDUM NO. 2
The following attachments are being provided for informational purposes:

Pre-Bid Meeting Sign-In Sheet

Bidder RFI Responses (In the event of a discrepancy between these responses and the contract documents, the contract
documents shall prevail unless modified by addendum.)

Bid RFI-#008 dated 10/23/2025 (1 pages).
Bid RFI-#009 dated 10/24/2025 (1 pages).
Bid RFI-#010 dated 10/27/2025 (1 pages).

FULLER AND D’ANGELO, P.C.
ARCHITECTS AND PLANNERS
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R44 REMOVE EXISTING DOOR, HARDWARE AND FRAME. EXISTING LINTEL TO REMAIN.
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T |l \
I EXISTING PLUMBING FIXTURE AND CARRIERS TO BE REMOVED BY P—CONTRACTOR.
H} ! ) SEE PLUMBING DRAWINGS.
I I I CEEEEEEST . e
N | EXISTING FLOOR DRAIN TO BE REMOVED BY PLUMBING CONTRACTOR.
\\\, I |
I |
‘”} | REMOVE EXISTING RECESSED MAT AND FRAME. PATCH DISTURBED AREAS TO MATCH
1) - p EXISTING ADJACENT SURFACES.
I |
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I [ )
I | -
I R32 d REMOVE EXISTING BATHROOM ACCESSORIES. PATCH DISTURBED SURFACES TO MATCH <Z S
i | j EXISTING ADJACENT SURFACE. = IR
| - =3 ¥a -
‘ . N REMOVE EXISTING MARBLE SADDLE AND SETTING BED. — 8¢ =&
| 7{ RN 1 L > - 2
| S [ ) =)
- O<<_: 203
|
‘ - . G, NS ATSO EXISTING LIGHT FIXTURE TO BE REMOVED BY E—CONTRACTOR. SEE ELECTRICAL ﬁg% z X8 .
| » et ~ BN o~ DRAWINGS. . kg
! - | N L EEE 3 U SRR P Z3Z B §c
| - I ‘ ‘ ‘ EXISTING CEILING MOUNTED ELECTRICAL DEVICES TO BE REMOVED BY SZF E 95
! > I e 1 , ; ‘ E—CONTRACTOR. SEE ELECTRICAL DRAWINGS. 323 g <
| — //“\ BOY'S owmndD | & %
\ S—4Cad" R TOILET REMOVE EXISTING SUSPENDED CEILING ASSEMBLY INCLUDING CLIPS, HANGERS, WALL aung oW
| @ | NS T ) TRIM, BLACK IRON, PANELS AND ASSOCIATED [TEMS. WO - 3=
\ La k= < i
\ . \ > I ! | REMOVE EXISTING PLASTER CEILING ASSEMBLY INCLUDING HANGERS, BLACK IRON, T_ 0%3=
| - 1 Qé}} @ | 2 PANELS AND ASSOCIATED ITEMS. N a ¥ ; 9
| - L % % OEK 0 &5 IS
‘ﬁ P — o o e e REMOVE EXISTING CASEWORK, COUNTERTOPS, BASE AND ALL RELATED ITEMS. PATCH L By =
\L ALL DISTURBED SURFACES TO MATCH EXISTING ADJACENT SURFACES. 5> z °
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REMOVE EXISTING PLASTER SKYLIGHT SURROUND, FRAMING AND ALL RELATED ITEMS
UP TO EXISTING DECK.

REMOVE EXISTING WOOD CURB, GRILLES, BASE AND ALL RELATED ITEMS.
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REMOVE EXISTING METAL LOCKERS, TOPS, FILLER PANELS, METAL BASES AND ALL
RELATED ITEMS.

SAW—-CUT AND REMOVE EXISTING CONCRETE SLAB ON GRADE AND VAPOR BARRIER.
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REMOVE EXISTING METAL ROOF ACCESS LADDER.

SAW—CUT AND REMOVE PORTION OF EXISTING CMU PARTITION FOR INSTALLATION OF
NEW DOOR/OPENING. WORK IN A MANNER WHICH PROVIDES CONTINUOUS SUPPORT
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REMOVE EXISTING CERAMIC TILE SLOP SINK BASIN DOWN TO CONCRETE SLAB.
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EXISTING WIRELESS ACCESS POINT (WAP) TO BE REMOVED BY OWNER.
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REMOVE EXISTING 2ND CEILING 1°x1’ CONCEALED SPLINE CEILING ASSEMBLY
INCLUDING HANGERS, BLACK IRON, PANELS AND ASSOCIATED ITEMS.
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SAW-CUT AND REMOVE CMU LOCKER END WALL FROM SLAB TO STRUCTURE ABOVE.
PATCH DISTURBED SURFACES TO MATCH EXISTING ADJACENT SURFACES. GRIND
DOWN ANY HIGH SPOTS UNDER EXISTING WALL FOR INSTALLATION OF NEW CMU
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EDGEMONT HIGH SCHOOL BUILDING A

RENOVATIONS
300 WHITE OAK LANE, SCARSDALE, NY 10583

EDGEMONT SCHOOL DISTRICT
FIRST FLOOR REMOVAL PLAN

PROJECT TITLE
DRAWING TITLE

COORDINATE ALL REMOVALS WITH ASBESTOS AND LEAD ABATEMENT DRAWINGS AND
SPECIFICATIONS.

FIRST FLOOR REMOVAL PLAN s e
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PLOT DATE: October 27, 2025 — 3:40pm

o <« E 6
Z [m)] wn 8 L
= O z Z o =
5 3 ) < 35 a 8 [T}
RES. E' coopkdag
o o > = E OO o
[ < J T > 2 0
O n © O = m Z
Oz o © < o
5 T ELRE R
D' % [ 7] v 0O E 8 N
o A = o o x z3 2 £
% GYM ARTS a T <<= Q o _
SegpEz<ZE3
- EmgoszoF 2
) RECESSED ENTRY MAT. Qo3 zE
SEE DETAIL 5/A653. E Lz 5w =
o o O Z:I [a) 8 L E w =z
TS oEDRES
RW RW B F22I T B0
R S S — — T B o~z . S5%32
\ TKBD WHBD TKBD > TKBD WHBD TKBD / % w 2 ok o .
R ) & /! ADMIN 'c c5383 0 fg
= I——r - - zZ ¥ &~ =z Lud
: J N — 2. G, 38E
&) 2 T I o — & o
| VEST. P < EFE T 0w o > 35
— CLASSROOM A2 ) % oW e -
\/ (I Ci01) ;Zagggda
2 L_ CORELSage
m — = a E>So o (e
; \A EY ‘s | \‘ 5 xr Z Z 5 Q0 Q
. \ . \L J 2 % a) 8 "g % = % ﬁ
CLASSROOM A1 1 - \128) 7 -] i SCALE N.T.S.
100D <
'_
=1
| CRwchycle
= @ WORKSCOPE NOTES:
7 || <
|
L] - @ @ PROVIDE NEW DOOR IN EXISTING FRAME AND HARDWARE. SEE DOOR DETAILS &
ol L] DOOR SCHEDULE.
| X [
| \T_@ PROVIDE TOILET PARTITION COMPARTMENTS. SEE FINISH SCHEDULE, SPECIFICATION
o n & 3,4&5/A651.
| [
LA
‘T I
| CORRIDOR PIPE TRENCH INFILL. SEE DETAILS 10/A651.
| —
.
C o —
] PROVIDE CMU PARTITION TOOTH INTO ADJACENT MASONRY / INFILL. CMU THICK
] TO MATCH EXISTING. BLOCK FILL, PRIME & PAINT.
— @ PROVIDE NEW DOOR MARBLE THRESHOLD, DEPTH TO MATCH DOOR FRAME. SEE
— DETAIL B/A701.
[ |
] | PROVIDE CERAMIC TILE FLOOR. SEE FINISH SCHEDULE, SPECIFICATION & DETAIL
| 18 | % 18&2/AB51.
|
ﬂ Ws23 | @ PROVIDE GLAZED CERAMIC WALL TILE. SEE FINISH SCHEDULE, SPECIFICATION &
i i DETAIL 1&2/A651.
CLASSROOM A3 PROVIDE CEMENT—BASED SELF—LEVELING UNDERLAYMENT TO ACHIEVE FLUSH
i CONDITION WITH ADJACENT FLOOR(S) ON 100% FLOOR SURFACE.
2 I
— PROVIDE FLOOR FINISH. SEE FINISH SCHEDULE AND FINISH PLANS.
Ll
n all [ PROVIDE SUSPENDED ACOUSTICAL CEILING SYSTEM & ALL RELATED ITEMS.
I~ ELECTRICAL CONTRACTOR TO PROVIDE NEW LIGHT FIXTURES & CEILING MOUNTED
@ R oy DEVICES. COORDINATE INSTALLATION. SEE SPECIFICATIONS FOR ADDITIONAL —
T N INFORMATION. SEE DETAILS A652. _ 8 °
8 C B <8 B
\ J = ;(_@ a @ PLUMBING FIXTURE. SEE P—DWGS. = g 8 ©
N | m YD o
s == ~ S /) /) < By -
I —d /7 = A400 PROVIDE NEW LAMINATE CASEWORK & SOLID SURFACE COUNTERTOPS. SEE Q> >3 =
— \A653/ \A653/ DETAILS ON DRAWING A525. O < 20 -
— 50)% z%8.
i ] : 2l - @ PROVIDE HOLLOW METAL DOOR FRAME, DOOR, LINTEL & HARDWARE. SEE DOOR e £g°
o /o SCHEDULE. zd=z g 4z
TKBD ] RW | gzg g 8>
- ; = I A . ! @ INSTALL ALUMINUM DOOR, ALUMINUM THERMALLY BROKEN DOOR FRAME AND 50% o Z:
X HARDWARE. SEE DOOR DETAILS & SCHEDULE. 888 3 9°:
& i -/ i} Q2 W EC
* a CLASSROOM A15 @ GENERAL CONSTRUCTION CONTRACTOR TO PROVIDE SLOT IN EXISTING WALL FOR wol 4 ¢
Ws17 OFFICE A5 o allll® — o INSTALLATION OF NEW WIRING AND CONDUIT BY ELECTRICAL CONTRACTOR. G.C. TO = 32
m m < =
* CLASSROOM A11 < < = 1 2 PATCH SLOTS, PROVIDE SMOOTH AND LEVEL TRANSITION TO ADJACENT SURFACE. £ g § ;
| ) 2
@@ ABRADE EXISTING PLASTER & CMU WALLS AND SKIM COAT TO PROVIDE SMOOTH b 8 ¢3¢
A a ) SURFACE FOR CERAMIC TILE INSTALLATION AND PAINTED SURFACES. _ Bk g I
o o > 50 =
a3 W o @ GRIND OUT EXISTING CRACKS IN CONCRETE FLOOR SLAB W/ 4” DIAMETER 88; a3 S
== = V—BLADE GRINDER WITH HEPA VACUUM ATTACHMENT 1/4” WIDE X 1/4” DEEP. =2 z 0
_ 3 PROVIDE CLEAN PLAY SAND EMBEDDED IN CRACK FILLER. INCLUDE 30 L.F. OF L {5 ¥,
MECHANICAL i 1 i 7 I CRACK REPAIR IN BASE BID PER ROOM. 29L L]
ROOM SEIADY I I
' 2l s o PROVIDE MOISTURE MITIGATION MEMBRANE ON 100% FLOOR SURFACE. SEE DETAIL
25 =l e = 13/A651 & SPECIFICATIONS. nn
- A ; 1 h
? 48 Q REMOVE ANY REMAINING FASTENERS, ANCHORS OR SIMILAR ITEMS. FILL ALL O o
A EXISTING TUNNEL AN NN AN, — HOLES, CRACKS AND DEPRESSIONS IN EXISTING CMU WALLS. SKIM COAT. — ()
o ACCESS OPENING n L o o W w
RECESSED ENTRY MAT. : | ! TKHED L @ PROVIDE CONCRETE FILL TO LEVEL OF ADJACENT CONCRETE SLAB AT EXISTING
y SEE DETAIL 5/A653. W \T\ T T T CORED PROBE HOLES. w O [ 4
9 ° @ @ INFILL OPENING WITH BRICK, INSULATION, CMU BACK—UP BLOCK AND GYPSUM - Z r <
I BOARD. PRIME & PAINT. TOOTH MASONRY INTO EXISTING ADJACENT MASONRY. — <
N i PROVIDE ALL MASONRY TIES (GALVANIZED). BRICK TO MATCH EXISTING ADJACENT < ()
iz s24 COLOR TEXTURE. SEE DETAIL 9/A650. > - 2
T ORRIDOR WS22 M’ ——0
4 VEST. ) EL.298.78 INSTALL 1HR. RATED CMU AT AREAS OF REMOVED MECHANICAL DUCTWORK ABOVE < a
(47 f’@ WS4 RECESSED ENTRY MAT. CEILING.
/ \, = SEE DETAIL 5/A653.
o WS14 e @ VIDEO DISPLAY BOARD INSTALLED BY OWNER. BRACKETS INSTALL BY G.C.
= FE p i } } i - >z
J — ‘ K R A T
[ . R Nl ‘ — ‘ — — : — @ NEW CMU LOCKER END WALLS. SEE DETAIL 12/A500.
° & TKBD WHBD TKBD x || TKBD | i \
L] I
RESOURCE _ROOM A6 @ NN AN L N - SNV NN
RESOURCE _ROOM_A6 NEW GYPSUM BOARD WALL PANEL (ON 3 WALLS). SEE DETAIL 14/SK—A1.2.
RW i ]
RW._
\ @@ o o a
\ m m m
AN I Al T
~ 4 a 2 * = 8 = =
\2112) ) 2
| | CLASSROOM A12 il CLASSROOM A14 il CLASSROOM A16
I 3 @ | < :) (120D 122D (124D
WHBD VDB WHBD o 2| o 1 o
i : : - T - : : =) Z|llo Qo
TKBD WHBD TKBD / / > =1l|= (1) >
(\ (‘ 2 4 W 2 2
AN N
v y I allll
< < @
(\ < X 3
— N =
b A8 1a o
S h A NI z <
CLASSROOM A8 | ) = = =
| -4 0 OMPUTER ROOM A7 -
, SirS <l = G
N N @/ ITND ® P /N ®
| *::’—‘ =1 I v: v: , @ ! v: Ee— I =1 v: , @8 ! ] =1
(se)(rsa) (o1 e s (s— [ — —
* T * \ / RW \ \ \
: . T = T L —&w o N
/\ a Ll AN Ll n n RW S.E.D. CONTROL NUMBER:
4 2 I 1 BUILDING A:
W 8 — BV! @ W 66-04-06-03-0-002-016
> /
CORRIDOR | || ¥ . n ) ,
3 W ]I//
3

Hﬂ @ WS23 L Ll WS23
9
/
WHBD
m :

(] . wieD _y VDB wHBD VOB whgp
RW Fr———F : : T
WHBD ' VDB WHBD | > WHBD VDB WHBD
- . T.0. SLAB . all P
a - L0878’ - @ RESOURCE ROOM A9 @
x Ws23 < I > ws23 17O |
RESOURCE ROOM A10 @@ 1
o
3 4 (=) (o) PR A 8
* LD | | SOR Wi < g
(O] [oe}
4 2 * z 8
H w I e N
[a) JA / S 8 - = E
IS O i
= Y x |
! A
n O (7}
a2 14
| I <
1 I ‘ T I E i} ‘ 40 O
i ; E‘L\/\/&‘ ¢ i oo 2 z
T L
} // AN }RW a:) o o <Z( i
= st
O <
TSI
- < =
cS3>E5 o b
qwwdo L |z i
2S00z S
e aauw g g x
o Y o o
10-27-2025 | ADDENDUM# /\
10-07-2025 BID
05-16-2025 SED SUBMISSION
04-21-2025 ESTIMATE
FIRST FLOOR PLAN
1 SHEET SIZE DRAWING NO.
SCALE: 1/8" = 1"'-0" 30"d0"
0 2 g 30" SCALE A1 01
e — SEE CONSTRUCTION LOGISTICS DRAWING FOR THE
4 16’ PHASING OF WORK SHOWN ON THIS PLAN. AS NOTED
DRAWN BY FILE NO.
F&D 24529.04

FILE: 1:\24529.04 Edgemont HS Building A Renovations\DRAWINGS\CURRENT\ 1—-F&D\24529.04—A101.dwg



PLOT DATE: October 27, 2025 — 3:31pm
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WORKSCOPE NOTES:
@ PROVIDE NEW DOOR IN EXISTING FRAME AND HARDWARE. SEE DOOR DETAILS &
DOOR SCHEDULE.
@ PROVIDE TOILET PARTITION COMPARTMENTS. SEE FINISH SCHEDULE, SPECIFICATION
& 3,4&5/A651.
@ PIPE TRENCH INFILL. SEE DETAILS 10/A651.
PROVIDE CMU PARTITION TOOTH INTO ADJACENT MASONRY / INFILL. CMU THICK
TO MATCH EXISTING. BLOCK FILL, PRIME & PAINT.
@ PROVIDE NEW DOOR MARBLE THRESHOLD, DEPTH TO MATCH DOOR FRAME. SEE
DETAIL B/A701.
PROVIDE CERAMIC TILE FLOOR. SEE FINISH SCHEDULE, SPECIFICATION & DETAIL
182/A651.
@ PROVIDE GLAZED CERAMIC WALL TILE. SEE FINISH SCHEDULE, SPECIFICATION &
DETAIL 1&2/A651.
PROVIDE CEMENT—BASED SELF—LEVELING UNDERLAYMENT TO ACHIEVE FLUSH
CONDITION WITH ADJACENT FLOOR(S) ON 100% FLOOR SURFACE.
S.E.D. CONTROL NUMBER:
PROVIDE FLOOR FINISH. SEE FINISH SCHEDULE AND FINISH PLANS. BUILDING A
66-04-06-03-0-002-016
PROVIDE SUSPENDED ACOUSTICAL CEILING SYSTEM & ALL RELATED ITEMS.
ELECTRICAL CONTRACTOR TO PROVIDE NEW LIGHT FIXTURES & CEILING MOUNTED
DEVICES. COORDINATE INSTALLATION. SEE SPECIFICATIONS FOR ADDITIONAL
INFORMATION. SEE DETAILS A652.
@ PLUMBING FIXTURE. SEE P—DWGS.
@ PROVIDE NEW LAMINATE CASEWORK & SOLID SURFACE COUNTERTOPS. SEE
DETAILS ON DRAWING A525.
@ PROVIDE HOLLOW METAL DOOR FRAME, DOOR, LINTEL & HARDWARE. SEE DOOR
SCHEDULE.
INSTALL ALUMINUM DOOR, ALUMINUM THERMALLY BROKEN DOOR FRAME AND
HARDWARE. SEE DOOR DETAILS & SCHEDULE.
@ GENERAL CONSTRUCTION CONTRACTOR TO PROVIDE SLOT IN EXISTING WALL FOR
INSTALLATION OF NEW WIRING AND CONDUIT BY ELECTRICAL CONTRACTOR. G.C. TO
PATCH SLOTS, PROVIDE SMOOTH AND LEVEL TRANSITION TO ADJACENT SURFACE. <
(O] [oe]
ABRADE EXISTING PLASTER & CMU WALLS AND SKIM COAT TO PROVIDE SMOOTH z 3
SURFACE FOR CERAMIC TILE INSTALLATION AND PAINTED SURFACES. |_9 >
:) I
@ GRIND OUT EXISTING CRACKS IN CONCRETE FLOOR SLAB W/ 4” DIAMETER %E)m ;
V—BLADE GRINDER WITH HEPA VACUUM ATTACHMENT 1/4” WIDE X 1/4” DEEP. 1 b 4
PROVIDE CLEAN PLAY SAND EMBEDDED IN CRACK FILLER. INCLUDE 30 L.F. OF =0 2 "
CRACK REPAIR IN BASE BID PER ROOM. 25 3 Z
On @ =
PROVIDE MOISTURE MITIGATION MEMBRANE ON 100% FLOOR SURFACE. SEE DETAIL Or u k.
13/A651 & SPECIFICATIONS. 590, < >
nI= < A
REMOVE ANY REMAINING FASTENERS, ANCHORS OR SIMILAR ITEMS. FILL ALL wBEEQ S ||y W
HOLES, CRACKS AND DEPRESSIONS IN EXISTING CMU WALLS. SKIM COAT. e56kuw |E &
CES=> E o =
PROVIDE CONCRETE FILL TO LEVEL OF ADJACENT CONCRETE SLAB AT EXISTING E G Wwwo = z o
CORED PROBE HOLES. S 28% 3 || 2 =
[ TTRTTN 't o =
@ INFILL OPENING WITH BRICK, INSULATION, CMU BACK—UP BLOCK AND GYPSUM
BOARD. PRIME & PAINT. TOOTH MASONRY INTO EXISTING ADJACENT MASONRY.
PROVIDE ALL MASONRY TIES (GALVANIZED). BRICK TO MATCH EXISTING ADJACENT
COLOR TEXTURE. SEE DETAIL 9/A650. 10-27-2025 | ADDENDUM# /\
10-07-2025 BID
@ INSTALL 1HR. RATED CMU AT AREAS OF REMOVED MECHANICAL DUCTWORK ABOVE
CEILING. 05-16-2025 SED SUBMISSION
4-21-202
@ VIDEO DISPLAY BOARD INSTALLED BY OWNER. BRACKETS INSTALL BY G.C. 0 025 ESTIMATE
DATE ISSUED TO
NEW CMU LOCKER END WALLS. SEE DETAIL 12/A500. SHEET SIZE DRAWING NO.
30"x42"
@ NEW GYPSUM BOARD WALL PANEL (ON 3 WALLS). SEE DETAIL 14/SK—A1.2. A'] 1 O
BUILDING A SCALE
KEY PLAN AETOTE
SCALENTS DRAWN BY FILE NO.
o F&D 24529.04
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