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Learning Environment Index

Site size, classroom size, break-out/pull-out spaces, student & teacher storage,

outdoor spaces and play areas

Facility Access (lines of site, layout, entrance points, wayfinding, etc.)
Pick-up/drop-off areas, ADA accessibility

Air quality, daylighting, acoustics

Appropriate accommodations for modern technology
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Learning Environment Index

Resources used:

Physical site walks
Floor plans (square footage)

Room usage data from school building
assessments

Principal feedback

360 degree building images
Aerial site maps/views

School attendance boundaries
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Learning Environment Index

Applied Weighting

H Site M Facility Access B | earning Areas M Instructional Spaces W Public & Support Spaces B Qutdoor Spaces
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Facilities Dashboard
Wichita Public Schools

Facilities Dashboard
***DRAFT OCTOBER 2025***

Click the Buttons Below to Navigate to the
Dashboards

District Facilities Overview with
Interactive Map

School Summary
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District Facilities Overview

District Facilities Overview Report

Return to School
Return to Home Page Summary Page Return to Last Page
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[ District Facilities Map

Hover over a bubble to view high-level facility

@ Historical Maintenance Investments ]| formation

Right-click on a bubble and select drill-through to

navigate to detailed infor
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District Facilities Maintenance Snapshot

Average Building Age 61 Projected Large Scale

(years) Maintenance Needs $141bn
Total Building Area Average Facilit
9.372,463 9 Y

(square feet) Condition Index 062

Average Learning 0.44

Environment Index

Buildings Over  Buildings Under
50 Years Old 50 Years Old

Number Buildings 60 30
Average Investment per
Square Foot $38.89 $26.09
Projected Large Scale Maintenance Needs $1.13bn $280.5M
Average Facility Condition Index ® 0.72 0.42
Average Learning Environment Index ® 0.49 0.32

Projected District Large Scale Maintenance Needs
$4bn

$3.4bn

$3.1bn $3.7bn

$2bn

Forecast Cost
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District Facilities Overview

District Facilities Overview Report Return 1o Home Page ey
| District Facilities Map ® /
Map Information
SELECT DATA SET TO DISPLAY Hover over a bubble to view high-level facility i t1bn
] Historical Maintenance Investments information The bubble size is related to the cost for the specific data selected for the specific
.The |l hi | .
. Large Scale Maintenance Needs Right-click on a bubble and select drill-the - data selected above. The larger the bubble the greater the investment or need

navigate to detailed information. RED bubbles are facilities that are older than 50 years old, based on the original

construction of the main portion of the building

GREEN bubbles are facilities that are 50 years old or newer.

. . . The data investments are for the last 3 years. hgs Under

pars Old
e’ a
—_———————————
@) . Average Investment per
$38.89 $26.09
. Square Foot

. ° . Projected Large Scale Maintenance Needs $1.13bn $280.5M
‘ .. () . & ‘ Average Facility Condition Index @ 0.72 0.42

. @ . . ». ° Average Learning Environment Index @ 049 032
@
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District Facilities Overview

District Facilities Overview Report

Return to School

Return to Home Page Cummmarv Page

Return to Last Page

[ District Facilities Map ® ] /)istrict Facilities Maintenance Snapshot \
SELECT DATA SET TO DISPLAY Hover over a bubble to view high-level facility Average Building Age 61 Projected Large Scale $1.41bn
O i nce |nvestments | | information (years) Maintenance Needs
Right-click on a bubble and select drill-through to Total Building Area 9.372.463 Average Facility

to detailed infor
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Average Learning Environ 49 0.32
\\

(square feet) 0.62
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Condition Index

Average Learning

r 0.44
Envnronmw
————summEOver  buidings Under

50 Years Old 50 Years Old
Number Buildings 60 30
Average Investment per $38.89 $26.09
Square Foot
Projected Large Scale Maintenance Needs $1.13bn $280.5M
Average Facility Condition Index ® 0.72 0.42
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Facilities Dashboard
Wichita Public Schools

Facilities Dashboard
***DRAFT OCTOBER 2025***

Click the Buttons Below to Navigate to the
Dashboards

District Facilities Overview with
Interactive Map

School Summary
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School Summary Report

'School Facilities Summary Report

Beech

p

Return to Home Page

COLONIAL:0AKS

Navigate to Interactive
Map

_ w Micresoft (v}8 HO

General Information @
Address School Type Cohort Age (years)
1830 S Cypress St Neighborhood Elementary 41
Site Size  Building Size
10.80 70819

Facility Condition Index @

033 -

0.00

Learning Environment Index ®

042

0.00

1.00

Districtwide Overall Facility Condition
0.62

Districtwide Overall Learning Index

0.44

Large-Scale Maintenance Projects

(Completed Since 2023)

$3,454,637

Projected Large-Scale Maintenance Needs ¢

$5,490,000

Project Name

Project Cost

Maintenance Need

Estimated Cost

Communication Systems
Electrical System
Equipment and Furnishings
Exterior Enclosure

Fire Protection

HVAC System

Interior Finishes

Plumbing System

Site

Structure

$7,978 Communication Systems $530,000
$9,065 Electrical System $840,000

$0 Equipment and Furnishings $1,370,000

$0 Exterior Enclosure $1,070,000

$0 Fire Protection $50,000
$3,232,783 HVAC System $530,000
$162,488 Interior Finishes $160,000
$42.324 Plumbing System $950,000
$0 Site $0

$0 Structure $0

Learning Environment @
Index Detail

Site Access 0.35
Facility Access 0.40
Building Environment -
Classroom Spaces 0.45
Z::liecsand Support 036

Outdoor Spaces

WICHITA
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District Facilities Overview

District Facilities Overview Report

Return to School
Return to Home Page Summary Page Return to Last Page

District FacilitiesMap________ © ]

— ——

SELECT DATA SET TO DISPLAY
B Historical Maintenance Investme

Hover over a bubble to view high-level facility
information

D Large Scale Maintenance Needs Right-click on a bubble and select drill-through to

navigate to detailed infor
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District Facilities Maintenance Snapshot

Average Building Age 61 Projected Large Scale

(years) Maintenance Needs $141bn
Total Building Area Average Facilit
9.372,463 9 Y

(square feet) Condition Index 062

Average Learning 0.44

Environment Index

Buildings Over  Buildings Under
50 Years Old 50 Years Old

Number Buildings 60 30
Average Investment per
Square Foot $38.89 $26.09
Projected Large Scale Maintenance Needs $1.13bn $280.5M
Average Facility Condition Index ® 0.72 0.42
Average Learning Environment Index ® 0.49 0.32

Projected District Large Scale Maintenance Needs
$4bn

$3.4bn

$3.1bn $3.7bn

$2bn

Forecast Cost
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School Summary Report
'School Facilities Summary Report  Beech v General InformatioN

( Address School Type Cohort Age (years)
1830 S Cypress St Neighborhood Elementary 41

_— ~_
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0.00 033 1.00 0.00 042 1.00

= ility Condition Districtwide Overall Learning Index
; 0.62 \ e
N~ ~Z
Projected La ale Maintenance /Mn-mginﬁwmeﬁ(})\
$5 490 000 Index Detail

Return to Home Page

COLONIAL-0AKS

Site Size Building Size

Navigate to Interactive
Map

Large-Scale Maintenance Projects

(Completed Since 2023)

$3,454,637

0.35

Project Name Project Cost anntenance Need Estimated C 0.40

Communication Systems $7,97 Cdmmunication Systems $530,§00

Electrical System $9,06! Elgctrical System $840,p00 Buil Ing Environment -

Equipment and Furnishings Equipment and Furnishings $1,370,400

Exterior Enclosure S Efterior Enclosure $1,070,000 0.45

Fire Protection $0 ire Protection $50,

HVAC System $3,232,783 HVAC System $530,000 0.36

Interior Finishes $162,488 < Interior Finishes $160,000

Plumbing System $42,324 Plumbing System s9s0000 ¢ Outdoor Spaces -

Site : /V \ /]
\k{lu:e \/

N ~— — .




School Summary Report

= Micrasoft (vl

Large-Scale Maintenance Pro

(Completed Since 2023)

$3,454,637

Project Name A

Communication Systems
Electrical System
Equipment and Furnishings
Exterior Enclosure

Fire Protection

HVAC System

Interior Finishes

Plumbing System

Site

Structure
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Facility Condition Index

Overview

The facility condition index (FC1) is the condition of the current facility conditions as it
relates to the existing building and site conditions. It provides a snapshot of a facility's
physical condition based on the age and industry expected lifespan of its systems,

including (roofing, windows, HVAC, electrical, plumbing, and other mechanical systems).

The FCI does not account for any items that might be needed but are not included
currently, such as air conditioning.

The lower the FCI the better the condition of the facility.

Over time, FCI will decrease as systems are updated or increase if systems are
not replaced

Condition Scale

0.0 to 0.30: Good (New / Like new)

0.30 to 0.45: Fair (needs some repairs)

0.45 to 0.60: Marginal (needs major repairs)
0.60 to 1.0: Poor (end of life or critical defects)

00

Learning Environment Index ® ‘

0.00 042 1.00

J

Districtwide Overall Learning Index
0.44

$9,065 Electrical System

$3,232,783
$162,488
$42,324

$0 Equipment and Furnishings
$0 Exterior Enclosure

$0 Fire Protection

HVAC System

Interior Finishes

Plumbing System

$0 Site

$0 Structure

$840,000
$1,370,000
$1,070,000
$50,000
$530,000
$160,000
$950,000

Learning Environment @
Index Detail

Site Access 0.35
Facility Access 0.40

Building Environment -

Classroom Spaces 0.45
Public and Support 036

Spaces
008

Outdoor Spaces
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Questions, Comments
and [nput?




