CONCRETE SIDEWALK

GRANITE CURB \

CURB STOP TO BE
SET IN MIDDLE OF
SIDEWALK PANEL

ROADWAY

N\

NEW CAST IRON
VALVE BOX & COVER

5—0" MIN
COVER

NEW WATER SERVICE
TYPE K COPPER

NEW CORP STOP /
NEW COUPLING (AS NEEDED)

NEW WATER MAIN —/

NEW CURB STOP

OLD WATER SERVICE
TO BUILDING

NOTES

1. ALL WATER SERVICES AND CURB STOPS SHALL BE REPLACED IN CENTER OF
SIDEWALK PANEL.

2. ALL NEW WATER SERVICES, CORPORATIONS & CURB STOPS SHALL BE
MAXIMUM SIZE 1" IN DIAMETER UNLESS OTHERWISE DIRECTED BY THE ENGINEER.

TAPPED CONNECTION*

3. ALL LEAD SERVICES ARE TO BE REMOVED AND REPLACED TO THE EDGE
WATER MAIN MAXIMUM TAP OF THE R.O.W.
DIAMETER DIAMETER
”» 1"
3 11/4 * WHERE THE SIZE OF THE CONNECTION EXCEEDS THAT GIVEN IN THE
» " TABLE, A BOSS SHALL BE PROVIDED, OR THE TAP SHALL BE MADE BY
MEANS OF MULTIPLE CORP. STOPS AND BRANCH FITTINGS, TAPPED TEE,
12" 3" OR TAPPED SADDLE.
CITY OF MEDFORD, TYPICAL WATER SERVICE
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