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1.0 Findings and description of work performed 

This report is the result of a lead clearance examination after renovation/interim controls. Lead clearance examinations are 

regulated by the Wisconsin Department of Health Servicesi (DHS) under Wis. Admin. Code ch. DHS 163ii. 

 

 

Findings 

On 2/22/2025—Based on the results of laboratory analysis of dust samples, lead dust hazards were identified in the north 

stairwell (floor), room 2G-1 stairwell (floor), G03 (floor), G07 (floor and sill) G01 (floor), GO8 (sill), 014A (floor), and 030A 

(Floor). This project has failed clearance. The MPS Paint Department staff were notified of their responsibility to re-clean all 

failed components and all like components in all un-sampled rooms. 

 

On 3/12/2025—Based on the results of laboratory analysis of dust samples, lead dust hazards were identified in the North 

stairwell lower landing and area 2G-1 floors. This project has failed clearance. The contractor was notified of their 

responsibility to re-clean all failed components and all like components in all un-sampled rooms. 

 

On 3/17/2025 —Based on the results of the visual inspection and laboratory analysis of dust samples, this project has passed 

interim clearance. Future activities in and around the property may create new lead hazards or cause lead hazards corrected 

with interim control methods to reappear. 

 

1.1 Abatement activities  

Abatement activities did not take place. 

 

1.2 Renovation or interim control activities 

 Interior renovation or interim control work was started on 2/5/2025 and all interior work, including final cleaning, was 

completed on 2/22/2025.  

 

Contractor Information: 

This was an owner paid project carried out by MPS Paint shop using in-house painters and contracted painters provided by an 

external company. 

 

The renovation or interim control scope of work included:  

  

Lead-Base paint hazard control options  

INTERIOR 
 

Ground Floor: 
Room Substrate Component Side Interim Control 

(G01) Boys 

Bathroom 

Wood Red Service Door-East Wall B Stabilize- prep & paint 

Metal South Wall-Metal Toilet 

Wall/Rusted 

C Stabilize- prep & paint 

(G03) Cafeteria Metal HVAC duct by Wall C C Stabilize- prep & paint 

G-1A Corridor Brick Upper White Brick Wall D Stabilize- prep & paint 

http://dhs.wi.gov/lead/
https://docs.legis.wisconsin.gov/code/admin_code/dhs/110/163/Title
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Metal HVAC Duct-Along ceiling by Wall 

D 

 
Stabilize- prep & paint 

(G08) Teacher's 

Lounge 

Wood Brown Storage Cabinet Exterior 

Top Surface North Wall 

 
Stabilize- prep & paint 

Brick North Wall A Stabilize- prep & paint 

Brick East Wall B Stabilize- prep & paint 

Brick West Wall D Stabilize- prep & paint 

(G07A) Kitchen 

Receiving 

Brick East Wall B Stabilize- prep & paint 

Concrete South Wall C Stabilize- prep & paint 

Concrete West Wall D Stabilize- prep & paint 

Wood Window Trim 25 
 

Stabilize- prep & paint 

Wood Window Trim 26 
 

Stabilize- prep & paint 

Wood Window Trim 28 
 

Stabilize- prep & paint 

Wood Window Trim 29 
 

Stabilize- prep & paint 

(G07) Kitchen 

Wood Window Trim 23 
 

Stabilize- prep & paint 

Concrete South Wall C Stabilize- prep & paint 

Metal Service line along Wall D D Stabilize- prep & paint 

(G07 Pass) Metal HVAC DUCT 
 

Stabilize- prep & paint 

(G06 Pass) Wood HVAC Vent Trim 
 

Stabilize- prep & paint 

(Unexcavated) 

East Lobby 

Brick North Wall A Stabilize- prep & paint 

Brick South Wall C Stabilize- prep & paint 

Wood Red Interior Lobby Door D Stabilize- prep & paint 

Wood Window Trim 16 A Stabilize- prep & paint 

Wood Window Trim 17 A Stabilize- prep & paint 

 

 

1st Floor: 
Room Substrate Component Side Interim Control 

Exit 1 
  

Wood Door 1  D Stabilize- prep & paint 

Wood Door 2 D Stabilize- prep & paint 

Wood Door 1  B Stabilize- prep & paint 

Wood Door 2 B Stabilize- prep & paint 

015A Wood Baseboard C Stabilize- prep & paint 

014 Wood Shelf D Stabilize- prep & paint 

Exit 2 
  

Wood Door 1 B Stabilize- prep & paint 

Wood Door 2 B Stabilize- prep & paint 

013 
  

Wood Shelf 1 D Stabilize- prep & paint 

Wood Shelf 2 D Stabilize- prep & paint 

Plaster Wall C (Green) C Stabilize- prep & paint 

016 Wood Windowsill 29-31 sill C Stabilize- prep & paint 

 

 

2ND Floor:  
Room Substrate Component Side Interim Control 
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020A Wood Door D Stabilize- prep & paint 

21A 
  
  
  
  
  

Wood Door Trim  D Stabilize- prep & paint 

Wood Door Jamb D Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

Wood Cabinet door  C Stabilize- prep & paint 

Wood Door Trim  B Stabilize- prep & paint 

Wood Door  B Stabilize- prep & paint 

21 
  

Wood Wall trim  C Stabilize- prep & paint 

Wood Baseboard  D Stabilize- prep & paint 

22 
  
  
  

Wood Cabinet shelf 1  C Stabilize- prep & paint 

Wood Cabinet shelf 2  C Stabilize- prep & paint 

Wood Window Trim  C Stabilize- prep & paint 

Wood wall trim  D Stabilize- prep & paint 

022A 
  
  

Plaster North Wall  A Stabilize- prep & paint 

Plaster South Wall  C Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

26 
  
  

Plaster East Wall  B Stabilize- prep & paint 

Plaster West Wall  D Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

23A 
  
  

Wood Cabinet Frame  B Stabilize- prep & paint 

Wood Cabinet Door B Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

23 
  

Wood White board frame  B Stabilize- prep & paint 

Wood Baseboard  D Stabilize- prep & paint 

24 
  
  

Wood Cabinet frame C Stabilize- prep & paint 

Wood Cabinet doors  C Stabilize- prep & paint 

Plaster  South Wall C Stabilize- prep & paint 

026A Wood window sill C Stabilize- prep & paint 

20 Wood Door  D Stabilize- prep & paint 

 

 

3RD Floor:  

Room Substrate Component Side Interim Control 

STAIR 1-F3 
 
 
 
  

Wood Riser C Stabilize- prep & paint 

Wood Baseboard D Stabilize- prep & paint 

Wood Upper Wall Trim D Stabilize- prep & paint 

Wood Upper Wall Trim B Stabilize- prep & paint 

Wood Window Trim A Stabilize- prep & paint 

Wood Lower Wall Trim B Stabilize- prep & paint 

35 
 
 
 
 
 
  

Wood Wall Trim B Stabilize- prep & paint 

Wood Wall B Stabilize- prep & paint 

Wood Wall Trim C Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

Wood Window 7 Trim D Stabilize- prep & paint 

Wood Blackboard Trim A Stabilize- prep & paint 

Wood Door Trim Header B Stabilize- prep & paint 
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035A 
 
 
 
  

Plaster Wall A Stabilize- prep & paint 

Wood Wall B Stabilize- prep & paint 

Wood Wall Trim C Stabilize- prep & paint 

Wood Baseboard C Stabilize- prep & paint 

Wood Wall D Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

CORR 3-2 Wood Door Trim B Stabilize- prep & paint 

CORR 3-2A Wood Door B Stabilize- prep & paint 

30 
 
 
 
 
 
 
 
  

Plaster Wall A Stabilize- prep & paint 

Wood Window 17-20 sill A Stabilize- prep & paint 

Plaster Wall B Stabilize- prep & paint 

Wood Shelf BA Frame B Stabilize- prep & paint 

Wood Shelf BA Shelf B Stabilize- prep & paint 

Wood Shelf BC Frame B Stabilize- prep & paint 

Wood Window sill 21-26 B Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

Wood Window Boarded D Stabilize- prep & paint 

Wood Door Trim D Stabilize- prep & paint 

030A 
 
 
 
  

Wood Window Sill 16 A Stabilize- prep & paint 

Wood Window 16 Trim A Stabilize- prep & paint 

Plaster Wall  B Stabilize- prep & paint 

Wood Wall Trim B Stabilize- prep & paint 

Wood Cabinet Door B Stabilize- prep & paint 

Wood Cabinet Frame B Stabilize- prep & paint 

31 
 
 
  

Wood Wall Trim Chalkboard A Stabilize- prep & paint 

Wood Window 33 Trim B Stabilize- prep & paint 

Plaster Wall C Stabilize- prep & paint 

Wood Wall Trim Chalkboard C Stabilize- prep & paint 

Plaster Wall A Stabilize- prep & paint 

031A 
 
 
 
 
 
  

Plaster Wall A Stabilize- prep & paint 

Wood Wall Trim A Stabilize- prep & paint 

Wood Wall  A Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

Plaster Wall Lower D Stabilize- prep & paint 

Wood Wall Trim D Stabilize- prep & paint 

Wood Wall D Stabilize- prep & paint 

Wood Stage Wall B Lower B Stabilize- prep & paint 

CORR 3-1 
 
  

Wood Door ! B Stabilize- prep & paint 

Wood Door 2 B Stabilize- prep & paint 

Wood Door Jamb B Stabilize- prep & paint 

Wood Wall C Stabilize- prep & paint 

STAIR 3-F3 
 
 
 
 
  

Plaster Wall A Stabilize- prep & paint 

Wood Wall Trim A Stabilize- prep & paint 

Wood Window 36 Sill B Stabilize- prep & paint 

Wood Window 36 Trim B Stabilize- prep & paint 

Wood Window 37 Apron B Stabilize- prep & paint 

Plaster Wall Upper  B Stabilize- prep & paint 

Plaster Wall Upper  C Stabilize- prep & paint 
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032 PASS Wood Wall Trim Upper A Stabilize- prep & paint 

32 
 
  

Wood Window Sill C Stabilize- prep & paint 

Wood Whiteboard Trim D Stabilize- prep & paint 

Wood Whiteboard Trim A Stabilize- prep & paint 

Wood Wall A Stabilize- prep & paint 

032A 
 
  

Wood Cabinet Door A Stabilize- prep & paint 

Wood Cabinet Frame A Stabilize- prep & paint 

Wood Window Sill B Stabilize- prep & paint 

Wood Wall C Stabilize- prep & paint 

36  
Plaster Wall B Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

033A 
 
 
  

Plaster Wall A Stabilize- prep & paint 

Plaster Wall B Stabilize- prep & paint 

Plaster Wall C Stabilize- prep & paint 

Wood Window Sill C Stabilize- prep & paint 

Plaster Wall D Stabilize- prep & paint 

33 
 
 
  

Wood Blackboard trim B Stabilize- prep & paint 

Wood Shelf Frame DC D Stabilize- prep & paint 

Wood Shelf Frame DA D Stabilize- prep & paint 

Wood Window Sill D Stabilize- prep & paint 

Wood Window Trim D Stabilize- prep & paint 

 

Exterior:  
Exterior renovation or interim control work is pending completion.  
 

 

  

Dust lead hazard control options  
 

All floors and windowsills in all levels throughout the building: Clean with HEPA vacuum and thoroughly wash hard surfaces 

(Interim control)  

 

2.0 Property owner’s next actions 

☐ Review the report and call the clearance examiner if you have questions. 

☐ Save a copy of this report for future purchasers of this property. This report must be disclosed prior to the sale.  

2.1 Ongoing monitoring and maintenance 

Regular ongoing maintenance and visual inspection of the property should be conducted to identify any areas of new 

deterioration. This may be done by the property owner, a certified risk assessor or a certified hazard investigator. Close 

attention should be given to all areas that received interim control measures and enclosed or encapsulated areas. New lead 

hazards may develop over time. Be sure to document any areas of new deterioration, rot, and substrate or component failure. 

These conditions should immediately be corrected using approved lead-safe work practices with an ongoing property 

maintenance program.   
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2.2 Disclose this report to future purchasers and renters of this property 

Provide a copy of this report, along with a copy of the educational pamphlet, Protect Your Family from Lead in Your Homeiii, to 

potential tenants or purchasers of this property before they become obligated under a sales contract or lease. More 

information on complying with this federal regulation is available at Lead-Based Paint Disclosure Rule (Section 1018 of Title X).  

3.0 Methods  

3.1 Visual inspection 
Before any testing was done, the property was examined to determine that all work was completed as stated in the scope of 

work and for the presence of visible dust, debris, and paint. 

3.2 Dust analysis 

At least one hour elapsed between the final cleaning and collection of dust wipe samples to allow for airborne dust to settle. 

Single-surface dust wipe samples were collected from windowsills, window troughs and floors following documented protocol 

and sampling methodologies found in Wisconsin Administrative Code ch. DHS 163 and Appendix 13.1: Wipe Sampling of 

Settled Dust for Lead Determinationiv, of the HUD Guidelines. The results of dust analyses were used to determine the 

presence of dust lead hazards. In Wisconsin, to pass clearance, laboratory sample results must show all samples have amounts 

of lead dust less than (<) 10 micrograms per square foot (µg/ft²) on floors, <100 µg/ft² on windowsills, <100 µg/ft² in window 

troughs, and <40 µg/ft² on exterior porch 

. 

 

4.0 Full results 

4.1 Visual inspection of the interior 

On 2/22/2025, a visual inspection was conducted in the following areas: Ground, 1st, 2nd and 3rd floors. No visible dust, debris, 

or paint chips were observed on the floors or any horizontal surfaces in the work areas and adjacent to the work areas.  

 

On 3/12/2025, a visual inspection was conducted in the following areas: Ground, 1st, and 3rd floors. No visible dust, debris, or 

paint chips were observed on the floors or any horizontal surfaces in the work areas and adjacent to the work areas.  

 

On 03/17/2025 a visual inspection was conducted in the following areas: Ground floor. No visible dust, debris, or paint chips 

were observed on the floors or any horizontal surfaces in the work areas and adjacent to the work areas.  

 

4.2 Visual inspection of the exterior 

 

Exterior work is still pending. 

 

4.3 Dust analysis results 
On 2/22/2025, risk assessor collected 53 single surface wipe samples to find out if lead dust hazards were present on floors 

and windowsills.  

https://www.epa.gov/node/5197
https://www.epa.gov/lead/lead-based-paint-disclosure-rule-section-1018-title-x
https://www.hud.gov/sites/documents/LBPH-40.PDF
https://www.hud.gov/sites/documents/LBPH-40.PDF
https://www.hud.gov/program_offices/healthy_homes/lbp/hudguidelines
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Samples, including 4 generically labeled “field blank” wipe submitted for quality control, were analyzed by the: 

City of Milwaukee – Public Health Laboratories 

841 North Broadway, Room 205 

Milwaukee, WI 53202 

414-286-3526 

ID# 102186 

 

 

Wipe sampling summary table  
Property address: 1555 N Martin Luther King Dr.   
Collection date: 02/22/2025  
Collection time: 6:30 AM  
Date results received: 02/24/2025  
 

 

Wipe sampling summary table 

Sample Room equivalent Surface Result Standard Pass/Fail 

Ground Floor      

1 North Stairwell - Lower landing Floor 10 < 10 Fail 

2 G-1 North Floor <5 < 10 Pass 

3 2 G-1 Stairwell West Floor 45 < 10 Fail 

4 G03 South Floor 11 < 10 Fail 

5 G07 Floor 12 < 10 Fail 

6 G06 - Girls Bathroom Floor <5 < 10 Pass 

7 G07 - Kitchen Sill 150 < 100 Fail 

8 G08 Floor <5 < 10 Pass 

9 G08 Sill 130 < 100 Fail 

10 G01- Boys Floor 29 < 10 Fail 

11 G01- Boys Bathroom Sill <45 < 100 Pass 

12 East Stair Floor <5 < 10 Pass 

13 Blank 
 

<5 < 5 Pass 

      

1ST FLOOR      

1 Exit 1 Floor <5 < 10 Pass 

2 014A Floor 25 < 10 Fail 

3 Exit 2  Floor <5 < 10 Pass 

4 016A Floor <5 < 10 Pass 

5 016A Sill <45 < 100 Pass 

6 Blank  <5 < 5 Pass 

      

2nd  FLOOR      

1 021 Floor <5 < 10 Pass 

2 021 Sill <45 < 100 Pass 

3 022 Pass Floor <5 < 10 Pass 

4 022A Floor <5 < 10 Pass 

5 026 Floor <5 < 10 Pass 

6 026A Sill <45 < 100 Pass 
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7 024 Floor 5.3 < 10 Pass 

8 024 Sill <45 < 100 Pass 

9 Stair 2-F2 Floor <5 < 10 Pass 

10 Stair 3-F2 Floor <5 < 10 Pass 

11 027  Floor <5 < 10 Pass 

12 Corr 2-1 Floor <5 < 10 Pass 

13 023 Floor <5 < 10 Pass 

14 023 Sill <45 < 100 Pass 

15 Blank 
 

<5 < 5 Pass 

      

      

3RD FLOOR      

1 Corr 3-2  Floor <5 < 10 Pass 

2 035 Floor <5 < 10 Pass 

3 035A Floor <5 < 10 Pass 

4 035A Sill <45 < 100 Pass 

5 030A Floor 21 < 10 Fail 

6 030A Sill <45 < 100 Pass 

7 031A -Stage  Floor <5 < 10 Pass 

8 O31  Floor <5 < 10 Pass 

9 031  Sill <45 < 100 Pass 

10 Stair 3F-3 Floor <5 < 10 Pass 

11 Stair 3F-3 Sill <45 < 100 Pass 

12 032A Sill <45 < 100 Pass 

13 032A Floor 6.8 < 10 Pass 

14 032 Sill <45 < 100 Pass 

15 033A Sill <45 < 100 Pass 

16 032 Pass Floor <5 < 10 Pass 

17 036 Floor <5 < 10 Pass 

18 036 Sill <45 < 100 Pass 

19 Blank 
 

<5 < 5 Pass 

      

 

 

On 3/12/2025, risk assessor collected 10 single surface wipe samples were collected from areas that had failed clearance and 

were analyzed. One field blank sample anonymously marked was included and analyzed as a quality control check.   

  

Wipe sampling summary table  
Property address: 1555 N Martin Luther King Dr   
Collection date: 03/12/2025  
Collection time: 6:30 AM  
Date results received: 3/12/2025  
 

 

Wipe sampling summary table 

Sample Room equivalent Surface Result Standard Pass/Fail 

Ground Floor 

1 North Stairwell- Lower landing Floor 31 <10 Fail 
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2 Area 2 G-1 Floor 130 <10 Fail 

3 Go3 Floor <5.0 <10 Pass 

4 G07 Floor <5.0 <10 Pass 

5 Go7 Sill <45 <100 Pass 

6 G08 Sill <45 <100 Pass 

7 G-01 Floor <5.0 <10 Pass 

1ST FLOOR 

8 014A Floor <5.0 <10 Pass 

3RD FLOOR 

9 031A Floor <5.0 <10 Pass 

 

QC  

10 Blank  <5.0 <5.0 Pass 

 

 

 

On 03/17/2025, risk assessor collected 5 single surface wipe samples were collected from areas that had failed clearance and 

were analyzed. One field blank sample anonymously marked was included and analyzed as a quality control check.   

  

Wipe sampling summary table  
Property address: 1555 N Martin Luther King Dr   
Collection date: 03/17/2025  
Collection time: 6:30 AM  
Date results received: 3/18/2025  
 

 

Wipe sampling summary table 

Sample Room equivalent Surface Result Standard Pass/Fail 

Ground Floor 

1 G-1A Lower landing Floor <5.0 <10 Pass 

2 2-G1 Lower landing Floor <5.0 <10 Pass 

3 G01 Floor <5.0 <10 Pass 

4 G05 Floor <5.0 <10 Pass 

5 Blank  <5.0 <5.0 Pass 

 

 

 

4.4 Soil analysis results  

N/A  
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APPENDIX A: Laboratory Analysis Report(s) 
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