












APPENDIX A 

Lead Dust Wipe Sample Results



Lead Renovation 

Contractor: JCP Construction & Independence Painting Sigma Project #: 24270

Site: 131 - Dover Street Elementary School Sample Date: 8/22/25

Site Address: 619  E Dover Street, Milwaukee, WI Risk Assessors: Devin Gareis & Yilda Torres

Resample Dates: 8/26/25 & 8/28/25

Inspection Type: Clearance - Lead Dust Wipe Risk Assessor: Devin Gareis

Floor
Window 

Sill
8/22/25 Pass/Fail 8/26/25 Pass/Fail 8/28/25 Pass/Fail

Corr 3-1 F Corridor 3-1 Floor X <5 Pass --- --- --- --- 10

Stair 2-3 F Stair 2-3 Floor X <5 Pass --- --- --- --- 10

033 F Room 033 Floor X <5 Pass --- --- --- --- 10

033 S Room 033 Sill X 21 Pass --- --- --- --- 100

034 F Room 034 Floor X 5.9 Pass --- --- --- --- 10

034 S Room 034 Sill X 39 Pass --- --- --- --- 100

036 F Room 036 Floor X 6.5 Pass --- --- --- --- 10

036 S Room 036 Sill X 40 Pass --- --- --- --- 100

037 F Room 037 Floor X 6.8 Pass --- --- --- --- 10

037 S Room 037 Sill X 9.4 Pass --- --- --- --- 100

021 S Room 021 Sill X 5 Pass --- --- --- --- 100

021 F Room 021 Floor X <5 Pass --- --- --- --- 10

Corr 2-2 S Corridor 2-2 South Floor X 5.5 Pass --- --- --- --- 10

Corr 2-2 N Corridor 2-2 North Floor X 9.6 Pass --- --- --- --- 10

Corr 2-1 E Corridor 2-1 East Floor X 5.4 Pass --- --- --- --- 10

Corr 2-3 N Corridor 2-3 North Floor X <5 Pass --- --- --- --- 10

024 F Room 024 Floor X <5 Pass --- --- --- --- 10

024 S Room 024 Sill X <5 Pass --- --- --- --- 100

028 S Room 028 Sill X 7.4 Pass --- --- --- --- 100

028 F Room 028 Floor X <5 Pass --- --- --- --- 10

026 S Room 026 Sill X <5 Pass --- --- --- --- 100

026 F Room 026 Floor X <5 Pass --- --- --- --- 10

017 F Room 017 Floor X <5 Pass --- --- --- --- 10

017 S Room 017 Sill X 67 Pass --- --- --- --- 100

Corr 1-3 N Corridor 1-3 North Floor X 22 Fail <5 Pass --- --- 10

015 F Room 015 Floor X <5 Pass --- --- --- --- 10

015 S Room 015 Sill X 3.8 Pass --- --- --- --- 100

Corr 1-3 S Corridor 1-3 South Floor X <5 Pass --- --- --- --- 10

018 S Room 018 Sill X <3 Pass --- --- --- --- 100

018 F Room 018 Floor X <5 Pass --- --- --- --- 10

Corr 1-1 N Corridor 1-1 North Floor X <5 Pass --- --- --- --- 10

013 F Room 013 Floor X 5.7 Pass --- --- --- --- 10

013 S Room 013 Sill X <5 Pass --- --- --- --- 100

Corr 1-2 S Corridor 1-2 South Floor X <5 Pass --- --- --- --- 10

007 F Room 007 Floor X <5 Pass --- --- --- --- 10

Corr G-1 E Corridor G-1 East Floor X 15 Fail 12 Fail 9.9 Pass 10

Corr G-1 W Corridor G-1 West Floor X 25 Fail 15 Fail <5 Pass 10

004 F Room 004 Floor X <5 Pass --- --- --- --- 10

004 S Room 004 Sill X 150 Fail 16 Pass --- --- 100

Corr G-2 S Corridor G-2 South Floor X 5.9 Pass --- --- --- --- 10

009 F Room 009 Floor X <5 Pass --- --- --- --- 10

003 F Room 003 Floor X <5 Pass --- --- --- --- 10

003 S Room 003 Sill X 21 Pass --- --- --- --- 100
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Contractor: JCP Construction & Independence Painting Sigma Project #: 24270

Site: 131 - Dover Street Elementary School Sample Date: 8/22/25
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LEAD INVESTIGATION DUST WIPE SAMPLE RESULTS

MILWAUKEE PUBLIC SCHOOLS

Wipe Sample Detected Lead Concentration (ug/ft2)Surface Type

Sample No. Description

DHS Regulatory 
Clearance Level 

(ug/ft2)a,b,c

001 F Room 001 Floor X <5 Pass --- --- --- --- 10

001 S Room 001 Sill X 22 Pass --- --- --- --- 100

002 F Room 002 Floor X <5 Pass --- --- --- --- 10

002 S Room 002 Sill X 17 Pass --- --- --- --- 100

001B Room 001B Floor X <5 Pass --- --- --- --- 10

016 F Room 016 Floor X --- --- <5 Pass --- --- 10

014A F Room 014A Floor X --- --- <5 Pass --- --- 10

018A F Room 018A Floor X --- --- <5 Pass --- --- 10

004C S Room 004C Sill X --- --- <6 Pass --- --- 100

005 S Room 005 Sill X --- --- <4 Pass --- --- 100

200A S Room 200A Sill X --- --- 22 Pass --- --- 100

005A F Room 005A Floor X --- --- 7.6 Pass --- --- 10

003C F Room 003C Floor X --- --- 18 Fail <5 Pass 10

006B Room 006B Floor X --- --- --- --- <5 Pass 10

Notes:

ft2 = cubic feet ug/ft2 = micrograms per square foot

--- = no sample collected

a. DHS 163 Regulatory Clearance Levels DHS 163.14(5)(c)8.a. = 10 μg/ft2 on an interior floor.

b. DHS 163 Regulatory Clearance Levels DHS 163.14(5)(c)8.b. = 100 μg/ft2 on an interior windowsill.

c. DHS 163 Regulatory Clearance Levels DHS 163.14(5)(c)8.c. = 100 μg/ft2 on window wells or troughs.

DHS 163 - Wisconsin Department of Heath Services Ch. 163 Certification for the Identification, removal, and reduction of lead-based paint hazards



APPENDIX B 

Laboratory Analytical Results 













































APPENDIX C 

Floor Plans with All Sample Locations Marked 
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APPENDIX D 

 
Inspectors’ Certificates  

 



Lead Inspector Certification 



 
Lead Inspector Certification 
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