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3.0  RESULTS

3.1  Water Sample Summary
The following table summarizes the results from the initial sampling round:

CACC 15 0
Academy 269 39
CA Stadium 21 0
Middle School 154 8
Evans Field 3 0
Jones Johns 3 2
P/E Complex 351 7
Red House 6 8]
Grand Totals 822 56

Based on laboratory analyses of the samples collected, a total of 56 fixtures were determined to
exceed the Subpart 67-4 action level of 5 micrograms per liter (ug/L). For a summary of these specific
outlets, see Appendix A.

It is recommended that these outlets be remediated using one of the Response Measures described
under Section 4 of this report.

4.0  RESPONSE MEASURES

According to section Subpart 67-4.4 “Response” of the regulation, school districts shall prohibit the
use of all outlets which exceed the 5 ppb (pg/L) action level. These outlets shall remain out of service
until a lead remediation plan is implemented to reduce the level of lead, and resampling indicates lead
levels at or below the action level. While the outlet is out of service, the district must supply an
appropriate amount of potable water for drinking or cooking to building occupants.

The following measures are meant to be options for the district to consider. If an outlet is found to
have exceeded the Action Level, an Immediate Response must be implemented. From there a Short-
Term Control Measure may be enough to mitigate the hazard, with additional sampling conducted to
confirm the measures’ effectiveness. Permanent Control Measures may be considered if the outlet
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{ . Name

Canandalgua Academy

HS-152-R211 Room 211 Sink 4 6.26
HS-165-R211 Room 211 Sink 7 60.8
H5-157-R211 Room 211 Sink 9 21.9
HS5-158-R211 Room 211 Sink 10 9.76
H5-160-R211 Room 211 Sink 12 16.0
HS-171-R211 Room 211 Sink 23 8.59
HS-172-R211 Room 211 Sink 24 7.13
HS-179-E213 Room 213 Teacher's Sink 56.8
HS-183-R213 Room 213 Sink 26 7.11
HS-184-R213 Room 213 Sink 27 6.46
HS-188-R213 Room 213 Sink 31 8.92
HS-195-R213 Room 213 Sink 38 6.75
HS-199-R213 Room 213 Sink 42 11.8
HS-200-R213 Room 213 Sink 43 14.2
HS5-201-R213 Room 213 Sink 44 7.29
HS-202-R213 Room 213 Sink 45 11.0
HS-203-R213 Room 213 Sink 46 5.64
HS-204-R213 Room 213 Sink 47 11.3
HS-209-R215 Room 215 Sink 49 35.5
HS-210-R215 Room 215 Sink 50 33.2
HS-211-R215 Room 215 Sink 51 17.3
HS-213-R215 Room 215 Sink 53 10.7
HS-214-R215 Room 215 Sink 54 9.54
HS-215-R215 Room 215 Sink 55 18.7
HS-216-R215 Room 215 Sink 56 14.7
HS-217-R215 Room 215 Sink 57 5.89
HS-218-R215 Room 215 Sink 58 10.8
HS-219-R215 Room 215 Sink 59 22.0
HS-220-R215 Room 215 Sink 60 324
HS-221-R215 Room 215 Sink 61 7.70
HS-222-R215 Room 215 Sink 62 5.32
HS-223-R215 Room 215 Sink 63 15.3
HS-225-R215 Room 215 Sink 65 10.2
HS-226-R215 Room 215 Sink 66 7.99
HS-228-R215 Room 215 Sink 68 11.9
HS-229-R215 Room 215 Sink 69 19.3
HS-230-R215 Room 215 Sink 70 38.8
HS-231-R215 Room 215 Sink 71 53.0
HS-232-R215 Room 215 Sink 72 8.40




Middle School

MS-21-R24 Room 24 Sink 6.96
MS-22-LS Laundry Sink 5.27
MS-62-R59 Room 59 Sink 19.5
MS-77-R70 Room 70 Sink 13.4
MS-79-GC Girl’s Coach Sink 7.37
MS-80-GC Girl's Coach Shower 10.7
MS-93-BL Boy's Locker Room Shower 2 5.14
MS-101-BC Boy's Coach Office Sink 5.24
Jones John
J-1-B1 Bathroom 1 Sink 155
JJ-2-B2 Bathroom 2 Sink 30.9
P/E Complex
P/E-26-CB124 Custodial Bathroom 124 Sink 5.03
P/E-82-R223 Room 223 Sink 11.5
P/E-84-R225 Room 225 Sink 8.06
P/E-90-R231 Room 231 Copy Sink 5.33
P/E-253-R630 Room 630 Sink 12.5
F/E-286-R706 Men's Coaches 706 Sink 7.43
P/E-306-R805 Room 805 Bathroom Sink 10.6




