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BUILDING A BETTER TOMORROW, TODAY

Monona Grove School District

Maywood Elementary School

Facility Assessment
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Maywood Elementary School Overview

& Main
W0 Parking

Total Cost

$8.73M
Summary

Maywood Elementary School located at 902
Nichols Road in Monona; WI was originally
built in 1956. The building has gone through
some past renovations which include the
south corridor of the building. Maywood
currently has a footprint of 42,000 sq ft but is
46,500 sq ft in total. Price breakdown,
insights and assets are found below. Work
assumed to be put in place 2026-2031.
Pricing excludes abatement and hazardous

materials.

Q AkitaBox



GENERAL COMMENTS FACILITIES

General:

The building requires several maintenance and upgrade tasks to improve its condition and
functionality. The acoustic ceiling panels need thorough cleaning or upgrading to enhance both
aesthetics and acoustics. A fresh coat of paint is necessary to improve visuals appeal and protect the
surface. The window system is old and inefficient, including the lintels, requires upgrading to
improve structural integrity and energy efficiency.

Exterior: Overall, the exterior of the building is in fair condition. However, the exterior doors, door
frames, door kick plates and the lintels above the doors are rusty and need to be replaced.

Site Work: Site work in fair shape. However, the site asphalt is cracked and needs to be replaced.
Roof: Roofing is past its useful life and should be replaced

Fire Protection: No current sprinkler system is present, however, if over 50% of school is needed to

be renovated then code will require the adding of fire protection to the entire building.

Plumbing: The plumbing system requires several maintenance and upgrade tasks. This includes a
replacement of existing fixtures to low flow efficient fixtures. Domestic hot water heaters are close
to over half of their useful life and should be replaced before

HVAC: Overall, the HVAC system is in poor condition. All HVAC equipment seems to be close to
or past its useful life including RTUs and AHU. Classroom unit vents are original to the building and
are no longer reasonable to repair. Air conditioning can be added for comfort.

Electrical: The building requires several electrical tasks. This includes replacing the main lighting
fixtures for efficiency, power distribution and electrical panels. Upgrade all lighting to LED
throughout the school. Upgrading outdated low voltage systems like fire alarm, clock/PA system and
tele/data will be required.

(o] AkitaBox



Asset Name

Replace Flooring Throughout

Stairs Remodel, Handrails,
Paintwork, Patch Floor

Roof Replacement

New Digital Clock System

New Air Handling Unit

Replace All Exterior Windows

Asphalt Replacement

Tuckpointing Allowance

Replace Exterior Doors

New Ceiling Tile

New Water line to School for
Fire Protection

Replace Existing Classroom
Sinks

Replace 1 Water Heaters

Replace Unit Vents with New
Hot Water & Dx Cooling

Replace RTU's

Gym/Corridor Exhaust
System

New Gymnasium RTU

New Main Electrical Panel

New Electrical Sub Panels

New LED Lighting

New PA System

New Cameras

Upgrade Power Distribution

New Site Lighting/ Wall Pack
Lights

New Tele/Data

Bathroom Remodel Allowance

(o] AkitaBox

fair

very poor

very poor
fair

very poor
very poor
poor
good
very poor

very poor

fair

poor

poor

poor

poor

poor

poor
very poor
poor
poor

fair

poor

fair

poor

poor
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Condition

Total Cost

$579,600

$23,000

$724,500
$106,950
$51,750

$575,000
$287,500
$57,500

$224,250

$410,550

$181,125

$51,750

$8,625

$1,569,750

$190,698.75

$173,793.75

$63,250
$132,250
$143,750
$294,113
$93,581.25
$41,113
$506,408.25

$115,000

$227,268.75

$1,001,500


https://monona-grove-school-district.akitabox.com/assets/6927537f57ea4aa7f99da472/overview
https://monona-grove-school-district.akitabox.com/assets/692753bee0ddb9e7cc106d23/overview
https://monona-grove-school-district.akitabox.com/assets/692753bee0ddb9e7cc106d23/overview
https://monona-grove-school-district.akitabox.com/assets/692db8022cacef9148ba6b6f/overview
https://monona-grove-school-district.akitabox.com/assets/692dbb8794e2326ac214be3e/overview
https://monona-grove-school-district.akitabox.com/assets/692dbd44dd36fddc21b1e84b/overview
https://monona-grove-school-district.akitabox.com/assets/692dbffb48d52cf73fd5e53d/overview
https://monona-grove-school-district.akitabox.com/assets/692dc305ea5abd0cb5f5481c/overview
https://monona-grove-school-district.akitabox.com/assets/692dc5c54370fd69a760617a/overview
https://monona-grove-school-district.akitabox.com/assets/692dc60f6892a355971418f7/overview
https://monona-grove-school-district.akitabox.com/assets/692dd039d89c1aebe8ac65a0/overview
https://monona-grove-school-district.akitabox.com/assets/692dd24f4e3d5649f6b8591a/overview
https://monona-grove-school-district.akitabox.com/assets/692dd24f4e3d5649f6b8591a/overview
https://monona-grove-school-district.akitabox.com/assets/692dd2b1c86552fe2ddedce0/overview
https://monona-grove-school-district.akitabox.com/assets/692dd2b1c86552fe2ddedce0/overview
https://monona-grove-school-district.akitabox.com/assets/692dd34cf8c4a0041bffb778/overview
https://monona-grove-school-district.akitabox.com/assets/692dd6c52145ae18f5532ef1/overview
https://monona-grove-school-district.akitabox.com/assets/692dd6c52145ae18f5532ef1/overview
https://monona-grove-school-district.akitabox.com/assets/692dd736f25cdd0ec9f4eaca/overview
https://monona-grove-school-district.akitabox.com/assets/692dd7ba644a6cb53281f79b/overview
https://monona-grove-school-district.akitabox.com/assets/692dd7ba644a6cb53281f79b/overview
https://monona-grove-school-district.akitabox.com/assets/692dd809a96a5dfcfae85bc4/overview
https://monona-grove-school-district.akitabox.com/assets/692ddb693b632d43ceb761a6/overview
https://monona-grove-school-district.akitabox.com/assets/692ddb9e1f9d02ccef5d95a9/overview
https://monona-grove-school-district.akitabox.com/assets/692ddc242e1c48f81b61256e/overview
https://monona-grove-school-district.akitabox.com/assets/692ddce4fe10c521f8d6e050/overview
https://monona-grove-school-district.akitabox.com/assets/692ddd75fe10c521f8d702f5/overview
https://monona-grove-school-district.akitabox.com/assets/692ddda14370fd69a765e7be/overview
https://monona-grove-school-district.akitabox.com/assets/692dde59d89c1aebe8af5d22/overview
https://monona-grove-school-district.akitabox.com/assets/692dde59d89c1aebe8af5d22/overview
https://monona-grove-school-district.akitabox.com/assets/692dde9fc16141f093c291ed/overview
https://monona-grove-school-district.akitabox.com/assets/692f3721fee2e5836fde9470/overview

Asset Name Condition
Fire Alarm System good
Replace Interior Doors very poor
Painting Allowance poor
Main Entrance access control | fair
Adf:l Elre Protection to TBD
Building

Insights
Asset Category By Renewal Cost
Others

G20 - Site Improvements
$287.5K

D50 - Electrical —

W B20 - Exterior Enclosure $2.02M

Il B30 - Roofing

B C30 - Interior Finishes
D30 - HVAC

Bl D40 - Fire Protection

M D50 - Electrical

W G20 - Site Improvements

B Others
$436.5K

D30 - HVAC
$2.05M

Cost of Each Category

Rad
(=)

$250K $500K $750K $1M

B20 - Exterior Enclosure $856.8K

B30 - Roofing $724.5K
C10 - Interior Construction
C30 - Interior Finishes

D20 - Plumbing

D30 - HVAC

D40 - Fire Protection $436.5K

D50 - Electrical

G20 - Site Improvements $287.5K

M Total Cost

Q AkitaBox

$83.38K

/ B30 - Roofing
$724.5K

" €30 - Interior Finishes
$2.45M

D40 - Fire Protection ﬂ

$1.25M

$1.5M

Total Cost
$139,709.25
$187,500
$267,375
$46,000

$255,383

$8,730,542

/ B20 - Exterior Enclosure

$856.8K

$1.75M $2M

$2.25M

$2.05M

$2.02M

$2.5M



https://monona-grove-school-district.akitabox.com/assets/692f38ebba1bc2a685b60b13/overview
https://monona-grove-school-district.akitabox.com/assets/692f397d81239441d16c4a57/overview
https://monona-grove-school-district.akitabox.com/assets/692f3ae9c9b4a7582938617a/overview
https://monona-grove-school-district.akitabox.com/assets/69319d7c4458517301dc33de/overview
https://monona-grove-school-district.akitabox.com/assets/6938353317fa5528df69fd9c/overview
https://monona-grove-school-district.akitabox.com/assets/6938353317fa5528df69fd9c/overview
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Assets / Category

10

B20 - Exterior Enclosure
M B30 - Roofing
M C10- Interior Construction 6
W C30 - Interior Finishes
I D20 - Plumbing

D30 - HVAC 4

[ D40 - Fire Protection 3
D50 - Electrical
G20 - Site Improvements 2

Observed Remaining Life (Cost)

$4M

$3.43M

$3M $2.93M

$2.09M

$2M

$1M
$452.6K

$0

Observed Remianing Life (Years)

M very poor M poor fair good

Recommended Remaining Life / Condition:

Good Condition= 10+ yr - Fair= 5-10 yr - Poor= 2-5 yr - Very Poor/Failed= 0-1 yr

Replacement Cost Per Year

Building 2026-27 2027-28 2028-29 2029-30 2030-31 Total

Maywood Elementary | 52,768,675 52,766,844 | $227,269 |$2,770,548| $197,209 | $8,730,544

Total $2,768,675 52,766,844 $227,269 $2,770,548 $197,209 58,730,544

Q AkitaBox



Assets

Add Fire Protection to Building - Maywood Elementary School

| -
December 1, 2025 December 1, 2025

December 1, 2025

Category: D40 - Fire Protection
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

December 1, 2025 December 1, 2025

Size: N/A
Installation Date: N/A
Observed Remaining Life: 5-10 yr

Condition: TBD

Cost: $255, 382

Note: Fire protection system not currently installed in building. If 50% of school is renovated, then fire

protection will be required for occupancy.

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/6938353317fa5528df69fd9c
/buildings/691f4166224b6b655aa0511b

Asphalt Replacement - Maywood Elementary School

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025

Category: G20 - Site Improvements Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor

Serial Number: N/A Cost: $287, 500

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dc305ea5abd0cb5f5481c
/buildings/691f4166224b6b655aa0511b

Bathroom Remodel Allowance - Maywood Elementary School

Son st $90'%)
S .

200, s
S

December 1, 2025

Category: C30 - Interior Finishes
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

December 1, 2025

Size: N/A
Installation Date: N/A
Observed Remaining Life: 5-10 yr

Condition: Fair

cost: $7,001,500

Note: Further code review is necessary to verify if proposed work will mandate bringing bathrooms up to

code.

Gym/Corridor Exhaust System - Maywood Elementary School

Category: D30 - HVAC
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

Q AkitaBox

Size: N/A
Installation Date: N/A
Observed Remaining Life: 2-5 yr

Condition: Poor

Cost: $1 73, 793


/buildings/691f4166224b6b655aa0511b/assets/692f3721fee2e5836fde9470
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dd7ba644a6cb53281f79b
/buildings/691f4166224b6b655aa0511b

Main Entrance access control - Maywood Elementary School

December 1, 2025 December 1, 2025

December 1, 2025
Category: D50 - Electrical Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 5-10 yr
Model: N/A Condition: Fair
Serial Number: N/A Cost: $46, 000

Note: Cost reflects adding access control/call box at main entrance. Secure entrance may be desired
depending on future use.

New Air Handling Unit - Maywood Elementary School

R

December 1, 2025

Category: D30 - HVAC Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 0-1 yr
Model: N/A Condition: Very Poor

Serial Number: N/A cost: $51,750

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/69319d7c4458517301dc33de
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dbd44dd36fddc21b1e84b
/buildings/691f4166224b6b655aa0511b

New Cameras - Maywood Elementary School

December 1, 2025

Category: D50 - Electrical
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

December 1, 2025

Size: N/A
Installation Date: N/A
Observed Remaining Life: 2-5 yr

Condition: Poor

Cost: $41, 1 12

Q AkitaBox



/buildings/691f4166224b6b655aa0511b/assets/692ddd75fe10c521f8d702f5
/buildings/691f4166224b6b655aa0511b

New Ceiling Tile - Maywood Elementary School

il | g
December 1, 2025 December 1, 2025 December 1, 2025

December 1, 2025

Category: C30 - Interior Finishes Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 5-10 yr
Model: N/A Condition: Fair

Serial Number: N/A Cost: $410, 550

Note: Code Review required to confirm intended occupancy of the building is compliant with construction
type. See unprotected wood ceiling construction.
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/buildings/691f4166224b6b655aa0511b/assets/692dd039d89c1aebe8ac65a0
/buildings/691f4166224b6b655aa0511b

New Digital Clock System - Maywood Elementary School

December 1, 2025

Category: D50 - Electrical Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 5-10 yr
Model: N/A Condition: Fair

Serial Number: N/A Cost: $106,950
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/buildings/691f4166224b6b655aa0511b/assets/692dbb8794e2326ac214be3e
/buildings/691f4166224b6b655aa0511b

New Electrical Sub Panels - Maywood Elementary School

- —
December 1, 2025

December 1, 2025

December 1, 2025 December 1, 2025
2
R 1
December 1, 2025
Category: D50 - Electrical Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor
Serial Number: N/A Cost: $143, 750

New Gymnasium RTU - Maywood Elementary School

Category: D30 - HVAC Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor

Serial Number: N/A cost: $63,250

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692ddb9e1f9d02ccef5d95a9
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dd809a96a5dfcfae85bc4
/buildings/691f4166224b6b655aa0511b

New LED Lighting - Maywood Elementary School

December 1, 2025

December 1, 2025 December 1, 2025

December 1, 2025

December 1, 2025

Category: D50 - Electrical Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor

Serial Number: N/A Cost: $294, 112

<

December 1, 2025

New Main Electrical Panel - Maywood Elementary School

Category: D50 - Electrical Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 0-1 yr
Model: N/A Condition: Very Poor

Serial Number: N/A cost: $132,250

Q AkitaBox



/buildings/691f4166224b6b655aa0511b/assets/692ddc242e1c48f81b61256e
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692ddb693b632d43ceb761a6
/buildings/691f4166224b6b655aa0511b

New PA System - Maywood Elementary School

December 1, 2025

Category: D50 - Electrical Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 5-10 yr
Model: N/A Condition: Fair

Serial Number: N/A Cost: $93, 581

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692ddce4fe10c521f8d6e050
/buildings/691f4166224b6b655aa0511b

New Site Lighting/ Wall Pack Lights - Maywood Elementary School

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025

R

December 1, 2025
Category: D50 - Electrical Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor
Serial Number: N/A Cost: $1 15, 000

New Tele/Data - Maywood Elementary School

Category: D50 - Electrical Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor

Serial Number: N/A cost: $227,268

Note: Functions under current use, upgrade to low voltage system may be required under future use.
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/buildings/691f4166224b6b655aa0511b/assets/692dde59d89c1aebe8af5d22
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dde9fc16141f093c291ed
/buildings/691f4166224b6b655aa0511b

New Water line to School for Fire Protection - Maywood Elementary School

Category: D40 - Fire Protection Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 5-10 yr
Model: N/A Condition: Fair

Serial Number: N/A Cost: $181, 125

Painting Allowance - Maywood Elementary School

December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025
77\*- —
December 1, 2025
Category: C30 - Interior Finishes Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor
Serial Number: N/A cost: $267,375

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dd24f4e3d5649f6b8591a
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692f3ae9c9b4a7582938617a
/buildings/691f4166224b6b655aa0511b

Replace 1 Water Heaters - Maywood Elementary School

December 1, 2025 December 1, 2025
Category: D20 - Plumbing Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor
Serial Number: N/A Cost: $8, 625

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dd34cf8c4a0041bffb778
/buildings/691f4166224b6b655aa0511b

Replace All Exterior Windows - Maywood Elementary School

December 1, 2025 December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025

Category: B20 - Exterior Enclosure Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 0-1 yr
Model: N/A Condition: Very Poor

Serial Number: N/A Cost: $575, 000

Replace Existing Classroom Sinks - Maywood Elementary School

December 1, 2025 December 1, 2025

Category: D20 - Plumbing Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor

Serial Number: N/A Cost: $51, 750

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dbffb48d52cf73fd5e53d
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dd2b1c86552fe2ddedce0
/buildings/691f4166224b6b655aa0511b

Replace Exterior Doors - Maywood Elementary School

December 1, 2025 December 1, 2025

December 1, 2025

Category: B20 - Exterior Enclosure
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

December 1, 2025

December 1, 2025

Size: N/A
Installation Date: N/A
Observed Remaining Life: 0-1 yr

Condition: Very Poor

Cost: $224, 250

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dc60f6892a355971418f7
/buildings/691f4166224b6b655aa0511b

Replace Flooring Throughout - Maywood Elementary School

December 1, 2025 December 1, 2025

fils et .
v P AN

December 1, 2025 December 1, 2025

December 1, 2025

December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025 December 1, 2025

Category: C30 - Interior Finishes Size: 42,000 SF

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Fair

Serial Number: N/A Cost: $579, 600

Q AkitaBox



/buildings/691f4166224b6b655aa0511b/assets/6927537f57ea4aa7f99da472
/buildings/691f4166224b6b655aa0511b

Replace Interior Doors - Maywood Elementary School

Category: C30 - Interior Finishes

Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

December 1, 2025

Size: N/A
Installation Date: N/A
Observed Remaining Life: 0-1 yr

Condition: Very Poor

Cost: $ 1 87, 500

Replace RTU's - Maywood Elementary School

Category: D30 - HVAC
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

Size: N/A
Installation Date: N/A
Observed Remaining Life: 2-5 yr

Condition: Poor

Cost: $190, 698

Q AkitaBox

December 1, 2025



/buildings/691f4166224b6b655aa0511b/assets/692f397d81239441d16c4a57
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692dd736f25cdd0ec9f4eaca
/buildings/691f4166224b6b655aa0511b

Replace Unit Vents with New Hot Water & Dx Cooling - Maywood Elementary School

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025

December 1, 2025 December 1, 2025 December 1, 2025 December 1, 2025 -
Category: D30 - HVAC Size: N/A
Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 2-5 yr
Model: N/A Condition: Poor
Serial Number: N/A Cost: $1,569, 750

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692dd6c52145ae18f5532ef1
/buildings/691f4166224b6b655aa0511b

Roof Replacement - Maywood Elementary School

December 4, 2025

Category: B30 - Roofing Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 0-1 yr
Model: N/A Condition: Very Poor

Serial Number: N/A Cost: $724, 500

Stairs Remodel, Handrails, Paintwork, Patch Floor - Maywood Elementary School

December 1, 2025

Category: C20 - Stairs Size: N/A

Type: N/A Installation Date: N/A
Manufacturer: N/A Observed Remaining Life: 0-1 yr
Model: N/A Condition: Very Poor

Serial Number: N/A Cost: $23, 000

Q AkitaBox


/buildings/691f4166224b6b655aa0511b/assets/692db8022cacef9148ba6b6f
/buildings/691f4166224b6b655aa0511b
/buildings/691f4166224b6b655aa0511b/assets/692753bee0ddb9e7cc106d23
/buildings/691f4166224b6b655aa0511b

Tuckpointing Allowance - Maywood Elementary School

December 1, 2025

December 1, 2025 December 1, 2025

Category: B20 - Exterior Enclosure
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

Size: N/A
Installation Date: N/A
Observed Remaining Life: 10+ yr

Condition: Good

Cost: $5 7, 500

Upgrade Power Distribution - Maywood Elementary School

Category: D50 - Electrical
Type: N/A
Manufacturer: N/A

Model: N/A

Serial Number: N/A

Size: N/A
Installation Date: N/A
Observed Remaining Life: 5-10 yr

Condition: Fair

Cost: $506,408
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