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February 2, 2026 

 

 

Will Wenzloff 

Hillsboro School District  

4901 SE Witch Hazel Road 

Hillsboro, Oregon 97123 

 

Via email:  wenzlofw@hsd.k12.or.us 

 

Regarding: Drinking Water Sampling Report  

 Eastwood Elementary School 

2100 NE Lincoln Street 

Hillsboro, Oregon 

PBS Project No. 25012835 / 0001 

 

Dear Mr. Wenzloff: 

 

Between November 11, 2025, and January 8, 2026, Apex Companies LLC (Apex) collected drinking water samples 

at Eastwood Elementary School in Hillsboro, Oregon. Sampling included the main building, the stand-alone 

gymnasium, and modular building. The testing was requested by Hillsboro School District as part of their efforts 

to ensure that concentrations of lead in drinking water at the school remain below the Oregon Department of 

Education (ODE) action level of 15 parts per billion (ppb).  

 

Water from all fixtures at the school used for drinking or food preparation have lead concentrations below 15 ppb. 

 

Forty-seven samples were collected from the main building, 10 samples were collected from the gymnasium, and 

12 samples were collected from the modular classroom building. All samples were delivered under chain of 

custody to Apex Laboratories in Tigard, Oregon, for lead analysis.  

 

Initial water sampling in the main building and modular classroom was completed in two sampling rounds. The 

second round included some fixtures that were not working during the first round of sampling. 

 

The results of each sampling round are shown in the following tables. 

 

Main Building – Round 1 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

001 22390500-001KF25A Kitchen pot filler – first draw 9.70 

002 22390500-002BF25A Kitchen restroom, handwash sink 3.71 

003 22390500-003KF25A Kitchen, north wall triple sink – left faucet 4.52 

004 22390500-004KF25A Kitchen, north wall triple sink – right faucet 7.27 

005 22390500-005KF25A Kitchen, south prep island sink faucet 3.07 

006 22390500-006DW25A Cafeteria drinking fountain  0.391 

007  PE Office (old boys locker room) handwash sink – not sampled  



Drinking Water Sampling Report 

Eastwood Elementary School 

February 2, 2026 

Page 2 of 4 

25012835 / 0001 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

008  Cafeteria storage (old girls locker room) handwash sink – not sampled  

009 22390500-009BF25A Girls RR at NE entry – left sink 0.909 

010 22390500-010BF25A Girls RR at NE entry – right sink 1.25 

011 22390500-011BF25A Boys RR at NE entry – right sink 1.61 

012 22390500-012BF25A Boys RR at NE entry – right sink 0.493 

013 22390500-013WB25A Kindergarten hall, water bottle filler 0.265 

014 22390500-014DW25A Kindergarten hall, drinking fountain – left 0.294 

015 22390500-015DW25A Kindergarten hall, drinking fountain - right 0.322 

016 22390500-016WB25A Cafeteria water bottle filler ND 

017 22390500-017SF25A Faculty break room sink 1.24 

018 22390500-018BF25A Womens staff restroom sink 3.69 

019 22390500-019BF25A Mens staff restroom sink 3.56 

020 22390500-020BF25A Kindergarten pod restroom sink 3.57 

021  Room 16 west sink drinking fountain – not working  

022 22390500-022CF25A Room 16 west sink classroom faucet 0.435 

023 22390500-023DW25A Room 16 north sink drinking fountain 2.45 

024 22390500-024CF25A Room 16 north sink classroom faucet 1.76 

025 22390500-025NS25A Health Room sink 1.67 

026 22390500-026SF25A Main office work room sink 2.80 

027 22390500-027BF25A ADA restroom across from 1st grade pod 0.237 

028 22390500-028DW25A Drinking fountain near ADA restroom across from 1st grade pod 1.85 

029 22390500-029DW25A 1st/2nd grade pod activity room, left sink drinking fountain 0.949 

030 22390500-030CF25A 1st/2nd grade pod activity room, left sink faucet 0.806 

031 22390500-031DW25A 1st/2nd grade pod activity room, right sink drinking fountain 1.60 

032 22390500-032CF25A 1st/2nd grade pod activity room, right sink faucet 0.726 

033 22390500-033DW25A 3rd/4th grade pod activity room, left sink drinking fountain 1.81 

034 22390500-034CF25A 3rd/4th grade pod activity room, left sink faucet 0.953 

035 22390500-035DW25A 3rd/4th grade pod activity room, right sink drinking fountain 1.81 

036 22390500-036CF25A 3rd/4th grade pod activity room, right sink faucet 0.913 

037 22390500-037BF25A SW womens restroom – left sink 0.945 

038 22390500-038BF25A SW womens restroom – right sink 0.537 

039 22390500-039BF25A SW mens restroom – left sink 0.938 

040 22390500-040BF25A SW mens restroom – right sink 0.774 

041 22390500-041DW25A 5th/6th grade pod activity room, left sink drinking fountain 1.10 

042 22390500-042CF25A 5th/6th grade pod activity room, left sink faucet 5.41 

043 22390500-043DW25A 5th/6th grade pod activity room, right sink drinking fountain 0.651 

044  5th/6th grade pod activity room, right sink faucet – not sampled  

045 22390500-045SF25A Media Center, sink at circulation desk 9.54 

046 22390500-046DW25A Media Center at north center column – drinking fountain 2.38 

047 22390500-047CF25A Media Center at north center column – sink faucet 7.40 

  ND = no lead detected 
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Main Building – Round 2 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

007 22390500-007BF26A PE Office (old boys locker room) handwash sink  2.21 

008 22390500-008BF26A Cafeteria storage (old girls locker room) handwash sink  3.14 

021 22390500-021DW26A Room 16 west sink drinking fountain  2.01 

044 22390500-044CF26A 5th/6th grade pod activity room, right sink faucet  2.69 

  ND = no lead detected 

 

 

Gymnasium – Round 1 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

001 22390506-001WB25A Entry lobby water bottle filler ND 

002 22390506-002DW25A Entry lobby ND 

003 22390506-003DW25A Entry lobby ND 

004 22390506-004BF25A Family Restroom near lobby ND 

005 22390506-005BF25A Restroom Sinks – Left to Right (1) ND 

006 22390506-006BF25A Restroom Sinks – Left to Right (2) ND 

007 22390506-007BF25A Restroom Sinks – Left to Right (3) ND 

008 22390506-008BF25A Restroom Sinks – Left to Right (4) ND 

009 22390506-009BF25A Restroom Sinks – Left to Right (5) ND 

010 22390506-010BF25A Family Restroom at Janitor’s Closet 0.204 

  ND = no lead detected 

 

 

Modular Classroom – Round 1 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

001 22390505-001CF25A Room M-1 classroom faucet 0.321 

002 22390505-002CF25A Room M-2 classroom faucet 0.491 

003 22390505-003CF25A Room M-4 classroom faucet 0.265 

004  Drinking fountain at restroom – left (not working)  

005  Drinking fountain at restroom – right (not working)  

006 22390505-006CF25A Room M-3 classroom faucet 1.19 

007 22390505-007BF25A Room M-4 restroom faucet ND 

008 22390505-008BF25A Boys restroom sink faucet – left ND 

009 22390505-009BF25A Boys restroom sink faucet – right ND 

010 22390505-010BF25A Girls restroom sink faucet – left ND 

011 22390505-011BF25A Girls restroom sink faucet - right 0.208 

012 22390505-012BF25A Staff restroom sink faucet 0.453 

  ND = no lead detected 
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Modular Classroom – Round 2 

Fixture 

Number 
Sample Number Location / Room No. 

Results 

(ppb) 

004 22390505-004DW26A Drinking fountain at restroom – left  ND 

005 22390505-005DW26A Drinking fountain at restroom – right  ND 

  ND = no lead detected 

 

 

Please feel free to contact me at 503.515.4726 or dale.voeller@apexcos.com with any questions or comments.  

 

Sincerely,  

 

 

 

Dale Voeller, CHMM, CSP 

Senior Project Manager 

 

Attachment: Fixture Location Drawings 

                     Laboratory Analytical Reports 
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