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INDEPENDENCE SCHOOL DISTRICT

Request for
proposal

ASBESTOS AND LEAD PAINT ABATEMENT AT KORTE ELEMENTARY SCHOOL
RFP# 2026-PUR-001

PROPOSALS MUST BE RECEIVED BY:
9:00 AM (CST) ON WEDNESDAY, MARCH 18, 2026

Please mark your sealed envelope “RFP #2026-PUR-001 Asbestos and Lead Paint Abatement
at Korte Elementary School Proposal” and deliver to the following address and person:

Lisa Patrick
Purchasing Supervisor
Lisa Patrick@isdschools.org

201 N. Forest Avenue
Independence, MO 64050
816-521-5599 extension 10610

All questions, requests for information or clarification pertaining to this bid must be submitted in
writing to the above e-mail address. The deadline for questions is Monday, March 2, 2026 at
2:00 PM (CST)

It is the responsibility of interested firms to check the website:
http://sites.isdschools.org/purchasing/bids-and-rfps for any addendums or notices of information
prior to the opening date and time of this RFP. All addendums must be signed and included with

your submitted Proposal.



mailto:Lisa_Patrick@isdschools.org
http://sites.isdschools.org/purchasing/bids-and-rfps
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Independence School District
Facilities & Purchasing
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Asbestos and Lead Paint
INDERENDENCE SCHODL DISTRICT Abatement at Korte Elementary
School

Lisa Patrick

Independence School District
Facilities & Purchasing

201 N. Forest Avenue
Independence, MO 64050
(816)521-5599 ext. 10610

Proposal Due:
March 18, 2026
9:00 a.m.

1. Background

1.1. Notice

1.1.1.Independence School District (the “District”) seeks a contractor (“Contractor”) to
perform Asbestos and Lead Paint Abatement at Korte Elementary School. If your firm is
interested, please submit the information requested in this Request for Proposal (RFP) to
the Independence School District office by 9:00 a.m. on March 18, 2026. All information
necessary for the submittal is contained in this RFP.

1.1.2. RFP Schedule — The timeline listed below is the District’s estimation of time required to
complete the RFP process. All efforts shall be made to abide by this schedule; however, it is
subject to change due to different circumstances.

1.1.3. Issue RFP: February 11, 2026

1.1.4. Pre-bid Meeting and inspection of property is Mandatory in order to submit bid. It
will be held on February 23, 2026 at 8:00 a.m. at Korte Elementary School, 2437 S Hardy
Ave, Independence, MO 64052.

1.1.5. Deadline to submit written questions: March 2, 2026, 2:00 p.m.
1.1.6. Deadline to submit proposals: March 18, 2026, 9:00 a.m.

1.1.7. Vendor selection date: April 14, 2026, 6:00 p.m.

2. Description of Services (or Project)

2.1. Asbestos and Lead Paint Abatement — See Attachment A for Inspection Reports
2.1.1. Include any supplies needed for project.

2/11/2026 2:08 PM 3 2026-PUR-001
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201 N. Forest Avenue
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2.2. Locations
2.2.1. Korte Elementary School, 2437 S. Hardy Ave, Independence, MO 64052

2.3. Equipment
2.3.1. Provide all equipment to do the project.
2.4. Inspection

2.4.1. Contractor must visit site before submitting their proposal and be responsible
for all items on the project.

2.5. Project Schedule

2.5.1. Vendor selection date: April 14, 2026, 6:00 p.m. Board of Education Meeting

2.5.2. Contract date: April 14, 2026

2.5.3. Planned commencement of service May 26, 2026 (The date could change
depending on when the last of school is). Specific locations will be scheduled after
contract awarded by working with Contractor and District.

3. Scope of Services

3.1. Hours of service, Access and Contacts

3.1.1. District Buildings are available from 6:00 a.m. till 10:00 p.m. and access to
sites/buildings will be given when project commences.

3.2. Terms and conditions

3.2.1. Contractor is to provide everything needed to complete project
3.3. Exclusions

3.3.1. Term

3.3.1.1. May 26, 2026 through June 12, 2026 with same pricing (the dates could
change depending on when the last day of school is)

2/11/2026 2:08 PM 4 2026-PUR-001
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Facilities & Purchasing

201 N. Forest Avenue
Independence, MO 64050
(816)521-5599 ext. 10610

3.3.2. Start date

3.3.2.1. May 26, 2026 (The date could change depending on when the last day of
school is; work will begin the following day unless there is an observed holiday)

3.3.3. Date of completion

3.3.3.1. June 12, 2026 (The date could change depending on when the last day of
school is; it should take two weeks to complete)

4. Required Insurance
4.1. Liability
4.1.1. $100,000 per incident
4.1.2. $300,000 per year
4.2. Workers Compensation
4.2.1. Statutory limits
4.3. Bond
4.3.1. Payment: Amount of Agreement
4.3.2. Performance: Amount of Agreement
5. Disclosures and notifications
5.1. Conflicts of interest
5.1.1. Proposal must state whether proposer has any professional, business, or familial
relationship with any current member of the Board of Education of the District or with

any administrator of the District.

5.2. Cooperative Procurement

2/11/2026 2:08 PM 5 2026-PUR-001
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5.2.1. The prices, terms, and conditions of this RFP and any subsequent term agreement
would control the terms of any subsequent agreement from date of contract for a period
of not less than 1 calendar year.

5.2.2. The ordering jurisdiction will issue purchase orders and be responsible for all
receiving, inspection, payments and other agreement administration.

5.2.3. Each jurisdiction that is a party to the joint proposal may act as Administrative
Contracting Officer with responsibility to issue purchase orders, inspect and receive
goods, make payments, and handle disputes involving shipment to thejurisdiction.

6. Contractterms
6.1. E-Verify

6.1.1. Missourilaw requires all companies doing business under contracts greater than
$5,000 with government entities to attest that all their employees and subcontractor’s
employees are “lawfully present in the United States.”

6.2. Prevailing Wage

6.2.1. Missouri law requires agreements to contain the following prevailing wage terms:
“A wage of no less than the prevailing hourly rates of wages for work of a similar character
in the locality in which the work is performed shall be paid to all workmen employed by or
on behalf of any public body engaged in public works exclusive of maintenance work” (§
290.220) and “Not less than the prevailing hourly rate of wages specified in wage
determination as requested from the State shall be paid to all workers performing work
under this contract” (§ 290.250). The contractor shall forfeit as a penalty to the State,
County, City, and County, City, Town, District or other political sub-division on whose
behalf the contract is made or awarded. Ten (510.00) Dollars for each worker employed,
for each calendar day, or portion thereof such worker is paid less than the said stipulated
rates for any work done under this contract by him or by any sub-contractor under him.
290.250. All payroll records of the contractor are to be submitted to the School District,
with the approved Prevailing Wage Statement, prior to final acceptance of the project.

6.3. Liquidated Damages

2/11/2026 2:08 PM 6 2026-PUR-001
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6.3.1. The District may assess liquidated damages for work not completed as agreed upon
for up to $50 per day.

6.4. Applicable law

6.4.1. Missouri law will govern contracts entered into pursuant to this RFP.

6.5. Termination

6.5.1. The District may terminate contracts entered into pursuant to this RFP without cause
upon 30 days’ notice.

6.6. Compliance with laws and policies

6.6.1. Proposer must comply with all federal and state anti-discrimination laws.

6.6.2. All work shall be done in strict accordance with the provisions of the current edition
of the building codes adopted by the City of Independence, Missouri and all city
ordinances in effect during performance of this contract.

6.6.3. Contractor must be licensed to do business in the City of Independence.
6.6.4. All work shall meet or exceed the Americans with Disabilities Guidelines.

6.6.5. A-133 Compliance Supplement: The contractor must certify that they and their
principals are not debarred, suspended, proposed for debarment, declared ineligible or
voluntarily excluded from covered transactions by any Federal Department or Agency.

6.6.6. Excessive Unemployment: The Missouri Department of Labor and Industrial
Relations has determined that a period of “Excessive Unemployment” remains in effect
and will remain in effect if the unemployment rate exceeds 5% in the state of Missouri.
Only Missouri laborers and laborers from nonrestrictive states are allowed by law to be
employed on Missouri’s public works projects. (See Sections 290.550 through 290.580
RSM
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6.6.7. OSHA Training: As a condition of the Contract entered pursuant to this RFP, a
Contractor must provide a 10-hour Occupational Safety and Health Administration
(OSHA) Construction Safety Program (“Program”) for Contractor’s on-site employees as
mandated by RSMo 292.675. Said Program must include a course in construction safety
and health approved by OSHA or a similar program approved by the Missouri Department
of Labor and Industrial Relations. This requirement includes the following: All of
Contractors’ on-site employees must complete the Program within 60 days of beginning
work on the Project; Any employee found on the work site subject to this requirement
without documentation of the successful completion of the Program will be given 20 days
to produce such documentation before being subject to removal from the Project;
Contractor’s failure to comply with these requirements will subject it to penalties.
Contractor shall forfeit as a penalty to the Owner $2,500.00 plus $100.00 for each
employee employed by Contractor or Contractor’s Subcontractor, for each calendar day,
or portion thereof, such employee is employed to work under this Contract without the
required training. Said penalty shall not accrue until the period in subsections 1 and 2
have elapsed. Contractor will be subject to said penalties notwithstanding any other
provision to the contrary in this Construction Contract. Contractor shall require its
contracts with all Subcontractors to contain these provisions. Contractor shall be
responsible for penalties to Owner due to any Subcontractor’s employees’ failure to
produce documentary evidence of training in the required Program. Contractor may
withhold all sums necessary to cover any penalty from Subcontractor by suing in the
circuit court of the county in which the project is located. Contractor shall have no right
of recovery against Owner

6.7. Background Checks

6.7.1. Contracts entered pursuant to this RFP must require that all employees who have
unsupervised interaction with students will be fingerprinted and background checked
under the background checks required by the District’'s Board Policies. Results of
background checks of employees working directly with students must be provided to
District. District reserves the right to refuse to allow any employee access to students if
the employee completes no background check acceptable to the District.

6.8. Indemnity

2/11/2026 2:08 PM 8 2026-PUR-001
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6.8.1. The District will not agree to indemnify any contractor for its own negligence, for
injuries or damages that do not arise from acts or omission of the District, or for injuries
or damages for which the District has sovereign immunity.

6.9. Change orders

6.9.1. Change orders that exceed the greater of $15,000 or 5% of the total originally
contracted amount are subject to Board approval prior to performance of the work
and are subject to re-bid. (See Board Policy 7210.)

6.10. Proposed Contract

6.10.1. Proposals must include a copy of proposed contracts or service agreements if
available or disclose terms required by the proposer of this RFP.

7. Interpretation, Questions, Withdrawal
7.1. Interpretation

7.1.1. The District will make no oral interpretations for proposers of meaning of the
terms in this RFP.

7.1.2. Requests for interpretations to the meaning of this RFP must also be made in
writing to Independence School District not later than 2:00 p.m., March 2, 2026 and
failure by the successful proposer to do so shall not relieve the proposer of the
obligations to execute such services under a later interpretation by the school district.

7.1.3. All interpretations made to the proposers will be issued in addenda to the RFP
and will be posted on the ISD website ISDSchools.org and be the sole responsibility of
the Bidder to obtain and acknowledge.

7.2. Questions

7.2.1. Submit written questions to the following person:

2/11/2026 2:08 PM 9 2026-PUR-001
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Lisa Patrick, Purchasing Supervisor
lisa_patrick@isdschools.org
201 N. Forest Avenue Independence, MO 64050

816-521-5599; extension 10610

7.3. Withdrawal Questions

7.3.1. Any Contractor may withdraw his proposal prior to the scheduled closing time
for receipt of proposals.

7.3.2. No proposal shall be withdrawn for thirty (30) days after the scheduled closing
time for receipt of proposals.

8. Quote

8.1. Amount- U.S. Dollars

8.2. Rate- U.S. Dollars

9. Proposal submission and opening
9.1. Submission

9.1.1. Submit complete proposals, Appendix A, B, Cand D in a sealed envelope marked
“Asbestos and Lead Paint Abatement at Korte Elementary School PROPOSAL 2026-
PUR-001" and deliver to the following address and person:

Lisa Patrick Purchasing Supervisor
lisa patrick@isdschools.org
201 Forest Avenue Independence, MO 64050
816-521-5599; extension 10610

9.2. Opening

2/11/2026 2:08 PM 10 2026-PUR-001
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9.2.1. The proposals will be opened and publicly read at the following location on the
following date and time:

Date: March 18, 2026
Time: 9:00 a.m.

Location: Independence School District — Facilities Office
201 N. Forest Avenue Independence, MO 64050.

10. Reservation of Rights Submission

10.1. INDEPENDENCE SCHOOL DISTRICT RESERVES THE RIGHT TO ACCEPT OR REJECT ANY
OR ALL PROPOSALS AND WAIVE ANY INFORMALITY IN THE PROPOSAL OR REQUEST FOR
PROPOSAL.

11. Proposal Evaluation
11.1. Award

11.1.1. The contract will be awarded to the firm submitting the best responsible proposal
complying with this RFP if the proposal is reasonable and in the best interest of the
District to accept. The firm selected will be notified at the earliest practical date. The
decision regarding acceptability of any firm’s qualifications/proposal shall remain entirely
with the District, at the District’s sole discretion. The criteria for making this judgment will
include but not be limited to price, demonstrated capability, past work completed and
general responsiveness to the RFP.

11.1.2. The District notifies all proposers that minority business enterprises will be afforded
full opportunity to submit proposals in response to this Request and will not be
discriminated against on the grounds of race, color, or national origin in consideration of
an award. Proposer agrees that should any person who performs work because of race,
religion, color, sex, national origin, or ancestry.

11.1.3. The District reserves the right to reject any or all proposals, to waive any informalities
or technical defects in proposals, and unless otherwise specified by the District, to accept
any item or groups of items in the proposal, as in the best interest of the District.

2/11/2026 2:08 PM 11 2026-PUR-001
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12. Acceptance Period

12.1.  All proposal offers must be firm for 120 days to allow for a signed contract. After that,
prices are to be good for 1 calendar year from the contract date of April 14, 2026 unless
mutually agreed upon.
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Appendix A
FEDERAL WORK AUTHORIZATION PROGRAM AFFIDAVIT

l, , being of legal age and having been duly sworn upon my

oath, state the following facts are true:

1. lam over twenty-one years of age; and know of the matters setforth.

2. lam employed by (“Company”) and have authority to issue this affidavit on its

behalf.

3. Company is enrolled in and participating in the United States E-Verify federal work authorization
program regarding Company’s employees working in connection with the services Company is
providing to, or will provide to, the District, to the extent allowed by E-Verify.

4. Company does not knowingly employ any person who is an unauthorized alien in connection with the

services the Company is providing to, or will provide to, the District. FURTHER AFFIANT SAYETH NOT.

By:
(individual signature)
For
(company name)
Title:
Subscribed and sworn to before me on this day of ,202_

NOTARY PUBLIC
My commission expires:

2/11/2026 2:08 PM 13 2026-PUR-001
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INDEPENDENCE SCHOOL DISTRICT

How many years has your firm been in business?

Appendix B

REFERENCES AND EXPERIENCE

2026-PUR-001

Asbestos and Lead Paint
Abatement at Korte Elementary
School

Lisa Patrick

Independence School District
Facilities & Purchasing

201 N. Forest Avenue
Independence, MO 64050
(816)521-5599 ext. 10610

List references and prior experience; preferably with other school districts or governmental
agencies, in the last 3 — 5 year period; work or services in the same type and size to the project
being proposed.

2/11/2026 2:08 PM

School District/Business

Address

Contact Person Phone#

Description of services performed and completion date

School District/Business

Address

Contact Person Phone#

Description of services performed and completion date

School District/Business

Address

Contact Person Phone#

Description of services performed and completion date

14
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Appendix C

PERSONNEL QUALIFICATIONS

Bidders are REQUIRED to provide the information below in FULL DETAIL.

Indicate the person who will be supervising project and years of experience in similar
work.

Name: Number of Years:

Type of Experience:

Complete the following for employees that would be working on this project. List any previous work directly
relating to the scope of this project for other school districts and/or governmental agencies or private
companies in the last five years. Attach a separate sheet of paper if needed.

EMPLOYEE NAME QUALIFICATIONS EXPERIENCE/TRAINING

2/11/2026 2:08 PM 15 2026-PUR-001
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Appendix D

BID PROPOSAL SUBMISSION FORM — Asbestos and Lead Paint Abatement at Korte Elementary School

Proposal of (hereinafter called
"Bidder"), organized and existing under the laws of the State of , doing business as
a corporation, a partnership, anindividual ~ (circle one) to the Board of Education, SchoolDistrict

of Independence, Missouri (hereinafter called"Owner").

1.

2/11/2026 2:08 PM

In compliance with your Advertisement for Bids, Bidder hereby proposes to perform all work for the
INDEPENDENCE SCHOOL DISTRICT — Asbestos and Lead Paint Abatement at Korte Elementary School. In
strict accordance with the Contract Documents, within the time set forth herein and at the prices stated
below, bidder should propose on individual base bids for specific project locations as noted below.
Owner will award contract per individual base bid.

By submission of this Bid, each Bidder certifies, and in the case of a joint Bid each party thereto certifies
as to its own organization, that this Bid has been arrived at independently, without consultation,
communication, or agreement as to any matter relating to this Bid with any other Bidder or with any
competitor.

Bidder acknowledges receipt of the following ADDENDA:

The undersigned, having familiarized itself with local conditions affecting the cost of the work at the place
where the work is to be done and with all Bidding Documents, including the Instructions to Bidders, Plans
and Specifications, General and Supplementary Conditions, the Standard Form of Agreement and the
other Contract Documents, and having examined the location of the proposed work and considered the
availability of labor and materials, hereby proposes and agrees to perform everything required to be
performed, and to provide and furnish any and all labor, materials, supervision, necessary tools,
equipment, and all utility and transportation service necessary to perform and complete in a workmanlike
and timely manner all of the work required for the project, all in strict conformance with the Instructions to

bidders and other Contract Documents (including Addenda noted above, the receipt of which ishereby

16 2026-PUR-001
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Appendix D (Continue)

acknowledged), for the lump sums hereinafter specified.

RESPECTFULLY SUBMITTED:

Signature Title

Name (Please type or write clearly) Date

Company Name Telephone Number Fax Number
Street Email address

City, State, Zip Code License number (if applicable)

By signing, he/she certifies that they are an authorized agent of said company and has the authority to legally enter
into a binding Service Agreement.

SEAL - (If BID is by a corporation)

2/11/2026 2:08 PM 17 2026-PUR-001
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BID SHEET

Project:

Asbestos & Lead Paint Abatement at Korte Elementary

School
RFP#: 2026-PUR-001
Owner: March 18, 2026
Date: Independence School District

Contractor Name

2437 S. Hardy Avenue
Independence, MO 64052
See Attachment A

Location Addresses

Areas

Asbsestos - Abatement $ - |$ -
Lead Base Paint - Abatement $ - |$ -
Total $ - |$ -
Warranty in Years $ -

Company Name:

Printed Name:

Signature:

Date:

*Include everything needed to complete project in the above quotes.

2/11/2026 2:08 PM 18 2026-PUR-001
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January 13, 2026

Gustavo Bateman
Independence School District
201 N. Forest Ave.
Independence, MO 64050

Re; Korte Elementary
2437 South Hardy
Independence, Missouri 64052

Guardian Environmental Services was on site at the Korte Elementary School on December 26, and 27,
2025, to perform an asbestos inspection within the planned renovation areas only. Mr. Brad Feeler
performed the asbestos inspection. Mr. Feeler’s State of Missouri asbestos inspector license is attached.
Previous AHERA inspection data and laboratory analysis were utilized.

Chalk boards and associated mastic in the classrooms were not tested due to the destructive nature of
testing. We recommend performing this testing as soon as school lets out for the summer. Similarly, there
are chases and areas above hard ceilings that could not be inspected. Any materials encountered in these
areas should be assumed to be asbestos-containing until laboratory analysis can prove otherwise.

Asbestos Inspection

Guardian Environmental Services (GES) collected bulk samples of suspect materials within the included
inspection areas. These materials included floor tiles, floor tile mastic, ceiling tiles, glue dots, insulation,
drywall, joint compound, and sink undercoat. Samples were placed into labeled sample containers and
recorded on chain of custody sheets. Samples were shipped to Pace Laboratories in Oklahoma City,
Oklahoma for analysis by Polarized Light Microscopy (PLM). :

Of the materials sampled, only select floor tile and associated mastic were identified as containing
asbestos above 1%. These are non-friable materials. Please see the attached lab results and chain of
custody sheets.

See the table below for asbestos-containing materials locations and approximate quantities. Please see the
attached floor plans with the asbestos materials and sample locations identified.

Korte Elementary
Asbestos-Containing Materials

e 'kMa'teria‘l_ . D escrlptlon T k o Qua
FTi 9” Greeﬁ \Flobf Tilyek and ‘Room’s ‘1(‘)”7,1”200, 207 1,920 SF Under Noh~
Black Mastic Asbestos Floor Tile
FT3 9” Red Floor Tile and Room 105, 201 1,280 SF Under Non- 7
Black Mastic Asbestos Floor Tile

400 W Orchard, Odessa, MO 64076 (816) 419-8809 Email:guardianenv@gmail.com
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FT4 12 Tan Floor Tile and Room 100 800 SF
Black Mastic
FT5 9” Yellow Floor Tile Room 203 640 SF Under Non-
and Black Mastic Asbestos Floor Tile
FT6 12> White Floor Tile Room 216B NW 160 SF
and Black Mastic Storage Room
Recommendations

All sampled / 1ab confirmed asbestos-containing materials and assumed materials that will be disturbed by
the planned renovation project should be removed and disposed by a State of Missouri certified asbestos
contractor. Following asbestos removal, Guardian recommends that clearance air samples be collected

and analyzed prior to other trades or building occupants enter the work area.

Guardian is honored to assist you with this project. If you have any questions, please contact me at 8§16-

419-8809.

Sincerely,

Brad Feeler

Owner

Attachments

2/11/2026 2:08 PM
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Account Number:

Date Received:

500369
69-000113

01/08/2026

dce

Polarized Light Microscopy Asbestos Analysis Report

Client:

Page 1 of 11

Attachment A

Guardian Environmental Services, LLC
Brad Feeler

100 SE Winburmn Trail

Lee's Summit, MO 64063

Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
001 FTI-1 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl
00la Layered Yellow Asbestos Not Present NA Glue
Mastic
001b Layered Green Asbestos Not Present NA CaCOs3
Floor Tile Vinyl
001c Layered Black Asbestos Present NA Tar
Mastic Chrysotile 8
002 FT1-2 Layered Tan Asbestos Not Present NA Glue
Mastic
002a Layered Green Asbestos Present NA Vinyl
Floor Tile Chrysotile 6 Binder
002b Layered *¥ ** Not Analyzed
Mastic

Positive Stop

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA-—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in fitll, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will havethe following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.

2/11/2026 2:08 PM
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Polarized Light Microscopy Asbestos Analysis Report
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Attachment A

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler ‘
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
7 003 FT1-3 Layered Tan Asbestos Not Present NA Glue
Mastic
003a Layered ** ** Not Analyzed
Floor Tile
Positive Stop
003b Layered *K b Not Analyzed
Mastic
Positive Stop
004 FT2-1 Layered Green Asbestos Not Present NA CaCoO3
Floor Tile Vinyl
004a Layered Black Asbestos Not Present Cellulose 5 Tar
Mastic
005 FT2-2 Layered Green Asbestos Not Present NA CaCO3
Floor Tile Vinyl
005a Layered Black Asbestos Not Present Cellulose S Tar
Mastic

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116; Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.

2/11/2026 2:08 PM
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Attachment A

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler ,
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
006 FT2-3 Layered Yellow Asbestos Not Present NA Glue
Mastic
006a Layered Green Asbestos Not Present NA CaCO3
Floor Tile Vinyl
006b Layered Black Asbestos Not Present Cellulose 5 Tar
Mastic
007 FT3-1 Layered Tan Asbestos Not Present NA Glue
Mastic
007a Layered Red Asbestos Present NA CaCO3
Floor Tile Chrysotile Vinyl
007b Layered Black Asbestos Present NA Tar
Mastic Chrysotile
008 FT3-2 Layered Tan Asbestos Not Present NA Glue
Mastic

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number: ~ 69-000113 Brad Feeler
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
008a Layered *E *x Not Analyzed
Floor Tile
Positive Stop
008b Layered ok ** Not Analyzed
Mastic
Positive Stop
009 FT3-3 Layered Tan Asbestos Not Present NA Glue
Mastic
009a Layered *x ** Not Analyzed
Floor Tile
Positive Stop
00%b Layered ok * Not Analyzed
Mastic
Positive Stop
010 FT4-1 Layered Tan Asbestos Not Present NA CaCO3
Floor Tile Vinyl
010a Layered Black Asbestos Not Present NA Tar
Mastic

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler _
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
- 011 FT4-2 Layered Tan Asbestos Not Present . NA ’ CaCO3
Floor Tile Vinyl
0lla Layered Black Asbestos Not Present NA Tar
Mastic
012 FT4-3 Layered Tan Asbestos Not Present NA CaCO3
Floor Tile Vinyl
012a Layered Black Asbestos Present NA Tar
Mastic Chrysotile 6
013 FT5-1 Layered Tan Asbestos Not Present NA Glue
Mastic
013a Layered Yellow Asbestos Present NA Vinyl
Floor Tile Chrysotile 5 Binder
013b Layered Black Asbestos Present NA Tar
Mastic Chrysotile 8

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Polarized Light Microscopy Asbestos Analysis Report

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler ]
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
7 014 FT5-2 Layered Tan Asbestos Not Present NA Glue
Mastic
014a Layered i ** Not Analyzed
Floor Tile
Positive Stop
014b Layered * w3 Not Analyzed
Mastic
Positive Stop
015 FT5-3 Layered Tan Asbestos Not Present NA Glue
Mastic
015a Layered ** ** Not Analyzed
Floor Tile
Positive Stop
015b Layered *k *k Not Analyzed
Mastic
Positive Stop
016 FTé6-1 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA-—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Attachment A

Pace Set ID 500369 Client; Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler ‘
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
0l6a Layered Black Asbestos Present NA Tar
Mastic Chrysotile 6
017 FTe6-2 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl
017a Layered wk w Not Analyzed
Mastic
Positive Stop
018 FT6-3 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl
018a Layered ** *x Not Analyzed
Mastic
Positive Stop
019 FT7-1 Layered White Asbestos Not Present NA CaCo03
Floor Tile Vinyl
01%a Layered Yellow Asbestos Not Present NA Glue
Mastic

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.

2/11/2026 2:08 PM

28

2026-PUR-001



Pace Set ID

Account Number:

Date Received:

500369
69-000113

01/08/2026
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Polarized Light Microscopy Asbestos Analysis Report

Page 8 of 11

Attachment A

Client: Guardian Environmental Services, L1.C
Brad Feeler
100 SE Winburn Trail
Lee's Summit, MO 64063

Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
020 FT7-2 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl
020a Layered Yellow Asbestos Not Present NA Glue
Mastic
021 FT7-3 Layered White Asbestos Not Present NA CaCO3
Floor Tile Vinyl
021a Layered Yellow Asbestos Not Present NA Glue
Mastic
022 SUl-1 Homogeneous Gray Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder
023 SuU1-2 Homogeneous Gray Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder
024 SuU1-3 Homogeneous Gray Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is 2a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Polarized Light Microscopy Asbestos Analysis Report

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler )
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
025 SU2-1 Homogeneous White Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder
026 SU2-2 Homogeneous White Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder
027 SuU2-3 Homogeneous White Asbestos Not Present Cellulose 15 CaCO3
Sink Undercoat Binder
028 CT1-1 Homogeneous White Asbestos Not Present Cellulose 90 Paint
Ceiling Tile
029 CT1-2 Homogeneous White Asbestos Not Present Cellulose 90 Paint
Ceiling Tile
030 CT1-3 Homogeneous White Asbestos Not Present Cellulose 90 Paint
Ceiling Tile
031 GD1-1 Homogeneous Brown Asbestos Not Present NA Glue
Glue

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Polarized Light Microscopy Asbestos Analysis Report

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
032 GD1-2 Homogeneous Brown Asbestos Not Present NA Glue
Glue
033 GD1-3 Homogeneous Brown Asbestos Not Present NA Glue
Glue
034 DWi-1 Homogeneous White Asbestos Not Present Cellulose 10 Gypsum
Drywall
035 DW1-2 Homogeneous White Asbestos Not Present Cellulose 10 Gypsum
Drywall
036 DW1-3 Homogeneous White Asbestos Not Present Cellulose 10 Gypsum
Drywall
037 11-1 Homogeneous Yellow Asbestos Not Present Glass Fiber 100
Insulation
038 11-2 Homogeneous Yellow Asbestos Not Present Glass Fiber 100
Insulation

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Polarized Light Microscopy Asbestos Analysis Report

Pace Set ID 500369 Client: Guardian Environmental Services, LLC
Account Number:  69-000113 Brad Feeler
100 SE Winburn Trail
Date Received: 01/08/2026 Lee's Summit, MO 64063
Received By: Charlie Johnson
Date Analyzed: 01/09/2026 Project: KORTE ELEMENTARY
Analyzed By: Tanner Smith Project Location: INDEPENDENCE, MO
Methodology: EPA/600/R-93/116 Project Number: NA
Pace Client Color/ Non-Asbestos Non Fibrous
Sample ID Sample ID Composition Description Asbestos (%) Fiber (%)
039 11-3 Homogeneous Yellow Asbestos Not Present Glass Fiber 100
Insulation
040 JCI-1 Homogeneous White Asbestos Not Present NA CaCO3

Joint Compound

041 IC1-2 Homogeneous White Asbestos Not Present NA CaCO3

Joint Compound

042 JC1-3 Homogeneous White Asbestos Not Present NA CaCOs3
Joint Compound

il
W 1/9/2026

Tanner Smith, Laboratory Analyst Date of Report

Unless otherwise noted, upon receipt the condition of the sample was acceptable for analysis. Pace Analytical is a NVLAP accredited Testing PLM laboratory (Lab Code:
101959-0). This report relates only to the specific items tested. NVLAP accreditation applies only to analysis performed utilizing EPA—40 CFR Appendix E to Subpart E
of Part 763, Interim Method of the Determination of Asbestos in Bulk Insulation Samples; and EPA/600/R-93/116: Method for the Determination of Asbestos in Bulk
Building Materials. This report may not be used to claim product endorsement by NVLAP or any agency of the US Government. This report may not be reproduced
except in full, without the written approval of the laboratory. If submitted samples are inhomogeneous in nature, then subsamples of the components will be analyzed
separately. Samples determined to contain asbestos fibers, will have the following acceptable error ranges (1% = 0-3%, 5% = 1-9%, 10% = 5-15%, 20% = 10-30%, 50%
= 40-60%, etc.) as specified per EPA Method 600/R-93/116, Table 2-1.
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Attachment B
Floor Plans

(Two Pages)
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Attachment A

Not in Scope

First Floor Plan Diagram

Korte Elementary
2437 South Hardy Avenue
Independence, Missouri 64052

Room Locations
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Attachment A

Not in Scope

Room Locations

Second Floor Plan Diagram

Korte Elementary
2437 South Hardy Avenue
Independence, Missouri 64052
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Attachment C

Inspector Certificate

(One Page)
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Attachment A

CERTIFICATION NUMBER:
7001020625MOIR3353

THIS CERTIFIES

Brad T Feeler

HAS COMPLETED THE CERTIFICATION

REQUIREMENTS FOR

Inspector

arproven 02/14/2025 rraming oate. 02/06/2025
=xpires:  02/14/2026 f«««}»jw

o o St (
Director of Air Pollution Control Program

m

L
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Attachment D

Asbestos Containing Materials Table

(One Page)
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Attachment A

AHERA ACBM SCHEDULE
Client:  Independence School District Date:  12/26 & 27/2025
Building Name: North Rock Creek Korte Elementary Project# 25-849
Address: 2437 S. Hardy, Independence, MO 64052 Inspector(s): Brad Feeler
Space Material
Number | Space Description | Code |Quantity| Units | Size ACM % Assess | Sample # Notes
Tile - ND
100 |Room 100 FT-4 800 SF | 12" | Mastic - 6% NF FT4-1,2,3 | Tan Floor Tile and Black Mastic
Tile - 5%
105 |Room 105 FT-3 640 SF 9" | Mastic - 6% NF FT3-1,2,3 |Red Floor Tile and Black Mastic
Tile 6%
107 |Room 107 FT-1 640 SF 9" | Mastic - 8% NF FT1-1,2,3 |Green Floor Tile and Black Mastic
Tile 6%
200 |Room 200 FT-1 800 SF g" | Mastic - 8% NF FT1-1,2,3 |Green Floor Tile and Black Mastic
Tile - 5%
201  |Room 201 FT-3 640 SF 9" | Mastic - 6% NF FT3-1,2,3 |Red Floor Tile and Black Mastic
Tile - 5%
203 jRoom 203 FT-5 640 SF 9" | Mastic - 8% NF FT5-1,2,3 | Yellow Floor Tile and Black Mastic
Tile 6%
207 |Room 207 FT-1 640 SF 9" | Mastic - 8% NF FT1-1,2,3 |Green Floor Tile and Black Mastic
Room 216 NW Tile - ND
216B |Storage FT-6 160 SF | 12" | Mastic-6" NF FT6-1,2,3 |White Floor Tile and Black Mastic
Chases and Above
Ceilings Assumed Chases and Above Ceilings

This schedule is a listing of friable and non-friable assumed or known ACBM within the building or complex of building defined above. Refer to legend following this schedule for
explanation of Categories, Codes, Abbreviation, and Terminology.

2/11/2026 2:08 PM
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Attachment A

NEW HORIZONS,..

“Innovative Environmental Solutions”

January 9, 2026

Owner:

Independence School District
201 North Forest Avenue
Independence, Missouri 64050
816-521-5300

Re: Lead Paint Inspection
Korte Elementary Constructed in 1960
Addition in 1982
2437 South Hardy Avenue
Kansas City, Missouri 64052

Dear Mr. Bateman,

New Horizons Enterprises, LLC (New Horizons) on December 26, 2025, performed a surface-by-surface
paint sampling by X-ray fluorescence (XRF) including those components with distinct painting histories,
including those that are stained, shellacked, varnished or covered with wallpaper of the planned
renovation areas of building located at the address above. The inspection was performed by Brad Feeler,
License Number 186706-20250227 who is employed by Guardian Environmental Services, located at 400
West Orchard, Odessa, Missouri 64076, 816-419-8809.

The XRF analyzer employed for this paint inspection was a Heuresis PB200i, Serial #1805 (see Appendix D
for the Performance Characteristic Sheet). The Missouri Radiation Control Program Registration number
for this instrument is #6346. This instrument gives no inconclusive results. Current cobalt-57 source was
installed July, 2023. Inspector certification and user’s certificate of manufacture training can be viewed in
Appendix A,

A summary of XRF reading results is located in Appendix B. This summary includes starting and end times,
calibration verification from the beginning and end of each day, substrates tested including identification
of component, component integrity, paint condition and color, test identification numbers associated with
each result, categorization of the results into positive or negative.

Floor plans of the school marked with room identifiers are located in Appendix C.

This paint survey was conducted in general conformance with the Department of Housing and Urban
Development (HUD) 1997 Guidelines for the Evaluation and Control of Lead-Based Paint Hazards in
Housing. LBP is aterm used by HUD and the U.S. Environmental Protection Agency (EPA) Toxic Substances
Control Act (TSCA) program. It defines LBP as paint with lead levels equal to or exceeding 1.0 milligram
per square centimeter (1.0 mg/cm?).
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Attachment A
Mr. Bateman
January 9, 2026
Page 2 of 2

A copy of this summary must be provided to new lessees (tenants) and purchasers of this property under
Federal law (24 CFR part 35 and 40 CFR part 745} before they become obligated under a lease or sales
contract. The complete report must also be provided to new purchasers and it must be made available to
new tenants. Landlords {lessors) and sellers are also required to distribute an educational pamphlet and
include standard warning language in their leases or sales contracts to ensure that parents have the
information they need to protect their children from lead-based paint hazards.

Conclusions

New Horizons performed an LBP survey of the Korte Elementary located at 2437 South hardy Avenue in
independence, Missouri. The objective of the LBP survey was to identify LBP and LCC present within the
building prior to renovation. Based on the results of the XRF survey, LBP was identified in the school
building. LBP was identified on grey metal radiator covers in the original south 1960 wing only.

I, the undersigned state-certified lead inspector, certify that all applicable regulations were adhered to
during this survey.

Inspector:
é /
’ AP o
Brad Feeler

Missouri License Number: 186706-20250227
Environmental Scientist
New Horizons Enterprises, LLC
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Appendix A
Certifications

(Three Pages)
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Attachment A

NEW HORIZONS...

“Innovative Environmental Solutions”

DOES HEREBY CERTIFY THAT

Brad Feeler

HAS SUCCESSFULLY COMPLETED
The Heuresis Corporation training materials presented with regard to the Pb2001
INSTRUMENT OPERATOR TRAINING

February 14, 2025

DATE OF COMPLETION Jonah Spake

INSTRUCTOR




Attachment A

Missouri Department of Health and Senior
Services

Lead Occupation License ID Badge

License Number:
186706-20250227

Lead Inspector

Brad
Feeler

Expiration Date: March 6,
2027
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Attachment A

STATE OF MISSOURI
DEPARTMENT OF HEALTH AND SENIOR SERVICES

LEAD ABATEMENT OCCUPATION LICENSE

Issued to:

Brad Feeler

The person, firm or corporation whose name appears on this certificate has fulfilled
the requirements for licensure as set forth in the Missouri Revised Statutes
701.300-701.338, as long as not suspended or revoked, and is hereby authorized to
engage in the activity listed below.

Lead Inspector

~ Category of License
Issuance Date: 03/06/2025
Expiration Date: 03/06/2027

License Number: - 186706-20250227

)mekb&iuww

Sarah Willson
Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102
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Attachment A

Appendix B
Summary of XRF Results

(Eight Pages)
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Korte Elementary

Paint Testing Data Sheets

Attachment A

Reading |Room Component Substrate Color Condition Reading
12/26/2025 Calibration 1.1
Calibration 1.0
Calibration 1.1
1 Room 107 wall A Plaster Grey Intact 0.1
2 Wall B Plaster Grey Intact 0.0
3 wall C Plaster Blue Intact 0.1
4 Wall D Plaster Grey Intact 0.0
5 Door Wood Stain Intact 0.1
6 Door Frame Metal Grey Intact 0.0
7 Baseboard Wood Black Intact 0.2
8 Radiator Metal Grey Intact 0.3
9 Ceiling Tile Wood White Intact 0.0
10 Room 106 Wwall A Plaster Blue Intact 0.2
11 wall B Plaster Grey Intact 0.3
12 wall C Plaster Grey Intact 0.1
13 Wall D Plaster Grey Intact 0.0
14 Door Wood Stain Intact 0.0
15 Door Frame Metal Grey Intact 0.0
16 Radiator Metal Grey Intact 0.2
17 Ceiling Tile Wood White Intact 0.0
18 Room 105 Wall A Plaster Grey Intact 0.0
19 wall B Plaster Grey Intact 0.0
20 Wall C Plaster Blue intact 0.0
21 wallD Plaster Grey Intact 0.2
22 Door Wood Stain Intact 0.1
23 Door Frame Metal Grey Intact 0.0
24 Baseboard Wood Black Intact 0.2
25 Radiator Metal Grey Intact 0.3
26 Ceiling Tile Wood White Intact 0.0
27 Room 104 wall A Plaster Blue Intact 0.0
28 Wall B Plaster Grey Intact 0.1
29 Wall C Plaster Grey Intact 0.0
30 wall D Plaster Grey intact 0.0
31 Door Wood Stain Intact 0.0
32 Door Frame Metal Grey Intact 0.0

Page 1 of 8
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Attachment A
Korte Elementary

Paint Testing Data Sheets

Reading |Room Component Substrate Color Condition Reading
33 Radiator Metal Grey intact C 02
34 Ceiling Tile Wood White Intact 0.0
35 Room 103 Wall A Plaster Grey Intact 0.0
36 Wall B Plaster Grey Intact 0.1
37 Wall C Plaster Blue intact 0.0
38 Wall D Plaster Grey Intact 0.0
39 Door Wood Stain Intact 0.1
40 Door Frame Metal Grey Intact 0.0
41 Baseboard Wood Black Intact 0.0
42 Radiator Metal Grey Intact 0.4
43 Ceiling Tile Wood White Intact 0.0
44 Room 102 Wall A Plaster Blue Intact 0.2
45 Wall B Plaster Grey Intact 0.4
46 Wall C Plaster Grey Intact 0.4
47 Wall D Plaster Grey Intact 0.4
48 Door Wood Stain intact 0.1
49 Door Frame Metal Grey Intact 0.0
50 Baseboard Wood Black Intact 0.1
51 Radiator Metal Grey Intact 0.3
52 Ceiling Tile Wood White Intact 0.0
53 Room 101 Wall A Plaster Blue Intact 0.3
54 Wwall B Plaster Grey Intact 0.0
55 Wali C Plaster Grey Intact 0.1
56 Wall D Plaster Grey Intact 04
57 Door Wood Stain Intact 0.0
58 Door Frame Metal Grey Intact 0.0
59 Baseboard Wood Black Intact 0.1
60 Radiator Metal Grey Intact 0.4
61 Ceiling Tile Wood White Intact 0.0
62 Room 100 Wall A Plaster Grey Intact 0.0
63 Wall B Plaster Grey Intact 0.2
64 Wwall C Plaster Grey Intact 0.0
65 wallD Plaster Blue intact 0.0
66 Door Wood Stain Intact 0.2

Page 2 of 8
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Korte Elementary Attachment A

Paint Testing Data Sheets

Reading . |Room Component Substrate Color Condition Reading
67 Door Frame Metal Grey Intact 0.0
68 Baseboard Wood Black Intact 0.0
69 Radiator Metal Grey intact 0.0
70 Ceiling Tile Wood White intact 0.0
71 Room 100 Storage Wwall A Plaster Grey Intact 0.0
72 Wall B Plaster Grey Intact 0.0
73 wall C Plaster Grey Intact 0.0
74 Wall D Plaster Blue Intact 0.1
75 Room 200 Wall A Plaster Grey Iintact 0.0
76 Wall B Piaster Grey Intact 0.2
77 Wall C Plaster Grey Intact 0.0
78 Wall D Plaster Blue Intact 0.0
79 Door Wood Stain Intact 0.2
80 Door Frame Metal Grey Intact 0.0
81 Baseboard Wood Black Intact 0.0
82 Radiator Metal Grey Intact 0.0
83 Ceiling Tile Wood White Intact 0.0
84 Room 201 Wall A Plaster Blue Intact 0.3
85 wall 8 Plaster Grey Intact 0.0
86 wall C Plaster Grey Intact 0.1
87 Wwall D Plaster Grey Intact 0.4
88 Door Wood Stain intact 0.0
89 Door Frame Metal Grey intact 0.0
90 Baseboard Wood Black Intact 0.1
91 Radiator Metal Grey Intact 0.4
92 Ceiling Tile Wood White Intact 0.0
93 Room 202 Wall A Plaster Blue Intact 03
94 Wall B Plaster Grey Intact 0.0
95 Wall C Plaster Grey Intact 0.1
96 wall D Plaster Grey Intact 0.4
97 Door Wood Stain Intact 0.0
98 Door Frame Metal Grey Intact 0.0
99 Baseboard Wood Black Intact 0.1
100 Radiator Metal Grey Intact 0.4
101 Ceiling Tile Wood White Intact 0.0

Page 30f 8
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Korte Elementary
Paint Testing Data Sheets

Attachment A

Reading {Room Component ~ Substrate -..Color Condition Reading
102 Room 203 Wall A Plaster Blue Intact 0.3
103 wall B Plaster Grey Intact 0.0
104 Wwali C Plaster Grey Intact 0.1
105 Wall D Plaster Grey Intact 0.4
106 Door Wood Stain Intact 0.0
107 Door Frame Metal Grey Intact 0.0
108 Baseboard Wood Black Intact 0.1
109 Radiator Metal Grey Intact 04
110 Ceiling Tile Wood White Intact 0.0
111 Room 204 Wall A Plaster Blue Intact 0.3
112 wall B Plaster Grey Intact 0.0
113 Wall C Plaster Grey Intact 0.1
114 Wall D Plaster Grey Intact 04
115 Door Wood Stain Intact 0.0
116 Door Frame Metal Grey Intact 0.0
117 Baseboard Wood Black Intact 0.1
118 Radiator Metal Grey Intact 0.4
119 Ceiling Tile Wood White Intact 0.0
120 {Room 205 Wall A Plaster Blue Intact 0.3
121 Wall B Plaster Grey Intact 0.0
122 Wall C Plaster Grey Intact 0.1
123 Wall D Plaster Grey Intact 0.4
124 Door Wood Stain Intact 0.0
125 Door Frame Metal Grey Intact 0.0
126 Baseboard Wood Black Intact 0.1
127 Radiator Metal Grey Intact 0.4
128 Ceiling Tile Wood White Intact 0.0
129 Room 206 Wall A Plaster Grey Intact 0.0
130 Wall B Plaster Grey Intact 0.0
131 Wall C Plaster Grey Intact 0.0
132 Wall D Plaster Grey Intact 0.0
133 Door Wood Stain Intact 0.1
134 Door Frame Metal Grey Intact 0.0
135 Radiator Metal Grey Intact 1.0
136 Ceiling Tile Wood White Intact 0.0

Page 4 of 8
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Attachment A
Korte Elementary
Paint Testing Data Sheets

Reading - |Room Component Substrate Color Condition Reading
137 Room 207 Wwall A Plaster Grey Intact 0.1
138 wall B Plaster Grey Intact 0.3
139 wall C Plaster Blue Intact 0.1
140 wall D Plaster Grey Intact 0.3
141 Door Wood Stain Intact 0.1
142 Door Frame Metal Grey Intact 0.0
143 Baseboard Wood Black Intact 0.0
144 Radiator Metal Grey Intact 1.0
145 Ceiling Tile Wood White Intact 0.0
146  |Room 211 Wall A Plaster Grey Intact 0.2
147 Wall B Plaster Grey Intact 0.3
148 wall C Plaster Grey Intact 0.0
148 Wall D Plaster Blue Intact 0.3
150 Door Wood Stain Intact 0.1
151 Door Frame Metal Grey Intact 0.0
152 Baseboard Wood Black intact 0.1
153 Radiator Metal Grey intact 0.7
154 Ceiling Tile Wood White Intact 0.0
155 Room 214 Wall A Plaster Grey Intact 0.1
156 Wall B Plaster Grey Intact 0.0
157 Wall C Plaster Grey Intact 0.1
158 wall D Plaster Grey Intact 0.1
159 Door Wood Stain Intact 0.0
160 Door Frame Metal Grey intact 0.0
161 Radiator Metal Grey Intact 0.0
162 Room 215 Wall A Plaster Grey Intact 0.0
163 Wall B Plaster Grey Intact 0.1
164 Wall C Plaster Grey Intact 0.1
165 Wwall D Plaster Grey Intact 0.0
166 Door Wood Stain Intact 0.0
167 Door Frame Metal Grey Intact 0.0
168 Radiator Metal Grey Intact 0.0
169 Room 217 Wall A Plaster Grey Intact 0.1
170 Wall B Plaster Grey Intact 0.2
171 wall C Plaster Blue Intact 0.0

Page 5 of 8
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Korte Elementary
Paint Testing Data Sheets

Attachment A

Reading |Room Component Substrate Color Condition Reading
172 Wall D Plaster Grey Intact 0.0
173 Door Wood Stain Intact 0.0
174 Door Frame Metal Grey Intact 0.0
175 Radiator Metal Grey Intact 0.0
176 {Room 219 Wall A Plaster Grey Intact 0.0
177 Wall B Plaster Grey Intact 0.0
178 Wall C Plaster Blue Intact 0.1
179 Wall D Plaster Grey Intact 0.0
180 Door Wood Stain Intact 0.1
181 Door Frame Metal Grey Intact 0.0
182 Radiator Metal Grey Intact 0.0
183 Room 221 Wall A Plaster Grey Intact 0.1
184 Wall B Plaster Blue Intact 0.0
185 Wall C Plaster Grey Intact 0.1
186 wall D Plaster Grey intact 0.0
187 Door Wood Stain Intact 0.0
188 Door Frame Metal Grey Intact 0.0
189 Radiator Metal Grey Intact 0.1
190 Room 223 Wall A Plaster Grey Intact 0.0
191 Wall B Plaster Blue Intact 0.1
192 Wall C Plaster Grey Intact 0.2
193 Wali D Plaster Grey Intact 0.1
194 Door Wood Stain Intact 0.0
195 Door Frame Metal Grey Intact 0.0
196 Radiator Metal Grey Intact 0.1
197 |Room 225 Wall A Plaster Grey Intact 0.1
198 wall B Plaster Blue Intact 0.1
199 Wall C Plaster Grey Intact 0.1
200 Wall D Plaster Grey Intact 0.1
201 Door Wood Stain Intact 0.1
202 Door Frame Metal Grey Intact 0.1
203 Radiator Metal Grey Intact 0.0
204 {Room 227 Wall A Plaster Grey Intact 0.0
205 Wall 8 Plaster Blue Intact 0.1
206 Wall C Plaster Grey Intact 0.2
207 Wall D Plaster Grey Intact 0.0

Page 6 of 8
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Korte Elementary
Paint Testing Data Sheets

Attachment A

Reading |Room Component Substrate Color Condition Reading
208 Door Wood Stain Intact 0.1
209 Door Frame Metal Grey Intact 0.1
210 Radiator Metal Grey Intact 0.1
211 Room 226 Wall A Plaster Grey Intact 0.1
212 wall B Plaster Blue Intact 0.0
213 Wall C Plaster Grey Intact 0.0
214 Wall D Plaster Grey Intact 0.1
215 Door Wood Stain Intact 0.0
216 Door Frame Metal Grey Intact 0.0
217 Radiator Metal Grey Intact 0.1
218 Room 216 Wall A Plaster Grey intact 0.1
219 Wall B Plaster Grey Intact 0.1
220 Wall C Plaster Grey Intact 0.0
221 WallD Plaster Blue Intact 0.1
222 Door Wood Stain Intact 0.0
223 Door Frame Metal Grey Intact 0.0
224 Radiator Metal Grey Intact 0.0
225 Room 216 Northeast Storage Wall C Drywall Yellow Intact 0.1
226 wall D Drywall Yellow Intact 0.1
227 JRoom 216 Northwest Storage wall C Drywall Yellow Intact 0.0
228 Wall B Drywall Yellow Intact 0.0
229  |Interpreter Room Wall A Plaster Grey Intact 0.0
230 wall B Plaster Blue Intact 0.0
231 Wall C Plaster Grey Intact 0.0
232 wall D Plaster Grey Intact 0.0
233 Door Wood Stain Intact 0.1
234 Door Frame Metal Grey Intact 0.0
235 Radiator Metal Grey Intact 0.0
236 Room 115 Wwall A Plaster Grey Intact 0.0
237 wall B Plaster Blue Intact 0.0
238 Wall C Plaster Grey Intact 0.0
239 Wall D Plaster Grey Intact 0.1
240 Door Wood Stain Intact 0.0
241 Door Frame Metal Grey Intact 0.1
242 Radiator Metal Grey Intact 0.0

Page 7 of 8
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Korte Elementary

Attachment A
Paint Testing Data Sheets
Reading |Room Component Substrate Color Condition Reading

243 Room 111 wall A Plaster Grey Intact 0.0
244 Wall B Plaster Blue Intact 0.0
245 Wall C Plaster Grey Intact 0.0
246 wall D Plaster Grey Intact 0.1
247 Door Wood Stain Intact 0.0
248 Door Frame Metal Grey Intact 0.0
249 Radiator Metal Grey Intact 0.1
250 Ceiling Drywall White Intact 0.1
12/26/2025 Calibration 1.0
Calibration 1.1

Calibration 1.0

2/11/2026 2:08 PM
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Appendix C
Room Location Floor Plans

(Two Pages)
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Attachment A

Not in Scope

First Floor Plan Diagram

Room Locations v Korte Elementary
2437 South Hardy Avenue

Independence, Missouri 64052
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Attachment A

Not in Scope

Second Floor Plan Diagram

Room Locations Korte Elementary
2437 South Hardy Avenue

Independence, Missouri 64052
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Appendix D
Performance Characteristic Sheets

(Four Pages)
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HEURESIS PCS December 2015

EFFECTIVE DATE:

Performance Characteristic Sheet

December 1, 2015

MANUFACTURER AND MODEL.:
Make: Heuresis
Models: Model Pb200i
Source: %"Co, 5§ mCi (nominal — new source)

FIELD OPERATION GUIDANCE

OPERATING PARAMETERS:

Action Level mode

XRF CALIBRATION CHECK LIMITS:

Attachment A

0.8 to 1.2 mg/cm? (inclusive)

SUBSTRATE CORRECTION:

Not applicable

INCONCLUSIVE RANGE OR THRESHOLD:

2/11/2026 2:08 PM

62

ACTION LEVEL MODE SUBSTRATE THRESHOLD (mg/cm?)
READING DESCRIPTION
R . Brick 1.0
esults not corrected for substrate bias on any Concret 10
substrate [gryi:;:lle 10
Metal 1.0
Plaster 1.0
Wood 1.0
Page 1 of 4
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Attachment A

HEURESIS PCS December 2015

BACKGROUND INFORMATION

EVALUATION DATA SOURCE AND DATE:

This sheet is supplemental information to be used in conjunction with Chapter 7 of the HUD Guidelines for the
Evaluation and Control of Lead-Based Paint Hazards in Housing ("HUD Guidelines"). Performance parameters
shown on this sheet are calculated using test results on building components in the HUD archive. Testing was
conducted on 146 test samples in November 2015, with two separate instruments running software version 2.1-2
in Action Level test mode. The actual source strength of each instrument on the day of testing was approximately
2.0 mCi; source ages were approximately one year.

OPERATING PARAMETERS

Performance parameters shown in this sheet are applicable only when properly operating the instrument using
the manufacturer's instructions and procedures described in Chapter 7 of the HUD Guidelines.

XRF CALIBRATION CHECK:

The calibration of the XRF instrument should be checked using the paint film nearest 1.0 mg/cm2 in the NIST
Standard Reference Material (SRM) used (e.g., for NIST SRM 2579, use the 1.02 mg/cm? film).

If the average (rounded to 1 decimal place) of three readings is outside the acceptable calibration check range,
follow the manufacturer's instructions to bring the instrument into control before XRF testing proceeds.

SUBSTRATE CORRECTION VALUE COMPUTATION:

Chapter 7 of the HUD Guidelines provides guidance on correcting XRF results for substrate bias. Supplemental
guidance for using the paint film nearest 1.0 mg/cm2 for substrate correction is provided:

XRF results are corrected for substrate bias by subtracting from each XRF result a correction value determined
separately in each house for single-family housing or in each development for multifamily housing, for each
substrate. The correction value is an average of XRF readings taken over the NIST SRM paint film nearest to 1.0
mg/cm2 at test locations that have been scraped bare of their paint covering. Compute the correction values as
follows:

Using the same XRF instrument, take three readings on a bare substrate area covered with the NIST
SRM paint film nearest 1 mg/cmz. Repeat this procedure by taking three more readings on a second
bare substrate area of the same substrate covered with the NIST SRM.

Compute the correction value for each substrate type where XRF readings indicate substrate
correction is needed by computing the average of all six readings as shown below.

For each substrate type (the 1.02 mg/cm? NIST SRM is shown in this example; use the actual lead
loading of the NIST SRM used for substrate correction):

Correction value = (1st + 2nd + 3rd + 4th + 5th + 6th Reading)/6 - 1.02 mg/cm?

Repeat this procedure for each substrate requiring substrate correction in the house or housing
development.

EVALUATING THE QUALITY OF XRF TESTING:

Randomly select ten testing combinations for retesting from each house or from two randomly selected units in
multifamily housing.

Conduct XRF re-testing at the ten testing combinations selected for retesting.

Page 2 of 4
2/11/2026 2:08 PM 63 2026-PUR-001



Attachment A
HEURESIS PCS December 2015

Determine if the XRF testing in the units or house passed or failed the test by applying the steps below.

Compute the Retest Tolerance Limit by the following steps:

Determine XRF results for the original and retest XRF readings. Do not correct the original
or retest results for substrate bias. In single-family and muiti-family housing, a result is
defined as a single reading. Therefore, there will be ten original and ten retest XRF results
for each house or for the two selected units.

Calculate the average of the original XRF result and the retest XRF result for each testing
combination.

Square the average for each testing combination.
Add the ten squared averages together. Call this quantity C.
Multiply the number C by 0.0072. Call this quantity D.
Add the number 0.032 to D. Call this quantity E.
Take the square root of E. Call this quantity F.
Multiply F by 1.645. The result is the Retest Tolerance Limit.
Compute the average of all ten original XRF readings.
Compute the average of all ten re-test XRF readings.
Find the absolute difference of the two averages.

If the difference is less than the Retest Tolerance Limit, the inspection has passed the retest. If
the difference of the overall averages equals or exceeds the Retest Tolerance Limit, this
procedure should be repeated with ten new testing combinations. If the difference of the overall
averages is equal to or greater than the Retest Tolerance Limit a second time, then the
inspection should be considered deficient.

Use of this procedure is estimated to produce a spurious result approximately 1% of the time. That is,
results of this procedure will call for further examination when no examination is warranted in
approximately 1 out of 100 dwelling units tested.

TESTING TIMES:

In the Action Level paint test mode, the instrument takes the longest time to complete readings close to
the Federal standard of 1.0 mg/cm? The table below shows the mean and standard deviation of actual
reading times by reading level for paint samples during the November 2015 archive testing. The tested
instruments reported readings to one decimal place. No significant differences in reading times by
substrate were observed. These times apply only to instruments with the same source strength as those
tested (2.0 mCi). Instruments with stronger sources will have shorter reading times and those with
weaker sources, longer reading times, than those in the table.

Mean and Standard Deviation of Reading Times in Action Level Mode by Reading Level
Reading_(r_n_glcmz) Mean Reading Time (seconds) Standard Deviation (seconds)
<0.7 3.48 0.47
0.7 7.29 1.92
0.8 13.95 1.78
09-12 15.25 0.66
1.3-14 6.08 2.50
>1.5 3.32 0.05
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CLASSIFICATION OF RESULTS:

XRF results are classified as positive if they are greater than or equal fo the stated threshold for the instrument
(1.0 mg/cm?), and negative if they are less than the threshold.

DOCUMENTATION:

A report titled Methodology for XRF Performance Characteristic Sheets (EPA 747-R-95-008) provides an
explanation of the statistical methodology used to construct the data in the sheets, and provides empirical
results from using the recommended inconclusive ranges or thresholds for specific XRF instruments. The
report may be downloaded at hitp://www2.epa.govl/lead/methodology-xrf-performance-characteristic-sheets-
epa-747-r-85-008-september-1997.

This XRF Performance Characteristic Sheet (PCS) was developed by QuanTech, Inc., under a contract with
the XRF manufacturer,
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