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  Orchard Park, New York 14127 

  (P) 716-312-0070 (F) 716-312-8092 

  www.stohlenvironmental.com 

  

 

Iroquois CSD  Stohl Job #2023L-213.6 
Wales Primary School                         Lead Testing in School Drinking Water 

 
January 28, 2026 
 
Mr. James May  
Iroquois CSD 
2111 Girdle Road 
Elma, New York 14059 
 
Re: Lead Testing in School Drinking Water Additional Initial Sampling 
 
Dear Mr. May: 
 
Stohl Environmental was retained by Iroquois Central School District to perform sampling and analysis of 
potable water for lead concentrations.  Sampling was performed in the following building on December 16, 2025. 

 
• Wales Primary School – 4650 Woodchuck Road, East Aurora, NY 

 
Based upon the sampling and analysis performed, 0 sources of potable water at Wales Primary School have been 
identified as having lead concentrations in water above the NYS Action Level of 5 parts per billion. A summary of the 
results is as follows: 
 

Sample # Location Fixture/Outlet type 
Laboratory 

Analysis  
(in ppb) 

WP-076 Outdoor Fountain Drinking Fountain <1.00 
 
If after reviewing this letter you have any questions, or if we can be of assistance in any other way, please do not 
hesitate to call.  Thank you for the opportunity to be of service to Iroquois Central School District. 
 
Sincerely, 
Stohl Environmental, LLC. 

 

 
Michael Scinta 
EPA Lead Risk Assessor  
 

 
 
 
 
 
 
 
 

 

http://www.stohlenvironmental.com/


Analysis Report

Client:

Project/Test Address:

Stohl Environmental

2023L-213; Wales Primary; 4650 Woodchuck Rd; East Aurora, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

12/29/2025

12/22/2025

25-12-04050

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: James May

Tech Certification #:

Lab Sample
Number

7469 Whitepine Rd

Telephone: 800.347.4010

North Chesterfield, VA 23237

<1.0025-12-04050-001 OUTDOOR FOUNTAIN12/16/2025 12/29/2025WP-076

Melissa Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Nicole Holloway

EPA 200.8
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Stohl Chain of Custody Document

ENVIRONMENTAL Submjtted to: (Lab Name)

STOHL Job #

EHS

3860 Califomla Road, Orchard Park, New York 14127
PHONE (716) 312{070 FAX (716) 3t2{092

www.sroHLENvlRoNMENTAL.coM

2023L-213

Client:

Building

lroquois CSD Contactr Mr. James l\,4ay

Wales Primary Location: 4650 Woodchuck Rd, East Aurora, NY

LEAD

Water by 200.8 X

Turnaround

5 Days

Sample # Location

wP-076 Outdoor Fountain

Outlet Type Time

Fountain 5r05

Notes:

Please e-mail lab results to labs@stohlenv com V lf checked, also e-mail results to: msclnta@stohlenv ronmental.com

Sampled By James May Prlnt Name

Print Name

Stohl Env: James May Date. 1211612025

Stohl Env M. Scinta Date. 1211912025Relinquished By: M. Scinla

Received (Name / Lab):

Sample Login (Name / Lab):

Analysis (Name / Lab):

QAJQC Review (Name / Lab)

Archived / Released:

Tme tlAr-
25-12-04050

ilililtl tiltilililililtiltilililililililtilililil ilililItil
Due Date:

12131/2025
(Wednesday)

AE

QA./QC lnterlAB Use
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ANr*s_ r zlzz/ztDate:

Date:

Date:

Date.

Date:




