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Addendum Number 01 to the bidding documents for:

Moline Coal Valley School District 40
2026 Fire Alarm Improvements

This addendum forms a part of the bidding and contract documents and modifies the original bidding documents
dated February 16, 2026. Acknowledge receipt of this addendum in the space provided on Bid Form.
FAILURE TO DO SO MAY SUBJECT BIDDER TO DISQUALIFICATION.

. PART 1 - ADDENDUM TO THE PROJECT MANUAL

A

Document Table of Contents.
1. Page TOC-1:
a. ADD the following item(s) after item 00 82 00 — Prevailing Wage Requirements:
“00 90 01 Addendum NUMDET 1 ... ettt enae e e nneeesneeas 147

REPLACE Document 01 21 00 — Allowances in its entirety with the attached section tiled the same.
1. Page1, Article 1.04
a. ADD Paragraph B to read:
1) “Wall Patching Allowance: Include the stipulated sum/price of $10,000.00 for wall patching
and painting required where existing devices are removed and not being reinstalled at
Roosevelt Elementary School.
b. REVISE existing Paragraph B to be Paragraph C.

Document 28 05 13 — CONDUCTORS AND CABLES FOR ELECTRONIC SAFETY AND SECURITY.
1. Page 2, Article Part 2:
a. AtParagraph 2.01:
1) At Sub-Paragraph B:
a) DELETE CI cable requirements. Cl cable is not required for this project.

Document 28 31 11 — VOICE EVAC FIRE ALARM SYSTEM.
1. Page 6, Article Part 2:
a. At Paragraph 1.01:
1) At Sub-Paragraph F:
a) REVISE Acceptable manufacturers shall be Notifier and Simplex only.

Il. PART 2 - ADDENDUM TO THE DRAWINGS

A

B.

Drawing EDF-101, tited, ROOSEVELT ELEMENTARY LOWER LEVEL — DEMOLITION FLOOR PLAN.
1. See attached revised sheet for changes.

Drawing EDF-102, tited, ROOSEVELT ELEMENTARY FIRST FLOOR — DEMOLITION FLOOR PLAN.
1. See attached revised sheet for changes.
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Drawing EDF-104, titted, ROOSEVELT ELEMENTARY SECOND FLOOR — DEMOLITION FLOOR
PLAN.

1. See attached revised sheet for changes.

Drawing EDF-201, tited, WHARTON LOWER LEVEL AND FIRST FLOOR — DEMOLITION FLOOR
PLAN.

1. See attached revised sheet for changes.

Drawing EF-101, titted, ROOSEVELT ELEMENTARY LOWER LEVEL — FLOOR PLAN.

1. See attached revised sheet for changes.

Drawing EF-102, titted, ROOSEVELT ELEMENTARY FIRST FLOOR — FLOOR PLAN.

1. See attached revised sheet for changes.

Drawing EF-103, titted, ROOSEVELT ELEMENTARY SECOND FLOOR - FLOOR PLAN.

1. See attached revised sheet for changes.

Drawing EF-201, titted, WHARTON LOWER LEVEL AND FIRST FLOOR — FLOOR PLAN.

1. See attached revised sheet for changes.

Drawing EF-202, titled, WHARTON SECOND FLOOR - FLOOR PLAN.

1. See attached revised sheet for changes.

Drawing EF-203, titled, WHARTON THIRD FLOOR — FLOOR PLAN.

1. See attached revised sheet for changes.

lll. PART 4 - CLARIFICATIONS

A

B.

C.

The construction start date for Wharton Field House will be April 15, 2026. The start date for

Roosevelt Elementary School will remain as June 1, 2026.

Clarification: Wharton flooring is rated for 5,000 Ibs. Contractor will need to provide 3/4" plywood to

cover floor if using a lift on it.

Clarification: Drawings are representative of existing conditions to the best of our knowledge. New

devices shown are schematic only and it shall be the responsibility of the fire alarm contractor and/or

NICET designer to provide the final, fully code compliant design of the fire alarm system for submittal to

the Fire Marshal.

Question: 283111 sect 2.01.F calls for 8 channel audio. This is normally used when we need to play one

message in an area, while playing a separate message in a different area. Commonly used in hi-rise for

floor above/floor below, or in military where they want stairwells and exteriors to potentially play different

messages than the floors. Do we need multiple messages to simultaneously play here, or can we remove

the 8-channel audio?

1. Repsonse: This can be omitted.

Question: 283111, Sect 4.01 calls for a remote annunciator with mic and audio controls. Can we confirm

that the remote annunciator needs provided with a mic and paging switches?

1. Repsonse: Unless required for these types of occupancies, this can be omitted. To be confirmed by
NICET designer.

Question: 283111, sect 6.01.C calls out the requirements for CO detectors. Do you prefer a CO detector

with a local sounder, or for the CO detectors to provide a CO message on the voice evacuation system?

1. Repsonse: Local sounder is acceptable.

Question: Drawings show two CO detectors in one classroom in Roosevelt(snippet below). There really

isn’t a spacing requirement as is the case with smokes, can we scale these back to one CO/smoke, one

standard smoke in each single room?

1. Repsonse: Quantity and placement of CO detectors in classrooms to be determined by NICET
designer.

Question: Wharton Dwgs don’t show any CO detectors. Is this correct?

1. Repsonse: CO detection is not anticipated at this location.

Question: With Wharton Floor Plans, | don’t see any duct detectors (new or demo). | don’t see any in the

program either. Is it possible they don’t have any HVAC equipment that the mechanical code would have

required duct smoke detection for?

1. Repsonse: We were not able to find any existing duct detectors at this location. Note on Sheet E-000
instructs bidders to include (6) duct detectors and remote test stations in their bid for the project.

Question: Can you tell me whether new offsite monitoring should be included in this quote, or if there is

existing, what are we reconnecting to? |.E. phone lines, or a third party dialer via relays?

1. Repsonse: Both sites have existing StarLink dialers that are to be re-used.

Question: Do we know what the actual occupancy and load is at Wharton?

226031.00 ADDENDUM NUMBER 1 Moline-Coal Valley School District #40
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1. Response: The occupancy of Wharton is A4
L. Question: Looks like the drawings were done with intent of using the face of that 2nd level seating area

as the mounting for the speaker strobes, am | seeing this correctly?
1. Response: This is correct.

END OF SECTION

This addendum consists of 3 pages.

This addendum has 11 attached pages identified below:
»  Specification Sections:
o 012100-ALLOWANCES. (1 page)
* Drawings:
o EDF-101, EDF-102, EDF-103, EDF-201, EF-101, EF-102, EF-103, EF-201, EF-202, EF-203

226031.00 ADDENDUM NUMBER 1 Moline-Coal Valley School District #40
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SECTION 01 21 00
ALLOWANCES

PART 1 GENERAL
1.01 SECTION INCLUDES

A. Contingency allowance.
1.02 RELATED REQUIREMENTS

A. Section 01 20 00 - Price and Payment Procedures: Additional payment and modification
procedures.

1.03 CONTINGENCY ALLOWANCE

A. Description: Allowance dollars to be used for unforseen Work related to the Work identified in
the Contract Documents.

B. Scope of work to be determined in th field based on actual field conditions.

o

Contractor will provide a negotiated price for the determined scope of work.

D. Contractor's costs shall include products, materials, delivery, equipment rental, installation,
labor, and payroll.

E. Contractor's costs shall exclude overhead, profit, insurance, and bonds which shall be included
in the Base Bid and not in Allowance Authorizstion Request's (AARs).

F. Funds will be drawn from the Contingency Allowance only by approved Allowance
Authorization Requests (AARSs).

G. At closeout of Contract, funds remaining in Contingency Allowance will be credited to Owner by
Change Order.

1.04 ALLOWANCES SCHEDULE

A. Roosevelt Elementary School Contingency Allowance: Include the stipulated sum/price of
$20,000.00 for use upon Owner's instructions.

B. Wall Patching Allowance: Include the stipulated sum/price of $10,000.00 for wall patching and
painting required where existing devices are removed and not being reinstalled at Roosevelt
Elementary School.

C. Wharton Field House Contingency Allowance: Include the stipulated sum/price of $20,000.00
for use upon Owner's instructions.

PART 2 PRODUCTS - NOT USED
PART 3 EXECUTION - NOT USED
END OF SECTION 01 21 00

226031.00 Allowances Moline-Coal Valley School District #40
Bidding 012100-1 2026 Fire Alarm Improvements



GENERAL NOTES: ARC H | TECTS

. REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000. . . .
Design with a Difference

. REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.

. ALL MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN.

. ALL DEVICES NOT SHOWN ARE EXISTING TO BE REMAIN AND BE
REUSED UNLESS NOTED OTHERWISE.
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GENERAL NOTES:

1.

2.

3.

REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000.

REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.

ALL DEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.

REFER TO ARCHITECTURAL PLANS FOR FINAL MOUNTING HEIGHTS
AND FINAL FIXTURE LOCATIONS.

PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND
OTHER LOCATIONS WHERE DAMAGE MAY OCCUR.

PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL
STATIONS.

. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE

RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE
ALARM SYSTEM.

KEYNOTES

PROVIDE NEW MONITOR MODULE(S) AS REQUIRED TO CONNECT
EXISTING HOOD SUPPRESSION SYSTEM TO NEW FIRE ALARM
PANEL.

FIELD VERIFY QUANTITY AND LOCATION OF FLOW AND TAMPER
SWITCHES AND PROVIDE NEW TO MATCH.

ARCHITECTS

Design with a Difference

MOLINE-COAL
VALLEY SCHOOL
DISTRICT

2026 FIRE ALARM
IMPROVEMENTS

ROOSEVELT ELEMENTARY
3530 Avenue of the Cities, Moline, IL
61265

WHARTON FIELD HOUSE
1800 20™ Ave, Moline, IL 61265

ARCHITECT

Legat Architects, Inc.

1515 5th Ave #108
Moline, IL 61265
P: 309.517.5536
www.legat.com

ENGINEER

RTM Engineering

5137 Utica Ridge Rd,
Davenport, IA 52807
P:563.726.6310
www.rtmec.com

SIGNATURE

DATE

REVISIONS

NO. DESCRIPTION DATE

1 Addendum #1 02.25.26

PROJECT NUMBER 226031.00
DATE OF ISSUE 2/16/26
DRAWN BY JV
REVIEWED BY JV

ROOSEVELT
ELEMENTARY LOWER
LEVEL - FLOOR PLAN

EF-101

BIDDING




8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25

GENERAL NOTES: ARC H | TECTS

1. REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000. . . .
Design with a Difference
2. REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.

3. ALLDEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.
4. REFER TO ARCHITECTURAL PLANS FOR FINAL MOUNTING HEIGHTS O CO
AND FINAL FIXTURE LOCATIONS. M L | N E' AL

5. PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND VAL L EY S C H OO L

OTHER LOCATIONS WHERE DAMAGE MAY OCCUR.

6. PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL D | ST Rl CT

STATIONS.

. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE
RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE

ALARM SYSTEM. 2026 FlRE ALARM

KEYNOTES

IMPROVEMENTS

EXISTING KNOX BOX TO REMAIN. NO DEVICES ARE TO BE ADDED TO
MONITOR EXISTING KNOX BOX. FIELD VERIFY EXISTING DEVICES AND
REPLACE IF REQUIRED FOR NEW FIRE ALARM SYSTEM.

COORDINATE LOCATION OF FAAP WITH OWNER AND FIRE MARSHALL
PRIOR TO ROUGH-IN.

ROOSEVELT ELEMENTARY
3530 Avenue of the Cities, Moline, IL
61265

WHARTON FIELD HOUSE
1800 20™ Ave, Moline, IL 61265

ARCHITECT

Legat Architects, Inc.

1515 5th Ave #108
Moline, IL 61265
P: 309.517.5536

éc élc www.legat.com
C|¥| o0, ENGINEER

DX 00 % RTM Engineering

@ 5137 Utica Ridge Rd,
Davenport, IA 52807
P: 563.726.6310

Q@ www.rtmec.com

C|¥|<z> CI¥| clg cg CI‘?

X
>
B
S
Mx
éé
3
8
s
8

g g 0 (g N g 0 (g

SIGNATURE
DATE
REVISIONS
NO. DESCRIPTION DATE
1 Addendum #1 02.25.26
PROJECT NUMBER 226031.00
DATE OF ISSUE 2/16/26
DRAWN BY JV
/1 \ROOSEVELT FIRST FLOOR - FLOOR PLAN W
N ROOSEVELT
ELEMENTARY FIRST

FLOOR - FLOOR PLAN

EF-102

BIDDING




10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25

GENERAL NOTES: ARCHITECTS

1. REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000. Design with a Difference
2. REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.

3. ALL DEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.
4. REFER TO ARCHITECTURAL PLANS FOR FINAL MOUNTING HEIGHTS O _CO
AND FINAL FIXTURE LOCATIONS. M |— l N E AL

5. PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND VAL |_ EY S C H OO |_

OTHER LOCATIONS WHERE DAMAGE MAY OCCUR.

6. PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL D | ST Rl CT

STATIONS.

7. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE
RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE

AR s 2026 FIRE ALARM
IMPROVEMENTS

ROOSEVELT ELEMENTARY
3530 Avenue of the Cities, Moline, IL
61265

WHARTON FIELD HOUSE
1800 20™ Ave, Moline, IL 61265

ARCHITECT

Legat Architects, Inc.

1515 5th Ave #108
Moline, IL 61265
P: 309.517.5536
www.legat.com

ENGINEER

RTM Engineering

5137 Utica Ridge Rd,
Davenport, |A 52807
P: 563.726.6310

@ @ www.rtmec.com

D D D D

C
<X> <X> <X> <X> é <z>°CO
- 4. 4 @ Q (4 4 a

W

@ @

SIGNATURE
DATE
REVISIONS
NO. DESCRIPTION DATE
1 Addendum #1 02.25.26

PROJECT NUMBER 226031.00
DATE OF ISSUE 2/16/26
DRAWN BY JV

/1 \ROOSEVELT SECOND FLOOR - FLOOR PLAN W

Nl ROOSEVELT

ELEMENTARY SECOND
FLOOR - FLOOR PLAN

EF-103

BIDDING




5 6 8 9 10 11 12 13 14 15 16 17 18 19 20 21 23 24 25
GENERAL NOTES: A R C H | T E C T S
1. REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000. Design with a Difference
2. REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.
3.  ALL DEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.
4. 'I:II\EIEEFITNTAOLél;gl—g;léi‘gucljé%gl\l_éNS FOR FINAL MOUNTING HEIGHTS M O L | N E_C OAL
5.  PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND
OTHER LOCATIONS WHERE DAMAGE MAY OCCUR. VAL L EY S C H OO L
6. PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL D | ST Rl CT
STATIONS.
. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE
RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE
ALARM SYSTEM.
2026 FIRE ALARM
KEYNOTES
IMPROVEMENTS
FIELD VERIFY QUANTITY AND LOCATION OF FLOW AND TAMPER SWITCHES
AND PROVIDE NEW TO MATCH.
PROVIDE RELAY TO SHUT DOWN PA SYSTEM DURING ALARM. FIELD VERIFY
EXACT LOCATION AND REQUIREMENTS.
o ROOSEVELT ELEMENTARY
3530 Avenue of the Cities, Moline, IL
@ VPVIZI E|Z|V<v 61265
® ® WHARTON FIELD HOUSE
C C C 0 1800 20" Ave, Moline, IL 61265
X @ X X @
@ 0
él ! A ARCHITECT
Legat Architects, Inc.
1515 5th Ave #108
Moline, IL 61265
P: 309.517.5536
www.legat.com
ENGINEER
/1 \WHARTON LOWER LEVEL - FLOOR PLAN M B
\EF._zy 3/32" = 10" ngineering
5137 Utica Ridge Rd,
Davenport, IA 52807
P: 563.726.6310
www.rtmec.com
@ . W W I‘? [e]
C@ éw
v 5
@ w 0
Dk
W |¥| @ w ng @ @ @ V>V|Z|
D C @
B @ @

éé
B

© X

W

i

Wg SIQ Wg SQ Wg

éw

mWHARTON FIRST FLOOR - FLOOR PLAN
\EF-_zy 332" = 10"

éw

QX

B

SIGNATURE
DATE
REVISIONS
NO. DESCRIPTION DATE
1 Addendum #1 02.25.26

PROJECT NUMBER 226031.00
DATE OF ISSUE 2/16/26
DRAWN BY JV
REVIEWED BY JV

WHARTON LOWER LEVEL
AND FIRST FLOOR -
FLOOR PLAN

EF-201

BIDDING




10

11

12 13 14 15 16 17 18 19 20 21 22 23 24

25

0 5

-

o X

05

éé

05

05

=L

éw

K
éé

05

éw

éw

GENERAL NOTES:
1. REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000.

2. REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.
3. ALL DEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.

4. REFER TO ARCHITECTURAL PLANS FOR FINAL MOUNTING HEIGHTS
AND FINAL FIXTURE LOCATIONS.

5. PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND
OTHER LOCATIONS WHERE DAMAGE MAY OCCUR.

6. PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL

. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE
RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE

ALARM SYSTEM.
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GENERAL NOTES:

1.

2.

3.

REFER TO GENERAL NOTES AND SYMBOLS ON SHEET E-000.

REFER TO PROJECT MANUAL FOR PROJECT SPECIFICATIONS.

ALL DEVICES SHOWN ARE NEW UNLESS NOTED OTHERWISE.

REFER TO ARCHITECTURAL PLANS FOR FINAL MOUNTING HEIGHTS
AND FINAL FIXTURE LOCATIONS.

PROVIDE WIRE GUARD FOR ALL DEVICES IN GYMNASIUMS AND
OTHER LOCATIONS WHERE DAMAGE MAY OCCUR.

PROVIDE POLYCARBONATE GUARD FOR ALL MANUAL PULL
TATIONS.

. MAGNETIC HOLD OPENS ARE EXISTING TO REMAIN. PROVIDE
RELAYS, MODULES, ETC AS REQUIRED TO TIE INTO NEW FIRE

ALARM SYSTEM.
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