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SECTION 00010 

SOLICITATION AND NOTICE FOR BIDS 
 
Sealed Bids in duplicate for TULSA PUBLIC SCHOOLS –         
DISTRICT WIDE AS NEEDED ELECTRICAL will be received and 
publicly opened and read aloud by INDEPENDENT SCHOOL 
DISTRICT NUMBER ONE OF TULSA COUNTY, OKLAHOMA, 
hereinafter referred to as “Owner,” in Room 600, Education Service 
Center, 3027 S. New Haven Ave, Tulsa, OK, 74114 until 10:00 AM, 
MAY 1, 2026   
 
The bidding process will be in compliance with the Public 
Competitive Bidding Act of 1974.  Bids must be accompanied by a 
bid security in the amount of 5% of the bid.  By this notice, all 
provisions of the act apply to this project and are incorporated into 
notice by reference.   
 
Upon receipt of an acceptable bid, the contract will be awarded 
within thirty days after the opening of bids and the written contract 
executed within sixty days thereafter. 
 
Contractor qualification statement must be submitted seven (7) 
calendar days prior to bid date to the Owner, if not currently on file. 
 
Attention is called to the fact that a designated completion date for 
this project site will be established based on the number of calendar 
days, as stated in the accepted bid, required to complete the Project 
work. There will be a $2500 Liquidated Damages Clause for each 
day the contract is not completed. The scheduled completion date 
will be a very significant and material factor to the owner when 
selecting the Lowest Responsible Bid. Each Bidder must include (in 
the space provided on the Bid Form) the number of calendar days, 
which the Bidder will require to complete the specified Project. 
 
Failure to comply with the above bid requirements will result in 
return of unopened Bid Proposal. 
 
Bid Documents may be obtained from:  
 
http://www.tulsaschools.org/connect-with-us/partner-with-us/bond-
bids 
 
Owner reserves the right to reject any or all bids and to waive 
informalities or minor irregularities in any bid. 
 
INDEPENDENT SCHOOL DISTRICT NUMBER ONE OF TULSA 
COUNTY OKLAHOMA 
 
By Ms. Susan Lampkin, Board President 
 
ATTEST: 
 
By Sarah Bozone, Clerk  
 

http://www.tulsaschools.org/connect-with-us/partner-with-us/bond-bids
http://www.tulsaschools.org/connect-with-us/partner-with-us/bond-bids
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SECTION 00020 
 

INSURANCE REQUIREMENTS 
 

Contractor shall obtain insurance of the types and in the amounts described below. The insurance shall be 
written by insurance companies and on forms acceptable to Owner. 
 
1). Commercial General and Excess Liability or Umbrella Liability Insurance: 
 
Contractor shall maintain commercial general liability (CGL) and, if necessary, commercial excess liability 
or umbrella insurance with a limit of not less than $1,000,000 each occurrence. CGL insurance should 
contain a general aggregate with a $2,000,000 limit, and should apply separately to the Project. 
 

a) CGL insurance shall be written on an ISO occurrence form and shall cover liability arising from 
premises, operations, independent contractors, at a minimum, contractual liability equivalent to an 
intermediate form of contractual liability insurance, products/completed operations and personal 
injury and advertising injury; 

b) Owner shall be included as an additional insured on the CGL policy, using ISO Additional Insured 
Endorsement CG 20101185 or a substitute providing equivalent coverage, and under the 
commercial excess liability or umbrella, if any. This insurance, including insurance provided 
under the commercial excess liability or umbrella, if any, shall apply as primary insurance with 
respect to any other insurance or self insurance programs afforded to or maintained by Owner; 

c) There shall be no endorsement or modification of the CGL policy limiting the scope of coverage 
for liability arising from pollution, explosion, collapse or underground property damage; 

d) Waiver of Subrogation. Contractor waives all rights against Owner and its agents, officers, 
directors and employees for recovery of damages to the extent these damagers are covered by the 
commercial general liability, excess liability or umbrella liability insurance maintained pursuant to 
this agreement. 

 
2). Business Auto and Excess Liability or Umbrella Liability Insurance: 
 
Contractor shall maintain business auto liability and, if necessary, excess liability or umbrella liability 
insurance with a limit of not less than $1,000,000 each accident. 
 

a) Such insurance shall cover liability arising out of any auto (including owned, hired and non-owned 
autos); 

b) Business auto coverage shall be written on an ISO form. If necessary, the policy shall be endorsed 
to provide contractual liability coverage equivalent to that provided in the 1990 and later editions 
of CA 00 01; 

c) If the Contract Documents require Contractor to remove and haul hazardous waste from the 
project site or if the Project involves such similar environmental exposure, pollution liability 
coverage equivalent to that provided on the ISO Pollution Liability Broadened Coverage for 
Covered Autos Endorsement (CA 99 48) shall be provided, and the Motor Carrier Act 
Endorsement (MCS 90) shall be attached; 

d) Waiver of Subrogation. Contractor waives all rights against the Owner and its agents, officers, 
directors and employees for recovery of damages to the extent these damages are covered by the 
business auto liability, excess liability or umbrella liability insurance obtained by Contractor 
pursuant to this Agreement or under any applicable auto physical damage coverage. 

 
3). Workers Compensation Insurance 
 
Contractors shall maintain workers compensation and employers liability insurance. 
 

a) The employers liability, and if necessary excess liability or umbrella insurance limits shall not be 
less than $1,000,000 each accident for bodily injury by accident or $1,000,000 each employee for 
bodily injury by disease; 
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b) The alternate employer endorsement (WC 00 03 01 A) shall be attached showing Owner in the 
schedule as the alternate employer. 

 
4). Property Insurance 

a) Contractor shall purchase and maintain in force Builders Risk insurance for the entire Work. Such 
insurance shall be written in an amount at least equal to the initial contract sum as well as 
subsequent modifications of that sum. The insurance shall apply on a replacement cost basis and 
shall be written on a completed value form; 

b) The insurance as required in subparagraph (a) shall name as insured the Owner, Contractor and all 
subcontractors and sub-subcontractors on the Project. The insurance policy shall contain a 
provision that the insurance will not be canceled or allowed to expire until at least 30 days prior 
written notice has been given to the Owner; 

c) The insurance as required in Subparagraph (a) shall cover the entire Work as outlined in the 
project specifications and shall also cover portions of the Work located away from the site but 
intended for use at the site and shall also cover portions of the Work in transit. The policy shall 
include as insured property scaffolding, false work and temporary buildings located at the site. The 
policy shall cover the cost of removing debris, including demolition, as any is made legally 
necessary by the operation of any law, ordinance or regulation. 

d) The insurance as required by this Paragraph shall be written to cover all risks of physical loss 
except those specifically excluded in the policy and shall inure at least against the perils of fire, 
lightning, explosion, windstorm or hail, smoke, aircraft or vehicles, riot or civil commotion, theft, 
vandalism, malicious mischief and collapse; 

e) Any deductible applicable to the insurance purchased in compliance with this Paragraph shall be 
paid by Owner; 

f) Before the commencement of Work, Contractor shall provide Owner a copy the insurance policy 
obtained in compliance with this Paragraph; 

g) Waiver of Subrogation. Owner and Contractor waive all rights against each other and each of 
their subcontractors, sub-subcontractors, officer, directors, agents and employees for recovery for 
damages caused by fire and other perils to the extent covered by builders risk or property 
insurance purchased pursuant to the requirements of this Paragraph 4 or any other property 
insurance applicable to the Work. 

h) Partial occupancy or use of the Work shall not commence until the insurance company or 
companies providing insurance as required in this Paragraph have consented to such partial 
occupancy or use. Owner and Contractor shall take reasonable steps to obtain consent of the 
insurance company or companies and agree to take no action, other than upon mutual written 
consent, with respect to occupancy or use of the Work that could lead to cancellation, lapse or 
reduction of insurance; 

 
5). Evidence of Insurance 
 
Prior to commencing the Work, Contractor shall furnish Owner with a certificate(s) of insurance, executed 
by a duly authorized representative of each insurer, setting out compliance with the insurance requirements 
set forth above. 
 

a) All certificates shall provide for 30 days written notice to Owner prior to the cancellation or 
material change of any insurance referenced to herein; 

b) The words “endeavor to” and “but failure to mail such notice shall impose no obligation or 
liability of any kind upon the company, its agents or representatives” shall be deleted from the 
cancellation provision of all certificates provided by the Contractor; 

c) Failure of Owner to demand such certificate or other evidence of full compliance with these 
insurance requirements or failure of Owner to identify a deficiency from evidence that is provided 
shall not be construed as a waiver of Contractor’s obligation to maintain such insurance; 

d) Owner shall have the right, but not the obligation to prohibit Contractor or any subcontractor from 
entering the Project site unit such certificates or other evidence that insurance has been placed in 
the complete compliance with these requirements is received and approved by the Owner; 
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e) Failure to maintain the insurance in this Insurance Requirement Section shall constitute an event 
of default pursuant to this Agreement and shall allow Owner to terminate this Agreement to 
Owner’s option. If Contractor fails to maintain the insurance set forth herein, Owner shall have the 
right, but not the obligation, to purchase said insurance at Contractor’s expense; 

f) Contractor shall provide certified copies of all insurance policies required above within 10 
working days of Owner’s written request for said copies. 

 
6). General Insurance Provisions 
 

a) No Representation of Coverage Adequacy. By requiring the insurance as set out in the Insurance 
Requirement Section, Owner does not represent that coverage and limits will necessarily be 
adequate to protect Contractor and such coverage and limits shall not be deemed as a limitation on 
Contractor’s liability under the indemnities provided to Owner in this Agreement or any other 
provision of the Contract documents; 

b) Cross Liability Coverage. If Contractor’s liability policies do not contain the standard ISO 
separation of insureds provision or a substantially similar clause, they shall be endorsed to provide 
cross liability coverage; 

c) The insurance requirements set out in this Insurance Requirement Section are independent from all 
other obligations of Contractor under this Agreement and apply whether or not required by any 
other provision of this Agreement; 

d) Subcontractor’s Insurance. Contractor shall cause each subcontractor employed by Contractor to 
purchase and maintain insurance of the type specified in the Insurance Requirement Section. 
When requested by the Owner, Contractor shall furnish to Owner copies of certificates of 
insurance evidencing coverage for each subcontractor. 

 
 
 

END OF SECTION 
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SECTION 00100 
 

INSTRUCTIONS TO BIDDERS 
 
 
SCOPE: 
 
 
1. GENERAL CONDITIONS: 

 
 Standard form “General Conditions of the Contract for Construction,” The American Institute of 

Architects, Document A201, Fourteenth Edition, 1997, (“General Conditions”) shall apply to the Work, 
except insofar as the General Conditions are modified, amended, waived, or changed by these 
Supplementary General Conditions.  The following paragraph numbers refer to the paragraphs in the above 
referenced “General Conditions”: 

 
(a) Paragraph 1. 1. 1: The last sentence is amended to read as follows: “The Contract Documents 
include the advertisement or invitation to bid, notice to bidders, instructions to bidders, sample forms, the 
Contractor’s bid or proposal, any addenda relating to the foregoing and any other documents specifically 
enumerated in the Owner-Contractor Agreement.” 

 
(b) Paragraph 3.7. 1. is amended to read as follows: “When applicable, Contractor shall secure all 
permits, licenses and inspections necessary for the proper execution and completion of the Work.  Owner 
will not reimburse Contractor for any fees paid by Contractor for permits and inspections.” 

 
(c) Paragraph 13.6.1 is amended to read as follows: “Any moneys not paid within thirty (30) days 
after they become due and payable under the terms of this Contract shall bear interest at the rate of six 
percent (6%) per annum from and after said thirty (30) day period.” 

 
(d) Paragraph 8.3.1 is amended to read as follows: “The Contractor shall not be entitled to 

compensation for any loss, cost or expense, sustained by reason of delay in completion of the 
Work from any cause whatever.” 

 
 

(e) Paragraph 11.3.1 is amended to read as follows: “The Contractor shall purchase and maintain, at 
Contractor’s expense, property insurance upon the entire Work at the site to the full insurable 
value thereof.  This insurance shall include the interests of Owner, Contractor, Subcontractor and 
Sub-subcontractors in the Work and shall insure against perils of fire and extended coverage on a 
‘broad-form, all risk’ basis for physical loss of damage, including theft, vandalism, and malicious 
mischief.  Such insurance shall be purchased from a carrier licensed to do business in the State of 
Oklahoma.  Certificates of such insurance shall be delivered to the Department Manager of 
Building Planning, Maintenance and Plant Operations of Owner prior to commencement of the 
Work.  Said certificates shall provide that the carrier must give Owner at least thirty (30) days 
prior written notice before cancellation or reduction of the coverage for any reason.  If not covered 
by the above insurance, Contractor shall also purchase and maintain similar coverage on portions 
of the Work stored off site or in transit when such portions of the Work are to be included in an 
Application for Payment under Subparagraph 9.3.2. Until substantial completion of the Work, all 
risk of loss shall be upon Contractor.” 

(f) Paragraph 11.3.4 is eliminated. 
(g) Paragraph 3.6.1 is amended by adding the following “Contractor assumes full responsibility for 

the payment of all contributions and payroll taxes (State and Federal) for all employees engaged 
on the Work and provide proof of worker compensation coverage for all employees. 

 
 
 
2. DEFINITIONS: 
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 Wherever the words herein defined, or pronouns used in the stead, occur in this contract and these 
specifications, they shall have the meanings herein given. 

 
 (a)  The word “OWNER” shall mean the Independent School District Number One of Tulsa County, 

Oklahoma, a public corporation. 
 
 (b)  The word “CONTRACTOR” shall mean the person, persons, Partnership, company, firm or 

corporation entering into the contract for the performance of the Work, and the legal representative of said 
party, or agent appointed to act for said party in the performance of the Work. 

 
 (c)  The word “SURETY” or “SURETIES” shall mean the bondsman or party of parties who have 

made sure the fulfillment of the requirement of the contract by bonds, including the Payment Bond, and 
whose signatures are attached to said bonds. 

 
 (d)  The word “ADVERTISEMENT” shall mean all of the legal publications pertaining to the Work. 
. 
 (e)  The word “SPECIFICATIONS” shall mean, collectively, all the terms and stipulations contained 

in those portions of the contract known as Instructions to Bidders, General, Mechanical and Electrical 
Specifications. 

 
 (f)  The word “PLAN” shall mean, collectively, all of the drawings pertaining to the contract and 

made part thereof, and also such supplementary drawings as may be issued from time to time in order to 
elucidate the drawings or for the purpose of showing changes in the Work as authorized under the section 
“Changes and Alterations,” or for showing details which are not shown thereon. 

 
 (e)  The words “CONTRACT PRICE” shall mean either the unit prices or unit price, or lump sum 

price, named in the contract or the total of all payments according to schedule or prices in the contract. 
 
 (h)  The word “BID” or “BIDS” shall mean the written statements duly filed with the Clerk of 

Independent School District Number One of Tulsa County, Oklahoma, for the person or persons, 
partnership, company, firm or corporation proposing to do the Work and furnish materials called for on 
plans at the prices named on said statement. 

 
 (i)  The word “CALENDAR DAYS” shall mean the actual days to complete the contract excluding 

days due to inclement weather. 
 
 

3. BONDS:  
 

 If the Contract Price is in excess of $50,000.00, Contractor will furnish the following bonds: (i) a Payment 
Bond (the “statutory” bond required by Section I of Title 6 1, Okla. State, as amended) in an amount equal 
to 100% of the Contract Price; and (ii) a Performance Bond in such form as directed by Owner in an 
amount equal to 100% of the Contract Price for work on the project(s) as security for the proper and prompt 
completion of the Work in accordance with the contract and bidding documents; and (iii) a Warranty Bond 
in an amount equal to 100% of the Contract Price for work on the project(s) to protect Owner against 
defects in workmanship and materials for a period of one (1) year from Owner’s acceptance of the 
Project(s). The Surety on all bonds of the successful bidder must be approved in the Treasury Department 
Circular 570. If the Surety Company is not on the list, those bids shall be rejected. 
Where the Contract Price is $50,000.00 or less, the above bonds will not be required.  However, in lieu of 
the Payment Bond, as to contracts where the Contract Price is $25,000.00 or less, Contractor shall submit 
an affidavit of the payment of all indebtedness incurred by the Contractor, Subcontractors, and all material 
men for labor, material, rental of machinery or equipment and repair of and parts for equipment as are used 
or consumed in the performance of the contract.  The execution of the affidavit with knowledge that any of 
the contents of the affidavit are false, upon conviction, shall constitute perjury, punishable as provided by 
law.  Copies of the affidavit form may be obtained from the Facilities Bond Office Room 201 South, 
Charles C. Mason Education Service Center, 3027 South New Haven Avenue, Tulsa, Oklahoma, 74147. 

 
4. CORPORATE SURETY BONDS:  
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 To be acceptable, a corporate surety bond (including both a bid bond and the 

payment/performance/warranty bonds of the successful bidder) must be signed by BOTH the bidder, as 
principal, and by a properly authorized representative of the bonding company.  If the bonding company is 
a corporation, the bond must have attached a power of attorney from the corporation authorizing the person 
signing the bond on behalf of the bonding company to sign bonds for the bonding company.  Only original 
executed instruments will be acceptable. 

 
 The corporate surety issuing the bond must be licensed by the Oklahoma State Insurance Commissioner to 

issue corporate surety bonds in the State of Oklahoma.  The Owner reserves the right to require the bidder 
to submit evidence that the corporate Surety Company is so authorized.  The Corporate Surety on all bonds 
of the successful bidder must be approved in the Treasury Departments Circular 570.  If the Surety 
Company is not on the list, those bids shall be rejected.  A bond written by an “offshore” (non-United 
States) surety company will not be acceptable. 

 
5. SPECIFICATIONS REGARDING EQUALS:  
 

It is not the intent of these documents to have closed specifications and the brand names shown are the 
desired materials to be used. The name of a certain brand, make or manufacturer does not restrict proposals 
to the specified brand, make or manufacturer named unless a brand, model or manufacturer is labeled “No 
Substitution” in the bid. It is not intended to exclude other products, but to convey the type, functional 
characteristics and quality of the item desired. Any item that the Owner, in its sole discretion, determines 
and approves to be the equal of that specified considering quality, workmanship, economy of operation and 
suitability for the purpose intended will be considered. Thus “equal” products of other manufacturers may 
be considered if the products meet or exceed the stated specifications, and if a detailed explanation of a 
claim of equivalency is submitted five (5) days prior to the bid opening.  It will be the responsibility of the 
Bidder to provide data on all products so that the Owner can compare. 

 
6. COMPLETION:  

 
 Upon completion of the project, the Contractor will notify Owner and Owner’s Representative will make a 

final inspection of the work.  The project shall be completed in good and workmanlike manner and to the 
satisfaction of the Owner. 

 
7. ETHICS IN PUBLIC CONTRACTING:  

 
 By submitting their bid, Bidders certify that their bids are made without collusion or fraud and that they 

have not offered or received any kickbacks or inducements from any other bidder, supplier, manufacturer 
or subcontractor in connection with their proposal, and that they have not conferred on any public 
employee having official responsibility for this procurement transaction any payment, loan, subscription, 
advance, deposit of money, services or anything of more than nominal value, present or promised unless 
consideration of substantially equal or greater value was exchanged. 

 
 
 
8. NON-DISCRIMINATION:  

 
 Contractor agrees Contractor will not discriminate against any employee or applicant for employment 

because of race, religion, color, sex, age, or national origin.  Contractor will take affirmative action to 
ensure that applicants are employed, and that employees are treated during employment without regard to 
their race, religion, color, sex, age or national origin.  Such action shall include, but not be limited to, the 
following: employment, upgrading, demotion or transfer; recruitment or recruitment advertising; layoff-, or 
termination; rates of pay or other forms of compensation; and selection for training, including 
apprenticeship.  Contractor agrees to post in conspicuous places, available to employees and applicants for 
employment, notices setting for the provisions of this non-discrimination clause. 

 
9. ERRORS OR OMISSIONS:  
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 The Bidder shall not be allowed to take advantage of any errors or omissions in the specifications. Where 
they occur, the Bidder shall promptly notify the contact person listed. Inconsistencies in the specifications 
are to be reported before bids are submitted. 

 
10. BID FORM:  

 
 The bid MUST be submitted on the bid form provided in the bid packet.  A Xerox copy of this bid form is 

acceptable.  All blanks must be completed. 
 

END OF SECTION  
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SECTION 00110 
 

SPECIAL CONDITIONS OF THE CONTRACT 
 

The following conditions also apply to this contract: 
 
 
1. WORK COVERED UNDER THE CONTRACT: 
 

The scope of the work consists of all new materials, tools, equipment, labor and services, to 
complete the DISTRICT WIDE AS NEEDED ELECTRICAL listed in the "Solicitation and 
Notice for Bids" in accordance with the "Form of Proposal" and as indicated by the Drawings and by 
the Specifications included in this Project Manual. 

 
2.  MATERIALS AND EQUIPMENT: 
 

All material and equipment utilized shall be in conformance with these Specifications and with good 
Standards of practice and shall meet or exceed the latest applicable industry standards such as 
A.S.T.M., Standards and Specifications along with all applicable local and national codes and 
ordinances, including B.O.C.A, N.E.C. and N.F.P.A. 

 
 Failure to comply with the terms and conditions of this solicitation or to deliver equipment, supplies 

or services identified in the Solicitation and Contract at the discount quoted will void the contract 
award. In the case of failure to deliver goods or provide services in accordance with the contract 
terms and conditions, Owner, after due oral or written notice, may procure them from other sources 
and hold the contractor responsible for any resulting additional purchase and administrative costs. 

 
3. CONTRACT METHOD: 
 

The method of Contract and Management shall be in accordance with the Owner's requirements and 
guidelines set forth at the time the Contract is signed, and a Work Order issued. 

 
4. CONTRACT ADMINISTRATOR: 

 
This individual shall serve as the monitor of the conditions of the contract and shall work directly 
with the contractor to schedule and coordinate the performance of services and to provide general 
direction under the resulting contract. The following individual is identified to use all powers under 
the contract to enforce its faithful performance for the Owner:  Ben Tippen, Project Supervisor, 
(918) 833-8334. 

 
5. PRIORITIES AND WORK SEQUENCE: 
 

The priority will be furnished by the Owner to the successful bidder at the Issuance of the Work 
Order. Completion of the project(s) in a timely manner is critical. The bidder is required to give the 
actual number of days to complete each project. Timing will be a consideration in determining the 
successful bidder. 

 
 
6. CONTRACTOR'S USE OF PREMISES: 
 

The contractor shall also furnish a schedule of intended workdays to the owner through the 
Department of Building Planning prior to commencing the work at any site and keep all parties 
informed of any adjustments made necessary by changes of shipping schedules or other causes. 

 
Permission must be obtained from the Owner for temporary use of electric power, water, toilet 
facilities or other utilities.  The Owner’s approval must also be obtained for the exact on-site location 



  00110-2 
 

of any storage of materials, tools or equipment.  Owner assumes no responsibility for items stored on 
school property. 

 
Demolition items and/or debris shall be hauled away from the site after each days activity and the 
site always maintained in a clean condition free of any build-up of objectionable scraps, waste 
material or refuse. 

 
7. OWNER OCCUPANCY AND PROTECTION OF PROPERTY: 
 

The owner's Site-based Personnel may occupy the site.  Therefore, it may be necessary to erect a 
system of barricades or markers to direct traffic away from the area of each day's operations.  The 
Contractor shall protect and safeguard against damage to all adjacent or nearby surfaces, materials, 
hardware, glass, furnishings, signage or other site improvements and/or vehicles if in the area of 
intended loading and unloading operations. 
 

8. SALES TAX: (None Required) 
 

The Owner will issue such Documents as necessary to exempt the sales tax upon execution of a 
contract for the Project(s); therefore, the Contractors are advised to omit the State Sales Tax when 
preparing their Bid. 

 
9. PROJECT START-UP: 
 

The contractor is advised to notify the Owner well in advance of commencing the work on the site. 
 
10. KNOWLEDGE OF SITE AND SCOPE OF WORK REOUIREMENTS: 
 

All Contractors shall visit the site on which work is proposed and become thoroughly familiar with 
the existing conditions and with the Bid Documents and the Scope of the Work included prior to 
submitting their bid. Sign in at the main office when visiting the site(s). 

 
11. SUBMITTALS AND CLOSING PROCEDURES: 

 
(Other than Start-up Contract Requirements such as Certificates of Insurance, Bonds, Etc.) 
 
A. Submit Schedules of intended workdays and activity planned for each Site after receiving 
Owner’s Project Priority list prior to commencing work.  Shop drawings and/or product data and 
samples shall be submitted to Tulsa Public Schools’ Building Planning department covering all 
Items in the Scope of Work for approval prior to manufacture shipment and installation at the 
project site.  Submit the number of copies, which the contractor requires plus one copy, which will 
be retained by Tulsa Public Schools’ Building Planning Department. Furnish information on 
characteristics of finish materials proposed for use, to ensure compatible prime coats are used. 
Provide barrier coats over incompatible primers or remove and re-prime as required. Notify the 
architect in writing of any anticipated problems using specified coating systems with substrates 
primed by others. 
 
B. Unless the contract stipulates “Payment upon Completion” of the project or another method 
of payment; during Progress of the work, submit a separate “Application and Certificate for 
Payment”-AIA Document G702 on or about the 25th day of each month for work performed in that 
same month.  A 10% retainage shall be calculated and withheld from each Pay Application until the 
project is completed and accepted by Owner. 
 
C. Upon Final Completion and Final Acceptance by Owner, submit the following prepared 
and properly signed Closing Documents: 
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1. Certificate of Substantial Completion 
(AIA Document G704) 

2. Final Application and Certificate for Payment 
(AIA Document G702) 
 

3. Contractor’s Affidavit of Payment of Debts 
and Claims (AIA Document G706) 
 

4. Contractor’s Affidavit of Release of Liens 
(AIA Document G706A) 
 

5. Consent of Surety Company to Final Payment 
(AIA Document G707) 
 

6. Contractor’s Affidavit Pursuant to Title 61 
O.S.- Optional in lieu of items 3 above. 
 

7. Contractor’s Written Warranty for one (1) year against defects in Material or 
Workmanship. 

 
12.   SUBSTITUTIONS AND DEVIATIONS FROM THE SPECIFICATIONS: 
 
  Substitutions prior to Bid are covered under Paragraph 6 "Instructions to Bidders”.  Any substitution 

or deviation from the specifications must be by Owner's prior approval and accepted by an approved 
change order stipulating the change in price and change in construction time, if any. 

 
13. OWNER'S RIGHT TO REJECT BIDS: 
 

The Owner reserves the right to reject any or all bids and to waive minor 
irregularities in any bid. In addition, Bidders should recognize the right of the Owner to reject a bid 
if said bidder fails to provide any data required in the bid or if the bid is in any way incomplete. 
 

14. FINAL CLEANING: 
 

A. Execute prior to final inspection. 
 

B. Clean surfaces exposed to view; remove temporary labels, stains and foreign substances and 
polish transparent and glossy surfaces.  Clean equipment and fixtures, sweep and vacuum 
interior areas and rake clean exterior areas.  Remove waste and surplus materials, rubbish and 
construction facilities from the Project and from the site. 

 
15.  SPECIAL TERMS AND CONDITIONS: 

 
15.1  Testing and Inspections:  Owner reserves the right to conduct any test or inspection it may 

deem advisable to assure supplies and services conform to specifications. 
 
15.2 Proprietary Indemnity:  Bidder warrants that the system, each part of the system, and all 

other products and services used by or furnished by bidder, do not infringe upon or violate 
any patent, copyright, trade, secret, trademark, or any other proprietary right of any third 
party. In the event of claim against Owner, Owner shall promptly notify vendor and vendor 
shall defend and indemnify Owner against any loss, cost expense, claim, or liability arising 
out of such claim, whether such claim is successful. 
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15.3 Patent and Copyright Materials:  Unless otherwise expressly provided in a contract, bidder 
shall be solely responsible for clearing the right to use any patented or copyrighted 
materials in the performance of this contract. 

 
15.4 Audit:  Contractor hereby agrees to retain all books, records and other documents relative to 

this contract for five (5) years after final payment or until audited by the owner, whichever 
is sooner. Owner, its authorized agents and/or auditors reserve the right to perform or have 
performed an audit of contractor’s records and therefore shall have full access to the right to 
examine any of said materials within those five years. 

  
15.5 Open Records:  Ownership of all data, materials and documentation originated and 

prepared for the owner pursuant to this bid shall belong exclusively to Owner and be 
subject to inspections in accordance with the Oklahoma Open Records Act. 

  
15.6 Contractor Compliance:  Contractor shall comply with all procedural instructions that may 

be issued from time to time by Owner; however, the terms and conditions of the contract 
will not change: 

  
 15.7 Lead Based Paint:  Contractor shall be certified and follow work practices established under 

the UPA Renovation, Repairing and Painting Program applicable to schools when 
performing any work which will disturb interior or exterior lead-based surface coatings in 
buildings constructed before 1978.  All such work shall be performed in compliance with 
40 CFR Part 745. 

 
END OF SECTION
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SECTION 00120 

 
SUPPLEMENTAL CONDITIONS TO THE CONTRACT 

 
 
(References are to Articles, Paragraphs, Subparagraphs and Clauses of the General Conditions of the 
Contract for Construction, AIA Document A201, 1997 Edition) 
 
4.3.1  Delete entire Subparagraph, and substitute the following: 
  
 "Definition” 
 

“A Claim is any demand or assertion by the Contractor that it should be paid more money than the 
Contract Sum, as adjusted under the Change Order provisions herein, by the Owner because of 
action or inaction on the part of Owner, Program Manager, Architect, or any party for whom Owner 
is responsible, or any party with whom Owner has separately contracted for other portions of the 
Project, including, but not limited to, any demand or assertion that Contractor's performance has 
been delayed, interrupted or interfered with, that Contractor's performance has been accelerated or 
suspended, that Contractor's performance has been wrongfully terminated, that the Contract 
Documents have been misinterpreted, that there has been a failure of payment, that Contractor has 
encountered concealed or unknown conditions, that Contractor has encountered hazardous materials, 
that there are problems with the Contract Documents, or the timing of Architectural approvals or 
decisions, that actions of the Owner have been intentionally wrongful or deceptive, that Owner is 
directly or indirectly guilty of negligence or an intentional tort related in any way to the Work, that 
the amount of time or money granted in a Construction Change Directive is inadequate, that an item 
treated as a minor change in the Work should have been treated as a Change Order, that a time 
extension grant was inadequate, or that Contractor is entitled to any other relief, on any legal theory, 
related to the Work and the Contract." 

 
"Notice Requirement" 

 
"Within five (5) days of the first occurrence of an event that Contractor has any reason to believe 
might result in a Claim, or within five (5) days of Contractor's discovery of the first occurrence of an 
event that Contractor has any reason to believe might result in a Claim, if the first occurrence of the 
event was willfully hidden from the Contractor, the Contractor shall file a written document clearly 
captioned "Notice of Claim" with Tulsa Public Schools, Program Manager and the Architect.  The 
notice shall clearly set out the specific matter of complaint, and the impact or damages which may 
occur or have occurred as a result thereof, to the extent the impact or damages can be assessed at the 
time of the notice.  If the impact or damages cannot be assessed as of the date of the notice, the 
notice shall be amended at the earliest date this is reasonably possible." 

 
  Add the following Subparagraph: 
 

"Any claim or portion of a Claim that has not been made the specific subject of a notice strictly in 
accordance with the requirements of this section shall be waived.  It is imperative that Owner have 
timely, specific notice of any subject, the impact of which Owner may be in a position to mitigate." 

 
 
 
4.3.3  Add the following sentences: 
 

"Claims Handling During Construction.  After receipt of a Notice of Claim, the Owner may elect to 
refer the matter to the Architect, Program Manager or another party for review.  Contractor will 
attend meetings called to review and discuss the Claims and mitigation of the problem and shall 
furnish any reasonable factual backup for the Claim requested.  The Owner may also elect to defer 
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consideration of the Claim until the Work is completed, in which case the same review options shall 
be available to the Owner at the completion of the Work.  At any stage the Owner is entitled to refer 
a Claim to mediation under the Construction Industry Mediation Rules of the American Arbitration 
Association, and if this reference is made Contractor and the Owner will take part in the mediation 
process.  The filing, mediation or rejection of a Claim does not entitle Contractor to stop 
performance of the Work.  The Contractor shall proceed diligently with performance of the 
Contract." 

 
 
4.3.6.1  Add the following Subparagraph: 
 

"Calculating Claim Amount" 
 

"In calculating the amount of any Claim, the following standards will apply: 
.1 No indirect or consequential damages will be allowed. 

 
.2 All damages must be directly and specifically shown to be caused by a proven wrong.  No 

recovery shall be based on a comparison of planned expenditures to total actual expenditures, 
or on estimated losses of labor efficiency, or on a comparison of planned man loading to 
actual man loading, or any other analysis that is used to shown damages indirectly. 

 
.3 Damages are limited to extra costs specifically shown to have been directly caused by a 

proven wrong. 
 

.4 The maximum daily limit on any recovery for delay shall be the amount estimated by the 
Contractor for job overhead costs divided by the total number of calendar days of Contract 
Time called for in the original Contract." 

 
 .5 No monetary costs shall be allowed for delay. 
 
 
5.2.1  In the first sentence, delete "as soon as practicable" and substitute "within seventy-two (72) 

hours." 
 
 
5.2.5  Add this new Subparagraph: 
 

"The Contractor shall not sublet the work as a whole.  The approval of Subcontractors in no way 
relieves the Contractor from full responsibility for performance and completion of the Work and its 
obligations under the Contract Documents." 

 
 
5.3.1  Delete the remainder of the second sentence beginning with the words "and shall allow to the 

Subcontractor." 
 
 
5.4.2  Delete entire Subparagraph and substitute the following: 
 

"Owner shall only be responsible for compensating Subcontractors for work done or materials 
furnished after the date Owner gives written notice of its acceptance of the subcontract agreement." 

 
 
5.5  Add this new Paragraph: 
 
 5.5 "RESPONSIBILITY" 
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 5.5.1 "Contractor shall be fully responsible for the performance of its Subcontractors. 
 
 
6.1.1  Delete the entire Subparagraph, and substitute the following: 
 

"The Owner reserves the right to perform other construction work, maintenance and repair work and 
school program operations at the site and near the site during the time of the Work.  Owner may 
perform other work with separate contractors or with its own forces.  On renovation/addition 
projects, the Owner shall always have access to the site and all buildings on the site.  On new 
construction, the Owner shall have access to the site and all buildings during normal business 
hours." 

 
 
10.1.2  Add this new Subparagraph: 
 

"The Contractor shall be responsible for the protection and security of the Work and the Project, 
until he receives written notification that the Substantial Completion of the work has been accepted 
by the Tulsa Public Schools." 

 
 
10.2.8  Add this new Subparagraph: 
 

"In an emergency affecting the safety of persons or property, the Contractor shall notify the Owner, 
Program Manager and Architect immediately of the emergency, simultaneously acting at his 
discretion to prevent damage, injury, or loss.  Any additional compensation or extension of time 
claimed by the Contractor on account of emergency work shall be determined as provided in Article 
4.3 and Article 7." 

 
 
10.3.1  Delete entire Subparagraph and substitute the following: 
 

"Contractor is responsible for reviewing all Asbestos Hazard Emergency Act Management Plans on 
file with Owner and for obtaining sign-off from Tulsa Public Schools Hazardous Materials Bureau 
prior to commencing the Work.  In no event shall the Contractor engage in the disturbance or 
removal of asbestos or polychlorinated biphenyl (PCB).  In the event the Contractor encounters on 
the site material reasonably believed to be asbestos or PCB which has not been rendered harmless, 
the Contractor shall immediately stop work in the area affected and report the condition to the 
Architect in writing.  If the portion of the Work that is stopped is critical to overall completion, the 
Contractor shall reschedule the Work, if possible, to minimize the impact of the stoppage.  The work 
in the affected area shall not thereafter be resumed except by written agreement of the Owner and 
Contractor if in fact the material is asbestos or PCB and has not been rendered harmless.  The work 
in the affected area shall be resumed when the asbestos or polychlorinated biphenyl (PCB) has been 
removed, or when it has been rendered harmless.  If the Work is stopped due to the presence of such 
materials, Owner shall arrange for the removal and/or rendering harmless of such materials prior to 
Contractor being allowed to proceed.  The Owner shall have the option of arranging for removal by 
a qualified, adequately insured third party tendered to Contractor, and mutually agreed to by both 
parties, as a Subcontractor in which case a Change Order will be issued for the cost of this 
subcontract.  Any tendered Subcontractor must indemnify the Contractor and the Owner about its 
work.  In the case of such a tender, Owner will not hold Contractor responsible for the work or other 
actions of the tendered Subcontractor, and Contractor's approval of tendered Subcontractor shall not 
be unreasonably withheld.  In those instances, in which the presence of such materials was set forth 
in the Hazardous Materials documents or in which Contractor had other notice of such through 
information given to Contractor by Owner or its representative prior to the commencement of the 
Work, Contractor shall not be entitled to a Claim for any delays, disruption or interference it 
encounters.  In those instances of work stoppage due to the existence of such hazardous materials 
which were not set forth in the Hazardous Materials Control plans and of which Contractor had no 
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other prior notice, Contractor may be entitled to a Claim for extension of time due to the work 
stoppage.” 

 
11.4 PROPERTY INSURANCE 
 
11.4.1 Delete entire Subparagraph, and substitute the following: 
 

"Until the Work is completed and accepted by the Owner, the Contractor shall purchase and 
maintain property insurance upon the entire Work at the site to the full insurable value thereof.  The 
property insurance shall also cover portions of the Work stored off site after written approval of the 
Owner of the value established in the approval, and portions of the Work in transit.  This insurance 
shall include the interests of the Owner, the Contractor, Subcontractors and Sub-subcontractors in 
the Work and shall insure against the perils of fire and extended coverage including flood and 
earthquake and shall include "all risk" insurance for physical loss or damage including, without 
duplication of coverage, theft, vandalism, and malicious mischief.  The insurance shall cover 
reasonable compensation for Architect's and Program Manager's services and expenses required 
because of an insured loss.  This "all risk" policy shall be written incorporating Actual Completed 
Value Form and General Change Endorsement incorporating the following language: 

 
"Permission is given for the Project insured hereunder to become occupied, the insurance 
remaining in full force and effect until such time as the Project has been accepted by the Owner, all 
as currently approved by the Laws for the State of Oklahoma." 

 
"The policy shall include coverage for Explosion, Collapse and Underground (XCU).  Such 
insurance shall be evidenced by the kind of policy which does not have to be adjusted or reported 
upon periodically but provides constant insurance at full one hundred percent (100%) of all 
insurable values as they are created during construction by performance of the Contract.  The 
Certificate of Insurance must include the names of the insured Contractor and the Tulsa Public 
Schools." 

 
 
11.4.1.2 Delete entire Clause, and substitute the following: 
 

"Loss under such All-Risk Builder's Risk Insurance shall be made payable jointly to the Tulsa 
Public Schools and to the Contractor by name (and, if separate mechanical contracts are awarded to 
each, by name, of the plumbing, heating, ventilating and electric contractors)." 

 
 
11.4.1.3  Delete entire Clause, and substitute the following: 
 

"In the case of loss under the risks covered, and of collection by insured, the Owner shall act as 
trustee for all parties concerned as their interests may appear." 

 
 
12.1.3 Add this new Clause: 
 

"Where nonconforming work is found, the entire area of work involved shall be corrected unless the 
contractor can completely define the limits to the Architect's satisfaction. Additional testing, 
sampling, or inspecting needed to define nonconforming work shall be at the Contractor's expense.  
He shall employ the Owner's testing laboratory if such services are reasonably required by the 
Architect.  All connected work shall be retested at the contractor's expense.  Extra Architectural or 
Program Manager Services required to analyze nonconforming work shall be paid for by the 
Contractor." 

 
 
13.1.1 Delete entire Subparagraph, and substitute the following: 
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“District Court in and for the County of Tulsa, State of Oklahoma shall have sole jurisdiction in any 
action brought under this contract.” 

 
 
14.2.5 Add this new Subparagraph: 
 

"If a Performance Bond has been furnished and the Contractor is declared by the Owner to be in 
default under the Contract, the Surety shall promptly remedy the default by completing the Contract 
in accordance with its terms and conditions, or by obtaining a bid or bids in accordance with its 
terms and conditions.  Upon determination by the Owner and the Surety of the lowest responsible 
bidder, the Surety will arrange for a contract between such bidder and the Owner and make 
available as work progresses sufficient funds to pay the cost of completion less the balance of the 
Contract Sum, but not exceeding the Penal Sum of the bond and other costs and damages for which 
the Surety may be liable under the bond.  The phrase 'balance of the Contract Sum' as used herein 
shall mean the total amount payable by the Owner to the Contractor under the Contract and 
amendments thereto less the amount previously paid by the Owner to the Contractor." 

 
 
 

END OF SECTION  
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FORM OF PROPOSAL 

 
 

For 
 
 

DISTRICT WIDE AS NEEDED ELECTRICAL 
 

 
BID OPENING AT 2:00 PM, THURSDAY, MAY 25, 2023 

 
 
 

 
 
 
CONTRACTORS WILL NOTE THAT A PROPOSAL MUST BE MADE ON THIS FORM.  OTHER 
PROPOSALS WILL NOT BE ACCEPTED.  COMPLETE ALL BLANKS.  ALL BID PRICES SHALL 
BE IN BOTH FIGURES AND IN WRITING.  PROPOSALS SHALL BE ENCLOSED IN A SEALED 
ENVELOPE, MARKED ON THE OUTSIDE “SEALED BID:  DISTRICT WIDE AS NEEDED 
ELECTRICAL.  ALSO INCLUDE COMPANY NAME, ADDRESS & PHONE NUMBER 
 
Selection of the successful bidder will be based on the lowest responsible bid taking into consideration 
the number of calendar days bid to reach substantial completion of the Work.  The Owner reserves the 
right to reject any or all bids and to waive informalities and minor irregularities in any bid. 
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Independent School District Number One of Tulsa County, Oklahoma 
Charles C. Mason Education Service Center 
3027 South New Haven 
Tulsa, Oklahoma 74147-0208 
 
Dear School Board Members: 
 
The undersigned Contractor, in compliance with your Solicitation and Notice for Bids and 
Instructions to Bidders contained in the Bid documents for DISTRICT WIDE AS NEEDED 
ELECTRICAL in Tulsa, County, Oklahoma, having examined the Specifications, Drawings, 
details, and Scope of Work, and areas where the work is proposed, and being familiar with all of the 
work required at the Project site(s), hereby proposes to furnish all labor, materials, tools, equipment, 
supplies and services to complete the Project(s) within the time set forth in this Proposal for the 
price as herein stated.  The price(s) indicated is to cover all expenses incurred in performing all of 
the work required under the Contract Documents of which this Proposal is a part. 
 
If awarded a contract for the Projects the undersigned agrees as follows:  
 
1. To furnish a Contractor’s Written Warranty which will warranty the Project(s) for a period 

of one (1) year after substantial completion and acceptance by Owner against all defects in 
materials and workmanship. 

 
2. To furnish all other insurance and Bonds required as indicated in the “Solicitation and 

Notice for Bids” in the amount equal to the Total Contract Price. 
 
3. To furnish a monthly Application and Certificate for Payment (AIA Documents G702) and 

Certificate of Substantial Completion (AIA Document G704) for the project(s) based on the 
contract bid price indicated on this proposal. 

 
The bidder acknowledges the following Addendum: _____, _____, _____, _____. 
 
OUR BID FOR COMPLETING THE REQUIRED WORK DEFINED ABOVE AND 
DESCRIBED IN THESE BID DOCUMENTS IS AS FOLLOWS: 
 
We have included the following sworn and notarized bid affidavits and bid security.  They are 
attached to this proposal: 
 
1. Bid Bond, Certified Cashier's Check or other approved security as listed in the "Solicitation 

and Notice for Bids" and "Instructions to Bidders," in the amount of five (5%) of the bid. 
2. Non-Collusion Affidavits 
3. Business Relationship Affidavit 
4. Non-Discrimination Affidavit 
5. Felony Statement 
6. No Kick Back Statement 
7. Contractor's Qualification Statement (completed and submitted seven days prior to bid) 
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In submitting this Bid, the undersigned agrees that the Bid will not be withdrawn for a period of 
thirty (30) calendar days from the date hereof and it is understood that the right is reserved by the 
Owner to reject any and all Bids and to waive informalities and irregularities. 
 

Respectfully submitted   
Seal if Bid is by 
Corporation   

         
         
                 
Company         
         
         
                 
By         
         
         
                 
Title         
         
         
                 
Address         
         
         
                 
City, State, Zip        
         
         
                 
Area Cide & Telephone Number      
         
         
                 
Company ID        
         
         
                 
         
         
Note: When submitting your bid, all blanks on this form must be filled in.   

 



COST

PRESSURE SWITCH LOW PRESSURE SWITCH

HONEYWELL INTRUSION

PART NUMBER

V250BPT-KT1
DT8050A-SN
7847I-E

DESCRIPTION

CONTROL PANEL
MOTION
IP COMMUNICATOR
KEYPAD
ISOLATOR MODULE
LOOP EXTENDER
VPLEX MODULE
CABINET

SMP3
PS1270
RJ31X

6160
VPLEX-VSI
4297
4193SN
EM151804
KL544

RJ-31X PLUG-IN TELCO SURGE PROTECTOR WITH BASE

KEYLOCK
POWER SUPPLY
12V 7AH BATTERY
TELCO CONNECTOR

12V SLC AND POWER SURGE PROTECTOR WITH BASEDTK-2MHLP12FWB
DTK-MRJ31XSCPWP

26547688 18/4 STRANDED, ORANGE CMP, 1,000' SPOOL

AX-TP1650 TRANSFORMER FOR POWER SUPPLY
DTK-2MHLP12F 12V SLC AND POWER SURGE PROTECTOR MODULE ONLY

DISTRICT WIDE LOW VOLTGE
MAY 25, 2023 @ 2:30 PM



COST

ECS-CE4
ECS-SW24

4 CIRCUIT EXPANDER FOR ECS-50W OR ECS-125W
24 SWITCH EXPANDER FOR IFP-100ECS, IFP-1000ECS

FARENHYT FIRE ALARM
PART NUMBER

IFP-2100

DESCRIPTION

2100PT ADDRESSABLE FIRE PANEL
300PT ADDRESSABLE FIRE PANELIFP-300

IFP-75 75PT ADDRESSABLE FIRE PANEL

ECS-LOC2100B

ECS-125W

SKF-SRD
SKF-FAD

ECS-NVCM

ECS LOCAL OPERATING CONSOLE  FOR IFP-2100ECSB - BLACK 
CABINET

AMPLIFIER, 125 WATT - RED CABINET

Systems Records Document Cabinet, w\Farenhyt Lock
Fire Alarm Document Cabinet, w\Farenhyt Lock
REPLACEMENT VOICE CONTROL MODULE FOR IFP-300ECS AND IFP-
2100ECS

ECS-LOC2100
ECS-LOC
ECS-INT50W
ECS-DUAL50WB

ECS-DUAL50W
ECS-50WBU
ECS-50W

ECS LOCAL OPERATING CONSOLE FOR IFP-2100ECS - RED CABINET

ECS LOCAL OPERATING CONSOLE - RED CABINET
INTERNAL 50 WATT AMPLIFIER, ONE SPEAKER CIRCUIT
AMPLIFIER 50/100 WATT DUAL CHANNEL / BACK-UP AMP - BLACK 
AMPLIFIER 50/100 WATT DUAL CHANNEL / BACK-UP AMP - RED 
CABINET
BACK-UP AMPLIFIER DAUGHTER BOARD FOR ECS-DUAL50W
AMPLIFIER, 50 WATT - RED CABINET

IFP-2100ECS

IFP-300ECS
ECS-LOCB

IFP-2100 INTEGRATED WITH EMERGENCY COMMUNICATION SYSTEM 
- RED
IFP-300 INTEGRATED WITH EMERGENCY COMMUNICATION SYSTEM - 
RED
ECS LOCAL OPERATING CONSOLE - BLACK CABINET



CO1224T

CO1224TR

CARBON MONOXIDE DETECTOR WITH TEST
CONVENTIONAL CARBON MONOXIDE DETECTOR, 12/24 VDC, WITH 
SOUNDER AND TROUBLE RELAY WITH TEST FUNCTION; UL2075 
LISTED; ROUND

ECS-50WBD
ECS-50WBCB
ECS-125WCB
ECS-125WBD

BOARD ONLY FOR ECS-50W
CABINET ONLY FOR ECS-50W - BLACK CABINET
CABINET ONLY FOR ECS-125W - RED CABINET
BOARD ONLY ECS 125 WATT

LCD ANNUNCIATOR00RA-1000R

IDP-PULL-DA
SB-10

DUCT DETECTOR SMOKE HEAD

5' SAMPLING TUBE

MONITOR MODULE

005860TR TRIM RING FOR USE W/ RA-1000R, RED

ECS-125WBCB CABINET ONLY FOR ECS-125W - BLACK CABINET

ADDRESSABLE MINI MONITOR MODULE

ECS-EMG

ECS-DUAL50WBCB
ECS-50WCB

IDP-RELAY

DH24120SPC

ADDRESSABLE PULL STATION
PULL STATION BACK BOX
ADDRESSABLE SMOKE DETECTOR
ADDRESSABLE HEAT DETECTOR
6" FLANGED MOUNTING BASE
INTELLIGENT DUCT DETECTOR, NON-REALY

B300-6-IV
DNR
IDP-PHOTO-R-IV

DST5

IDP-MONITOR

IDP-PHOTO-IV
IDP-HEAT-IV

CONTROL RELAY

SURAFCE MOUNT, POWDER COATED, CHROME
HPF-PS10 NAC POWER SUPPLY 10 AMP

IDP-CONTROL ADDRESSABLE SPUPERVISED CONTROL MODULE
IDP-MINIMON

RECESSED, POWDER COATED, CHROMEDH24120WPC

ECS-DUAL50WBD

REPLACEMENT SWITCH MODULE FOR IFP-300ECS AND IFP-2100ECS - 
16 ZONE SELECT BUTTONS AND 8 MESSAGE BUTTONS

BOARD ONLY FOR ECS-DUAL50W
CABINET ONLY FOR ECS-DUAL50W - BLACK CABINET
CABINET ONLY FOR ECS-50W - RED CABINET



PS-12180 12V 18AH BATTERY

ELSPKWC ELUXA,LED  HF SPKR,WHT,CEILING, 24VDC,FIRE

GROUND MOUNT, SINGLE DOOR, POWDER COATED, CHROME
GROUND MOUNT, DOUBLE DOOR, POWDER COATED, CHROME

DH24120GPC1
DH24120GPC2

BACK BOX FOR OUTDOOR H/S
ELUXA HORN/STROBE, WHT, WALL
ELUXA HORN/STROBE, WHT, CEILING

ELHSW
ELHSWC

1” EXTENSION ROD, POWDER COATED, CHROME
2” EXTENSION ROD, POWDER COATED, CHROME
3” EXTENSION ROD, POWDER COATED, CHROME
DOCUMENT CABINET
SLC LOOP EXPANDER

DHE1PC
DHE2PC
DHE3PC

ELSTW

12V 7AH BATTERY

DTK-2MHLP24B 24V NAC SURGE PROTECTOR MODULE ONLY
DTK-2MHLP24BWB 24V NAC SURGE PROTECTOR WITH BASE

24V SLC AND POWER SURGE PROTECTOR MODULE ONLYDTK-2MHLP24F

ELUXA,LED STR,WHT,CEILING,24V, 15/30/75/110/150/177CD,FIRE

ELUXA,LED  HF SPKR STR,WHT,WALL,24VDC, 
15/30/75/110/135/185CD,FIRE
ELUXA,LED  HF SPKR STRB,WHT,CEILING, 
24VDC,15/30/75/110/150/177CD,FIRE
8W SPKR STR,WALL,WTHPRF,24 VDC,75CD,WHT

ELSTWC

ELSPSTW

ELSPSTWC
ET70WP-2475W-FW

DTK-3MB 3 PORT BASE FOR 2MHL MODULES WITH SINGLE GRND REQ

8W SPKR STR,CEIL,WTHPRF,24 VDC,75CD,WHT
ELUXA,LED  HF SPKR,WHT,WALL,24VDC,FIRE

ET70WP-2475C-FW
ELSPKW

06-SSU00672
6815
ASWP-2475W-FR
WPBB-R

DTK-MRJ31XSCPWP RJ-31X PLUG-IN TELCO SURGE PROTECTOR WITH BASE
DTK-DF120S1 120VAC DEFENDER SERIES VERSION WITH REPLACABLE MOD
DTK-2MB 2 PORT BASE FOR 2MHL MODULES WITH SINGLE GRND REQ

ELUXA STROBE, WHT, WALL

WP OUTDOOR HORN/STOBE

DTK-2MHLP24FWB 24V SLC AND POWER SURGE PROTECTOR WITH BASE

PS-1270



COST

SINGLE CHANNEL 25W, 25V OR 70V SELECTABLE AMPLIFIER
REPLACEMENT BOARD FOR DCA-5025

SCA-2570
DCA-5025 RB

IPA-4000V INTEGRATED VOICE SYSTEM

SCA-5025 SINGLE CHANNEL 50W, 25V AMPLIFIER
SCA-5070 SINGLE CHANNEL 50W, 25V OR 70V SELECTABLE AMPLIFIER
SCA-10070 SINGLE CHANNEL 100W, 25V OR 70V SELECTABLE AMPLIFIER
SCA-2525 SINGLE CHANNEL 25W, 25V AMPLIFIER

SB-24 SWITCH BOARD W/24 PROGRAMMABLE SWITCHES
SB-8 RB SWITCH BOARD W/8 PROGRAMMABLE SWITCHES
VM-1000 VM-1000 VOICE MODULE
DCA-5025 DUAL CHANNEL 50W, 25V AMPLIFIER
DCA-10025 DUAL CHANNEL 100W, 25V AMPLIFIER

IPA-60 60 Point Addressable Fire, Releasing Panel
IPA-100 127 Point Addressable Fire, Releasing Panel
IPA-4000 127-4064 Point Addressable Fire, Releasing Panel
IPA-60 PCB Replacement IPA-60 (Board Only)
IPA-100 PCB Replacement IPA-100 (Board Only)
IPA-4000 PCB Replacement IPA-4000 (Board Only)

99753234

POTTER FIRE ALARM

PART NUMBER DESCRIPTION

99913699 FPLP, RED, 18 AWG 6 COND, SOL, 1,000' SPOOL
99567882 FPLP, RED, 14 AWG 2 COND, SOL, 1,000' SPOOL

DTK-4MB 4 PORT BASE FOR 2MHL MODULES WITH SINGLE GRND REQ
DTK-5MB

25523833 FPLP, RED, 18 AWG 4 COND, SOL, 1,000' SPOOL
FPLP, RED, 16FS AWG 2 COND, SOL,  1,000' SPOOL

99803033 FPLP, RED, 16 AWG 2 COND, SOL, 1,000' SPOOL

5 PORT BASE FOR 2MHL MODULES WITH SINGLE GRND REQ
97212169 FPLP, RED, 18 AWG 2 COND, SOL, 1,000' SPOOL



PAD200-PD
PAD200-PHD
PAD200-PCD
PAD200-PCHD
PAD200-DD
PAD200-DUCT
PAD200-DUCTR

RELAY BASE
SOUNDER BASE
LOW FREQUENCY SOUNDER BASE
PAD300 DUCT DETECTOR
PAD300 DUCT DETECTOR W/RELAY
PAD300 DUCT PHOTO DETECTOR
2.5' Sampling Tube For  Addressable Duct Detector

PAD300-PD

70V EXTENDER FOR DCA AMPLIFIERS W/STACKER BRACKET

PAD300-RB
PAD300-SB
PAD300-LFSB
PAD300-DUCT
PAD300-DUCTR
PAD300-DD
STN-2.5

70V-1000

PAD300-HD
PAD300-PHD
PAD300-CD
PAD300-PCD
PAD300-4DB
PAD300-6DB
PAD300-IB

PAD300 PHOTO DETECTOR
PAD300 HEAT DETECTOR
PAD300 PHOTO/HEAT DETECTOR
PAD300 CO DETECTOR
PAD300 PHOTO/CO DETECTOR
4" DETECTOR BASE
6" DETECTOR BASE
ISOLATOR BASE

LOC-PSN1000
BUA-1000

REPLACEMENT BOARD FOR DCA-10025
REPLACEMENT BOARD FOR SCA-2525
REPLACEMENT BOARD FOR SCA-2570
REPLACEMENT BOARD FOR SCA-5025
REPLACEMENT BOARD FOR SCA-5070
LOCAL OPERATOR CONSOLE
INTLGNT POWER SUPPLY FOR LOC-1000
BACKUP AMPLIFIER FOR DCA AMPIIFIERS W/STACKER BRACKET

DCA-10025 RB
SCA-2525 RB
SCA-2570 RB
SCA-5025 RB
SCA-5070 RB
LOC-1000

PAD200 PHOTO DETECTOR
PAD200 PHOTO/HEAT DETECTOR
PAD200 PHOTO/CO DETECTOR
PAD200-PCHD PHOTO/CO/HEAT DETECTOR
PAD200 REPLACEMENT DUCT PHOTO DETECTOR
PAD200 DUCT DETECTOR
PAD200 DUCT DETECTOR W/RELAY



COST

10' Sampling Tube For Addressable Duct Detector

DACT FOR IPA/AFC/ARC/PFC-4064
LED ANNUNCIATOR 16 ZONES FLUSH MOUNT
32 Character LCD Remote Annuncator
32 Character LCD Remote Annuncator, Releasing
160 Char LCD Remote Anctr  Red Enclosure
160 Char LCD Remote Anctr  Red Enclosure, Releasing
LED Annunciator

LED-16F
RA-6075
RA-6075R
RA-6500
RA-6500R
LED-16

STN-10

UD-2000

RLY-5
STN-5

PAD 100 Micro Input Module
PAD 100 Two Relay /Two Input
PAD 100 One Relay /One Input
PAD 100 Dual Input Module
PAD 100 Single Input Module
PAD 100 Relay Module
PAD 100 Zone Module
PAD 100 Notification Appliance Circuit
PAD 100 Isolator Module
PAD 100 Addressable Pull Station Dual Action
Intelligent Power Expander
Intelligent Power Expander Large Cabinet
Relay Module

DNA-CWS

DNA-IPID

Additional Client - Client licensing.
Additional Badging Client. Allows the capture of images, create and 
edit badge templates, and print to PVC cards.

DESCRIPTIONPART NUMBER

ACCESS CONTROL

PAD100-RM
PAD100-ZM
PAD100-NAC
PAD100-IM
PAD100-PSDA
PSN-1000
PSN-1000E

5' Sampling Tube For Addressable and Nohmi Duct Detector

PAD100-MIM
PAD100-TRTI
PAD100-OROI
PAD100-DIM
PAD100-SIM



50 Additional Sub Controller Licenses (100 Readers)

LP4502

DNA-SC-1
DNA-SC-10 
DNA-SC-20 

FUSION-XWEB-1

FUSION-MOBILE

OO-ZENITEL

ZENITEL-OPC

The Zenitel OPC driver is required when using Zenitel IP based 
Intercom products together with DNA Fusion. This price is for up to 
40 Zenitel devices.

LP2500

 (SSP-EP) - Native IP-ready intelligent controller with 15MB Ram, 
support for 64 door with a redundant host communications port.  
Supports both IP/POE and RS 485 downstream devices.

LP1502

(SSP-D2) - Native IP-ready intelligent controller with an embedded 
reader interface module allowing control of two doors, support for 
up to 64 doors, 6 MB RAM, 4 Form-C relay outputs and 8 
programmable inputs (supervised).  Supports both IP/POE and RS 485 
downstream devices.
(SSP-LX) - Native On-Board 10/100 Ethernet with IPv4 and IPv6 
connectivity. Built-in control for 2 access control doors (4 Form-C 
relay outputs, 8 supervised inputs).  Standard 96 MB available non-
volatile flash memory stores approximately 2,000,000 cardholders.

20 Additional Sub Controller Licenses (40 Readers)

DNA-SC-100 100 Additional Sub Controller Licenses (200 Readers)
DNA-SC-500 500 Additional Sub Controller Licenses (1,000 Readers)
OO-FPI Foreign Panel Integration is applied when customer requires the 

           Software Driver for the full integration of Zenitel solutions.

DNA-SC-50 

Web-based portal to manage personnel, reporting, monitor system 
activity, view and control system devices. License provides system 
users ability to logon to the web browser. (must have a current 

     License to connect one mobile device to DNA Fusion. DNA Fusion 
version 6 or above is required. Compatible Fusion Mobile device with 
1 Additional Sub-Controller License (2 Readers)
10 Additional Sub Controller Licenses (20 Readers)



E2M-WT4-OO

RSC-DT Reader Interface LCD Keypad.

MR52-S3B

LP1501

FPV4-B100C4D8PE2M-WT4A-OO

FPV4-D8PE2M-WT6A-OO

FPV6-B100C8D8PE2M1-WT8A-OO

MR16IN

MR16OUT
(OSC-16) - Output SubControllers: 16 Relay Outputs SubControllers.

Black 20"Hx16"Wx4.5"D Dual Voltage Pre-Wired Four Door 
Enclosure,FPV4 Power Supply & FAI Power Distribution Board, 
SSPD2(on-board Ethernet connection and two reader support, 4 
output and 8 input relays, single downstream 485 port with 6MB) 
and RSC-2.
Black 20"Hx16"Wx4.5"D Single Voltage Pre-Wired Six Door 
Enclosure,FPV4 Power Supply & FAI Power Distribution Board, 
SSPD2(on-board Ethernet connection and two reader support, 4 
output and 8 input relays, single downstream 485 port with 6MB) 
and (2) RSC-2.
Black 20"Hx16"Wx4.5"D Dual Voltage Pre-Wired Eight Door 
Enclosure,FPV6 Power Supply & FAI Power Distribution Board, 
SSPD2(on-board Ethernet connection and two reader support, 4 
output and 8 input relays, single downstream 485 port with 6MB) 
and (3) RSC-2.
(RSC-2) - Dual Reader Interface Sub Controller Series 3B: 2 Readers, 8 
Supervised Inputs, 6 Relay Outputs.
(ISC-16) - Input SubControllers: 16 Supervised Inputs, 2 Relay Outputs 
SubControllers .

E1-WT2-OO
Black 14"Hx12"Wx4.5"D Pre-Wired Two Door Enclosure. Sub-
Controller Enclosure houses a single MR52-S3.
Black 20'Hx16"Wx4.5"D Pre-Wired Four Door Enclosure, and (2) 
MR52-S3's.

IP-Based Intelligent single door controller with POE supports a single 
door (with two readers) directly and downstream IP based sub 
Controllers (NSC-200). There is support for a total of 17 
doors/readers including the on-board reader. Controller can support 
a combination of IP and RS 485 downstream sub controllers (doing so 
removes the ability to connect a reader directly to the unit).



E3M-WT6-OO
Black 20'Hx16"Wx4.5"D Pre-Wired Six Door Enclosure, and (3) MR52-
S3's.

DController

IP-Based Intelligent single door controller (LP1501) with POE support 
in plenum rated polycarbonate enclosure. The DController supports a 
single door (with two readers) directly and downstream IP based sub 
Controllers (NSC-200). There is support for a total of 17 
doors/readers including the on-board reader. The DController can 
support a combination of IP and RS 485 downstream sub controllers 
(doing so removes the ability to connect a reader directly to the 
unit).

NSC-200 IP-Based Network Sub-controller with POE support in polycarbonate 
            

E2-LP1502

Teal 16x20x4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, LP1502 (on-board 
Ethernet connection and two reader support, 4 output and 8 input 
relays, single downstream 485 port with 6MB).

E2-LP1502-MR16IN-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, LP1502 (on-board 
Ethernet connection and two reader support, 4 output and 8 input 
relays, single downstream 485 port with 6MB) and MR16IN-S3.

E2-LP1502-MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, LP1502 (on-board 
Ethernet connection and two reader support, 4 output and 8 input 
relays, single downstream 485 port with 6MB) and MR16OUR-S3.

E2-LP1502-OP

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, LP1502 (on-board 
Ethernet connection and two reader support, 4 output and 8 input 
relays, single downstream 485 port with 6MB) and OptoHub.



E2-LP1502-MR52-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, LP1502 (on-board 
Ethernet connection and two reader support, 4 output and 8 input 
relays, single downstream 485 port with 6MB) and MR52-S3.

E2-LP2500

Teal 16x20x4.5 Enclosure w/Tamper Switch, AQS1210B Power Supply 
and PDB-8C12R Power Distribution Board, LP2500 (on-board 
Ethernet connection, 2 downstream 485 ports and 15MB).

E2-LP2500-MR16IN-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, LP2500 (on-board 
Ethernet connection, 2 downstream 485 ports and 15MB) and 
MR16IN-S3.

E2-LP2500-OP

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, LP2500 (on-board 
Ethernet connection, 2 downstream 485 ports and 15MB) and 
OptoHub.

E2-LP2500-MR52-S3

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B Power Supply 
& PDB-8C1R2 Power Distribution Board, LP2500 (on-board Ethernet 
connection, has 2 downstream 485 ports, and  with 15MB) & MR52-
S3.

E2-LP2500-MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, LP2500 (on-board 
Ethernet connection, 2 downstream 485 ports and 15MB) and 
MR16OUT-S3.

E2-LP4502

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B Power Supply 
& PDB-8C1R2 Power Distribution Board, LP4502 (on-board Ethernet 
connection and two reader support, 4 output and 8 input relays, two 
downstream 485 ports and with 16MB).  UL Certification and 
Documentation Pending.



E2-LP4502-MR16IN-S3

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B  Power Supply 
& PDB-8C1R2 Power Distribution Board, LP4502 (on-board Ethernet 
connection and two reader support, 4 output and 8 input relays, two 
down stream 485 ports and with 16MB) & MR16IN-S3.  UL 
Certification and Documentation Pending.

E2-LP4502-OP

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B Power Supply 
& PDB-8C1R2 Power Distribution Board, LP4502 (on-board Ethernet 
connection and two reader support, 4 output and 8 input relays, two 
downstream 485 ports and with 16MB) and OptoHub.  UL 
Certification and Documentation Pending.

E2-LP4502-MR16OUT-S3

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B Power Supply 
& PDB-8C1R2 Power Distribution Board, LP4502 (on-board Ethernet 
connection and two reader support, 4 output and 8 input relays, two 
downstream 485 ports and with 16MB) & MR16OUT-S3.  UL 
Certification and Documentation Pending.

E2-LP4502-MR52-S3

Teal 16 x 20 x 4 Enclosure, Tamper Switch , AQS1210B Power Supply 
& PDB-8C1R2 Power Distribution Board, LP4502 (on-board Ethernet 
connection and two reader support, 4 output and 8 input relays, two 
downstream 485 ports with 16MB) & MR52-S3.  UL Certification and 
Documentation Pending.

E2-OP

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board and OptoHub.

E2-OP-MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, OptoHub and 
MR16OUT-S3.

E2-OP-MR16IN-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, OptoHub and 
MR16IN-S3.

E2-OP-MR52-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, OptoHub and 
MR52-S3.



E2-2MR16IN-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board and (2) MR16IN-
S3's.

E2-2MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board and (2) MR16OUT-
S3's.

E2-2MR52-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board and (2) MR52-S3's.

E2-MR52-S3-MR16IN-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, MR52-S3 and 
MR16IN-S3.

E2-MR52-S3-MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C1R2 Power Distribution Board, MR52-S3 and 
MR16OUT-S3.

E2-MR16IN-S3-MR16OUT-S3

Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, AQS1210B Power 
Supply and PDB-8C12R Power Distribution Board, ISC-16 and 
MR16OUT-S3.

E3-2MR16IN-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, and (2)MR16IN-
S3's.

E3-2MR16OUT-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch and (2) MR16OUT-
S3's

E3-2MR52-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, and (2) MR52-S3's.

E3-MR16IN-S3-MR16OUT-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, MR16IN-S3 and 
MR16OUT-S3.

E3-OP-MR16IN-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, OptoHub and 
MR16IN-S3.

E3-OP-MR16OUT-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, OptoHub and 
MR16OUT-S3.

E3-OP-MR52-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, OptoHub and MR52-
S3.



E3-MR52-S3-MR16OUT-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, MR52-S3, and OSC-
16.

E3-MR52-S3-MR16IN-S3
Teal 16 x 20 x 4.5 Enclosure with Tamper Switch, MR52-S3 and ISC-
16.

MR16IN-S3C

Teal 12 x 14 x 4.5 Enclosure with a 24 point terminal strip.  Sub-
Controller Enclosure houses a single MR16IN-S3 and comes equipped 
with a tamper switch.

MR16OUT-S3C
Teal 12 x 14 x 4.5 Enclosure with tamper switch, and pre-wired 
terminal strips with 16 Relay Output SubControllers.

MR52-S3C

Teal 12 x 14 x 4.5 Enclosure with a 24 point terminal strip.  Sub-
Controller Enclosure houses a single MR52-S3 and comes equipped 
with a tamper switch.

OSM-1000-BRD OSDP TO WIEGAND INTERFACE
900PTNNEK00000 MINI-MULLION READER
910PTNNEK00000 MULLION READER

RU-0163 1/2" SURFACE MNT RIM STRIKE 

AL1012ULACM ALTRONIX POWER SUPPLY

920PTNNEK00000 WALL CARD READER
921PTNNEK0004J COMBO WALL CARD READER
RU-831028 RUTHERFORD MAGLOCK
RU-016232D SURFACE MNT RIM STRIKE 

DS15OI BOSCH REQUEST TO EXIT MOTION

25824506 COMPOSITE CMP 500' SPOOL
STENTO-TV3+KIT VIDEO DOOR ENTRY BOX SET

EX-07 REQUEST TO EXIT BUTTON
MP-06 BACKBOX FOR BUTTON 
4100-32D TRINE 4100 STRIKE

STENTO-1008315030 TCIV-3 BLACK SINGLE BUTTON

DTK-MRJPOE NETWORK LAN CONNECTION SURGE PROTECTOR
CS463217 914 POWER SUPPLY FOR DOORS 
CS462896 BATTERY BACKUP BOARD



COST

VE-4122-D440 4" IP DIGITAL CLOCK/IP 2x2 SPEAKER COMBO

V-C6124P POWER SUPPLY 6A +24VDC
VE8004BR QUAD NETWORK AUDIO PORT
VE8014BR QUAD NETWORK STATION PORT

V-1052C WALL MOUNT SPEAKER

VIP-D440A 4" ONE SIDED DIGITAL CLOCK
VIP-D440ADS 4" DOUBLE SIDED IP POE CLOCK
V-WGACLK WIRE GUARD FOR 12" ANALOG CLOCK
V-WGD4 WIRE GUARD FOR 4" DIGITAL CLOCK
VE-4122-A12 12" IP ANALOG CLOCK/IP 2x2 SPEAKER COMBO

V-1030C 5-WATT ANALOG HORN
VIP-148AL IP 5-WATT HORN
VE-9022A-2 ANALOG 2x2 LAY-IN-SPEAKER
VE4022A IP 2x2 LAY-IN-ONE-WAY/TALKBACK SPEAKER
VIP-A12A 12" IP POE ANALOG CLOCK

PART NUMBER DESCRIPTION

V-2972PK PUSH BUTTON CALL SWITCH

VALCOM INTERCOM & CLOCK

STENTO-1008140010 SURFACE BACK BOX

356693 K-202-DVA VIKING DIALER
CS928135 ELECTRIC STRIKE ROCKER SWITCH 
933834 YELLOW STOPPER STATION WITH STOPPER
TIMK14SD ALTRONIX 4 DOOR ACCESS & POWER INTEGRATION KIT

1490004010
1490005010

ITSV-4, HD IP VIDEO PHONE WITH 5" SCREEN
ITSV-5, HD IP VIDEO PHONE WITH 8" SCREEN

STENTO-1072104300 BACKBOX WITH HOOD
STENTO-107216008140 TURBINE ADAPTER PLATE
STENTO-1490002010 ITSV-2 IP TOUCH STATION WITH VIDEO



COST

MMF-300 MONITOR MODULE
LCD-80F LCD ANNUNCIATOR

PC2RL CEILING MNT HORN STROBE, RED
SRL WALL MNT STROBE, RED
SCRL CEILING MNT STROBE, RED
P4RK OUTDOOR WP HORN STROBE, RED
CRF-300 CONTROL RELAY

996TRI689 MAGNETIC DOOR HOLDER
1130 STOPPER II PULL STATION COVER
1210D HORN STROBE WALL COVER

H365 135 DEGREE HEAT DET
D365PL DUCT DETECTOR
P2RL WALL MNT HORN STROBE, RED

PART NUMBER DESCRIPTION

MS-9600UDLS FIRE ALARM CONTROL PANEL
BG-12LX PULL STATION
SD365 PHOTOELECTRIC SMOKE DET

VEPSS VALCOM SUPPORT SERVICE
V-1092 WALL MNT VOLUME CONTROL
VIP-431A-DS 12" IP POE ANALOG CLOCK/IP SPKR
DTK-MRJPOE NETWORK LAN CONNECTION SURGE PROTECTOR

FIRE-LITE FIRE ALARM

VEADP3 ADMINISTRATIVE PHONE

UN874047214/10 BLACK, CAT6 UTP
UN874042114/10 GRAY, CAT6 UTP



COST

COST

10-15 DROPS

LESS THAN 5 DROPS
5-10 DROPS

DESCRIPTION

ABOVE 25 DROPS

LOW VOLTAGE

15-25 DROPS

1/2" EMT WITH WIRE 50' OR MORE
3/4" EMT WITH WIRE

PROVIDE A COST FOR APPROXIMATELY 200' OF CAT 6A CABLING

PART NUMBER

LESS THAN 50'

PART NUMBER DESCRIPTION

DUPLEX RECEPTACLES
QUAD RECEPTACLES
GFCI RECEPTACLES

RECEPTACLES

DRYER RECEPTACLES
CONDUIT EMT PER FOOT RATE

1-1/2" EMT WITH WIRE 50' OR MORE
2" EMT WITH WIRE LESS THAN 50'
3" EMT WITH WIRE 50' OR MORE

POWER POLES

MC CABLE (12-2/12-3) LESS THAN 50'

LESS THAN 50'

1" EMT WITH WIRE 50' OR MORE
1-1/4" EMT WITH WIRE



EXIT

LEMB24-2-50-1 2x4 LAY IN LED HORIZON FOR CLASSROOMS, OFFICES, HALLS
MLMT-24D-72W-50 2x4 LAY IN LED MAX LIGHT FOR CAFETERIA ABOVE 10'

LED HIGH BAY MAX LITE GYM FIXTURE LED HIGH BAY MAX LITE
STEINEL SENSOR CLASSROOM AND HALLWAYS

EMERGENCY EXITS:

1-1/2" CONDUIT
2" CONDUIT
3" CONDUIT

LIGHT FIXTURES:

TRENCHING PRICING PER LINEAR FOOT
TRENCHING PER FT.
TRENCHING PER FT.

UNDER BORING FOR: PRICING PER LINEAR FOOT
1" CONDUIT

SERVICE PANEL - SINGLE PHASE
100 AMP 42 CIRCUIT
200 AMP 42 CIRCUIT
400 AMP 42 CIRCUIT

3 PHASE PANEL BOARDS 400 AMP AND ABOVE

10' POWER POLE DATA ONLY (NO ELECTRICAL)
12' POWER POLE
15' POWER POLE

10' POWER POLE

65-572R1
65-572R1HL

65-784R1

2'x4' LED RECESSED PANEL 120/277V; 0-10V DIM
2'x4' LED RECESSED PANEL 120/277V; 0-10V DIM
150 WATT UFO LED HIGH BAY 120/277V

73040
73118
73040

STANDARD LED EXIT SIGN RED LETTERS
EMERGENCY LIGHT LED 2 HEAD
EXIT COMBO LED 2 HEAD



EMERGENCY (2 FLOOD)

COMBO EMER. (2 FLOOD) EXIT

GENERAL LABOR: PRICING PER LABOR HOUR

IR Quattro HD COM2-24
US Hallway COM 1-24
US Quattro COM 1-24

TR150
IP710-LPZ

Classroom Sensor
Hallway Sensor
Restroom Sensor
Power Pack
Dimmer Switch

MINIMUM TRIP CHARGE:

WHEN TOTAL PROJECT COST DOES NOT EXCEED $350.00 - DATA 
CONTRACTOR WILL BE ALLOWED TO ADD A MINIMUM CHARGE PER 
TRIP THAT WILL BRING THE TOTAL TO $350.00.



COST

DISTRICT WIDE ELECTRICAL
MAY 1, 2026 @ 10:00 AM

ELECTRICAL

PART NUMBER DESCRIPTION

MINIMUM TRIP 
CHARGE:

       
$350.00 - ELECTRICAL CONTRACTOR WILL BE ALLOWED 
TO ADD A MINIMUM CHARGE PER TRIP THAT WILL 
BRING THE TOTAL TO $350.00.

1/2" EMT WITH WIRE 50' OR MORE
3/4" EMT WITH WIRE LESS THAN 50'

1" EMT WITH WIRE 50' OR MORE

RECEPTACLES

CONDUIT EMT PER 
MC CABLE (12-2/12-3) LESS THAN 50'

DUPLEX RECEPTACLES
QUAD RECEPTACLES
GFCI RECEPTACLES

3" EMT WITH WIRE 50' OR MORE

POWER POLES

1-1/4" EMT WITH WIRE LESS THAN 50'
1-1/2" EMT WITH WIRE 50' OR MORE

2" EMT WITH WIRE LESS THAN 50'

15' POWER POLE

SERVICE PANEL - 

10' POWER POLE    
ONLY (NO ELECTRICAL)

12' POWER POLE

TRENCHING PRICING PER LINEAR FOOT
TRENCHING PER FT.

100 AMP 42 CIRCUIT
200 AMP 42 CIRCUIT
400 AMP 42 CIRCUIT

1-1/2" CONDUIT
2" CONDUIT

UNDER BORING FOR: PRICING PER LINEAR FOOT
1" CONDUIT



3" CONDUIT

MLMT-24D-72W-50 2x4 LAY IN LED MAX LIGHT FOR CAFETERIA ABOVE 10'
LED HIGH BAY MAX LITE GYM FIXTURE LED HIGH BAY MAX LITE

LIGHT FIXTURES:
LEMB24-2-50-1 2x4 LAY IN LED HORIZON FOR CLASSROOMS, OFFICES, HA

   
FLOOD) EXIT

GENERAL LABOR: PRICING PER LABOR HOUR

EMERGENCY EXITS:
EXIT

EMERGENCY (2 FLOOD)

MAXIMUM % - 2 YEAR INCREASE

JOURNEYMAN
APPRENTICE

MASTER ELECTRICIAN



                                                                                                     00140-1 

AIA Document A310 – Electronic Format 

Bid Bond 
THIS DOCUMENT HAS IMPROTANT LEGAL CONSEQUENCES: CONSULTATION WITH AN ATTORNEY IS 
ENCOURAGED WITH RESPECT TO ITS COMPLETION OR MODIFICATION.  AUTHENTICATION OF THIS 
ELECTRONICALLY DRAFTED AIA DOCUMENT MAY BE MADE BY USING AIA DOCUMENT401. 

KNOW ALL MEN BY THESE PRESENTS, that we (Here insert full name and address or legal title or Contractor) 
as principal, hereinafter called the Principal, and (Here insert full name and address or legal title of Surety)a corporation duly 
organized under the laws of the State of as Surety, hereinafter called the Surety, are held and firmly bound unto (Here insert full name 
and address or legal title of Owner)as Obligee, hereinafter called the Obligee, in the sum of Dollars ($), for the payment of which sum 
well and truly to be made, the said Principal and the said Surety, bind ourselves, our heirs, executors, administrators, successors and 
assigns, jointly and severally, firmly by these presents. 

WHEREAS, the Principal has submitted a bid for (Here insert full name, address, and description of project) 

NOW, THEREFORE, if the Obligee shall accept the bid of the Principal and the Principal shall enter into a Contract with the Obligee 
in accordance with the terms of such bid, and give such bond or bonds as may be specified in the bidding or Contract Documents with 
good and sufficient surety for the faithful performance of such Contract and for the prompt payment of labor and material furnished in 
the prosecution thereof, or in the event of the failure of the Principal to enter such Contract and give such bond or bonds, if the 
Principal shall pay to the Obligee may in good faith contract with another party to perform the Work covered by said bid, then this 
obligation shall be null and void, otherwise to remain in full force and effect. 

Signed and sealed this day of 20 

__________________________________________________________________ 
________________________________________________________(Principal) (Seal) 
 (Witness) 

__________________________________________________________________ 
 (Title) 

__________________________________________________________________ 
 (Surety) (Seal) 
__________________________________________________________________ 
 (Witness) 

__________________________________________________________________ 
 (Title) 
© 1970 THE AMERICAN INSTITUTE OF ARCHITECTS, 1735 NEW YORK AVENUE, N.W., WASHINGTON, D.C. 20006-
5292.  AIA DOCUMENT A310 – BID BOND – FEBRUARY 1970 EDITION - AIA® 0- Unlicensed photocopying violates U.S. 
copyright laws and is subject to legal prosecution.  This document was electronically produced with permission of the AIA and can be 
reproduced in accordance with your license without violation until the date of expiration as noted below.  User Document: bid 
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SECTION 00150 - NON-COLLUSION AFFIDAVIT  

       00150-1 

STATE OF OKLAHOMA ) 
) ss. 

COUNTY OF TULSA  ) 
 
 
 
                                                                                        , of lawful age, being first duly sworn, on oath says that 
(she)he is the agent authorized by the bidder to submit the attached bid.  Affiant further states that the bidder has 
not been a party to any collusion among bidders in restraint of freedom of competition by agreement to bid at a 
fixed price or to refrain from bidding; or with any state official or employee as to quantity, quality, or price in any 
discussions between bidders and any state official concerning exchange of money or other thing of value for 
special consideration in the letting of a contract. 
 
 
 
 
 
 
 
 
 
 
Subscribed and sworn to before me this                          day of                                           , 2021. 
 
 
 
 
           
Company Representative 
 
 
           
Notary Public 
 
 
 
My Commission Expires: 
 
 
 
 
          
 



SECTION 00160 – BUSINESS RELATIONSHIP AFFIDAVIT  

             00160-1 

 
STATE OF OKLAHOMA ) 

) ss. 
COUNTY OF TULSA  ) 
 
 
 
                                                                                        , of lawful age, being first duly sworn, on oath says that 
(she)he is the agent authorized by the bidder to submit the attached bid.  Affiant further states that the nature of 
any partnership, joint venture, or other business relationship presently in effect or which existed within one (1) 
year prior to the date of this statement with the Architect, Engineer, or other party to the project is as follows: 
 
 
 
Affiant further states that any such business relationship presently in effect or which existed within one (1) year 
prior to the date of this statement between any officer or director of the bidding company, any officer or director of 
the architectural or engineering firm or other party to the project is as follows: 
 
 
 
Affiant further states that the names of all persons having any such business relationships and the positions they 
hold with their respective companies or firms are as follows: 
 
 
 
(If none of the business relationships herein above mentioned exist, affiant should so state.) 
 
 
 
           
Company Representative 
 
 
Subscribed and sworn to before me this                              day of                                             , 2021. 
 
 
 
           
Notary Public 
 
 
My Commission Expires: 
 
 
 
           
 



SECTION 00170 – NON-DISCRIMINATION AFFIDAVIT  

  00170-1 

The Contractor affirms and states that he/she complies with the following: 
 
 
1. The Contractor will not discriminate against any employee or applicant for employment because of 

race, color, sex, religion, national origin or age.  The Contractor will take affirmative action to insure 
that applicants are employed and that employees are treated during employment without regard to 
their race, color, sex, religion, national origin or age.  Such action shall include, but not be limited 
to, the following:  employment, upgrading, demotion or transfer, recruitment or recruitment 
advertising; layoff or termination; rates of pay or other forms of compensation; and selection for 
training, including apprenticeship.  The Contractor agrees to post in conspicuous places, available 
to employees and applicants for employment, notices setting forth the requirements of these 
nondiscrimination provisions. 

 
2. The Contractor will state, in all solicitations or advertisements for employees placed by or on behalf 

of the Contractor, that all qualified applicants will receive consideration for employment without 
regard to race, color, sex, religion, national origin or age." 

 
 
 
 
 
           
Company Representative 
 
 
 
Subscribed and sworn to before me this                              day of                                             , 2021. 
 
 
 
            
Notary Public 
 
 
 
My Commission Expires: 
 
 
 
 
            
 
 

 



  00180-1 

SECTION 00180 - FELONY FREE AFFIDAVIT 
 
 

STATE OF OKLAHOMA ) 
    ) ss. 
COUNTY OF TULSA ) 
 
 
 The undersigned, under the penalties of perjury, certifies to the Tulsa Public Schools 

(“School District”) as follows: 

 1. The undersigned: 

_______ has a contract with the School District; OR 

_______ is the duly authorized representative of a business 
(“entity”) having a contract with the School District, 

 
to perform work on School District premises on a full-time or part-time basis. 

 2. The undersigned hereby certifies that neither the undersigned nor any employee 

of the undersigned or of the entity, or of any subcontractor of the undersigned or the entity, will 

perform work on School District premises on a full-time or part-time basis that would otherwise 

be performed by School District employees if such employee has been convicted in this State, 

the United States or any other state of any felony offense unless ten (10) years have elapsed since 

the date of the criminal conviction or the employee has received a pardon for the offense. 

 3. Neither the undersigned nor any employee of the undersigned, or the entity, or of 

any subcontractor of the undersigned or the entity, who performs any work on School District 

property is currently registered under the Oklahoma Sex Offenders Registration Act or the Mary 

Rippy Violent Crime Offenders Registration Act. 

 4. The undersigned, or the entity, has conducted a felony record search of all 

employees who will be assigned to work on a full-time or part-time basis on School District 

property. 



Updated: March 2010  00180-2 
 

 5. This Affidavit is made and delivered pursuant to the requirements of OKLA. 

STAT. tit. 70, § 6-101.48 (Supp. 2000) and OKLA. STAT. tit. 57, § 589 (Supp. 2004) (the 

“Acts”).  The undersigned further certifies to the School District that the undersigned and/or the 

entity are in full compliance with the requirements of the Acts. 

 EXECUTED AND DELIVERED this _____ day of _____________________, 

__________. 

 

      __________________________________________ 
      AFFIANT’S SIGNATURE 
 
 
      __________________________________________ 
      (Print Name and Title) 
 
 
      Representing: 
 
 
 
      __________________________________________ 
      (Name of Entity) 
 
 
 
 Subscribed and sworn to before me this ____ day of ___________________, 

__________. 

      __________________________________________ 
         Notary Public 
( S E A L ) 
 
Notary Commission Number:  ______________ 
 
My Commission Expires:  ______________ 
 
 



SECTION 000190 – ASBESTOS COMPLIANCE FORM  

Updated: December 2005  00190-1 

CERTIFICATION OF COMPLIANCE 
WITH ASBESTOS RESTRICTIONS 

 
 
 
STATE OF _________________________________________________) 
 ) SS. 
COUNTY OF  _______________________________________________) 

The undersigned Contractor, of lawful age, being first duly sworn, on oath says that: 

A. Building materials or products incorporated or installed in the construction of 

  _______________________________  School addition and/or remodel will be 

free of asbestos containing materials or products of any kind. 

B. Certification of Compliance with Asbestos Restrictions will be included in any sub-

contract connected with the performance of work for this project. 

 C. Submit copy in O&M Manuals. 

 ARCHITECT 

 By  ________________________________  

  ________________________________  
 (Title) 
 
 
SUBSCRIBED AND SWORN to before me this  ________ day of  ________________________ 20__. 

  ______________________________________  
  Notary Public 
 
My Commission Expires: 

 _______________________________  



  00191-1 

SECTION 00191 

CONTRACTORS QUALIFICATIONS STATEMENT 

This form is required for every project and is to be included with your bid documents, also submit 
via email to elampa@tulsaschools.org 7-days prior to bid opening. Failure to submit will disqualify 
the bid. All questions must be answered, the data must be clear and understanding and must be signed 
and notarized.  
 
 

1. Name of Bidder: _________________________________________________________________  

2. Permanent Main Office Address: ____________________________________________________  

3. When organized: _________________________________________________________________  

4. If incorporated, when and where _____________________________________________________  

5. How many years have you been engaged in the contracting business under your present firm or 
trading name? ___________________________________________________________________  

6. List 5 projects of similar size work, references with telephone numbers, cost of project and year 
completed: ______________________________________________________________________  

(1) Project:  , Year: , 

Cost: $  

Reference:  , Phone:  

(2) Project:  , Year: , 

Cost: $  

Reference:  , Phone:  

(3) Project:  , Year: , 

Cost: $  

Reference:  , Phone:  

(4) Project:  , Year: , 

Cost: $  

Reference:  , Phone:  

(5) Project:  , Year: , 

Cost: $  

Reference:  , Phone:  

mailto:elampa@tulsaschools.org


  00191-2 

7. Have you ever failed to complete any work awarded to you? Please explain. 

8. Please state the size of your business: 

 # of employee’s (total):  

9. Are any of your job captains bilingual? 

10. Financial Information: 

 a. State the name of the bank with whom you do your principal business: 

 Name of Bank Address City, State Phone Number 

 __________________________________________________________________________________  

 b. State 5 trade references with whom you do business: 

1. _____________________________________________________________________  

2. _____________________________________________________________________  

3. _____________________________________________________________________  

4. _____________________________________________________________________  

  
President of Company 

 ,    
(Notary Public) (Date) 
 
 
Affix Notary Seal 



SECTION 00260 – NO KICK-BACK STATEMENT 

 00260 - 1 

SECTION 00260 
 

NO KICK-BACK STATEMENT 
 

 
A duplicate of the following statement is required to be signed, notarized, and submitted with each and 
every copy of the AIA Document G702, “Application and Certificate for Payment”, that is presented to 
the Owner for payment. 
 
 
 
STATE OF OKLAHOMA ) 

) ss. 
COUNTY OF TULSA  ) 
 
 
 
The undersigned Contractor, of lawful age, being first duly sworn, an oath says that this invoice is true 
and correct.  Affiant further states that the services as shown by the invoice have been completed in 
accordance with the contract.  Affiant further states that he has made no payment directly or indirectly 
to any elected official, officer or employee of the State of Oklahoma, any county or local subdivision of 
the state, of money or any other things of value to obtain payment. 
 
 

Contractor 
 

                                                                                    
(Title)                                                                    

 
By                                                                                

 
 
 
 
Subscribed and sworn to before me this                              day of                                           , 20       . 
 
 

                                                                                    
             Notary Public 
My Commission Expires: 
 
 
                                       
 
[SEAL] 
 
 
 

END OF SECTION 



  00300-1 
 

INTRODUCTION TO THE SCOPE OF WORK 

 

The cost of the work will not exceed $500,000.00, initial term commencing July 1, 2026, through June 
30, 2027.  Bid bond of $50,000.00 required. 

At the end of the first term, the district has the option to renew for two (2) additional, consecutive, one-
year terms. 

 



01300-1  

 
 

SECTION 01300 
ADMINISTRATIVE REQUIREMENTS 

 

PART  1  GENERAL 

1.1  SECTION INCLUDES 

A.  Administration of Contract: Provide administrative requirements for the proper coordination 
and completion of work including the following: 
1.  Supervisory personnel. 
2.  Preconstruction conference. 
3.  Project meetings, minimum of two per month; prepare and distribute minutes. 

B.  Reports: Submit daily and special reports. 

C.  Work Schedule: Submit progress schedule, updated monthly. 

D.  Submittal Schedule: Prepare submittal schedule; coordinate with progress schedule. 

E.  Schedule of Values: Submit schedule of values. 

F.  Schedule of Tests: Submit schedule of required tests including payment and responsibility. 

G.  Perform Surveys: Lay out the work and verifying locations during construction. Perform final 
site survey. 

H.  Emergency Contacts: Submit and post a list of emergency telephone numbers and address 
for individuals to be contacted in case of emergency. 

I.  Record Documents: Submit record drawings and specifications; to be maintained and 
annotated by Contractor as work progresses. 

1.2  SUBMITTALS 

A.  Types of Submittals: Provide types of submittals listed in individual sections and number of 
copies required below. 
1.  Shop drawings, reviewed and annotated by the Contractor - 3 copies. 
2.  Product data - 3 copies. 
3.  Samples - 2, plus extra samples as required to indicate range of color, finish, and 

texture to be expected. 
4.  Inspection and test reports - 3 copies. 
5.  Warranties - 3 copies. 
6.  Survey data - 3 copies. 
7.  Closeout submittals – 3 copies. 

B.  Submittal Procedures: Comply with project format for submittals. Comply with submittal 
procedures established by Architect including Architect's submittal and shop drawing stamp. 
Provide required resubmittals if original submittals are not approved. Provide distribution of 
approved copies including modifications after submittals have been approved. 

C.  Samples and Shop Drawings: Samples and shop drawings shall be prepared specifically for 
this project. Shop drawings shall include dimensions and details, including adjacent 
construction and related work. Note special coordination required. Note any deviations from 
requirements of the Contract Documents. 



01300-2  

D.  Warranties: Provide warranties as specified; warranties shall not limit length of time for 
remedy of damages Owner may have by legal statute. Contractor, supplier or installer 
responsible for performance of warranty shall sign warranties. 

PART  2  PRODUCTS - Not applicable to this Section 

PART  3  EXECUTION - Not applicable to this Section 
 

END OF SECTION 



01600-1  

 
 

SECTION 01600 
PRODUCT REQUIREMENTS 

 

PART  1  GENERAL 

1.1  SECTION INCLUDES 

A.  Manufacturers: Provide products from one manufacturer for each type or kind as applicable. 
Provide secondary materials as acceptable to manufacturers of primary materials. 

B.  Product Selection: Provide products selected or equal approved by Architect. Products 
submitted for substitution shall be submitted with complete documentation, and include 
construction costs of substitution including related work. 

C.  Substitutions: Request for substitution must be in writing. Conditions for substitution include: 
1.  An 'or equal' phrase in the specifications. 
2.  Specified material cannot be coordinated with other work. 
3.  Specified material is not acceptable to authorities having jurisdiction. 
4.  Substantial advantage is offered to the Owner in terms of cost, time, or other valuable 

consideration. 

D.  Substitution Requests: Substitutions shall be submitted prior to award of contract, unless 
otherwise acceptable. Approval of shop drawings, product data, or samples containing 
substitutions is not an approval of a substitution unless an item is clearly presented as a 
substitution at the time of submittal. 

PART  2  PRODUCTS - Not applicable to this Section 

PART  3  EXECUTION - Not applicable to this Section 
 

END OF SECTION 
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