
Date of Sample Jan. 2024 Final Remediation

Sampled by WSDOH

Fixture location Lead Test Result (ppb)

Fountain Room 25 17 Fixture Removed

Fountain Room 26 12 Fixture Removed

Fountain Room 5 8 Fixture Removed

Sink Kitchen 7 Handwashing Only

Fountain Room 13 7 Fixture Removed

Tap Room 25 6 Handwashing Only

Fountain Room 24 6 Handwashing Only

Fountain Room 22 6 Handwashing Only

Fountain Room 7 6 Fixture Removed

Fountain Room 4 6 Fixture Removed

Fountain Room 3 6 Fixture Removed

Tap Room 8 5 N/A

Fountain Room 2 5 N/A

Fountain Room 14 5 N/A

Tap Room 24 4 N/A

Fountain Room 23 4 N/A

Tap Room 9 4 N/A

Tap Room 10 4 N/A

Tap Room 26 3 N/A

Tap Room 23 3 N/A

Tap Room 7 3 N/A

Fountain Room 6 3 N/A

Lead in Drinking Water Report



Tap Room 5 3 N/A

Tap Room 4 3 N/A

Tap Room 3 3 N/A

Tap Room 2 3 N/A

Tap Room 6 2 N/A

Tap Room 12 2 N/A

Tap Room 14 2 N/A

Tap Room 13 2 N/A

Tap Room 22 <1 N/A

Tap Room 21 <1 N/A

Fountain Room 21 <1 N/A

Fountain Cafeteria <1 N/A

Bottle Filler Cafeteria <1 N/A

Fountain Cafeteria <1 N/A

Fountain Outside office <1 N/A

Tap Room 11 <1 N/A

Fountain Gym <1 N/A


