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Client Project ID: PWS ID CT0570212

Project (SDG) No.: N6D0432

Report Date: 04/27/2026

Attention: Elisa Gonzalez

Greenwich, CT 06830

c/o Greenwich Public Schools, 290 Greenwich Ave

Parkway School

Purpose and Results

This report contains the analytical data for the sample(s) identified on the attached chain-of-custody received in our laboratory 

on April 17, 2026 and listed below.  The project was identified as your project:  PWS ID CT0570212.

The analyses were conducted utilizing appropriate EPA, Standard Methods, and ASTM methods as detailed in the data 

summary tables.

All samples were received in proper condition meeting the customary acceptance requirements for environmental samples 

except those indicated under the Sample and Analysis Qualifiers section of this report.

All analyses met the method and laboratory standard operating procedure requirements except as indicated by any data flags, 

the meaning of which are explained in the Sample and Data Qualifiers Relating to This Work Order section of this report and 

case narrative if applicable.

Please contact Client Services at 203-270-9973 with any questions regarding this report.

[TOC_1] Introduction and Sample Cross Reference [

Client Sample IDSample ID Matrix Date Collected Date Received

PS017 - Teachers LoungeN6D0432-01 Drinking Water 04/17/2026 04/17/2026

PS017 - Teachers LoungeN6D0432-02 Drinking Water 04/17/2026 04/17/2026

POEN6D0432-03 Drinking Water 04/17/2026 04/17/2026

Well 2N6D0432-04 Drinking Water 04/17/2026 04/17/2026

Well 3N6D0432-05 Drinking Water 04/17/2026 04/17/2026
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N6D0432

Drinking Water

eachers Lounge[TOC]

Log-in/Sample Notes:

Client Sample ID: PS017 - Teachers Lounge

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-01

04/17/2026

4/17/26  11:50

Matrix:

Field Analyses:

Field Residual Chlorine: 0.00 mg/L

ALS_RAnalysis Conducted by:

AnalystMCLUnitsResultParameter RL AnalyzedPrepared
Reference 

Method

Lab

Qualifier 

CLP

Flag

mg/L ALSSM 2320 B-1997(2011)Alkalinity, Total as CaCO3    210 - 2 4/22/26 18:284/22/26  0:00

N6D0432

Drinking Water

eachers Lounge[TOC]

Log-in/Sample Notes:

Client Sample ID: PS017 - Teachers Lounge

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-02

04/17/2026

4/17/26  11:45

Matrix:

Field Analyses:

Field pH: 7.32 ph Units Field Temp: 16.0 °C

Field Residual Chlorine: 0.00 mg/L

AnalystMCLUnitsResultParameter RL AnalyzedPrepared
Reference 

Method

Lab

Qualifier 

CLP

Flag

Color Units 

(Pt-Co)

VPFSM 21-23 2120B (-01)Color-Apparent    1.0 151.0 4/17/26 15:404/17/26 15:40

3< 1Odor (Threshold) SM 2150B-2011 SWDT.O.N. 1 4/17/26 15:404/17/26 15:40U

NTU VPFEPA 180.1 Rev 2.0Turbidity-    0.75 50.10 4/17/26 15:404/17/26 15:40

0    AbsentColiform, total SM 20, 21-23 9223B (-04) (Colilert) SWDP/A 0.00 4/17/26 16:104/17/26 16:10U

0    AbsentE. Coli SM 20, 21-23 9223B (-04) (Colilert) SWDP/A 0.00 4/17/26 16:104/17/26 16:10U

N6D0432

Drinking Water

OC_2]POE[TOC]

Log-in/Sample Notes:

Client Sample ID: POE

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-03

04/17/2026

4/17/26  12:05

Matrix:

Field Analyses:

Field Residual Chlorine: 0.00 mg/L

AnalystMCLUnitsResultParameter RL AnalyzedPrepared
Reference 

Method

Lab

Qualifier 

CLP

Flag

mg/L DNPEPA 300.0 Rev 2.1Nitrate as N    1.66 - 0.0500 4/18/26 06:144/18/26  6:14

- < 0.0500Nitrite as N EPA 300.0 Rev 2.1 DNPmg/L 0.0500 4/18/26 06:144/18/26  6:14U

N6D0432

Drinking Water

ell 2[TOC]

Log-in/Sample Notes:

Client Sample ID: Well 2

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-04

04/17/2026

4/17/26  11:55

Matrix:

Field Analyses:

Newtown, CT 0647056 Church Hill Road #2
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N6D0432

Drinking Water

ell 2[TOC]

Log-in/Sample Notes:

Client Sample ID: Well 2

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-04

04/17/2026

4/17/26  11:55

Matrix:

Field Analyses:

Field Residual Chlorine: 0.00 mg/L

AnalystMCLUnitsResultParameter RL AnalyzedPrepared
Reference 

Method

Lab

Qualifier 

CLP

Flag

0 < 1.00E Coli - MPN SM 20, 21-23 9223B (-04) (Colilert) SWDMPN/100 ml 1.00 4/17/26 16:104/17/26 16:10U

N6D0432

Drinking Water

ell 3[TOC]

Log-in/Sample Notes:

Client Sample ID: Well 3

Client Project: PWS ID CT0570212

Project (SDG) No. Sample ID:

Date Received:

Collection Date/Time:

N6D0432-05

04/17/2026

4/17/26  12:00

Matrix:

Field Analyses:

Field Residual Chlorine: 0.00 mg/L

AnalystMCLUnitsResultParameter RL AnalyzedPrepared
Reference 

Method

Lab

Qualifier 

CLP

Flag

0 < 1.00E Coli - MPN SM 20, 21-23 9223B (-04) (Colilert) SWDMPN/100 ml 1.00 4/17/26 16:104/17/26 16:10U

Newtown, CT 0647056 Church Hill Road #2
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Certified Analyses included in this Report

Analyte CertificationsCAS #

EPA 180.1 Rev 2.0 in Drinking Water

Turbidity- 7732-18-5 CTDPH-PH-0843,NYSDOH-NY11706

EPA 300.0 Rev 2.1 in Drinking Water

Nitrate as N 14797-55-8 CTDPH-PH-0840

Nitrite as N 14797-65-0 CTDPH-PH-0840

SM 20, 21-23 9223B (-04) (Colilert) in Drinking Water

Coliform, total M0015 NYSDOH-NY11706,CTDPH-PH-0843

E Coli - MPN 9007-41-4 CTDPH-PH-0843,NYSDOH-NY11706

E. Coli 9007-41-4 NYSDOH-NY11706,CTDPH-PH-0843

SM 21-23 2120B (-01) in Drinking Water

Color-Apparent solids CTDPH-PH-0843,NYSDOH-NY11706

SM 2150B-2011 in Drinking Water

Odor (Threshold) CTDPH-PH-0843

Newtown, CT 0647056 Church Hill Road #2

FAX (203) 270-3348(203) 270-9973www.alsglobal.com/usaenviro nastr.clientservices@alsglobal.com
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List of Certifications

Code Description Number Expires

CTDPH-PH-0840 PH-0840CTDPH - Stratford 06/30/2027

CTDPH-PH-0843 PH-0843CTDPH Newtown 12/31/2025

NYSDOH-NY11706 11706NYSDOH - Newtown 04/01/2026

Newtown, CT 0647056 Church Hill Road #2

FAX (203) 270-3348(203) 270-9973www.alsglobal.com/usaenviro nastr.clientservices@alsglobal.com
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[TOC_1]Notes and Specific Data Flags[Sample and Data Qualifiers Relating to This Work Order

The compound was analyzed for, but was not detected (Non-detect) at or above the MRL/MDL.U

Analyte is not certified but the state of sample origination offer certification for the Analyte/\

[TOC_1]Notes and Specific Data Flags[CLP Flags

Not Detected.  Analyte not detected above laboratory�s established reporting limit.U

Poor Precision / duplicate variance.  Indicates poor agreement between duplicates (e.g. matrix spike duplicates or lab duplicates).P

Tentatively Identified Compound (TIC).  The compound is presumptively identified but not confirmed with a standard.N

Estimated Value.  Result is above the Method Detection Limit (MDL) but below the Reporting Limit (RL).J

Holding time exceeded.  The sample was anlayzed after the recommended/required holding time.H

Exceeds Calibration range.  Result is above the instruments� linear calibration range.E

Diluted sample result.  The sample was diluted before analysis.D

Blank Contamination. The analyte was also detected in the method blank.B

Definitions and Other Explanations

Analyte is not certified or the state of the samples origination does not offer certification for the Analyte.*

MCL The Maximum Contaminant Level (MCL) is the maximum concentration of a chemical that is allowed in public drinking water systems. 

The MCL is established by the U.S. Environmental Protection Agency (EPA).  Some states have MCLs that are equal to or less than the 

Federally established MCL. The listed MCL value reflects the MCL established by the State where the sample was taken.

General Notes for N6D0432

1. The RLs and MDLs (Reporting Limit and Method Detection Limit respectively) reported are adjusted for any dilution necessary due to 

the levels of target and/or non-target analytes and matrix interference.  The RL(REPORTING LIMIT) is based upon the 

lowest standard utilized for the calibration where applicable.

2. Samples are retained for a period of thirty days after submittal of report, unless other arrangements are made.

3. ALS' liability for the above data is limited to the dollar value paid to ALS for the referenced project.

4. This report shall not be reproduced without the written approval of ALS, Inc.

5. All analyses conducted met method or Laboratory SOP requirements. See the Sample and Data Qualifiers Section

for further information.

6. It is noted that no analyses reported herein were subcontracted to another laboratory, unless noted in the report.

7. This report reflects results that relate only to the samples submitted on the attached chain-of-custody form(s) received by ALS.

Approved By:
Date: April 27, 2026

Dustin Hibbert

Laboratory Director

Newtown, CT 0647056 Church Hill Road #2
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