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DRAWINGS
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EROSION CONTROL NOTES

1. CONTRACTOR SHALL DEVELOP A STORM WATER POLLUTION PREVENTION PLAN

| (SWP3) IN ACCORDANCE WITH TEXAS COMMISSION ON ENVIRONMENTAL QUALITY
(TCEQ) RULES FOR THE SITE. SWP3 PLAN SHALL BE BASED ON THIS DRAWING OR
: MODIFIED AS REQUIRED.
% 2. SWP3 SHALL CONTAIN:
w A. SITE DESCRIPTION OR PROJECT DESCRIPTION INCLUDING NATURE OF
CONSTRUCTION ACTIVITY, POTENTIAL POLLUTANTS AND SOURCES
B. DESCRIPTION OF INTENDED PROJECT SCHEDULE
U C. ACREAGE OF SITE
>/>77»~, =z D. DATA DESCRIBING SOIL OR QUALITY OF DISCHARGE FROM SITE
AN E. GENERAL LOCATION MAP OF SITE
:ﬁ F. DETAILED SITE MAP INDICATING DRAINAGE PATTERNS, PROPOSED CONTROLS.
T~ - G. EROSION AND SEDIMENT CONTROLS SELECTED

H. SOIL STABILIZATION METHODS
3. SWP3 PLAN SHALL DESCRIBE PRACTICES TO REDUCE POLLUTANTS IN STORM
WATER DISCHARGE, DAILY/WEEKLY SITE INSPECTIONS AND LIST RESPONSIBLE
PERSON.
4. CONTRACTOR SHALL SUBMIT A NOTICE OF INTENT (NOI) TO TCEQ PRIOR TO
DISTURBANCE OF THE SITE.
5. SWP3 PLAN MUST BE RETAINED AT THE CONSTRUCTION SITE AND MADE
AVAILABLE TO CITY AND TCEQ INSPECTORS.
6. CONTRACTOR SHALL INSTALL EROSION CONTROL DEVICES INDICATED ON THIS
PLAN AND SWP3 PLAN PRIOR TO CONSTRUCTION AT SITE.

7 CONTRACTOR SHALL PERFORM PERIODIC MAINTENANCE AND REPAIR AND/OR
REPLACE DEVICES WHEN REQUIRED TO CONTAIN SEDIMENTS AND POLLUTANTS ON
THE SITE UNTIL CONSTRUCTION IS COMPLETE AND SITE HAS REACHED FINAL
STABILIZATION.

8. CONTRACTOR SHALL SUBMIT A NOTICE OF TERMINATION (NOT) TO TCEQ ONCE
CONSTRUCTION IS COMPLETE AND SITE HAS REACHED FINAL STABILIZATION.

9. ALL CITY STREETS SHALL BE KEPT FREE OF ALL CONSTRUCTION MATERIALS
AND SHALL BE CLEANED AT THE END OF EACH WORK DAY.

TEMPORARY EROSION AND SEDIMENTATION CONTROL (TESC)

1. THE IMPLEMENTATION OF THESE TESC PLANS AND THE CONSTRUCTION,
MAINTENANCE, REPLACEMENT, AND UPGRADING OF THESE TESC FACILITIES IS
THE RESPONSIBILITY OF THE APPLICANT/TESC SUPERVISOR UNTIL ALL
CONSTRUCTION IS APPROVED.

2. THE TESC FACILITIES SHOWN ON THIS PLAN MUST BE CONSTRUCTED
PRIOR TO OR IN CONJUNCTION WITH ALL CLEARING AND GRADING SO AS TO
ENSURE THAT THE TRANSPORT OF SEDIMENT TO SURFACE WATERS,
DRAINAGE SYSTEMS, AND ADJACENT PROPERTIES IS MINIMIZED.

3. THE TESC FACILITIES SHOWN ON THIS PLAN ARE THE MINIMUM
REQUIREMENTS FOR ANTICIPATED SITE CONDITIONS. DURING THE
CONSTRUCTION  PERIOD, THESE TESC FACILITIES SHALL BE UPGRADED AS
NEEDED FOR UNEXPECTED STORM EVENTS AND MODIFIED TO ACCOUNT FOR
CHANGING SITE CONDITIONS (E.G., ADDITIONAL SUMP PUMPS, RELOCATION
OF DITCHES AND SILT FENCES, ETC.).

4. THE TESC FACILITIES SHALL BE INSPECTED DAILY BY THE
APPLICANT/TESC SUPERVISOR AND MAINTAINED TO ENSURE CONTINUED
PROPER FUNCTIONING.

5. ANY AREAS OF EXPOSED SOILS, INCLUDING ROADWAY EMBANKMENTS,
THAT WILL NOT BE DISTURBED FOR TWO DAYS DURING THE WET SEASON
OR SEVEN DAYS DURING THE DRY SEASON SHALL BE IMMEDIATELY
STABILIZED WITH THE APPROVED TESC METHODS (E.G., SEEDING, MULCHING,
PLASTIC COVERING, ETC.).

6. ANY PERMANENT RETENTION/DETENTION FACILITY USED AS A TEMPORARY
SETTLING BASIN SHALL BE MODIFIED WITH THE NECESSARY EROSION
CONTROL MEASURES AND SHALL PROVIDE ADEQUATE STORAGE CAPACITY.

DATE
12-03-2025
02-20-2026
04-24-2026

ISSUED FOR

FINAL REVIEW

PERMIT
ADDENDUM 1

g‘—Nm
:o‘
=
£
§kg £
v | §igsE
¥ — W LHE
m §§a§§
) H
N §S; s
83
w S
il
| ]
~
S
W
I~ gm
SER
<
< I~
W Ewe
T W=
2 O
2SS
< xg
JEE
QN
z n
.y
Q
FS PROJECT #
22116.000
DATE: Apr 24, 2026
SCALE: 1"=20"
DRAWN BY: C.Z
CHECK BY: B.D.T.

FS DRAWING NAME:
22116_TK2_01

OWNERSHIP OF DOCUMENTS CALL BEFORE

1]
THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, YOU DIG!!
AS AN INSTRUMENT OF PROFESSIONAL SERVICE, IS THE PROPERTY OF TEXAS ONE
FITTZ & SHIPMAN, INC., AND IS NOT TO BE USED, IN WHOLE OR IN PART, CALL SYSTEM

FOR ANY OTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF

1-800-344-8377
FITTZ & SHIPMAN, INC. © COPYRIGHT 2026 FITTZ & SHIPMAN, INC.

EROSION
CONTROL PLAN

C3.20

© COPYRIGHT 20_26 FITTZ & SHIPMAN, INC.




Apr 24, 2026 01:16pm

PROP. HEAVY DUTY H-20 6", D+ 120" OR 20" MIN. .6

RATED GRATE AND ANGLE
OR MH. LID & RING AS
IDENTIFIED ON PLAN SHEETS

5

D + 1'-0" OR 2'=0" MIN

D
f
|
)| ¢
:

I
|

PLAN

TYP. INLET

TYP. INLET IN GRASSY

Q: \PROJECTS\22116 — 2022 BISD Work\Task 2 — Bingham Drainage\Civil\Drawings_Current\22116 _TK2_01.dwg

IN PAVING OR LANDSCAPE AREA

PROP. 2'x2" HEAVY DUTY H—-20
RATED GRATE AND ANGLE
OR HD. MH. LID & RING

FILL MATERIAL

%" ISOLATION JOINT WITH
SONALASTIC SEALER 8"

‘ ‘ 3. STUFF LOGS WITH SUFFICIENT FILTER MATERIAL TO ACHIEVE DENSITY THAT WILL HOLD SHAPE WITHOUT EXCESSIVE
> s b DY v
I A GG DEFORMATION.
. s R PREPARED
% > b o} o \\\///\\\///\\\///\\\///\\\// SUB GRADE
. R 4. STAKES SHALL BE 2" X 2" WOOD OR #3 REBAR, 4' LONG, EMBEDDED SUCH THAT 2" PROTRUDES ABOVE LOG, OR AS
/\\//\\//\\//\\//\\// 19 \\//\\//\\//\\//\\
\//\//\//\//\// Kl -1 AL DIRECTED.
SIS 8™ M !
I @ | SRS
SR Ty _ X4 BARS @ 12”7 0.C. (MAX.) 5. DO NOT PLACE STAKES THROUGH CONTAINMENT MESH,
SN TYP.) : SEACH WAY (TYP.)
S NI
IO ° UK
R SRR
R S Log Placement at Edge of

STRUCTURE FLOWLINE —
EQUALS LOWEST PIPE
OR BOX FL. MINUS

PIPE OR BOX THICKNESS

GROUT LINE

1 % SK/TON CEMENT STABILIZE BACKFILL
COMPACTED IN 127 LIFTS. (ALL APPLICATIONS)

SECTION A—A
Storm Sewer Inlet

TYP. GRASSY OR
LANDSCAPE AREA

L\N\SH GRADE
£

TYP. SITE
PAVED AREA

PARKING PAVEMENT
| \

R MINIMUM HDPE
[ B TRENCH WIDTH
! _ PIPE DIA. | (W)

2 4 W= 21
2 I I
E 6 W = 23
BACKFILL WITH SELECT FILL g¢ |8 W = 26"
COMPACT TO 95% STANDARD K m m
PROCTOR DENSITY, PLACE =z |10 W = 28
IN 8" LFTS 2 = 12" W = 30"
B2 15" W = 34"
BACKFILL WITH CEMENT o~ [18” W = 39”7
STABILIZED SAND (1 1/2 SACKS 3 — o
OF CEMENT PER TON OF E 24” W = 48”
MATERIAL COMPACTED IN 12" o 30 W = 56
UFTS) ALL INSTALLATIONS 36" W = 64"
42" W= 72"
48" W = 80"

k12" FOR PIPES 15" — 42"
BEDDING > 24" FOR PIPES 42" & OVER

Trench Cut for
HDPE Storm Sewer Lines

—PERMISSIBLE CONSTRUCTION
JOINT TOP & BQTTOM (TYP.)

SECURE END OF
LOG TO STAKE AS
DIRECTED

G

12" TEMP. EROSICN
CONTROL LOG

STAKE ON DOWNHILL SIDE OF
LOG AT 8' C — C MAX. AS NEEDED TO
SECURE LOG, OR AS DIRECTED.

PAVING & DRAINAGE
1.

12" TEMP. EROSION

REMOVE ALL TOPSOIL TO APPROX. DEPTH OF 12 INCHES. THEN SCARIFY
THE SUBGRADE TO A DEPTH OF 8 INCHES AND RE—COMPACT TO 95% STD
PROCTOR DENSITY ASTM D—698 IN ACCORDANCE WITH TXDOT ITEM 260.
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CONTROL LOG
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PLAN VIEW

DIAMETER LOGS.

2. UNLESS OTHERWISE DIRECTED, USE BIODEGRADABLE OR PHOTODEGRADABLE CONTAINMENT MESH ONLY WHERE LOG
WILL REMAIN IN PLACE AS PART OF A VEGETATIVE SYSTEM. FOR TEMPORARY INSTALLATIONS, USE RECYCLABLE

AT

SECTION A-A

I. LENGTHS OF EROSION CONTROL LOGS SHALL BE IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS AND AS
REQUIRED FOR THE PURPOSE INTENDED. MAXIMUM LENGTH OF LOGS SHALL BE 60' FOR 18" DIAMETER OR 30' FOR 12"

CONTRACTOR TO PERFORM SOIL DENSITY TESTING FOR ALL PAVING
AND BACKFILLING DRAINAGE DITCH AT 8” LIFTS. ALL TESTING TO BE
AT CONTRACTORS EXPENSE.

ALL CONCRETE FOR PAVING TO BE 3500 PSI COMPRESSIVE
STRENGTH @ 28 DAYS. SAWING OF JOINTS SHALL BEGIN

AS SOON AS WORKABLE AND SHALL BE COMPLETED BEFORE 24 HOURS

HAVE ELAPSED. ANY RANDOM CRACKING OF THE PAVEMENT DUE TO
INCOMPLETE SAWING OPERATIONS SHALL REQUIRE THE REMOVAL
AND REPLACEMENT OF THE DAMAGED SECTION AT THE
CONTRACTOR’S EXPENSE. BEAM SAMPLES SHALL BE MADE

FOR CONCRETE PAVEMENT TESTING.

STEEL REINFORCEMENT FOR PAVEMENT SHALL BE GRADE 60 STEEL

CONTRACTOR SHALL BE RESPONSIBLE FOR CONSTRUCTION OF
CONCRETE PAVEMENTS TO PROPER THICKNESS AS PROVIDED IN
THE CONSTRUCTION PLANS AND SPECIFICATIONS. INSPECTION
OF FORMS AND GRADING WILL BE CONDUCTED PRIOR TO
PLACEMENT OF CONCRETE AND RANDOM CORE SAMPLES WILL BE
CONDUCTED AFTER ~ COMPLETION PER  SPECIFICATIONS TO

#5 REBAR @ 12" 0.C.E.W. WITH PLASTIC REINF. SUPPORTS @ 48" O.C.E.W.

CONTAINMENT MESH.

BAR DRILL & EPOXY

HMAC ASPHALT SURFACE
AVING CONC. W/
FULL DEPTH SAW CUT. ASPHALT OVERLAY
ROAD PWMT .
44 18" O.CJE.W.
24"~ 44 DEF. DOWEL /

Pavement

CITY STREET CITY STREET

PVMT (CONCRETE)

ROAD PAVEMENT

6” EMBED 18"—0.C. = —
ON ALL SIDES THAT N il v : i A o )
HAVE BEEN SAWCUT TX 5 NN T sy 3|

TACK CONT.
SS—IH

127 127

CONCRETE_AND—
ASPHALT PAVEME

[
| /
:

BACKFILL WITH CEMENT STABILIZED
SAND BENEATH PAVEMENT

8 1/2 SACKS OF CEMENT PER TON
F MATERIAL COMPACTED

IN 127 LIFTS

DEPTH TO BE AS INDICATED ON
DRAINAGE PLANS

5

0.D. + 24" MIN. BEDDING

Trench Cut For Storm Sewer
Lines Under Pavement/Street
Pavement Repair

FULL DEPTH SAWCUT
EXISTING CONCRETE
/PA\/EMENT
|

L 24”—#4 DEF. DOWEL
BAR DRILL & EPOXY
6” EMBED 18”—0.C.
ON ALL SIDES THAT
HAVE BEEN SAWCUT

MEASURE  THICKNESS.

A.

CONTRACTOR  SHALL

VARIOUS BID ITEMS.

BY THE CONTRACTOR.

BACKFILL ALL HDPE PIPE ON SAME DAY AS INSTALLATION.

ALL EXPOSED CONCRETE CORNERS OF MANHOLES,
OTHER STRUCTURES SHALL BE CHAMFERED 1”.

PROVIDE TOPSOIL FOR AREAS DISTURBED.
NOT BE PAID FOR DIRECTLY BUT SHALL BE SUBSIDIARY TO THE

EROSION CONTROL DEVICES TO CONTROL/CONTAIN
SEDIMENT RUNOFF AND TO PREVENT TRACKING ONTO
PUBLIC STREETS MUST BE PROPERLY INSTALLED AND
MAINTAINED DURING ALL PHASES OF CONSTRUCTION AND
MUST REMAIN IN PLACE UNTIL BUILDING ERECTION
AND/OR PAVING WORK IS COMPLETE AND/OR ADEQUATE
VEGETATION IS ESTABLISHED TO PREVENT EROSION OF
SOILS INTO STREETS OR DRAINAGE SYSTEMS.

CONTRACTOR SHALL SUBMIT A TRAFFIC
PLAN TO THE ENGINEER_WHICH
CONFORMS TO THE MOST CURRENT TMUTCD.

OWNER SHALL PROVIDE A MINIMUM OF 1 (ONE)
SET OF COMPRESSIVE STRENGTH TEST RESULT FOR EACH
100 CY. OF CONCRETE OR A FRACTION THEREOF.

RE—TESTING FOR FAILED SAMPLES SHALL BE PAID FOR

CONTRACTOR WILL HAVE ULTIMATE
RESPONSIBILITY FOR PROPER CONCRETE PAVEMENTS.

EXPANSION JOINTS TO BE PLACED @ ALL RADIUS RETURNS AND
WHEN TYING INTO EXISTING PAVEMENTS.

STORM SEWER & CULVERT PIPE SHALL BE OF THE FOLLOWING MATERIALS:

AASHTO M294 SMOOTH WALL CORRUGATED POLYETHYLENE PIPE WITH
LOCKING PUSH ON JOINTS SMOOTH INTERIOR WALL CORRUGATED

POLYETHYLENE PIPE INSTALLED WITH BEDDING
MANUFACTURERS RECOMMENDATIONS (8" — 42

STORM PIPE, 12" DIAMETER OR SMALLER, CONNECTED TO
ROOF DRAINS MAY BE SCHEDULE 40 PVC IN LIEU OF ADS N-12.

CONTRACTOR SHALL BACKFILL AROUND ALL MANHOLES, INLETS,
AND CATCH BASINS, WITH CEMENT STABILIZED SAND COMPACTED

TO FILL ALL VOID CEMENT STABILIZED SAND SHALL NOT CONTAIN
LESS THAN 1 1/2 SACKS CEMENT PER TON OF TOTAL MIXTURE.

INCLUDE BACKFILL BEHIND CURB AND
THIS WORK WILL

5)CCORDING T0

INLETS, OR
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