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NOTIFICATION APPLIANCE
SUPPLEMENTARY RECORD OF INSPECTION AND TESTING

This form is a supplement to the System Aecord of Inspecion and Tessng.
Itincludes a natification appliance test record.
This form is o be completed by the system inspedion and tesing contractor ai the time of the inspection andior test.
It shall be permi®ed to modify this form as needed 1o provide a more complete and/or clear record.
Insert NA i all unused iines.

Inspection/ Test Stat Date/ Tu 27 1/29/25 4:00 PM I spaétion/ Tes t Com pletion Date: Time: 1/30/25 6:30 PM
Number of Supplemental Pages Attached: 3

1. PROPERTY INFORMATION

2. NOTIFICATION APPLIANCE TEST RESULTS

Appliance Type location/Identifier Test Resulta
Horn Strobe Main Office Pass
Horn Strobe Staff Lounge Pass
Horn Strobe | Staff Workroom Pass
Horn Strobe Health office Pass
Horn Strobe Principal Office Pass
Strobe Only Nurse Restroom Pass
Strobe Only Staff Restroom Pass
HornStrobe Assistant Principal Pass
HornStrobe Library Pass
HornStrobe Library Conference Room Pass
Strobe Only Library Staff RestRoom Pass
Horn Strobe Library Corridor Pass
Horn Strobe Library kitchen Office Pass
Strobe Only Library Kitchen Supply Pass
Horn Strobe Gym Main Area North Pass
Horn Strobe Gym Main Area South Pass
Horn Strobe Gym Main Area East Pass
Horn Strobe Gym Main Area West Pass
Horn Strobe Gym Main Entrance Lobby Pass
Strobe Only Gym Restroom Pass
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72-56

NATIONAL FIRE ALARM AND SIGNALING CODE

NOTIFICATION APPLIANCE

SUPPLEMENTARY RECORD OF INSPECTION AND TESTING (continued)

2. NOTIFICATION APPLIANCE TEST RESULTS {continued)

Appliance Type

Location/Identifier Test Results
Horn Strobe 2 Story Room 11A Pass
Horn Strobe 2 Story Room 11A W Pass
Horn Strobe 2 Story Room 11A S.W Pass
Horn Strobe 2 Story Room 11A Workroom Pass
Horn Strobe 2 Story Room 11B N.E Pass
Horn Strobe 2 Story Room11B N.W Pass
Strobe Only 2 Story Girls Restroom Pass
Strobe Only 2 Story Boys Restroom Pass
Horn Strobe 2 Story Room 11E Pass
Horn Strobe 2 Story Room 11F Pass
Horn Strobe 2 Story Room 11G.E Pass
Horn Strobe 2 Story Workroom 11E Pass
Horn Strobe 2 Story Workroom 11 I Pass

Horn Strobe 2 Story Workroom 11 G Pass
Horn Strobe 2 Story Workroom 11H Pass
Horn Strobe 2 Story Room 11H Pass
Horn Strobe 2 Story Room 11 G Pass
Horn Strobe 2 Story Room 11F Pass
HornStrobe 2 Story Room 11E Pass
HornStrobe 2 Story Data Room Pass
Strobe Only 2 Story Staff Restroom Pass
Strobe Only 2 Story 2nd Floor Boys Restroom Pass
Strobe Only 2 Story 2 nd Floor Girls Restroom Pass
Horn Strobe 2 Story Room 11C Pass
Horn Strobe 2 Story Room 11 D Pass
Strobe Only 2 Story Ist Flr Girls Restroom Pass
Strobe Only/ WP Horn 2 Story st FIr Boys Restroom Pass

See maln System Record of Inspection and Testing for additional Information, certifications, and approvals.
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72-56 NATIONAL FIRE ALARM AND SICNALING CODE

NOTIFICATION APPLIANCE
SUPPLEMENTARY RECORD OF INSPECTION AND TESTING (continued)
2. NOTIFICATION APPLIANCE TEST RESULTS (continued)
Appliance Type Location/Identifier Test Results
Horn Strobe/WP Horn | Classroom 1A Pass
Horn Strobe Classroom 1B Pass
Horn Strobe Classroom 1C Pass
Horn Strobe/WP Horn Classroom 2A Pass
Horn Strobe Classroom 2B Pass
Horn Strobe Classroom 2C Pass
Horn Strobe Classroom 3A Pass
Horn Strobe/WP Horn Classroom 3B Pass
Horn Strobe Classroom 3C Pass
Horn Strobe Classroom 4A Pass
Horn Strobe Classroom 4B Pass
Horn Strobe/WP Horn Classroom 4C Pass
Horn Strobe Classroom5A Pass
Horn Strobe Classroom 5B Pass
Horn Strobe/WP Horn Classroom 5C Pass
Horn Strobe/WP Horn Classroom 5D Pass
Horn Strobe Classroom 6A Pass
Horn Strobe Classroom 6B Pass
Horn Strobe Classroom 6C Pass
Horn Strobe Classroom7A Pass
Horn Strobe Classroom 7B Pass
Horn Strobe Classroom 7C Pass
Horn Strobe Classroom 8A Pass
Horn Strobe Classroom 8B Pass
Horn Strobe Classroom 8C Pass
Horn Strobe Boys Locker Room Pass
Horn Strobe Girls Locker Room Pass
See main System Record of Inspection and Testing for additional Information, certifications, and approvals.
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