
Environmental Control Systems, Inc.
Environmental Engineers and Management Consultants 

950 Sussex Boulevard, Broomall, PA  19008    

Ph: 610-328-2880 • www.ecsinfo.net • ecs_pa@hotmail.com 

June 8, 2026 

Mr. Brian Russell 

Director of Facilities 

Wissahickon School District 

601 Knight Road 

Ambler, Pennsylvania 19002 

Re: Lead in Drinking Water Sampling Results 

Dear Mr. Russell: 

Various drinking water outlets in the Wissahickon School District were tested for Lead in Drinking 

Water on May 19, 2026.   Samples were collected from outlets in accordance with EPA protocol 

listed in the 3T’s for Reducing Lead in Drinking Water in Schools, revised October 2018.   

The analysis was performed by EMSL Analytical, Cinnaminson, NJ, an EPA accredited 

laboratory.  Results are based on EPA recommended action level which is 15 ppb for lead in 

schools based on a 250 ml sample analysis method for Metals by ICP-MS-EPA 200.8. 

The results from various outlets tested are Non-Detect which is under the PA Act 39, EPA 

action limit of 15 ppb. Lead in Drinking Water Testing fulfills your 2025-2026 obligation Under 

PA Act 39 of 2018, to test for or discuss lead levels annually in the drinking water of any facility 

where children attend school. 

Please let us know if you have any questions. 

Cordially, 

Barbara Lippmann 

President 



Lead in Drinking Water Results for Wissahickon School District buildings on 5/19/2026.

The Environmental Protection Agency's (EPA) action level for lead in drinking 

water is 15 parts per billion.

All areas sampled on May 19, 2026 are within those guidelines.

Facility Name Location Result PDE/EPA Limit

Wissahickon HS Bottle Filler in Natatorium/Gym Lobby ND 15 ppb

Bottle Filler outside J04 ND 15 ppb

Wissahickon MS Bottle Filler outside Gym ND 15 ppb

Bottle Filler outside Cafeteria ND 15 ppb

Admin Building Kitchen Faucet in Kitchenette ND 15 ppb

Blue Bell Bottle Filler outside Room 32 ND 15 ppb

Elementary School Bottle Filler outside Gym/Cafeteria ND 15 ppb

Lower Gwynedd Bottle Filler in Main Lobby ND 15 ppb

Elementary School Bottle Filler outside Library ND 15 ppb

Shady Grove Bottle Filler outside Library ND 15 ppb

Elementary School Bottle Filler inside Cafeteria ND 15 ppb

Stony Creek Bottle Filler on Gym side ND 15 ppb

Elementary School Bottle Filler on Cafeteria side ND 15 ppb



_Master Project-ECSPA30Project ID:

Wissahickon SD - Wissahickon High School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21756

EMSL Order ID: 012621756

06/05/2026  13:01

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21756-01  Matrix: Drinking WaterWHS-051926-01/Bottle Filler in 

Natatorium/Gym Lobby 

Lims Reference ID: Sampled:  05/19/26  06:45:00

Metals 
Lead 05/28/26  13:231.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21756-02  Matrix: Drinking WaterWHS-051926-02/Bottle Filler Outside JO4 Lims Reference ID: Sampled:  05/19/26  06:50:00

Metals 
Lead 05/28/26  13:251.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]

Page 1 of 4Page 1 of 4



Page 4 of 4



_Master Project-ECSPA30Project ID:

Wissahickon SD - Wissahickon Middle School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21757

EMSL Order ID: 012621757

06/05/2026  12:16

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21757-01  Matrix: Drinking WaterWMS-051926-01/Bottle Filler Outside Gym Lims Reference ID: Sampled:  05/19/26  07:00:00

Metals 
Lead 05/28/26  13:311.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21757-02  Matrix: Drinking WaterWMS-051926-02/Bottle Filler Outside Caf Lims Reference ID: Sampled:  05/19/26  07:05:00

Metals 
Lead 05/28/26  13:331.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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_Master Project-ECSPA30Project ID:

Wissahickon SD - Admin Building

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21752

EMSL Order ID: 012621752

06/05/2026  13:18

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21752-01  Matrix: Drinking WaterAdmin-051926-01/KF in Kitchenette Lims Reference ID: Sampled:  05/19/26  07:20:00

Metals 
Lead 05/28/26  12:581.00ND ppb 05/27/26  13:27 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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_Master Project-ECSPA30Project ID:

Wissahickon SD - Blue Bell Elementary School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21754

EMSL Order ID: 012621754

06/05/2026  13:12

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21754-01  Matrix: Drinking WaterBBES-051926-01/Bottle Filler Outside Rm 32 Lims Reference ID: Sampled:  05/19/26  07:45:00

Metals 
Lead 05/28/26  13:121.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21754-02  Matrix: Drinking WaterBBES-051926-02/Bottle Filler Outside 

Gym/Caf 

Lims Reference ID: Sampled:  05/19/26  07:50:00

Metals 
Lead 05/28/26  13:181.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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_Master Project-ECSPA30Project ID:

Wissahickon SD - Lower Gwynedd Elementary 

School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21753

EMSL Order ID: 012621753

06/05/2026  13:15

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21753-01  Matrix: Drinking WaterLGES-051926-01/Bottle Filler in Main Lobby Lims Reference ID: Sampled:  05/19/26  07:10:00

Metals 
Lead 05/28/26  13:001.00ND ppb 05/27/26  13:27 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21753-02  Matrix: Drinking WaterLGES-051926-02/Bottle Filler Outside 

Library 

Lims Reference ID: Sampled:  05/19/26  07:15:00

Metals 
Lead 05/28/26  13:021.00ND ppb 05/27/26  13:27 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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_Master Project-ECSPA30Project ID:

Wissahickon SD - Shady Grove Elementary School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21755

EMSL Order ID: 012621755

06/05/2026  13:06

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21755-01  Matrix: Drinking WaterSGES-051926-01/Bottle Filler Outside 

Library 

Lims Reference ID: Sampled:  05/19/26  07:30:00

Metals 
Lead 05/28/26  13:191.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21755-02  Matrix: Drinking WaterSGES-051926-02/Bottle Filler in Caf Lims Reference ID: Sampled:  05/19/26  07:35:00

Metals 
Lead 05/28/26  13:211.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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_Master Project-ECSPA30Project ID:

Wissahickon SD - Stony Creek Elementary School

EMSL Customer ID: ECSPA30

LIMS Reference ID: AE21758

EMSL Order ID: 012621758

06/05/2026  12:06

05/21/2026  09:00Received:

6832

barblippmann@hotmail.com

(610) 587-6016

Attention: Barb Lippmann

EMSL Analytical, Inc.

200 Route 130, Cinnaminson, NJ, 08077

Telephone: 856-858-4800  Fax:cs@emsl.com

EMSL-CIN-01

Broomall, PA  19008

950 Sussex Blvd.

Environmental Control Systems [ECSPA30]

Reported:

Customer PO:

Project Name:

Sales Rep: Gillian Egiazarov

Analytical Results

 

Analyte Result

Analyzed 

Date/TimeQ Units

Prepared

Date/TimeDF
Prep /Analytical

Method

Analyst

InitialsRL

Sample:  AE21758-01  Matrix: Drinking WaterSCES-051926-01/Bottle Filler on Gym Side Lims Reference ID: Sampled:  05/19/26  08:00:00

Metals 
Lead 05/28/26  13:351.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

Sample:  AE21758-02  Matrix: Drinking WaterSCES-051926-02/Bottle Filler on Caf Side Lims Reference ID: Sampled:  05/19/26  08:05:00

Metals 
Lead 05/28/26  13:371.00ND ppb 05/27/26  13:21 PL1 EPA 200.8 (DA)/EPA 200.8

[TOC_1]Sample Results[TOC]
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