
TVTV

WALL TO BE DEMOLISHED

EXISTING WALL TO REMAIN

CONC. FLOOR TO BE DEMOLISHED. 
EXTENTS MAY VARY PER NEW 
PLUMBING CONNECTIONS (BY OTHERS)

FLOOR FINISH & BASE TO BE DEMOLISHED

1. VERIFY EXTENT OF DEMOLITION WITH PROPOSED FLOOR PLANS.
2. PATCH ALL EXISTING WALLS AS REQUIRED TO PROVIDE A 

SMOOTH SURFACE FOR NEW FINISHES.
3. CONTRACTOR SHALL PROVIDE TEMPORARY PARTITION DUST 

BARRIERS IN ORDER TO MINIMIZE THE SPREAD OF DUST AND 
DEBRIS, AND TO PROTECT ADJACENT SPACES.

4. CONTRACTOR SHALL BE RESPONSIBLE FOR THE REMOVAL OF 
ALL DEMOLITION MATERIAL, IN ACCORDANCE WITH BUILDING 
OWNER / TENANT STANDARDS.

5. PULL ANY DEMOLISHED WIRING BACK TO THE NEAREST 
JUNCTION BOX AND CAP IN ACCORDANCE WITH CODE.

6. PULL ANY DEMOLISHED PLUMBING LINES BACK TO THE NEAREST 
POINT OF CIRCULATION AND CAP IN ACCORDANCE WITH CODE.

D2.01
2

D2.01
3

MAIN ENTRANCE

798 SF

CARES CLASS #8

892 SF

CARES CLASS #9

140 SF

BOYS RR
93 SF

STAFF RR EAST

93 SF

STAFF RR WEST
137 SF

GIRLS RR

  OFFICE   

  OFFICE   

(E) EXTERIOR 
ALCOVE

DEMO (2) 2'X5' 
WINDOWS

SALVAGE (2) HM 
DOOR & FRAMES

SALVAGE BRICK; PREP FOR 
RE-USE; DEMO REMAINING 
PORTION OF WALL ASSEMBLY

DEMO PORTION 
OF INT. WALL

SALVAGE (2) SINKS 

AT BOTH WINDOWS DEMO 
ADDITIONAL +/- 1'-4" (AND 
WALL BELOW) TO CREATE 
NEW DOOR OPENINGS

DEMO (2) COUNTERS & 
CASEWORK LOWERS, 
SALVAGE UPPERS

DEMO CONC. 

DEMO GFCI 
DUPLEX OUTLETS

RELOCATE FIRE PULL 
& POLICE BUTTON

RELOCATE FIRE PULL 
& POLICE BUTTON

RELOCATE 
LIGHT SWITCH

RELOCATE 
LIGHT SWITCH

1

HB

SALVAGE AND 
REINSTALL HOSE BIB

2

EXISTING OFFICE
CONVERT TO SINGLE 
USE RESTROOM

SALVAGE (2) HM DOORS (FRAMES 
TO REMAIN FOR REUSE)

EXISTING OFFICE
CONVERT TO SINGLE 
USE RESTROOM

DEMO (2) 2'-6"X4'-8" WINDOW

CONC. FLOOR DEMO AS NEEDED 
FOR PLUMBING (BY OTHERS)

DEMO (2) WALL-TO-FLOOR URINALS

EXISTING 4" 
DRAIN TO EAST

EXISTING 4" 
DRAIN TO WEST

AT NEW STAFF RESTROOMS: BLANK COVER 
PLATE ALL EXISTING ELECTRICAL FIXTURES TYP.

REPLACE EXISTING W/ NEW DUPLEX GFCI OUTLETS

REPLACE (2) TWO-GANG 
SWITCH WITH OCCUPANCY 
SENSOR SINGLE-POLE SWITCH 

AT EXISTING BOYS / GIRLS RR, REPLACE 
(2) KEYED SWITCHES WITH OCCUPANCY 
SENSOR SINGLE-POLE SWITCH

1

1 2
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LEGEND

SHEET NOTES

1/4" = 1'-0"

DEMOLITION PLAN - STAFF RESTROOMS2 1/4" = 1'-0"

DEMOLITION PLAN - CARES RESTROOM3

1/32" = 1'-0"

DEMOLITION KEY PLAN1

NORTH

Revisions

No. Description Date

1 Addendum #1 6/9/2026

2 Addendum #2 6/15/2026



798 SF

CARES CLASS #8

892 SF

CARES CLASS #9

103 SF

CARES RR

140 SF

BOYS RR
93 SF

STAFF RR EAST

93 SF

STAFF RR WEST

A2.01
2

A2.01
3

137 SF

GIRLS RR

MAIN ENTRANCE

4

A2.01
HALLWAY

1. NEW PLUMBING CONNECTION TO EXISTING BY OTHERS
2. EXTERIOR WALL INSULATION: MIN. R-21
3. INTERIOR DRYWALL 1/2" W/ LEVEL 4 FINISH; EXTEND MIN. 4" ABOVE 
SUSPENDED CEILING; ORANGE PEEL TEXTURE TYP.; PAINT TO MATCH 
EXISTING ADJACENT WALLS
4. HOLLOW METAL DOORS: JAMBS TO BE WRAPPED THROAT 
CONDITION TYP.; PAINT TO MATCH EXISTING SCHOOL BLUE TYP.; 
COORDINATE W/ DISTRICT FOR KEYING

NEW WALL

EXISTING WALL TO REMAIN

93 SF

STAFF RR

WEST

STAFF RR

WEST

93 SF

STAFF RR

EAST

STAFF RR

EAST

140 SF

BOYS RRBOYS RR

NEW WALL-MOUNT 
URINALS

(2) FLUSH HM 
DOOR IN 2X6 

WALL VIF

WALL INFILL

2'-6"

CLEAR

VERIFY
3'-0"

(2) ADA SINK, P-LAM COUNTERTOP & BACKSPLASHES; MIRROR 
CFCI, ALL OTHER WALL MOUNT ACCESSORIES AT SINKS OFCI TYP.

(2) ADA TANKLESS TOILETS; GRAB 
BARS CFCI, ALL OTHER  WALL MOUNT 
ACCESSORIES AT TOILETS OFCI TYP. (2) ADA CHANGING 

STATION OFCI

(2) FLOOR 
DRAIN

137 SF

GIRLS RRGIRLS RR A5.01 1

4

3

2

A5.015

1
0
1

1
0
2

(2) 2'-6"X4'-8" INFILL WALLS; GYPSUM BOARD 
FINISHES, TEXTURE & PAINT TO MATCH EXISTING

A5.01 3

4

1

2

SIM

HALLWAYHALLWAY

(2) ADA RESTROOM SIGNAGE W/ BRAILLE

2

(2) SALVAGED HM DOORS & FRAMES 
INSTALLED IN NEW OPENING; 
INCLUDE SECURITY CONTACTS

(2) FLUSH HM DOOR IN

EXTERIOR INFILL WALL (2X6 INT. FRAMING, 
R-21 INSULATION, REINSTALLED SALVAGED 
BRICK VENEER) VERIFY ASSEMBLY IN FIELD

ADA TOILET W/ GRAB BAR

103 SF

CARES

RR

CARES

RR

2) SAVLAGED SINKS INSTALLED 
IN NEW P-LAM COUNTERTOPS 
& BACKSPLASHES

NEW UPPER & LOWER 
CASEWORK, SEE ELEVATION

1
0'

-4
"

4
'-6

"

11'-6"

2X6 WOOD WALL; FRAME UP TO 
UNDERSIDE OF ROOF STRUCTURE ABOVE 
W/ DEFLECTION CLIPS TYP.

CONC. FLOOR PATCH

ADULT SIZE 
CHANGING TABLE 
(ON WHEELS) 
PER OWNER

A5.01

7

8

9

6

A5.01 10

1
0
4

1
0
3

106

FLOOR DRAIN

15

A5.01

A5.01 10

SIM

PAPER TOWEL & SOAP 
DISPENSER OFCI

105

1
1

HB

REINSTALL SALVAGED HOSE BIB

2

2

+/- 7'-2" VIF

+
/-

 9
'-8

 1
/2

" 
V

IF

EXTERIOR INFILL WALL, 
REINSTALLED SALVAGED BRICK VENEER; 
NEW MORTAR TO MATCH EXISTING

(2) SALVAGED 3'X6'-8" HM 
DOORS & FRAMES 
INSTALLED IN NEW OPENING

15

A5.01

1/4" = 1'-0"

PROPOSED FLOOR PLAN - STAFF RESTROOMS2 1/4" = 1'-0"

PROPOSED FLOOR PLAN - CARES RESTROOM3
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1/32" = 1'-0"

OVERALL FLOOR PLAN KEY1

NORTH

SHEET NOTES

LEGEND

1/4" = 1'-0"

EAST EXTERIOR ELEVATION4

HOLLOW METAL DOOR AND FRAME SCHEDULE
MARK

OPENING SIZE

DOOR TYPE  FINISH JAMB DETAIL (HEAD SIM.) HARDWARE SET NOTESWIDTH HGT.

101 3'-0" 6'-8" FLUSH PAINT, SCHOOL BLUE 14/A5.01 PER OWNER HARDWARE COMPLY WITH OSSC 1010.2 / 1210.3.2

102 3'-0" 6'-8" FLUSH PAINT, SCHOOL BLUE 14/A5.01 PER OWNER HARDWARE COMPLY WITH OSSC 1010.2 / 1210.3.2

103 3'-0" 6'-8" FLUSH PAINT, SCHOOL BLUE 14/A5.01 PER OWNER HARDWARE COMPLY WITH OSSC 1010.2 / 1210.3.2

104 3'-0" 6'-8" FLUSH PAINT, SCHOOL BLUE 14/A5.01 PER OWNER HARDWARE COMPLY WITH OSSC 1010.2 / 1210.3.2

105 3'-0" 6'-8" HALF GLASS TOUCH UP, SCHOOL BLUE EXISTING, SALVAGE & REINSTALL

106 3'-0" 6'-8" HALF GLASS TOUCH UP, SCHOOL BLUE EXISTING, SALVAGE & REINSTALL

1

1

Revisions

No. Description Date

1 Addendum #1 6/9/2026

2 Addendum #2 6/15/2026

2

2



A5.01

7

8

9

6

A5.01 10

DUPLEX
GFCI

S

S

DUPLEX 
GFCI

DUPLEX
GFCI

A5.01 10
SIM

OCCUPANCY SENSOR 
3-WAY SWITCH 

OCCUPANCY SENSOR 
3-WAY SWITCH 

RELOCATED FIRE PULL 
& POLICE BUTTON

RELOCATED FIRE PULL 
& POLICE BUTTON

S

RELOCATED LIGHT 
SWITCH

S

RELOCATED LIGHT 
SWITCH

3

3

NEW WALL MOUNTED FIRE ALARM 
NOTIFICATION APPLIANCE; WIRE 
INTO EXISTING SYSTEM

1

A5.01 1

4

3

2

A5.015

DUPLEX 
GFCI

DUPLEX
GFCI

SS

S S

REPLACE TWO-GANG SWITCH 
WITH OCCUPANCY SENSOR 
SINGLE-POLE SWITCH 

REPLACE KEYED SWITCH WITH OCCUPANCY 
SENSOR SINGLE-POLE SWITCH

REPLACE KEYED SWITCH 
WITH OCCUPANCY SENSOR 
SINGLE-POLE SWITCH

2

2

1. FOR DESIGN INTENT ONLY. MECHANICAL, PLUMBING, ELECTRICAL WORK TO BE 
PERFORMED BY LICENSED CONTRACTOR IN ACCORDANCE WITH THE CODE. 

2. REPORT TO ARCHITECT ANY CONFLICTS WITH THE PROPOSED LAYOUT.

D
A

T
E

 

F
IL

E
 P

A
T

H
:

Drawing Title

Project Number

Date

Issuance

Stamp

Consultant

P
ro

je
c
t

Sheet No

arkitek: design & architecure

6
/1

5
/2

0
2
6

 1
0
:2

4
:5

1
 A

M

Z
:\
2

6
_
a

rk
it
e

k
\2

6
_

0
7

 H
o

w
a

rd
 r

e
s
tr

o
o

m
s
\c

u
rr

e
n

t\
re

v
it
\2

6
0
6

1
2

_
H

o
w

a
rd

 R
R

.r
v
t
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1/4" = 1'-0"

ELECTRICAL PLAN - CARES RESTROOM11/4" = 1'-0"

ELECTRICAL PLAN - STAFF RESTROOMS2

SHEET NOTES

Revisions

No. Description Date

1 Addendum #1 6/9/2026

2 Addendum #2 6/15/2026



WRAP EXPOSED 
PLUMBING TYP.

6" P-LAM SKIRT
1 1/2"

14" P-LAM
BACKSPLASH

4'-0"

SMOOTH FRP PANEL

PAPER TOWEL OFCI

SOAP DISPENSER OFCI

MIRROR W/ 
SS TRIM

4
'-0

"

DRYWALL W/ ORANGE PEEL 
TEXTURE & PAINT TYP.

2

1 1/2"

LIGHT SWITCH 
W/ CCUPANCY 
SENSOR 

GFCI DUPLEX OUTLET

ADA BABY CHANGING 
STATION OFCI

EPOXY COVE BASE 
(BY OWNER IN BOTH STAFF RR)

2

5'-0"

SMOOTH FRP PANEL

4
'-0

"

SS ADA GRAB BARS

TOILET PAPER 
DISPENSER OFCI

SANITARY NAPKIN 
RECEPTACLE OFCI

22

SMOOTH FRP PANEL

4
'-0

"

VIF

4" RESILIENT BASE 
TYP. AT CARES RR

GFCI DUPLEX OUTLET

LIGHT SWITCH 
W/ CCUPANCY 
SENSOR 

5'-0"

7'-2"

EXTERIOR INFILL WALL

4
'-0

"

4'-0"

AT NEW WALLS: 
DRYWALL W/ ORANGE 
PEEL TEXTURE & PAINT 
TO MATCH EXISTING TYP.

SMOOTH FRP PANEL BASE CABINET AT ADA SINK

NEW OPEN 
SHELF WALL 
CABINETS

NEW BASE 
CABINETS

2
'-8

"
1

'-8
"

2
'-1

0"

RELOCATED FIRE PULL 
& POLICE BUTTON

2

4
"

S
E

E
 E

L
E

V
A

T
IO

N
1

 1
/2

"
4

"

3"

BACKSPLASH WHERE OCCURS

1 1/2" PLASTIC-LAMINATE COUNTER 
TYP.; "OILED SOAPSTONE" COLOR

SEE PLAN 1"

5
 1

/2
"

W
A

L
L

 P
E

R
 T

Y
P

E

TOP DRAWER FACE

4" RESILIENT BASE; MATCH EXISTING COLOR

WHITE MELAMINE INTERIOR FINISH

(2) ADJUSTABLE SHELF TYP UON

WIRE PULL HARDWARE TYP.

DOOR FINISH "HARD ROCK 
MAPLE" P-LAM TYP.

2

2

2

S
E

E
 L

E
G

E
N

D
1

 1
/2

"
4

"

BACKSPLASH WHERE OCCURS
SEE LEGEND 1"

C
L

E
A

R

2
'-3

" 
M

IN
.

5
 1

/2
"

W
A

L
L

 P
E

R
 T

Y
P

E

FIXED CASEWORK APRON

4" RESILIENT BASE, WRAP INTO 
CABINET AND BACK WALL

WHITE MELAMINE 
INTERIOR FINISH

SALVAGED SINK REINSTALLED; NEW FAUCET

WRAP EXPOSED PLUMBING

4
"

ADJUSTABLE SHELVES AND 
MOUNTING HOLES

WHITE MELAMINE INTERIOR FINISH

CONT SUPPORT CLEAT

V
E

R
IF

Y
 W

A
L
L
 T

Y
P

E

BLOCKING AT TOP AND 
BOTTOM

"HARD ROCK MAPLE" P-LAM 
EXTERIOR FINISH TYP.

2

5/8"

V
A

R
IE

S
2

"

2"
FULL HEIGHT 
JAMB STUDS

HM DOOR ANCHOR 
AT JAMB CONDITION

1 3/4" HM DOOR

*HEAD DETAIL SIM.

3
"

1
'-0

"

1'-0"

EXISTING ROOF STRUCTURE

EXISTING EXTERIOR SOFFIT; PROVIDE NEW 
FURRING OR BLOCKING AS NEEDED TO 
RESHAPE

103 SF

CARES RR

SALVAGED & REINSTALLED BRICK VENEER; 
MATCH EXISTING LAYOUT; MORTAR TO 
MATCH EXISTING

BRICK TIE MAX. 24" OC VERT. 32" OC HORIZ.; 
VERIFY PER MANUF. RECOMMENDATIONS

BUILDING WRAP

PLYWOOD SHEATHING

FLASHING; BRICK WEEP HOLES 24" OC

EXISTING CONC. SIDEWALK

EXISTING WOOD BEAM; 
BUILDING WRAP AT FACE 
BEHIND BRICK

MONOLITHIC CONC. TURNDOWN 
SLAB EDGE FOOTING

BLOCKING AS REQUIRED 
FOR WALL MOUNT ITEMS

4" CONC. SLAB 
ON GRADE

MIN.  10 MIL VAPOR 
RETARDER, CONT. WRAP TO 
FRONT FACE OF SLAB EDGE

#4 REBAR 12"OC 
EACH WAY

#4 TURN DOWN DOWELS @ 24" OC TIE 
TO HORIZ. BARS, LAP 24" W/ SLAB BARS

COMPACTED 
STRUCTURAL FILL 

(3) CONT. #4 REBAR 
REINFORCEMENT, 1 AT 
TOP, 2 AT BOTTOM

FURRING STUDS AT GAP

MIN. R-21 BATT INSULATION

GYPSUM BOARD INTERIOR 
FINISH

ACT SUSPENDED CEILING

4" RESILIENT 
FLOOR BASE TYP.

COMPETENT SUBGRADE
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3" = 1'-0"

HM JAMB-DOOR14

1" = 1'-0"

WALL CABINET13

1" = 1'-0"

TYP. BASE CABINET11 1" = 1'-0"

ADA SINK BASE CABINET12

1/4" = 1'-0"

STAFF RR - EAST1 1/4" = 1'-0"

STAFF RR - SOUTH2 1/4" = 1'-0"

STAFF RR - WEST3 1/4" = 1'-0"

STAFF RR - NORTH4 1/4" = 1'-0"

BOYS RESTROOM - WEST5

1/4" = 1'-0"

CARES RR - WEST8 1/4" = 1'-0"

CARES RR - NORTH91/4" = 1'-0"

CARES RR - EAST6 1/4" = 1'-0"

CARES RR - SOUTH7 1/4" = 1'-0"

CARES CLASS #9 - EAST10

1" = 1'-0"

EXTERIOR INFILL WALL15

1

Revisions

No. Description Date

1 Addendum #1 6/9/2026

2 Addendum #2 6/15/2026



FINISH ABBREVIATIONS:

ACT ACOUSTIC CEILING TILE

FRP FIBERGLASS-REINFORCED PLASTIC

GWB GYPSUM WALL BOARD

MARM MARMOLEUM (FORBO LINOLEUM)
MM MELAMINE

P PAINT
P-LAM PLASTIC LAMINATE

RB RESILIENT BASE
RF RESILIENT FLOORING

SC SEALED CONCRETE

1. PROVIDE FLOOR TRANSITIONS BETWEEN DISSIMILAR FLOORING MATERIALS.  WHERE 
NOT INDICATED, TRANSITION IS TO OCCUR CENTERED UNDER DOOR.

MARM

EPXY EPXY
MARM

CG

CG

THRESHOLD AT (N) EPOXY TO (E) 
MARMOLEUM PER OWNER TYP.

THRESHOLD AT (N) MARMOLEUM TO (E) 
MARMOLEUM PER CONTRACTOR TYP.

2

CORNER GUARD

LOCATION OF FLOORING TRANSITION

EPOXY (PER OWNER)

MARMOLEUM (FORBO LINOLEUM) SHEET

EPXY

MARM
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A

T
E

 

F
IL

E
 P

A
T

H
:

Drawing Title

Project Number

Date

Issuance

Stamp

Consultant

P
ro

je
c
t

Sheet No

arkitek: design & architecure

6
/1

5
/2

0
2
6

 1
0
:2

4
:5

2
 A

M

Z
:\
2

6
_
a

rk
it
e

k
\2

6
_

0
7

 H
o

w
a

rd
 r

e
s
tr

o
o

m
s
\c

u
rr

e
n

t\
re

v
it
\2

6
0
6

1
2

_
H

o
w

a
rd

 R
R

.r
v
t

FINISH PLAN

A9.01

26-07

5/18/2026

CONSTRUCTION
DOCUMENTS

M
E

D
F

O
R

D
 S

C
H

O
O

L
 D

IS
T

R
IC

T

H
O

W
A

R
D

 E
L

E
M

E
N

T
A

R
Y

R
E

S
T

R
O

O
M

 R
E

M
O

D
E

L
S

SHEET NOTESROOM FINISH SCHEDULE
ROOM NAME FLOOR BASE

WALLS

CEILING NOTESNORTH EAST SOUTH WEST

STAFF RR WEST EPOXY (BY OWNER) EPOXY (BY OWNER) PAINT, FRP PAINT, FRP PAINT PAINT

STAFF RR EAST EPOXY (BY OWNER) EPOXY (BY OWNER) PAINT, FRP PAINT PAINT PAINT, FRP

BOYS RR MARMOLEUM PAINT, FRP

CARES RR MARMOLEUM PAINT PAINT, FRP PAINT, FRP PAINT 2X2 ACT

CARES CLASS #8 PAINT PORTION PAINT PORTION

CARES CLASS #9 PAINT PORTION PAINT PORTION

GIRLS RR

HALLWAY PAINT PORTION

1/4" = 1'-0"

FLOOR FINISH PLAN1

LEGEND

SELECT FFE RESPONSIBILITY MATRIX
ITEM DESCRIPTION

PROVIDED / INSTALLED / RESPONSIBILITY

CommentsCF/CI OF/CI OF/OI

BABY CHANGING TABLE X

GRAB BARS X

MIRRORS X

PAPER TOWEL DISPENSERS X

SANITARY NAPKIN RECEPTACLES X

SOAP DISPENSERS X

TOILET PAPER DISPENSERS X

Revisions

No. Description Date

2 Addendum #2 6/15/2026
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