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Patrick McCart

Rockwood School District
17146 Manchester Road
Wildwood, Missouri 63040

RE:  Lead in Drinking Water Report - Resample
Rockwood Summit High School
1780 Hawkins Road
Fenton, Missouri
SCI No. 2018-0351.2A Task 200

Dear Patrick McCart:
INTRODUCTION

SCI Engineering, Inc. (SCI) is pleased to submit this report summarizing lead in drinking water testing
activities performed on August 1 and 3, 2023, and subsequent resampling conducted on November 18 and
November 22, 2023; November 27, 2024; July 7, 2025; and March 20 and April 20, 2026. The purpose
of the sampling activities was to screen for elevated levels of lead in the drinking water at potable water
sources throughout the above-referenced structure.

Following the initial testing, the school district performed remediation on fixtures which previously
exceeded the action level. The remediated fixtures were then resampled, the results of which are
summarized herein.

The drinking water survey is intended to satisfy the requirements for the “Get the Lead Out of School
Drinking Water Act” (GTLOSDWA), Section 160.077 administered by the Missouri Department of
Health and Senior Services. Potable water sources to be tested were identified by the school district prior
to SCI’s field activities.

LIMITATIONS

SCI's sampling activities were limited to locations identified by the school district. If any additional
potable water sources need testing, please contact SCI, and we will make arrangements for sampling of
these fixtures. Potable water sources that were not sampled will need a sign placed near each fixture
informing students and faculty that it is not to be used as a drinking water source.

During the course of performing the initial sampling of fixtures within the building, SCI was not able to
sample eight fixtures because they were non-operational. These fixtures included two drinking fountains
in the first floor Boys Team Room (Room 431), two drinking fountains located outside of the concession
stand, a drinking fountain in the gym complex vestibule, the right drinking fountain on the 3™ floor across
the hall from the Teacher’s Workroom (Room 372), and ice machines located in the main kitchen and the
library kitchen. If these fixtures are made operational, they should be sampled or labeled non-potable.
SCI was able to sample all other locations identified by the school district.
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DRINKING WATER SURVEY

SCI collected “first draw” samples which consisted of collecting a water sample from each fixture or sample
location after it remained stagnant for at least eight hours. Prior to sampling, SCI first mobilized to the site
to flush the identified potable water fixtures throughout the structure. Once each fixture was flushed, a sign
was placed on the fixture indicating it should not be used. SCI then revisited the site, after a minimum of
eight hours, to collect water samples from the fixtures.

On August 1 and 3, 2023, SCI initially collected 89 drinking water samples (RSHS-1 through RSHS-91)
from various water fixtures located throughout the structure and submitted them for analytical testing.
Sample number RSHS-10 and RSHS-27 were inadvertently skipped in the field resulting in sample
identification up to RSHS-91. During this sampling event, 12 sample locations exceeded the action level
(AL) of 5.0 micrograms lead per liter of water. These fixtures were taken out of service until remediation
activities could be completed.

During SCI’s resampling event on November 18, and 22, 2023, 18 drinking water samples were collected
from fixtures which exceeded 5.0 micrograms lead per liter of water. In addition to first draw samples,
SCI also collected second draw samples during the resampling event. The second draw samples were
collected after the first draw sample and consisted of flushing the fixture for approximately 30 seconds and
then collecting the sample. The purpose of the second draw sample is to aid in pinpointing any potential
lead contamination and determine appropriate remediation. During this sampling event 5 of the sampled
fixtures were below the AL and were returned to service. The remaining 4 fixtures were above the AL, and
further remediation activities were recommended.

During SCI’s resampling event on November 27, 2024, 7 fixtures which previously exceeded the AL were
resampled. During this resampling event, 4 fixtures were below the AL and were returned to service.
The remaining 3 fixtures were above the AL, and further remediation activities were recommended.

During SCI’s resampling event on July 7, 2025, 3 fixtures which previously exceeded the AL were
resampled. During this resampling event, all 3 fixtures still exceeded the AL, and further remediation
activities were recommended.

During SCI’s resampling event on March 20 and April 20, 2026, the remaining three fixtures which
previously exceeded the AL were resampled. During this resampling event, all three fixtures were below
the AL and were returned to service.

All drinking water samples were analyzed for total lead by U.S. EPA Method 200.8. SCI collected a
minimum of 250 milliliters of water from each location. Sampled water was containerized in
laboratory-provided sample containers and shipped to the accredited lab using standard chain-of-custody
procedures.

The drinking water samples were analyzed for lead in accordance with the GTLOSDWA Section 160.077,
which establishes an action level (AL) of 5 parts per billion (ppb). The drinking water samples which
initially exceeded the AL are identified in Table 1, attached. Additionally, the results of SCI’s resampling
efforts are included in the right-hand columns below. Results in bold from SCI’s resampling indicate a
result greater than the AL. A copy of the analytical test results and chain-of-custody for all samples is
enclosed.
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CONCLUSION AND RECOMMENDATIONS

As previously mentioned, no drinking water samples exceeded the AL of 5 ppb. Therefore, all tested
fixtures are compliant per GTLOSDWA and should be tested every five years.

Within seven business days after receiving this report, the school district shall contact parents and staff
via written notification which shall include the following:

o The test results and a summary that explains such results;
e A description of any remedial steps taken;

e A description of general health effects of lead contamination and community specific resources;
and

o If there is not enough water to meet the drinking water needs of the students, teachers, and staff,
bottled water shall be provided.

Additionally, within two weeks of receiving this report, the results and any lead remediation plans must
be made available on the school’s website.

This report, and subsequent annual testing reports, must be submitted to the Missouri Department of
Health and Senior Services, Healthy Drinking Water Unit, PO Box 570, Jefferson City, MO 65102-0570.

SCI appreciates the opportunity to be of service to you on this project. Please contact us if you have any
questions or comments regarding the information provided.

Respectfully,

SCI ENGINEERING, INC.

(e

Ethan D. Boyer
Staff Scientist

V) QeI OAY

Jessica B. Keeven, CHMM
Environmental Services Manager

EDB/JBK/bmw

Enclosures
Lead Testing Results
Table 1 — Lead in Drinking Water Results
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peotia, IL 61615
a c e (800)752-6651

September 25, 2023

Glenn Grissom

SCI Engineering

130 Point W. Blvd.

St. Chariles, MO 63301

RE: 2018-0351.2T-RSHS

Dear Glenn Grissom:

Please find enclosed the analytical results for the 63 sample(s) the laboratory received on 8/3/23 3:40 pm and logged
in under work order GH00983. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services, LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback you
have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

SAMPLE RECEIPT CHECK LIST

Items not applicable will be marked as in compliance

Peoria, IL 61615
(800)752-6651

Work Order GH00983

YES

Samples received within temperature compliance when applicable

YES

COC present upon sample receipt

YES

COC completed & legible

YES

Sampler name & signature present

YES

Unique sample IDs assigned

YES

Sample collection location recorded

YES

Date & time collected recorded on COC

YES

Relinquished by client signature on COC

YES

COC & labels match

YES

Sample labels are legible

YES

Appropriate bottle(s) received

YES

Sufficient sample volume received

YES

Sample containers received undamaged

YES

Zero headspace, <6 mm present in VOA vials

NO

Trip blank(s) received

YES

All non-field analyses received within holding times

NO

Short hold time analysis

YES

Current PDC COC submitted

NO

Case narrative provided

Customer #: 72-105486

www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

Sample: GH00983-01
Name: RSHS-1

Matrix:  Drinking Water - Grab

Sampled: 08/01/23 19:24
Received: 08/03/23 15:40

Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:09 KMC EPA 200.8 REV 5.4
Sample: GH00983-02 Sampled: 08/01/23 19:25
Name: RSHS-2 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:13 KMC EPA 200.8 REV 5.4
Sample: GH00983-03 Sampled: 08/01/23 19:26
Name: RSHS-3 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:14 KMC EPA 200.8 REV 5.4
Sample: GH00983-04 Sampled: 08/01/23 19:30
Name: RSHS-4 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:18 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-05 Sampled: 08/01/23 19:32
Name: RSHS-5 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:20 KMC EPA 200.8 REV 5.4
Sample: GH00983-06 Sampled: 08/01/23 19:35
Name: RSHS-6 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:21 KMC EPA 200.8 REV 5.4
Sample: GH00983-07 Sampled: 08/01/23 19:37
Name: RSHS-7 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:22 KMC EPA 200.8 REV 5.4
Sample: GH00983-08 Sampled: 08/01/23 19:37
Name: RSHS-8 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:24 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-09 Sampled: 08/01/23 19:40
Name: RSHS-9 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:25 KMC EPA 200.8 REV 5.4
Sample: GH00983-10 Sampled: 08/01/23 19:43
Name: RSHS-11 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:29 KMC EPA 200.8 REV 5.4
Sample: GH00983-11 Sampled: 08/01/23 19:44
Name: RSHS-12 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:31 KMC EPA 200.8 REV 5.4
Sample: GH00983-12 Sampled: 08/01/23 19:45
Name: RSHS-13 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:32 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-13 Sampled: 08/01/23 19:48
Name: RSHS-14 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:33 KMC EPA 200.8 REV 5.4
Sample: GH00983-14 Sampled: 08/01/23 19:47
Name: RSHS-15 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 11.5 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:37 KMC EPA 200.8 REV 5.4
Sample: GH00983-15 Sampled: 08/01/23 19:50
Name: RSHS-16 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:39 KMC EPA 200.8 REV 5.4
Sample: GH00983-16 Sampled: 08/01/23 19:51
Name: RSHS-17 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.78 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:40 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-17 Sampled: 08/01/23 19:52
Name: RSHS-18 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 16:41 KMC EPA 200.8 REV 5.4
Sample: GH00983-18 Sampled: 08/01/23 19:53
Name: RSHS-19 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:41 KMC EPA 200.8 REV 5.4
Sample: GH00983-19 Sampled: 08/01/23 19:54
Name: RSHS-20 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:42 KMC EPA 200.8 REV 5.4
Sample: GH00983-20 Sampled: 08/01/23 19:56
Name: RSHS-21 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 9.84 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:44 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-21 Sampled: 08/01/23 19:58
Name: RSHS-22 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.40 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:45 KMC EPA 200.8 REV 5.4
Sample: GH00983-22 Sampled: 08/01/23 20:01
Name: RSHS-23 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:47 KMC EPA 200.8 REV 5.4
Sample: GH00983-23 Sampled: 08/01/23 20:02
Name: RSHS-24 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:49 KMC EPA 200.8 REV 5.4
Sample: GH00983-24 Sampled: 08/01/23 20:04
Name: RSHS-25 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 3.76 ug/L 09/06/23 11:34 1 1.00 09/07/23 09:53 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-25 Sampled: 08/01/23 20:05
Name: RSHS-26 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 6.37 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:05 KMC EPA 200.8 REV 5.4
Sample: GH00983-26 Sampled: 08/01/23 20:07
Name: RSHS-28 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:06 KMC EPA 200.8 REV 5.4
Sample: GH00983-27 Sampled: 08/01/23 20:08
Name: RSHS-29 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.44 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:08 KMC EPA 200.8 REV 5.4
Sample: GH00983-28 Sampled: 08/01/23 20:09
Name: RSHS-30 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 5.18 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:09 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-29 Sampled: 08/01/23 20:11
Name: RSHS-31 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 8.43 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:11 KMC EPA 200.8 REV 5.4
Sample: GH00983-30 Sampled: 08/01/23 20:11
Name: RSHS-32 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:13 KMC EPA 200.8 REV 5.4
Sample: GH00983-31 Sampled: 08/01/23 20:12
Name: RSHS-33 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.51 ug/L 09/22/23 13:55 1 1.00 09/23/23 15:43 KMC EPA 200.8 REV 5.4
Sample: GH00983-32 Sampled: 08/01/23 20:15
Name: RSHS-34 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 12.8 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:14 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-33 Sampled: 08/01/23 20:16
Name: RSHS-35 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:16 KMC EPA 200.8 REV 5.4
Sample: GH00983-34 Sampled: 08/01/23 20:16
Name: RSHS-36 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 15.2 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:17 KMC EPA 200.8 REV 5.4
Sample: GH00983-35 Sampled: 08/01/23 20:17
Name: RSHS-37 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 7.91 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:29 KMC EPA 200.8 REV 5.4
Sample: GH00983-36 Sampled: 08/01/23 20:18
Name: RSHS-38 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:27 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-37 Sampled: 08/01/23 20:19
Name: RSHS-39 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 4.30 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:32 KMC EPA 200.8 REV 5.4
Sample: GH00983-38 Sampled: 08/01/23 20:20
Name: RSHS-40 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 5.95 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:33 KMC EPA 200.8 REV 5.4
Sample: GH00983-39 Sampled: 08/01/23 20:26
Name: RSHS-41 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:31 KMC EPA 200.8 REV 5.4
Sample: GH00983-40 Sampled: 08/01/23 20:28
Name: RSHS-42 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:32 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-41 Sampled: 08/01/23 20:28
Name: RSHS-43 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:34 KMC EPA 200.8 REV 5.4
Sample: GH00983-42 Sampled: 08/01/23 20:42
Name: RSHS-44 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:35 KMC EPA 200.8 REV 5.4
Sample: GH00983-43 Sampled: 08/01/23 20:43
Name: RSHS-45 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:36 KMC EPA 200.8 REV 5.4
Sample: GH00983-44 Sampled: 08/01/23 20:45
Name: RSHS-46 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:40 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-45 Sampled: 08/01/23 20:46
Name: RSHS-47 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:44 KMC EPA 200.8 REV 5.4
Sample: GH00983-46 Sampled: 08/01/23 21:06
Name: RSHS-48 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:46 KMC EPA 200.8 REV 5.4
Sample: GH00983-47 Sampled: 08/01/23 21:07
Name: RSHS-49 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:47 KMC EPA 200.8 REV 5.4
Sample: GH00983-48 Sampled: 08/01/23 20:51
Name: RSHS-50 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:49 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com

| Page 140f27 |




dce

Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-49 Sampled: 08/01/23 20:52
Name: RSHS-51 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:50 KMC EPA 200.8 REV 5.4
Sample: GH00983-50 Sampled: 08/01/23 20:54
Name: RSHS-52 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.39 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:38 KMC EPA 200.8 REV 5.4
Sample: GH00983-51 Sampled: 08/01/23 20:55
Name: RSHS-53 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 3.34 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:40 KMC EPA 200.8 REV 5.4
Sample: GH00983-52 Sampled: 08/01/23 20:58
Name: RSHS-54 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:57 KMC EPA 200.8 REV 5.4
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-53 Sampled: 08/01/23 20:59
Name: RSHS-55 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:58 KMC EPA 200.8 REV 5.4
Sample: GH00983-54 Sampled: 08/01/23 21:00
Name: RSHS-56 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 17:59 KMC EPA 200.8 REV 5.4
Sample: GH00983-55 Sampled: 08/01/23 21:13
Name: RSHS-57 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:04 KMC EPA 200.8 REV 5.4
Sample: GH00983-56 Sampled: 08/01/23 21:14
Name: RSHS-58 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:05 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-57 Sampled: 08/01/23 21:14
Name: RSHS-59 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:06 KMC EPA 200.8 REV 5.4
Sample: GH00983-58 Sampled: 08/01/23 21:21
Name: RSHS-60 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.33 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:55 KMC EPA 200.8 REV 5.4
Sample: GH00983-59 Sampled: 08/01/23 21:21
Name: RSHS-61 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:09 KMC EPA 200.8 REV 5.4
Sample: GH00983-60 Sampled: 08/01/23 21:17
Name: RSHS-62 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:13 KMC EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615

(800)752-6651

ANALYTICAL RESULTS
Sample: GH00983-61 Sampled: 08/01/23 21:17
Name: RSHS-63 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:14 KMC EPA 200.8 REV 5.4
Sample: GH00983-62 Sampled: 08/01/23 21:18
Name: RSHS-64 Received: 08/03/23 15:40
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 09/06/23 11:34 1 1.00 09/06/23 18:16 KMC EPA 200.8 REV 5.4
Sample: GH00983-63 Sampled: 08/01/23 21:32
Name: RSHS-65 Received: 08/03/23 15:40
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.09 ug/L 09/06/23 11:34 1 1.00 09/07/23 10:56 KMC EPA 200.8 REV 5.4

Customer #: 72-105486
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

QC SAMPLE RESULTS

Peoria, IL 61615
(800)752-6651

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Batch B343048 - DW 200.8 no prep - EPA 200.8 REV 5.4
Blank (B343048-BLK1) Prepared & Analyzed: 09/06/23
Lead < 1.00 ug/L
LCS (B343048-BS1) Prepared & Analyzed: 09/06/23
Lead 55.9 ug/L 50.00 112 85-115
Matrix Spike (B343048-MS1) Sample: GH00983-03 Prepared & Analyzed: 09/06/23
Lead 60.7 ug/L 50.00 0.134 121 70-130
Matrix Spike (B343048-MS2) Sample: GH00983-13 Prepared & Analyzed: 09/06/23
Lead 50.6 ug/L 50.00 0.164 101 70-130
Matrix Spike (B343048-MS3) Sample: GH00983-23 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 50.6 ug/L 50.00 ND 101 70-130
Matrix Spike (B343048-MS4) Sample: GH00983-34 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 78.7 ug/L 50.00 15.2 127 70-130
Matrix Spike (B343048-MS5) Sample: GH00983-44 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 53.6 ug/L 50.00 ND 107 70-130
Matrix Spike (B343048-MS6) Sample: GH00983-54 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 50.9 ug/L 50.00 0.610 101 70-130
Matrix Spike (B343048-MS7) Sample: GH00983-63 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 53.8 ug/L 50.00 1.09 105 70-130
Matrix Spike (B343048-MS8) Sample: GH01131-10 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 54.6 ug/L 50.00 2.20 105 70-130
Matrix Spike (B343048-MS9) Sample: GH01168-08 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 57.4 ug/L 50.00 0.386 114 70-130
Matrix Spike (B343048-MSA) Sample: GH01339-03 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 56.2 ug/L 50.00 3.17 106 70-130
Matrix Spike (B343048-MSB) Sample: GH01347-05 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 55.4 ug/L 50.00 0.449 110 70-130
Matrix Spike Dup (B343048-MSD1) Sample: GH00983-03 Prepared & Analyzed: 09/06/23
Lead 53.8 ug/L 50.00 0.134 107 70-130 12 20
Matrix Spike Dup (B343048-MSD2) Sample: GH00983-13 Prepared & Analyzed: 09/06/23
Lead 44.8 ug/L 50.00 0.164 89 70-130 12 20
Matrix Spike Dup (B343048-MSD3) Sample: GH00983-23 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 56.2 ug/L 50.00 ND 112 70-130 10 20
Matrix Spike Dup (B343048-MSD4) Sample: GH00983-34 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 68.5 ug/L 50.00 15.2 107 70-130 14 20
Matrix Spike Dup (B343048-MSD5) Sample: GH00983-44 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 52.8 ug/L 50.00 ND 106 70-130 2 20
Matrix Spike Dup (B343048-MSD6) Sample: GH00983-54 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 53.1 ug/L 50.00 0.610 105 70-130 4 20
Matrix Spike Dup (B343048-MSD7) Sample: GH00983-63 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 55.9 ug/L 50.00 1.09 110 70-130 4 20
Matrix Spike Dup (B343048-MSD8) Sample: GH01131-10 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 57.7 ug/L 50.00 2.20 111 70-130 6 20
Matrix Spike Dup (B343048-MSD9) Sample: GH01168-08 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 48.0 ug/L 50.00 0.386 95 70-130 18 20

Customer #: 72-105486
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QC SAMPLE RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615
(800)752-6651

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike Dup (B343048-MSDA) Sample: GH01339-03 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 59.3 ug/L 50.00 3.17 112 70-130 5 20
Matrix Spike Dup (B343048-MSDB) Sample: GH01347-05 Prepared: 09/06/23 Analyzed: 09/07/23
Lead 54.2 ug/L 50.00 0.449 108 70-130 2 20
Batch B344488 - DW 200.7 no prep - EPA 200.8 REV 5.4
Blank (B344488-BLK1) Prepared: 09/22/23 Analyzed: 09/23/23
Lead <11 ug/L
LCS (B344488-BS1) Prepared: 09/22/23 Analyzed: 09/23/23
Lead 588 ug/L 555.6 106 85-115
Matrix Spike (B344488-MS1) Sample: GH04112-02 Prepared: 09/22/23 Analyzed: 09/23/23
Lead 578 ug/L 555.6 104 70-130
Matrix Spike (B344488-MS2) Sample: GH05913-05 Prepared: 09/22/23 Analyzed: 09/23/23
Lead 555 ug/L 555.6 5.57 99 70-130
Matrix Spike Dup (B344488-MSD1) Sample: GH04112-02 Prepared: 09/22/23 Analyzed: 09/23/23
Lead 551 ug/L 555.6 99 70-130 5 20
Matrix Spike Dup (B344488-MSD2) Sample: GH05913-05 Prepared: 09/22/23 Analyzed: 09/23/23
Lead 565 ug/L 555.6 5.57 101 70-130 2 20

Customer #: 72-105486
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please contact
your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by:  Chenise Lambert-Sykes, Project Manager

Customer #: 72-105486 www.pacelabs.com
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REGULATORY PROGRAM (CIRCLE): NPDES }/g CHAIN OF CUSTODY RECORD
MORBCA RCRA
ccob TACO: RES or IND/COMM STATE WHERE SAMPLE COLLECTEDMO

ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)

CLIENT

SCI Engineering

PROJECT NUMBER

2018-0351.2T

PROJECT LOCATION

RSHS

PURCHASE ORDER #

@ ANALYSIS REQUESTED

(FOR LAB USE ONLY)

©

EMO0723

ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN #
1 30 POi nt West B IVd (3 1 4) 581 _7570 ggrissom@sciengineering.com LOGGED BY:
. SCI Engineerin
cITY ‘SPA.MPLEERP = MATRIX TYPES: CHENT: g -
STATE LEASE PRI . Drinking Water Lead
= ot. Charles, MO 63301 |EianB e T, prouecr. Drinking
’ an Oyel‘ GW- GROUND WATER . Chenise Lambert-Sykes
CONTACT PERSON SAMPLER'S NAS: HON AQUEOUS 50LD x PROJ. MGR.:
] SIGNATURE OiLon CHATE 3 CUSTODY SEAL #;
Glen Grissom C o, o &
- s e 0L
DATE | _SAMPLETYPE | MATRIX BOTTLE PRES £
I@ (UNIQUE DEacamesmpvﬁLﬁgeisﬂtlg? ANALYTICAL REPORT) COLLECTED COLLECTED [ GRAB | cCOMP | TYPE COUNT CODE g 5 REMARKS
owmen | O
RSHS- | 8-1-23 | 9424 | X | X | pw | 1 6 |X|X
—
RSHS- 2. 8123 | 25 | X | X | pw | 1 6 |X|X
RSHS- 3 8-1-23 | (qzb | X | X | pw | 1 6 |X|X
RSHS- 8-1-23 | (470 X | X | bw 1 6 X|X
RSHS- 5 8-1-23 | 1934 | X | X | DW | 1 6 |X|X
-_—
RSHS- |, 8123 (1435 | X | X | DW | 1 6 |x|X
RSHS- 8-1-23 |93 # | X | X | pw | 1 6 |X|[X
RSHS- 2 8123 | |AJF | X | X | bw | 1 6 IX|X
RSHS- 9 8-123 | 44 | X | X [ Dw | 1 6 |X|X
RSHS- i ( 8123 | Q43 | Y | X |[ow| b I |x
m._r,_w i 3 tNO3 i 4-NAOH I 5 - NA25203 6 — UNPRESERVED | 7-OTHER |
|
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED @ I understand that by initialing this box [ give the lab permission to proceed with analysis, even though it may
) N not meet all sample conformance requirements as defined in the receiving facility’s Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE] EMAIL — PHONE — ———Pelicy and the data will be qualified. Qualified data may NOT be acceptable to report to all regulatory authorities.
EMAIL IF DIFFERENT FROM ABOVE: PHONE # IF DIFFERENT FROM ABOVE. PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
@ RELINQUISHED BY: (SIGNAT! DATE ‘:3 = ‘L} RECEIVED BY: (SIGNATURE) DATE @ COMMENTS: (FOR LAB USE ONLY)
(O TE7Z ™27 22] O Cloh— be
_ELINOUISHED BY: (SIGNATURE) DATE RECEIVED (SIGNATURE)
S-DU SAMPLE TEMPERATURE UPON RECEIPT °c
% TIME TIME I %
» = CHILL PROCESS STARTED PRIOR TO RECEIPT YO
Rg JELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE SAMPLE(S) RECEIVED ON ICE
o SAMPLE ACCEPTANCE NONCONFORMANT
R; TIME TIME REPORT IS NEEDED YO
~ DATE AND TIME TAKEN FROM SAMPLE BOTTLE

ALIAL TRAN ARAN PFVT -

X Rt

AmMmIANna




/ . Pace Analytical Services
ace WWW.PACELABS.COM

REGULATORY PROGRAM (CIRCLE): NPDES
MORBCA RCRA
ccDD TACO: RES or IND/COMM

ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)

b

CHAIN OF CUSTODY RECORD

STATE WHERE SAMPLE COLLECTEDMO

i CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # (FOR LAB USE ONLY)
. . ANALYSIS REQUESTED
SCI Engineering 2018-0351.2T |[RSHS @ @ 6)# _
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN # 00 ? 33
1 30 P0| nt West B |Vd (31 4) 581 _7570 ggrissom@sciengineering.com LOGGED BY:
cuent: SCI Engineering
SAMPLER MATRIX TYPES: : Drinki Witii oo
STATE (PLEASE PRINT) T PROJECT: rnnking vvater Lea
St C h a rI eS M O 6 3 30 1 Ethan Boye[’ ;umm%m::‘;‘: PROJ. MGR - Chenise Lambert-Sykes
CONTACT PERSON SAMPLER'S ( NAK: Mow Acerid S0l S
- SIGNATURE OILOIL [4§) CUSTODY SEAL #:
Glen Grissom T Lo 53, MF-
SAMPLE DESCRIPTION DATE SAMPLE TYPE | MATRIX | BOTTLE | PRES & £
(UNIQUE DESCRIPTION AS IT WILL APPEAR ON THE ANALYTICAL REPORT) COLLECTED COLLECTED GRAB COMP TYPE COUNT CCLOEE'E % 'E REMARKS
RSHS- (- 8-1-23 [M44 | X | X [ ow | 1 6 |X|X
RSHS- |3 8-1-23 | 45 X | X |bw | 1 6 | X|X
RSHS- 14 8-1-23 | 19{Z X | X | bw | 1 6 | X|X
RSHS- (v 8-1-23 | A4F | X | X | bw | 1 6 |X|X
RSHS- It 8-1-23 | (q70 | X | X | ow | 1 6 |X|X
RSHS- (} 8-1-23 | (45 | X | X | bW | 1 6 |X|X
RSHS- 12 8-1-23 | a5~ | X | X | DW | 1 6 |IX|X
RSHS- |6 8-1-23 | a5} X | X | bw 1 6 [X|X
RSHS- 20 8123 | 954 | X | x | ow | 1 6 |X|X
RSHS- 2 8-1-23 | \asL | X | X | DW | 1 6 |X|X
RSHS- 7% 8123 [asg | X | X [pw]| | | b [Xxlx |
mmw—msz—‘[—rna—rm i I=HANUJ ] T = NAOH i S=NAZSZUS T=UNPRESERVED T=UTHER i
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED @ | understand that by anaHng this box f give the lab permission to proceed with analysis, even though it may
- I S not meet all p ance requir as defined in the receiving facility’s Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL PHONE Policy and the data will be qualiﬁ‘ed Qualified data may NOT be acceptable to report to all regulatory authorities.
EMAIL IF DIFFERENT FROM ABOVE: PHONE # IF DIFFERENT FROM ABOVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
@RELINQUISHED BY: (SIGNATURE) DATE 3_ j - 2 3 RECEIVED BY: (SIGNATURE) DAﬂ;b/.z? COMMENTS: (FOR LAB USE ONLY)
. 4 4 — TV ; Ti ‘f @
A W 122,27 1540
LINQUISHED BY: (SIGNATURE) DATE ECEIVED BY (SIGNATURE) DATE
R SAMPLE TEMPERATURE UPON RECEIPT °¢c
& TIME TIME 0? S! )
D
N> JLINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE g:&:&?;ﬁf:&ﬂgggmggmn TG RECEIT :
(op SAMPLE ACCEPTANCE NONCONFORMANT
= TIME TIME REPORT IS NEEDED Y O
3 DATE AND TIME TAKEN FROM SAMPLE BOTTLE
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. Pace Analytical Services
WWW.PACELABS.COM

CHAIN OF CUSTODY RECORD

REGULATORY PROGRAM (CIRCLE): NPDES
MORBCA RCRA
CcCDD TACO: RES or IND/COMM

36

STATE WHERE SAMPLE COLLECTEDMO

ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)

CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # (FOR LAB USE ONLY)
s ¢ ANALYSIS REQUESTED
SCI Engineering 2018-0351.2T |[RSHS @ @ /) i o
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED Loem#_& m_o ?3\3
130 Point West Blvd (31 4) 581-7570 | garissom@sciengineering.com LOGGED BY:
cLent: SCI Engineering
ciTY SAMPLER MATRIX TYPES: -
STATE (PLEASE PRINT) Drinking Water Lead
WW- WASTEWATER PROJECT:
St Charles M O 6330 1 Ethan Boyer GW- GROUND WATER. Chenise Lambert-Sykes
WWSL- SLUDGE PROJ. MGR.:
CONTACT PERSON SAMPLER'S BAR- oM AQUBCKIL 0L S
" SIGNATURE L‘ oLoL: Pes) CUSTODY SEAL #:
Glen Grissom ( 55 al §
o
@ SAMPLE DESCRIPTION DATE TIME SAMPLE TYPE MATRIX | BOTTLE PRES k)
(UNIQUE DESCRIPTION AS IT WILL APPEAR ON THE ANALYTICAL REPORT) COLLECTED COLLECTED GRAB COoMP TYPE COUNT CODE g = REMARKS
erowpen | O]
RSHS- 2.9 8-1-23 | 200 | X | X | DW | 1 6 | XX
RSHS- 24 8-1-23 | 2a02 | X | X | DW | 1 6 | X|X
—
RSHS- 27 8123 | 2004 | X | X | DW | 1 6 |X|X
RSHS- 2.} 8-1-23 2005 | X | X | DW | 1 6 |X|X
IS
RSHS- 7.% 8123 | z0F | X | X | DW | 1 6 | X|X
RSHS- 20, 8123 | 20 | X | X | DW | 1 6 |X|X
¢
RSHS- 79 8123 | 250 | X | X | pow | 1 6 |X|[X
RSHS- 7 | 8-1-23 | 20l X | X | bw 1 6 IX|X
RSHS- 32~ 8-1-23 | 2otl | X | X | DW | 1 6 | X|[X
RSHS- 77 8-1-23 | 2% | ¥ | (' | Qu] | XX
ﬁm—cowa—rr-ﬂet—'—z—mee‘—'—a—m«—rhmu__[_uumn; VED | 7 - OTHER {
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL  RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED @ I understand that by initialing this box lgIve the lab permission to proceed with analysis, even though it may
i not meet all ple confor ts as defined in the receiving facility’s Sample Accepranco
RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL  PHONE Policy and the data will be quaﬁﬂed" Quﬂlﬁed data may NOT be acceptable to-report to all reg y authorities.
EMAIL IF DIFFERENT FROM ABOVE: PHONE # IF DIFFERENT FROM ABOVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
RELINQUISHED BY: (SIGNATURE) DATE 2_/ - RECEIVED BY: (SIGNATURE) DAT, COMMENTS: (FOR LAB USE ONLY)
0 =i 123 5Lz ()
TIME TIME
| { 2z.22 /SYO
- LINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE
SAMPLE TEMPERATURE UPON RECEIPT %
% TIME TIME 52 (/ 92,
3 > CHILL PROCESS STARTED PRIOR TO RECEIPT Y
E LINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE SAMPLE(S) RECEIVED ON ICE &
o SAMPLE ACCEPTANCE NONCONFORMANT
R; TIME TIME REPORT IS NEEDED Y oR/N
~ DATE AND TIME TAKEN FROM SAMPLE BOTTLE

ALIAL TOVAN AR PIFEVE
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. . REGULATORY PROGRAM (CIRCLE): NPDES
% e.. Pace Analytical Services e e L.{ /6 CHAIN OF CUSTODY RECORD
CE" www.paceises.com e e STATE WHERE SAMPLE COLLECTEDMO
ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)
< CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # (FOR LAB USE ONLY)
, . ANALYSIS REQUESTED
SCI Engineering 2018-0351.2T |RSHS @ @
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN # GW 83
1 30 POint West BIVd (31 4) 581 _7570 ggrissom(@sciengineering.com LOGGED BY:
cuent: SCI Engineering
cITY SAMPLER MATRIX TYPES: : e e—
STATE (FREASE PRINT) WW- WASTEWATER PROJECT: rnnking a e
zip St- C h a rl e S ’ M O 6 3 30 1 Etha n Boye r :ﬁﬁ;ﬁ’?ﬁ'g‘aﬁ“ S Cisrish Lambert-Sykss
CONTACT PERSON SAMPLER'S NAS-HON AGUEOUS 50110 *
. SIGNATURE 4% [Z‘ ) oo @ CUSTODY SEAL #:
Glen GTISSOI’n ' SOL-SOLID o 5
- o
DATE TIME SAMPLE TYPE MATRIX | BOTTLE PRES -
@ (UNIQUE ncscnnms.qamrrp ﬁ?ﬁ?&‘ms" ANALYTICAL REPORT) COLLECTED COLLECTED GRAB comp TYPE COUNT CCLO!E‘E g '2 REMARKS
PROVIDED
RSHS- 34 8123 | 2015 | X | X | ow | 1 6 |IXIX
RSHS- 35 8-1-23 | 2ol | X | X | DW | 1 6 |X|X
RSHS- 3b 8123 | 20fb | X | X | DW | 1 6 |X|X
RSHS- 3+ 8-1-23 | 2012 | X | X | DW | 1 6 |X|X
RSHS- 32 8-123 | 2012 | X | X | ow | 1 6 |X|X
RSHS- 70 8123 [ 201 | X | X | pw | 1 6 |X|X
RSHS- Yo 8-1-23 | 2020 | X | X | bW 1 6 I X|X
RSHS- (| 8-1-23 | 294 | X | X | DW | 1 6 |X|[X
RSHS- (2 8-1-23 | 2023 | X | X | bw | 1 6 |X|X
RSHS- U3 8123 | 2028 | X | X | bw | 1 6 | X|X
RSHS- (4 8-1-23 | 2042| X Dw | | 6 lK|)
—WLWMM [ 3-HNO3 [ 4-NAOH | 5-NA25203 6- UNPRESERVED | 7-OTHER |
| | | 1 —
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED I understand that by initialing this box I give the lab permission to proceed with analysis, even though it may
not meet all ple confor e req| as defined in the receiving facility’s Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE)—~EMAIL— PHONE —— Policy and the data will bgquaﬂﬂed Quaﬂﬂed data may NOT be acceptable to report to all regulatory authorities.
EMAIL IF DIFFERENT FROM ABOVE. FHONE # IF DIFFERENT FROM ABOVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
Eunnunsueu BY: (SIGNATURE) DATE . ) -2 ] RECEIVED BY: (SIGNATURE) D /2 COMMENTS: (FOR LAB USE ONLY)
Oy 37 = i (Jer Coal 55z |
1 i ISYS
$ELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE
T SAMPLE TEMPERATURE UPON RECEIPT o¢
3 TIME TiME | CQ G/- a'L
[}
N ¥ELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE g:u—;&'}g"’::&ﬂ é‘gﬁl’lg&m“ TO RECEIPT ){'g
g SAMPLE ACCEPTANCE NONCONFORMANT
= TIME TIME REPORT IS NEEDED Y OR
3 DATE AND TIME TAKEN FROM SAMPLE BOTTLE

MALIAL TRAVY AA4A PFYV - 2N alad ~r AmIAAA A



) . REGULATORY PROGRAM (CIRCLE): NPDES
//I’Dé (@ Face Anaytial Services rPROcR o ’ /A CHAIN OF CUSTODY RECORD
WWW.PACELABS.COM P A0 5 o MGICONN f’f /' STATE WHERE SAMPLE COLLECTEDMO
_ ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)
CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # PO, (FOR LAB USE ONLY)
g ; ALYSI
SCI Engineering 2018-0351.2T |[RSHS @ ' @ C H:
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN # oo ? 3 3
130 Point West Blvd (314) 581-7570 | svrssem@scienginesing com
cuent: SCI Engineering
g'll:g'rs S ;?E:;inmmn WAL Drinking Water Lead
WW-WASTEWATER PROJECT:
z St. Charles i MO 63301 Ethan Boyer P B pROJ. MR . Chenise Lambert-Sykes
CONTACT PERSON SAMPLER'S / 7 NAS- NN AQUEOUS 30LID 5 .
3 SIGNATURE i onL-oK ) CUSTODY SEAL #;
Glen Grissom q/’:ﬁ &= = Ay
SAMPLE DESCRIPTION DATE TIME SAMPLE TYPE | MATRIX | BOTTLE | PRES — el
(UNIQUE DESCRIPTION AS IT WILL APPEAR ON THE ANALYTICAL REPORT) COLLECTED COLLECTED GRAB COMP TYPE COUNT (c:&[')"i g IE REMARKS
RSHS- 4§ 8-1-23 | 2043 | X | X | DW | 1 6 | XX
RSHS- Y( 8-1-23 | 2045 | X | X | DW | 1 6 | X|X
RSHS- 47 8-1-23 | g04b | X | X | DW | 1 6 | X|X
RSHS- 32 8-1-23 | 2(Q6 X | X | bw 1 6 XX
RSHS- 4| 8123 | 200 F | X | X | DW | 1 6 |X|X
RSHS- €O 8-1-23 | 295! X | X | bw 1 6 X | X
RSHS- 9 8-1-23 | 205L| X | X | bW | 1 6 |X|IX
RSHS- T4 8-1-23 | 2054 | X | X | bw 1 6 |X|X
RSHS- G7 8-1-23 | 2044 | X | X | DW | 1 6 |X|X
RSHS- §Y 8123 | 292 | X | X | ow | 1 6 |X|X
C < s 1
RSHS- 57 8-1-23 | 205 | x | x [Qw | | h I xlx
DES: | T-ACL | Z- H2504 03 I 4- NAOH l 5- NA25203 6 - UNPRESERVED | 7- OTHER I
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL  RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED 1 unds d that by initialing this box I give the lab permission to proceed with analysis, even though it may
S— i — not meet all sample conformance requirements as defined in the receiving facility’s Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL PHONE Policy and the data will be qualified. Qualified data may NOT be acceptable to report to all regulatory authorities.
AT TERENY. FROM ABOVE: FRCREFIEDITPERENT FROM AROVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
RELINQUISHED BY: (SIGNATURE) DATE$ A "23 RECEIVED BY: (SIGNATURE) D /3/5 COMMENTS: (FOR LAB USE ONLY)
) TIME . 3 n& 4
| 41{:: M 22.2%Z Qé/ @M_. /5%
- ELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE X
MPERATURE UPON RECEIPT c
% e e SAMPLE TEMPERATURE ‘2 5{ 2
I\3 fLINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE g:::;&?;fg&ﬂ;gﬁ“;g”“ TORECEIT ;
o SAMPLE ACCEPTANCE NONCONFORMANT
o TINE TIME REPORT IS NEEDED Yo
~ DATE AND TIME TAKEN FROM SAMPLE BOTTLE

AIAL TRANY AnAn Mg - A ~r Al IAAna



|

. . REGULATORY PROGRAM (CIRCLE): NPDES
//ﬁa c e Pace Analytical Services iy ~ é / é CHAIN OF CUSTODY RECORD
WWW.PACELABS. — —
LABS.COM — ey T i STATE WHERE SAMPLE COLLECTEDMO
ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE PRINT)
CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # (FOR LAB USE ONLY)
2 . ANALYSIS REQUESTED
SCI Engineering 2018-0351.2T |[RSHS @ @ g
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN # # 2% ? g 3
1 30 POI nt West BIVd (31 4) 581 -7570 ggrissom@sciengineering.com LOGGED BY:
—— cuient: SCI Engineering
srm (SAMFLER MATRIX TYPES: : =TI
PLEASE PR
St. Charles, MO 63301 | s g, proseer: DN TAE 23
an boyer G- GROUND WATER . Chenise Lambert-Sykes
WWSL- SLUDGE PROJ. MGR.:
CONTACT PERSON SAMPLER'S Lo cEATATe T toLO S
. SIGNATURE - oL @ CUSTODY SEAL #:
Glen Grissom % @/Lﬂ B, = &
SAMPLE DESCRIPTION DATE — TIME SAMPLE TYPE | MATRIX | BOTILE | PRES - £
(UNIQUE DESCRIPTION AS IT WILL APPEAR ON THE ANALYTICAL REPORT) COLLECTED COLLECTED GRAB COMP TYPE COUNT E&BTE E E REMARKS
i RSHS- 57/, 8-1-23 | uvo | X | X | DW | 1 6 | XX
RSHS- 3 + 8-1-23 | 2114 | X | X | bw | 1 6 | X|X
RSHS- 9 8123 | 2§y | X | X | bw | 1 6 |X|X
RSHS- 79 8-1-23 | 214 | X [ X [ ow | 1 6 |X|X
RSHS- o 8123 [212Y | X | X | pow | 1 6 |X|X
RSHS- { ( 8123 2|2\ | X | X | ow | 1 6 |X|X
RSHS- {2 8-1-23 | 21 F | X | X [ pw | 1 6 |X|X
RSHS- 6% 8123 | 2(1F| X | X | pw | 1 6 |X|X
RSHS- L4 8-1-23 | 208 | X | X | DW | 1 6 |X|X
RSHS- [< 8123 (U3 | X | X | ow | 1 6 |X|X
CHEMICAL PRESERVATION CODES: ] I-HCL I[ 2- uzs.m_}_l—uuoa—i—n-mn—rmm 6 - UNPRESERVED | 7 -OTHER [ J
" TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL  RUSH DATE RESULTS
@ (RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED rs!and that by mmwnomnm;gtmmmmn to proceed with analysis, even though it may
) RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL PHONE T — ' :.;mr:::; ¢;n data will be qualified. Qualified ot i';ﬁ"n'fz#" b:h:::::r::'!g ::c;:f,%; f:gflr:;j‘:?f:;xnamm
EMAIL IF DIFFERENT FROM ABOVE: PHONE # iF DIFFERENT FROM ABOVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
m —
@REUNQUISHED BY: (SIGNATURE) DATE g., [- 2 3 CEIVED BY: (SIGNATURE) DATEa { 2 : COMMENTS: (FOR LAB USE ONLY)
&7l 2 ﬁf - [ | @0 e 17 o
ELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE
MPE PON RECEIPT o%
- o SAMPLE TEMPERATURE U I 52 QA 2
ELINQUISHED BY: (SIGNATURE) DATE RECEIVED BY: (SIGNATURE) DATE gm—;ﬁ;ﬁfg&ﬂégﬁﬂggm TORECERT <
SAMPLE ACCEPTANCE NONCONFORMANT
TIME TIME REPORT IS NEEDED Yo
DATE AND TIME TAKEN FROM SAMPLE BOTTLE
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peotia, IL 61615
a c e (800)752-6651

October 22, 2023

Glenn Grissom

SCI Engineering

130 Point W. Blvd.

St. Chariles, MO 63301

RE: 2018-0351.2T-Rockwood Summit HS

Dear Glenn Grissom:

Please find enclosed the analytical results for the 26 sample(s) the laboratory received on 8/4/23 2:30 pm and logged
in under work order GH01169. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services, LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback you
have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com

| Page10f57 |
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

SAMPLE RECEIPT CHECK LIST

Items not applicable will be marked as in compliance

Peoria, IL 61615
(800)752-6651

Work Order GHO01169

YES

Samples received within temperature compliance when applicable

YES

COC present upon sample receipt

YES

COC completed & legible

YES

Sampler name & signature present

YES

Unique sample IDs assigned

YES

Sample collection location recorded

YES

Date & time collected recorded on COC

YES

Relinquished by client signature on COC

YES

COC & labels match

YES

Sample labels are legible

YES

Appropriate bottle(s) received

YES

Sufficient sample volume received

YES

Sample containers received undamaged

YES

Zero headspace, <6 mm present in VOA vials

NO

Trip blank(s) received

YES

All non-field analyses received within holding times

YES

Short hold time analysis

YES

Current PDC COC submitted

NO

Case narrative provided

Customer #: 72-105486

www.pacelabs.com

Page 2 of 57




Pace Analytical Services, LLC
2231 W. Altorfer Drive

] Peoria, IL 61615
a c e (800)752-6651
Case Narrative

The drinking water lead analysis was performed at Pace-Ormond Beach, FL. Please refer to the subcontract section
of the report for details.

Customer #: 72-105486 www.pacelabs.com

| Page3of57 |
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ANALYTICAL RESULTS

Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

Sample: GH01169-01
Name: RSHS-66
Matrix:  Drinking Water - Grab

Sampled: 08/03/23 21:04
Received: 08/04/23 14:30

Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:04 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-02 Sampled: 08/03/23 21:05
Name: RSHS-67 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:05 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-03 Sampled: 08/03/23 21:06
Name: RSHS-68 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:06 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-04 Sampled: 08/03/23 21:09
Name: RSHS-69 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:09 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com

| Page4of57 |
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH01169-05 Sampled: 08/03/23 21:10
Name: RSHS-70 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:10 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-06 Sampled: 08/03/23 21:11
Name: RSHS-71 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:11 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-07 Sampled: 08/03/23 21:25
Name: RSHS-72 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:25 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-08 Sampled: 08/03/23 21:26
Name: RSHS-73 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:26 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com

Page 5 of 57
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH01169-09 Sampled: 08/03/23 21:29
Name: RSHS-74 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:29 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-10 Sampled: 08/03/23 21:30
Name: RSHS-75 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:30 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-11 Sampled: 08/03/23 21:34
Name: RSHS-76 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <A1 ug/L 08/03/23 21:34 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-12 Sampled: 08/03/23 21:35
Name: RSHS-77 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:35 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com

Page 6 of 57
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH01169-13 Sampled: 08/03/23 21:40
Name: RSHS-78 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:40 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-14 Sampled: 08/03/23 21:41
Name: RSHS-79 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:41 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-15 Sampled: 08/03/23 21:43
Name: RSHS-80 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:43 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-16 Sampled: 08/03/23 21:55
Name: RSHS-81 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:55 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com

Page 7 of 57
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH01169-17 Sampled: 08/03/23 21:56
Name: RSHS-82 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:56 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-18 Sampled: 08/03/23 21:57
Name: RSHS-83 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 21:57 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-19 Sampled: 08/03/23 22:01
Name: RSHS-84 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 22:01 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-20 Sampled: 08/03/23 22:02
Name: RSHS-85 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 22:02 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

ANALYTICAL RESULTS
Sample: GH01169-21 Sampled: 08/03/23 22:05
Name: RSHS-86 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead 29.4 ug/L 08/03/23 22:05 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-22 Sampled: 08/03/23 22:06
Name: RSHS-87 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead 20.5 ug/L 08/03/23 22:06 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-23 Sampled: 08/03/23 22:06
Name: RSHS-88 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead 71 ug/L 08/03/23 22:06 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-24 Sampled: 08/03/23 22:10
Name: RSHS-89 Received: 08/04/23 14:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 22:10 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

Sample: GH01169-25
Name: RSHS-90
Matrix:  Drinking Water - Grab

Sampled: 08/03/23 22:11
Received: 08/04/23 14:30

Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead <1 ug/L 08/03/23 22:11 1 1 PACE EPA 200.8 REV 5.4
Sample: GH01169-26 Sampled: 08/03/23 22:13
Name: RSHS-91 Received: 08/04/23 14:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Subcontracted Analysis - Pace Analytical - Ormond Beach
Lead 4.9 ug/L 08/03/23 22:13 1 1 PACE EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please contact
your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

(i) 5~

Certified by:  Chenise Lambert-Sykes, Project Manager

Customer #: 72-105486 www.pacelabs.com
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October 13, 2023

Chenise Lambert-Sykes

Pace Analytical Services, Inc - IL/IMO
944 Anglum Road

Hazelwood, MO 63042

RE: Project: GHO01169
Pace Project No.: 35832657

Dear Chenise Lambert-Sykes:

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Enclosed are the analytical results for sample(s) received by the laboratory on October 05, 2023. The results relate only to
the samples included in this report. Results reported herein conform to the applicable TNI/NELAC Standards and the

laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
» Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,
Py Smithe

Brad Smith
brad.smith@pacelabs.com
(386) 672-5668

Project Manager

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Paae 1 0f43
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Project: GH01169
Pace Project No.: 35832657

Pace Analytical Services, LLC

CERTIFICATIONS

8 East Tower Circle
Ormond Beach, FL 32174
(386)672-5668

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL 32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
DoD-ANAB #:ADE-3199
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
lllinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maine Certification #: FL01264
Maryland Certification: #346
Massachusetts Certification #: M-FL1264
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity

Missouri Certification #: 236

Montana Certification #: Cert 0074

Nebraska Certification: NE-OS-28-14

New Hampshire Certification #: 2958

New Jersey Certification #: FL022

New York Certification #: 11608

North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710

North Dakota Certification #: R-216

Ohio DEP 87780

Oklahoma Certification #: D9947

Pennsylvania Certification #: 68-00547

Puerto Rico Certification #: FL01264

South Carolina Certification: #96042001
Tennessee Certification #: TN02974

Texas Certification: FL NELAC Reciprocity

US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C

Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Paae 2 0f43
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SAMPLE ANALYTE COUNT

Pace Analytical Services, LLC

8 East Tower Circle

Ormond Beach, FL 32174

(386)672-5668

Project: GH01169
Pace Project No.: 35832657
Analytes

Lab ID Sample ID Method Analysts Reported Laboratory
35832657001 GH01169-01 EPA 200.8 BSL 1 PASI-O
35832657002 GH01169-02 EPA 200.8 BSL 1 PASI-O
35832657003 GH01169-03 EPA 200.8 BSL 1 PASI-O
35832657004 GH01169-04 EPA 200.8 BSL 1 PASI-O
35832657005 GHO01169-05 EPA 200.8 BSL 1 PASI-O
35832657006 GHO01169-06 EPA 200.8 BSL 1 PASI-O
35832657007 GHO01169-07 EPA 200.8 BSL 1 PASI-O
35832657008 GH01169-08 EPA 200.8 BSL 1 PASI-O
35832657009 GH01169-09 EPA 200.8 BSL 1 PASI-O
35832657010 GH01169-10 EPA 200.8 BSL 1 PASI-O
35832657011 GHO01169-11 EPA 200.8 BSL 1 PASI-O
35832657012 GH01169-12 EPA 200.8 BSL 1 PASI-O
35832657013 GH01169-13 EPA 200.8 BSL 1 PASI-O
35832657014 GH01169-14 EPA 200.8 BSL 1 PASI-O
35832657015 GHO01169-15 EPA 200.8 BSL 1 PASI-O
35832657016 GHO01169-16 EPA 200.8 BSL 1 PASI-O
35832657017 GH01169-17 EPA 200.8 BSL 1 PASI-O
35832657018 GH01169-18 EPA 200.8 BSL 1 PASI-O
35832657019 GH01169-19 EPA 200.8 BSL 1 PASI-O
35832657020 GHO01169-20 EPA 200.8 BSL 1 PASI-O
35832657021 GH01169-21 EPA 200.8 BSL 1 PASI-O
35832657022 GH01169-22 EPA 200.8 BSL 1 PASI-O
35832657023 GH01169-23 EPA 200.8 BSL 1 PASI-O
35832657024 GH01169-24 EPA 200.8 BSL 1 PASI-O
35832657025 GHO01169-25 EPA 200.8 BSL 1 PASI-O
35832657026 GHO01169-26 EPA 200.8 BSL 1 PASI-O

PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Pacae 3 0f43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-01

Parameters

Lab ID: 35832657001

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:04 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:16 7439-92-1

Paae 4 0f43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-02

Parameters

Lab ID: 35832657002

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:05 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:23 7439-92-1

Paae 5 0f43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-03

Parameters

Lab ID: 35832657003

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:06 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:24 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GHO01169-04

Parameters

Lab ID: 35832657004

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:09 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:26 7439-92-1

Paae 7 0f43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GHO01169-05

Parameters

Lab ID: 35832657005

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:10 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:27 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GHO01169-06

Parameters

Lab ID: 35832657006 Collected: 08/03/23 21:11 Received: 10/05/23 16:30 Matrix: Drinking Water

Results

Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:28 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-07

Parameters

Lab ID: 35832657007

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:25 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:30 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-08

Parameters

Lab ID: 35832657008

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:26 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:31 7439-92-1

Page 11 0of 43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-09

Parameters

Lab ID: 35832657009

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:29 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:33 7439-92-1

Page 12 of 43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-10

Parameters

Lab ID: 35832657010

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:30 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:37 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-11

Parameters

Lab ID: 35832657011

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:34 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:39 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-12

Parameters

Lab ID: 35832657012

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:35 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:40 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-13

Parameters

Lab ID: 35832657013

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:40 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:41 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GHO01169-14

Parameters

Lab ID: 35832657014

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:41 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:43 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-15

Parameters

Lab ID: 35832657015

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:43 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:44 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-16

Parameters

Lab ID: 35832657016

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:55 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:46 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-17

Parameters

Lab ID: 35832657017

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:56 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:47 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-18

Parameters

Lab ID: 35832657018

Results

Units Report Limit DF Prepared

Collected: 08/03/23 21:57 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:49 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-19

Parameters

Lab ID: 35832657019

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:01 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:50 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-20

Parameters

Lab ID: 35832657020

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:02 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 20:54 7439-92-1

Page 23 0f 43

| Page340f57 |




dceé

Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-21

Parameters

Lab ID: 35832657021

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:05 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

29.4

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:01 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-22

Parameters

Lab ID: 35832657022

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:06 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

20.5

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:06 7439-92-1

Page 25 of 43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-23

Parameters

Lab ID: 35832657023

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:06 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

7.1

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:07 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GHO01169-24

Parameters

Lab ID: 35832657024

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:10 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:12 7439-92-1

Page 27 0f 43
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-25

Parameters

Lab ID: 35832657025 Collected: 08/03/23 22:11 Received: 10/05/23 16:30 Matrix: Drinking Water

Results

Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

ND

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:13 7439-92-1
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Project: GH01169
Pace Project No.: 35832657

ANALYTICAL RESULTS

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Sample: GH01169-26

Parameters

Lab ID: 35832657026

Results

Units Report Limit DF Prepared

Collected: 08/03/23 22:13 Received: 10/05/23 16:30 Matrix: Drinking Water

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Lead

Date: 10/13/2023 12:17 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Ormond Beach

4.9

ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

10/12/23 21:14 7439-92-1
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Pace Analytical Services, LLC
8 East Tower Circle

®
a‘ e Ormond Beach, FL 32174

(386)672-5668

QUALITY CONTROL DATA

Project: GH01169
Pace Project No.: 35832657

QC Batch: 957628 Analysis Method: EPA 200.8
QC Batch Method:  EPA 200.8 Analysis Description: 200.8 MET No Prep Drinking Water
Laboratory: Pace Analytical Services - Ormond Beach

Associated Lab Samples: 35832657001, 35832657002, 35832657003, 35832657004, 35832657005, 35832657006, 35832657007,
35832657008, 35832657009, 35832657010, 35832657011, 35832657012, 35832657013, 35832657014,
35832657015, 35832657016, 35832657017, 35832657018, 35832657019, 35832657020

METHOD BLANK: 5266432 Matrix: Water

Associated Lab Samples: 35832657001, 35832657002, 35832657003, 35832657004, 35832657005, 35832657006, 35832657007,
35832657008, 35832657009, 35832657010, 35832657011, 35832657012, 35832657013, 35832657014,
35832657015, 35832657016, 35832657017, 35832657018, 35832657019, 35832657020

Blank Reporting
Parameter Units Result Limit Analyzed Qualifiers
Lead ug/L ND 1.0 10/12/23 20:59
LABORATORY CONTROL SAMPLE: 5266433
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Lead ug/L 50 50.6 101 85-115
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 5266428 5266429
MS MSD
35832657001  Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD Qual
Lead ug/L ND 50 50 51.1 51.8 102 103 70-130 1
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 5266430 5266431
MS MSD
35832657020  Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD Qual
Lead ug/L ND 50 50 51.1 51.0 102 102 70-130 0

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 10/13/2023 12:17 PM without the written consent of Pace Analytical Services, LLC.
| Page 41 of 57 |




Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

dceé

QUALITY CONTROL DATA

Project: GH01169

Pace Project No.: 35832657

QC Batch: 957629 Analysis Method: EPA 200.8

QC Batch Method:  EPA 200.8 Analysis Description: 200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Ormond Beach

Associated Lab Samples: 35832657021, 35832657022, 35832657023, 35832657024, 35832657025, 35832657026

METHOD BLANK:
Associated Lab Samples:

5266441 Matrix: Water
35832657021, 35832657022, 35832657023, 35832657024, 35832657025, 35832657026

Blank Reporting
Parameter Units Result Limit Analyzed Qualifiers
Lead ug/L ND 1.0 10/12/23 21:42
LABORATORY CONTROL SAMPLE: 5266442
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Lead ug/L 50 52.1 104 85-115
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 5266437 5266438
MS MSD
35832657021  Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD Qual
Lead ug/L 294 50 50 82.2 81.8 106 105 70-130 0
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 5266439 5266440
MS MSD
35832704014  Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD Qual
Lead ug/L 43.7 50 50 94.2 94.0 101 101 70-130 0

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 10/13/2023 12:17 PM

without the written consent of Pace Analytical Services, LLC.
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Pace Analytical Services, LLC
8 East Tower Circle

®
a‘ e Ormond Beach, FL 32174

(386)672-5668

QUALIFIERS

Project: GH01169
Pace Project No.: 35832657

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270. The result reported for
each analyte is a combined concentration.

Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 10/13/2023 12:17 PM without the written consent of Pace Analytical Services, LLC. Page 32 0f 43
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Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

dceé

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: GH01169
Pace Project No.: 35832657

Analytical
Lab ID Sample ID QC Batch Method QC Batch Analytical Method Batch
35832657001 GHO01169-01 EPA 200.8 957628
35832657002 GH01169-02 EPA 200.8 957628
35832657003 GH01169-03 EPA 200.8 957628
35832657004 GHO01169-04 EPA 200.8 957628
35832657005 GHO01169-05 EPA 200.8 957628
35832657006 GH01169-06 EPA 200.8 957628
35832657007 GH01169-07 EPA 200.8 957628
35832657008 GH01169-08 EPA 200.8 957628
35832657009 GH01169-09 EPA 200.8 957628
35832657010 GHO01169-10 EPA 200.8 957628
35832657011 GHO01169-11 EPA 200.8 957628
35832657012 GHO01169-12 EPA 200.8 957628
35832657013 GHO01169-13 EPA 200.8 957628
35832657014 GHO01169-14 EPA 200.8 957628
35832657015 GHO01169-15 EPA 200.8 957628
35832657016 GHO01169-16 EPA 200.8 957628
35832657017 GHO01169-17 EPA 200.8 957628
35832657018 GHO01169-18 EPA 200.8 957628
35832657019 GHO01169-19 EPA 200.8 957628
35832657020 GH01169-20 EPA 200.8 957628
35832657021 GH01169-21 EPA 200.8 957629
35832657022 GH01169-22 EPA 200.8 957629
35832657023 GHO01169-23 EPA 200.8 957629
35832657024 GHO01169-24 EPA 200.8 957629
35832657025 GHO01169-25 EPA 200.8 957629
35832657026 GHO01169-26 EPA 200.8 957629

Date: 10/13/2023 12:17 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 33 0f 43
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SUB(iOl‘::'I;‘RAC': SRDIiR WO# : 35832657
ewcnctcimesr | Iy

Pace Analytical Services, LLC  38332g
GH01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-01
Name: RSHS-66

Sampled: 08/03/23 21:04
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:04
01/30/24 21:04

Sample: GH01169-02
Name: RSHS-67

Sampled: 08/03/23 21:05
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:05
01/30/24 21:05

Sample: GH01169-03
Name: RSHS-68

Sampled: 08/03/23 21:06
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:06
01/30/24 21:06

Sample: GH01169-04
Name: RSHS-69

Sampled: 08/03/23 21:09
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:09
01/30/24 21:09
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SUBCONTRACT ORDER
Transfer Chain of Custody

Pace Analytical Services, LLC

GH01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-05
Name: RSHS-70

Sampled: 08/03/23 21:10
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:10
01/30/24 21:10

Sample: GH01169-06
Name: RSHS-71

Sampled: 08/03/23 21:11
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:11
01/30/24 21:11

Sample: GH01169-07
Name: RSHS-72

Sampled: 08/03/23 21:25
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:25
01/30/24 21:25

Sample: GH01169-08
Name: RSHS-73

Sampled: 08/03/23 21:26
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:26
01/30/24 21:26
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SUBCONTRACT ORDER
Transfer Chain of Custody

Pace Analytical Services, LLC

GH01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-09
Name: RSHS-74

Sampled: 08/03/23 21:29
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:29
01/30/24 21:29

Sample: GH01169-10
Name: RSHS-75

Sampled: 08/03/23 21:30
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:30
01/30/24 21:30

Sample: GH01169-11
Name: RSHS-76

Sampled: 08/03/23 21:34
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:34
01/30/24 21:34

Sample: GH01169-12
Name: RSHS-77

Sampled: 08/03/23 21:35
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:35
01/30/24 21:35
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SUBCONTRACT ORDER
Transfer Chain of Custody

Pace Analytical Services, LLC

GHO01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-13
Name: RSHS-78

Sampled: 08/03/23 21:40
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:40
01/30/24 21:40

Sample: GH01169-14
Name: RSHS-79

Sampled: 08/03/23 21:41
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:41
01/30/24 21:41

Sample: GH01169-15
Name: RSHS-80

Sampled: 08/03/23 21:43
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:43
01/30/24 21:43

Sample: GH01169-16
Name: RSHS-81

Sampled: 08/03/23 21:55
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:55
01/30/24 21:55

Page 37 0f 43
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SUBCONTRACT ORDER
Transfer Chain of Custody

Pace Analytical Services, LLC

GHO01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-17
Name: RSHS-82

Sampled: 08/03/23 21:56
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:56
01/30/24 21:56

Sample: GH01169-18
Name: RSHS-83

Sampled: 08/03/23 21:57
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 21:57
01/30/24 21:57

Sample: GH01169-19
Name: RSHS-84

Sampled: 08/03/23 22:01
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis Due Expires Comments
01-Pb 200.8 DW Schools 08/17/23 16:00 01/30/24 22:01
01-Turb check 08/17/23 16:00 01/30/24 22:01
Sample: GH01169-20 Sampled: 08/03/23 22:02
Name: RSHS-85 Matrix: Drinking Water
Preservative: HNO3, pH <2
Analysis Due Expires Comments
01-Pb 200.8 DW Schools 08/17/23 16:00 01/30/24 22:02
01-Turb check 08/17/23 16:00 01/30/24 22:02

| Page 49 of 57 |




SUBCONTRACT ORDER
Transfer Chain of Custody

Pace Analytical Services, LLC

GH01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING LABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-21
Name: RSHS-86

Sampled: 08/03/23 22:05
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 22:05
01/30/24 22:05

Sample: GH01169-22
Name: RSHS-87

Sampled: 08/03/23 22:06
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 22:06
01/30/24 22:06

Sample: GH01169-23
Name: RSHS-88

Sampled: 08/03/23 22:06
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 22:06
01/30/24 22:06

Sample: GH01169-24
Name: RSHS-89

Sampled: 08/03/23 22:10
Matrix: Drinking Water
Preservative: HNO3, pH <2

Analysis

Due

Expires Comments

01-Pb 200.8 DW Schools
01-Turb check

08/17/23 16:00
08/17/23 16:00

01/30/24 22:10
01/30/24 22:10
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SUBCONTRACT ORDER
v Transfer Chain of Custody

Pace Analytical Services, LLC
GHO01169

SENDING LABORATORY

PDC Laboratories, Inc.
944 Anglum Road
Hazelwood, MO 63042
(800) 333-3278

RECEIVING | ABORATORY

Pace Analytical - Ormond Beach
8 East Tower Circle

Ormond Beach, FL 32174

(386) 676-4842

Sample: GH01169-25
Name: RSHS-90

Sampled: 08/03/23 22:11
Matrix: Drinking Water

Preservative: HNO3, pH <2

Expires Comments

Analysis Due

08/17/23 16:00 01/30/24 22:11

08/17/23 16:00

01-Pb 200.8 DW Schools

01-Turb check 01/30/24 22:11

Sampled: 08/03/23 22:13
Matrix: Drinking Water
Preservative: HNO3, pH <2

Sample: GH01169-26
Name: RSHS-91

Analysis Due Expires Comments

01/30/24 22:13
01/30/24 22:13

08/17/23 16:00
08/17/23 16:00

01-Pb 200.8 DW Schools
01-Turb check

Please email results to Chenise Lambert-Sykes at Chenise.Lambert-Sykes@pacelabs.com

Date Shipped: o [H’L?D Total # of Containers: _ZLlp Sample Origin (State): PO #:

Turn-Around Time Requested [ | NORMAL [ ] RUSH

Date Results Needed:

i [5_‘,23 Sample Temperature Upon Receipt _____°C

K%N&O\(%iwwd 336 ——r S /P@-’:b 10 /1;/6%; /éygample(s) Received on Ice Y or N
Relinquished By Date/Time Received By ' Date/Time Proper Bottles Received in Good Condition Y or N
Bottles Filled with Adequate Volume Y or N

Samples Received Within Hold Time Y or N

Relinquished By Date/Time Received By Date/Time Date/Time Taken From Sample Bottle Y or N
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DC#_Title: ENV-FRM-ORB1-0093 Sample Condition Upon Receipt Form
Version: 3 | Effective Date: 12/29/2021 | Issued by: Ormond Beach

f-TalNi=}Y

Bl oiliad 2 L.

WO#: 35832657

Date and Initials of person:

PM: BTS Due Date: 10/13/23
CLIENT: PACHAZ

Project #
Project Manager:
Client:

!/ 0—5.‘_2 K

[ For wv projects. all containers verified (o <5 °C

Date:

Thermometer Used: J L/(/ E

State of Origin:

/—1> (Visual) fﬁ; {

Cooler #1 Temp.“C (Correction Factor) {Actual)
Cooler #2 Temp.>C {Visual) (Correction Factor) 124 (Actual)
Cooler #3 Temp.*C ; Visual) (Correction Factor) (Actual)

{Correction Factor) 2, 2=, :5 {Actual)

(Correction Factor) (Actual)

_____ (Correction Factor) 2 {Actual)

(Actual)

CoolerMTemp.“CQ_'Z j - (Visual)

Cooler #5 Temp."czll y (Visual)

Cooler #6 Temp."CZ S N ? {Visual)

Recheck for OOT °C (Visual)
Courier: Pf/d':x Qups Muses Ccient DCommercial

(Correction Factor)

CPace

Ulother:

Time: ‘ &)8 7

Examining contents:

Label: 4
Deliver: —'Th() /
pH: , B

. _'I ]
Initials: \} Rs

—

LISamples on ice, cooling process has begun

[JSamples on ice, cooling process has begun

OSamples on ice, cooling process has begun.

C1Samples on ice, cooling process has begun.

C1Samples on ice, cooling process has begun.

[LISamples on ice, cooling process has begun,

Time: Initials:

Shlpplng Method: []Standard Overnight [IFirst Overnight [Priority Overnight ,ﬂ/round international Priority
Billing: Recipient ﬂgender (OThird Party (Credit Card  {(IUnknown

Tracking # 7/)/} /% 7 &)O (f, :Q 7 ’ ?

CIOther:

Custody Seal Present: (IYes [INo Seal properly placed and intact: (Yes [INo

-
Packing Material:,ﬂ/auhb!e Wrap [JBubble Bags [INone OOther:

ice: (Wet I:lEslue/Erl'.J’rv_.r [ONone OMeited

Samples shorted to lab: OYes (INo (If yes, compiete the following)

Ll

Shorted Date: Shorted Time:
Bottle Quantity / Type:
Chain of Custod Present. FTves (No | Filled Out: LIIYes [INo ION/A | Relinquished From Pace: ‘Bﬁs ONo (IN/A | Sampler Nama/l‘fes DNo ON/A
ain of Custody:
Relinquished To Pace: E]Vés DNo LIN/A | Sampling Date(s): [¥es CINe CIN/A | Sampling Tlme(s} E¥es CNo TIN/A
Samples Arrived within Hold Time < B‘fes CINo CINA Comments
Rush Turnaround Requested on COC OvYes ,ETNO CIN/A Comments:
Sufficient Volume ,Eﬁ;s ONo  CIN/A Comments;
Correct Containers Used. 7 FiYes ONo  CON/A Comments
Containers intact ljag"es ONo  [IN/A Comimnents
Sample Labels Match COC (Sample ID, Date/Time of Collection) /,El{es CONo  UIN/A Comments:
’ - r . .
All containers needing acid / base preservation have been checked )Zf"res ONe CINA Preservation Information
Preservative: Date:
All containers needing preservation are found to be in compliance with Lot/ Trace: Time:
EPA recommendation: Yes [ONo ON/A
A t added (mL): Initials:
Exceptions: Vials, Microbiology, O&G, PFAS mount added (mL) nitials
Headspace in Volatile Vials? (>6mm): OYes CINo E@A
L =
Trip Blank Present: Oves CINo A
: 2
Comments / Resolutions (use back for additional comments): !g | [\ Contrinerd  fArrdtd  1n S08mL Co
ove s d\M 22, ¢ Copir. kel AT Js. 1

Qualtrax Document ID: 33786
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DC# _Title: ENV-FRM-ORB1-0093 Sample Condition Upon Receipt Form -
Version: 3 | Effective Date: 12/29/2021 | Issued by: Ormond Beach o)

= A

Sample Condition Upon Receint E~-— ===

\lO#: 35832657 Date and s ofperson:

Project # _PM e Due Date: 10/ 13/23 Examining contents:
Project Manager: CLIENT: PACHAZ Label:
Client: Deliver:
pH:

2

™ p r "‘_ o
Thermometer Used: I L/(/ L[/ Date: /()-*-) 2~3 Time: 1@3 7 Initials: \ [Ql )

Stateof Orgin: ___ [ For WV projects, all containers verified to <6 °C
Cooler #1 Temp.“Cg\q— ((% (Visual) j-()"/ (Correction Factor) Q“LfJ "[ {Actual) OJSamples on ice, coaling process has begun.
Cooler #2 Temp.°C -*QS/ ) (Visual) (Correction Factor) 9’5’ L’( (Actual) USamples en ice, cooling process has begun.
Cooler #3 Temp."CfD\lg' 3 (Visual) (Correction Factor) 2 /2) z (Actual) USamples on ice, cooling process has begun.
Cooler #4 Temp.°C 9373 (Visual) (Correction Factor) 22 5 (Actual) LlSamples on ice, cooling process has begun
Cooler#5 Temp."c}“f - Y (Visual) (Correction Factor) 3 Y. 5 = .3 (Actual) [ISamples on ice, cooling process has begun
Cooler #6 Temp.°C 25, 3 {(Visual) (Correction Factor) :\2“2 [ {Actual) USamples on ice, cooling process has begun.
Re/check for OOT °C {Visual) {Correction Factor) (Actual) Time: Initials:

Courier: [Ffed Ex IUPS [Jusps (icClient JCommercial [IPace Oother:

Shipping Method: [Standard Ovemight OFirst Overnight [IPrority Overmght EfGround Olnternational Priority OOther:
Billing: (IRecipient (JSender [IThird Party [JCredit Card Unknown

Tracking #

Custody Seal Present: [1Yes [INo Seal properly placed and intact: (1Yes [INo lce: COWet [Blue D/ry ONone [IMelted

Packing Material: F1Bubble Wrap (JBubble Bags [INone 0ther:

Samples shorted to lab: (OYes [INo (If yes, complete the following)
Shorted Time:

Shorted Date:

Bottle Quantity / Type:

Present: (JYes OONo | Filled Out: (1Yes CINo IN/A | Relinquished From Pace: [(1Yes [INo [IN/A | Sampler Name: (IYes [INo CIN/A

Chain of Custody:

Relinquished To Pace: [1Yes CINo [ON/A | Sampling Date(s): (lYes ONo [IN/A | Sampling Time(s): OYes CINo CON/A

Samples Arrived within Hold Time OYes ONo  [INIA Comments:

Rush Turnaround Requested on COC OYes ONe COINA Comments

Sufficient Volume, OYes ONe  CIN/A Comments:

Correct Containers Used Oves ONo COINA Comments

Containers Intact OYes [INo  CIN/A Comments

Sample Labels Match COC (Sampie ID, Date/Time of Callection) CYes ONo  CINA Comments:

All containers needing acid / base preservation have been checked Oves ONo LONA Preservation information
Preservative: Date:

All containers needing preservation are found to be in compliance with Lot/ Trace: Time:

EPA recommendation: Oves [ONo ONA

Exceplons: Vials, Microbioiogy, O8G, PFAS Amount added (mL): __ Initials:

Headspace in Volatile Vials? ( >6mm): OYes [INo [CINA

Trip Blank Present: OYes CINo  CIN/A

Comments / Resolutions (use back for additional comments): A& | Sctﬁj-l)]gw, Corriverd },-'\ <D pad Coxhad npr s

C;C,L.J e CC >,n4mu:é'./ {
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DGC#_Title: ENV-FRM-ORB1-0093 Sample Condition Upon Receipt Form )
Version: 3 | Effective Date: 12/29/2021 | Issued by: Ormond Beach .

“=~nloa Condition Upon Receipt Form (SCUR)

_u_gi: 3583265? Date and Initials of person:

Project # PM: BT Due Dag Examining contents:
. dle:
Project Manager: CLIENT: pachpz €: 10/13/23 Label:
Client: Deliver:
pH:
».;«(" H W )___'_ {.‘-. [ — o
[ Up7 0522 3w SES
Thermometer Used: Date: Time: L &/ . / Imtlals:\u
Stateof Origin: ________ y [J Far W projects, all containers verified to <6 °C
Cooler #1 Temp.”C Z? s ?) (Visual) TC’( {Correction Factar) .Ll (Actual) LISamples on ice, cooling process has begun
Cooler #2 Temp.°C7 g; gﬂﬁsuau (Correction Factor) 2— cf (Actual) USamples on ice, cooling process has begun.
. Z o~
Cooler #3 Temp."C Z— ; [Visual) (Correction Factor) Ll [ (Actual) LSamples on ice, cooling process has begun.
Cooler #4 Temp.*C ‘ (Visual) (Correction Factor) ZZ - (Actual) OSamples on ice, cogling process has begun.
Cooler #5 Temp.“C? [:. g (Visual) (Correction Factor) Z h} Cf (Actual) JSamples on ice, cooling process has begun
Cooler #6 Temp.°C (Visual) (Correction Factor) E’ 1 7 (Actual) OSamples on ice, cooling process has begun,
Recheck for OOT °C (Visual) {Correction Factor) (Actual) Time: Initials:
Courier: PIFed Ex [DUPS T1USPS [(Client T'Commercial T Pace HOther

Shipping Method: (JStandard Overnight CIFirst Overnight [1Priorily Overnighund Ointernational Priority [10ther:

Billing: (DRecipient [OSender [lThird Paty [JCredit Card [dUnknown

Tracking #

Custody Seal Present: (1Yes [(INo Seal properly placed and intact: [IYes [INo Ice: CIwet DBIue/EIﬁ’ry ONone Meited
Packing Material: }FIBubble Wrap (JBubble Bags [INone Oother:
Samples shorted to lab: OYes [INo (If yes, complete the following)
Shorted Date: Shorted Time:
Bottle Quantity / Type:
Present: (1Yes ONo | Filled Out: OYes [INo CIN/A | Relinquished From Pace: (Yes CINo CIN/A | Sampler Name: OYes (INo CIN/A
Chain of Custody:
Relinquished To Pace: [JYes CINo CIN/A | Sampling Date(s): [(1Yes CINo CIN/A | Sampling Time(s): (IYes [INo CIN/A
Samples Arrived within Hold Time OYes OINo CON/A Commenis:
Rush Turnaround Requested on COC [OYes CINo CON/A Comments:
Sufficient Volume OYes CINo [IN/A Comments
Correct Containers Used Oves ONo [IN/A Comments
Containers Intact ClYes [CINo  CIN/A Comments:
Sample Labels Match COC (Sample ID, Date/Time of Collection) OvYes ONo [CIN/A Comments:
All containers needing acid / base preservation have been checked OYes [No [ON/A FIES S con IOMEHON
Preservative: Date:
All containers needing preservation are found to be in compliance with Lot/ Trace: Time:
EPA recommendation: OYes [INo OIN/A
d L): itials:
Exceptions: Vials, Micrabigiogy, O&G, PFAS Amountadded (mL): _____ UIEE
Headspace in Volatile Vials? ( >6mm): [IYes ONo  [CIN/A
Trip Blank Present: OYes [OINo [OIN/A
Comments / Resolutions (use back for additional comments): }ﬁ\ | \ Sc;m-.r,;] [ ey p{}; 7 SO0 pal (e r’]‘“f'f_’.z inors.

T

COO\-L/'}\%‘_/ 7/4('1 Ao Z(BS S Curr Condi nue
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| 2510gGebeq |

i RELINQUISHEDBY (SIGNATURE)

DATE

¥ . . REGULATORY PROGRAM (CIRCLE}): NPDES
C eo Pace Analytical Services Py Py CHAIN OF CUSTODY RECORD
WWW . PACELABS.COM
ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE ggmr) _
CLIENT PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # . (FOR LAB USE ONLY}
. . . ANALYSIS REQUESTED
SC! Engineering 2018-0351.2T |Rockwood Summit HS @ @ / A ‘ ln
— I ,
ADDRESS PHONE NUMBER E-MAIL DATE SHIPPED LOGIN # 5// ﬂI/O ! f( /(7 /
- -
130 Point West Blvd (314) 581-7570 |ssrissom@scenineering.com Loseenar. ol
. ngineerin
SAMPLER WATRIX TYPES: CLIENT: " 3 o g o
STATE (PLEASE PRINT) . Drinking Water Lea
ar St Ch a rl es, M O 6 3 3 0 1 D El it PROJECT: k
Oug GW» GROUND WATER Chenise Lamberi-Sykes
VAL $LUDGE PROJ. MGR.:
CONTACT PERSON SAMPLER'S NS HIOW AQUESUS SOUR '%5
. SIGNATURE ( i ook @O CUSTODY SEAL #:
Glen Grissom x,gwg &y 2T ol §
- _— 0o
SAMPLE DESCRIPTION DATE T‘IME SAMPLE TYPE MATRIX BOTTLE PRES Fa
@ (UNIQUE DESCRIPTION AS 1T WILL APPEAR ON THE ANALYTICAL REPORT} COLLECTED COLLECTED GRAB COMP TYPE COUNT CODE 3 5 REMARKS
rrowen | |
RSHS-66 8/3/23 | 2104 | X DW | 1 6 | X|X
RSHS-67 8/3/23 2105 X Dw 1 6 XX
RSHS-68 8/3/23 2106 X Dw 1 6 X | X
RSHS-69 8/3/23 2109 X Dw 1 6 XX
RSHS-70 8/3/23 2110 X DwW 1 6 XX
RSHS-71 8/3/23 2111 X Dw 1 8 XX
CHEMICAL PRESERVATION CODES: l 1-HCL l 2—H2504 § 3-HNO3 | 4-NAOH | 5—NA25203 5~ UNPRESERVED | 7- OTHER I
TURNAROUND TIME REQUESTED (PLEASE CIRCLE) NORMAL RUSH DATE RESULTS
(RUSH TAT IS SUBJECT TO PACE LABS APPROVAL AND SURCHARGE) NEEDED { understand that by initialing this bax I give the lab p d with lysis, even though it may
@ @ not meet all sampie conformance reguirements as defined in the receiving facility's Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE) EMANL PHONE Policy and the data will be qualified. Qualified data may NOT be acceptable to report to alf regulatory authorities.
EMAIL |F DIFFERENT FROM AEQVE: PHONE # IF DIFFERENT FROM ABOVE: /‘\ PROCEED WITH ANALYSIS AND QUALIFY RESULTS: (INITIALS)
L

23 RN

g‘\

TIME
/200 | )

R;ECENED BY: (SIGNAEURE\ ~

COMMENTS: (FOR LAB USE ONLY)

Vo 1 liars B

DATE AND TIME TAKEN FROM SAMPLE BOTTLE

RELINQUISHED BY: (WATURE) DATE REGEWED BY: (SIGNATURE) DATE
SAMPLE TEMPERATURE UPON RECEIPT °¢
TIME TIME )
RELINQUISHED BY: (SIGNATURE) DATE REGEIVED BY: (SIGNATORE} DATE g;':;m‘:gfg&f\gggﬁ g;""“ TO RECEIPT M 82
- SAMPLE ACCEPTANCE NONCONFORMANT
TIME TIME REPORT 15 NEEDED YOR

QUALTRAX 3219 REV S
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REI..!NQUISHED BY: (SIGNATURE)

DATE (PE 32 gzz

WEZZ

RECEWED BY: (S&GNATURE) —

i zQ/&\

. . REGULATORY PROGRAM (CIRCLE): NFDES
a c ew Pace Analytical Services ORBCA P CHAIN OF CUSTODY RECORD
YW PACELARS.COM coon TACO: RES on INDICOM STATE WHERE SAMPLE COLLECTEDMO
ALL HIGHLIGHTED AREAS MUST BE COMPLETED BY CLIENT !PLEASE' PRINT)
CLIENT FROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # 1S REQ {FOR LAB USE ONLY)
H - ANALYSIS REQUESTED
SCI Engineering 2018-0351.2T ﬁ};.:-:mmﬁi{w{zf @ @
ADDRESS PHONE NUMBER E-MAIL DATE $HIPPED LOGIN #
130 Point West Blvd (314) 581-7570 | ssrissom@sciengineering.com LOGGED BY:
7 s cLienT: SCI Engineering
STATE. (PLEASE PRINT MATRIX TYPES: Drinking Water Lead
= St. Charles, MO 63301 |Soi e SR PROJECT; o
g G- GROUND WATER PROJ. MGR.: “henise Lambert-Sykes
CONTACT PERSON SAMPLER'S . NS NoK AGUROUS saLlD 5
Gl Gri smmw&/ // Lagpeaenare o CUSTODY SEAL #:
SO-501 o~
eﬂ rl Ssom /5@% / SOL-S0LID f O
SAMPLE DESCRIPTION PATE { SAMPLETYPE | MATRIX BOTILE PRES -8
@ {UNIGUE DESCRIPTICN AS IT WILL APPEAR ON THE ANALYTICAL REPORT} COLLECTED coLLECTED [ oRAE | comP | TYPE COUNT %&DNTE % EE REMARKS
. PROVIDED
RSHS-72 8/3/23 | 2125 | X DW | 1 6 |1 XX
RSHS-73 813123 | 2126 | X DW | 1 6 | X|X
RSHS-74 8/3/23 2129 X DW 1 6 X|X
RSHS-75 8/3/23 2130 X Dw 1 6 XX
R&HS-76 8/3/23 2134 X bDw 1 6 XX
RSHS-77 8/3/23 2135 X ‘DwW 1 6 XX
RSHS-78 8/3/23 | . 2140 h ¢ DwW 1 B XX
RSHS-79 8/3/23 2141 X Dw 1 6 XX
RE8HS-80 8/3/23 2143 X DWW 1 6 XX
RSHS-81 8/3/23 | 2155 X Dw 1 6 XX
RSHS-82 8323 | 2156 | X DW | 1 6 I X|X
CHEMICAL PRESERVATION CQDES: [ i-HCL | 2-Hz504 [ 3 - HNO3 Jr4 —=NAQH | 5—NA25203 B — UNPRESERVED 7=~ 0THER I
TURNARCUND TIME REQUESTED (PLEASE CIRCLE} NORMAL  RUSH DATE RESULTS
{RUSH TAT IS SUBJECT T PACE LABS APPROVAL AND SURCHARGE} NEEDED  understand that by initfaling this box | give the lab permission to proceed with analysis, even though it may
@ @ - not meet all sample conformance requirements as defined in the receiving facility's Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL PHONE . Policy and the data will be qualified. Qualified data may NOT be acceptable to report to all regulatory authorities.
EMAIL IF DIFFERENT FROM ABOVE: PHONE # IF DIFFERENT FROM ABGVE: f/_‘-;"\‘ PROGEED WITH ANALYSIS AND QUALIFY RESULTS: {INITIALS}

Nl

D

DATE:{ Lk 37

RELINQUISHED BY: (SIGNATU;%

“‘f/\ xjéﬁu

DATE cewen BY: (SIGKATU RE} BATE

TIME TIME
RELINQUISHED BY: [SIGNATURE) DATE RECEIVED BY: {SIGNATLURE) DATE

TIME TIME

COMMENTS: (FOR LAB USE ONLY}

SAMPLE TEMPERATURE UPON RECEIPT : °c

2
CHILL PROCESS STARTED PRICR TO RECEIPT Y OR

SAMPLE(S) RECEIVED ON ICE YOR
SAMPLE ACCEPTANCE NONCONFORMANT
REPORT IS NEEDED Y OR

DATE AND TIME TAKEN FROM SAMPLE BOTTLE

| /51095 9bed |
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e sz
CLIENT

- Pace Analytical Services

WWW. PACELABS.COM

REGULATORY PROGRAM (CIRCLE): NPDES
MORBCA RCRA
ccop TACO: RES or INDICOMM

ALL HIGHIIGHTED AREAS MUST BE COMPLETED BY CLIENT (PLEASE FPRINT)

CHAIN OF CUSTODY RECORD

STATE WHERE SAMPLE COLLECTEDMO

PROJECT NUMBER PROJECT LOCATION PURCHASE ORDER # @ {FOR LAE USE ONLY)
. . ANALYSIS REQUESTED @
SCI Engineering 2018-0351.2T g\-@ﬁﬂmﬁ <, (MY
ADDRESS : PHONE NUMBER E-MATL DATE SHIPPED LOGIN #
1 30 PO]nt WeSt BIVd (3 1 4) 58 1 -7570 ggrissomi@sciengineering,com LOGGED BY:
. 3CI Engineerin
eIy SAMPLER MATRIX TYPES: CLIENT: = J o g o
STATE (PLEASE PRINT) , Drinking Water Lea
ap St. Chaﬂes MO 63301 D Ell e PROJECT: -
y 5 Oug GW-GROUMD WATER . Chenise Lambert-Sykes
— ? HASe o uEous SoLD X PROJ. MGR..
CONTACT PERSON SAMPLER’ 2 -
. smm@ /T/ ﬂ E.fﬂf””m 3 _CUSTODY SEAL #;
- - - / IL
Glen Grissom e [ Bk ol &
_— _— v —— o
SAMPLE DESCRIPTION DATE TIME SAMPLE TYPE MATRIX BOTTLE PRES e
{UNIQUE DESCRYFTION AS IT WILL APPEAR ON THE ANALYTICAL REFORT) COLLECYED COLLECTED GRAB COMP TYPE COUNT CODE § S REMARKS
PROUDED Q) -
RSHS-83 8/3/23 | 2157 | X DW | 1 8 | X|X
RE8HS-84 8/3/23 2201 X Dw 1 6 XX
RSHS-85 8/3/23 2202 X DW 1 6 XX
RSHS-86 8/3/23 | 2205 | X DW 1 6 | XIX
. RSHS-87 8/3/23 | 2206 | X DW | 1 6 IX|x
RSHS-88 8/3/23 | 2206 | X DW | 1 6 |X|X
RSHS-89 8/3/23 | 2210 | X DW | 1 6 |X|X
RSHS-90 8/3/23 2211 X DW 1 4] XX
- RSHS-91 8/3/23 2213 X DW 1 6 XX
CHEMICAL PRESERVATION CODES: 1- HCL I 2~ H2504 [ 3-HNO3 ' 4 —NACH * 55— NAZS203 6 UNPRESERVED | 7—OTHER |
TURNAROUND TIME REQUESTED (PLEASE GIRCLE) NORMAL  RUSH "DATE RESULTS
{RUSH TAT IS SUBJECT 10 PACE LABS APPROVAL AND SURCHARGE} NEEDED 1 understand that by initialing this box ! give the lab permission 1o p d with analysis, even though it may
not meet alf f i ce requit as defined in the receiving facility's Sample Acceptance
RUSH RESULTS VIA (PLEASE CIRCLE) EMAIL PHONE Policy and the data will be qualified. Quajified data may NOT be acceptable to report to alf regulatory authorities.
EMAIL. IF DIFFERENT FROM ABCVE: PHONE # IF BIFFERENT FROM ABOVE: PROCEED WITH ANALYSIS AND QUALIFY RESULTS: ([NIT!ALS)
A — S ——
RELINQUISHED BY: (SIGNATURE) DATE i DATE COMMENTS: (FOR LAB USE ONLY)
O 72, T e .
TIME i 0 20 TIME
7 F214% AT,
_ /302 L 1% 3D
RELINQUISHED BY: (SISNATURE) DATE DATE
SAMPLE TEMPERATURE UPON RECEIPT o
TIME TIME
RELINGUISHED BY: (SIGNATURE} DATE RECEIVED BY: (SIGNATURE] DATE gﬁ-}l_‘:“gf;ggeﬂgggﬂ’l FRIORTO RECEIPT yoR ‘
SAMPLE ACCEPTANCE NONCONFORMANT
FIME FIME REPORT IS NEEDED YOR
DATE AND TIME TAKEN FROM SAMPLE BOTTLE

| 25j0/G0bed |
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ekiab. inc

Environmental Laboratory http://www.teklabinc.com/

November 22, 2023

Illinois

Brian Lieb Kansas
SCI Engineering, Inc. Louisiana
130 Point West Boulevard Louisiana
St. Charles, MO 63301 Oklahoma
TEL: (314) 956-8240

FAX: (636) 949-8269

RE: 2018-0351.2A T200 WorkOrder: 23111540

Dear Brian Lieb:

TEKLAB, INC received 14 samples on 11/20/2023 2:00:00 PM for the analysis presented in
the following report.

100226
E-10374
05002
05003
9978

Samples are analyzed on an as received basis unless otherwise requested and documented. The

sample results contained in this report relate only to the requested analytes of interest

as

directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters
NELAP under the Certification column. Unless otherwise documented within this report,
Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case

Narrative.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report

shall not be reproduced, except in full, without the written approval of Teklab, Inc.
If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

Patrick Riley

Project Manager
(618)344-1004 ex 44
patrickriley@teklabinc.com
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ekiab, inc

Envirenmental Laboratory

Report Contents

http://www.teklabinc.com

Client: SCI Engineering, Inc.
Client Project: 2018-0351.2A T200

Work Order: 23111540
Report Date: 22-Nov-23

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
8

Appended

Page 2 of 8



e]dah iﬂc Definitions

Environmental Laboratory http://www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111540
Client Project: 2018-0351.2A T200 Report Date: 22-Nov-23

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited
CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.
CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The

reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.
ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results.”

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method'’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes
ND Not Detected at the Reporting Limit
NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.
RL The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample

dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

TIC Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count (> 200 CFU )

Page 3 of 8



emab ]nc Definitions
Environmental Labarat;ry http://www.teklabinc.com
Client: SCI Engineering, Inc. Work Order: 23111540
Client Project: 2018-0351.2A T200 Report Date: 22-Nov-23
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 8



)
ek]ah HIIC Case Narrative

Environmental Laboratory

http://www.teklabinc.com

Client: SCI Engineering, Inc.
Client Project: 2018-0351.2A T200

Cooler Receipt Temp: N/A °C

Work Order: 23111540
Report Date: 22-Nov-23

L ocations
Collinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone  (618) 344-1004 Phone  (217) 698-1004 Phone  (913)541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KKlostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com

Page 5 of 8



e]dah ]ﬂc Accreditations

Environmental Laboratory http://www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111540
Client Project: 2018-0351.2A T200 Report Date: 22-Nov-23
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2024 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
Illinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Coallinsville
Kentucky UsT 0073 1/31/2024 Collinsville
Missouri MDNR 00930 5/31/2023 Collinsville
Mi ssouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 8



ekiab, inc

Envirenmental Laboratory

L aboratory Results

http://www.teklabinc.com

Client: SCI Engineering, Inc.

Client Project: 2018-0351.2A T200
Matrix: DRINKING WATER

Work Order: 23111540
Report Date: 22-Nov-23

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected

EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead

23111540-001A RSHS-26R NELAP 1.0 2.8 pg/L 1 11/22/2023 2:40 11/18/2023 5:24
23111540-002A RSHS-26(2nd) NELAP 1.0 <1.0 pg/L 1 11/22/2023 2:44 11/18/2023 5:26
23111540-003A RSHS-30R NELAP 1.0 4.2 pg/L 1 11/22/2023 3:13 11/18/2023 5:27
23111540-004A RSHS-30(2nd) NELAP 1.0 <1.0 pg/L 1 11/22/2023 3:17 11/18/2023 5:28
23111540-005A RSHS-31R NELAP 1.0 5.8 pg/L 1 11/22/2023 3:21 11/18/2023 5:29
23111540-006A RSHS-31(2nd) NELAP 1.0 <1.0 pg/L 1 11/22/2023 3:25 11/18/2023 5:31
23111540-007A RSHS-34R NELAP 1.0 15.2 ug/L 1 11/22/2023 3:30 11/18/2023 5:36
23111540-008A RSHS-34(2nd) NELAP 1.0 <1.0 ug/L 1 11/22/2023 3:34 11/18/2023 5:37
23111540-009A RSHS-36R NELAP 1.0 5.2 ug/L 1 11/22/2023 3:38 11/18/2023 5:39
23111540-010A RSHS-36(2nd) NELAP 1.0 <1.0 ug/L 1 11/22/2023 3:42 11/18/2023 5:40
23111540-011A RSHS-37R NELAP 1.0 <1.0 ug/L 1 11/22/2023 6:39 11/18/2023 5:42
23111540-012A RSHS-37(2nd) NELAP 1.0 <1.0 ug/L 1 11/22/2023 6:43 11/18/2023 5:43
23111540-013A RSHS-40R NELAP 1.0 1.4 ug/L 1 11/22/2023 1:47 11/18/2023 5:44
23111540-014A RSHS-40(2nd) NELAP 1.0 <1.0 pg/L 1 11/22/2023 6:47 11/18/2023 5:45

Page 7 of 8



e](]ah inc_ Receiving Check List

Environmental Laboratory http:/ /www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111540
Client Project: 2018-0351.2A T200 Report Date: 22-Nov-23
Carrier: Payton Yoch Received By: AMD
Completed by: W — Reviewed by: Ty ;
on: mﬁ Di_D-C}-LLL on: CR D Vi)
20-Nov-2 20-Nov-2 W '
ONoV-Z3 A mber Dilallo ONVZ Bllie Hopkins

Pages to follow: Chain of custody Extra pages included II'

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C  N/A
Type of thermal preservation? None ice [] Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes No [

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes ] No ] No VOA vials
Water - TOX containers have zero headspace? Yes [ No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - amberdilallo - 11/20/2023 2:43:51 PM

Page 8 of 8



CHAIN OF CUSTODY  po- o?@ Work order # 2311 1SH O
TEKLAB, INC. 5445 Horseshoe Lake Road - Coliihsvilie, IL 62234 - Phone; (618) 344-1004 - Fax: (618) 344-1005

Client: SCI Engineering, In. Samples on: [ ICE BLUE ICE JK] NOICE N o Ltes
Address: 130 Point West Boulevard Preserved in: & LAB FIELD FOR LAB USE ONLY
City / State / Zip St Chares, MO 63301 Lab Notes
Contact: Brian Lieb Phone: (636) 549-8200
E-Mail: blieb@sciengineering.com Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply Ll Yes e 67 'D‘:“-'>£7
Are: these samples known to be hazardous? If yes, include details of the hazard. [ Yes [ f j
Are there any required reporting limits to be met on the requested analysis?. if yes, please prowde
limits in the comment section. Xyes | No
Project Name/Number : Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
2018 -035]. 24 T160 F‘H\am Bo«{c.._f g 2 &
— _ Resuits Requested Billing Instructions | # 270 Type of Containers |2 |31 10y |8 |2 g
{_iStendard Y] 1-2 Day (100% Surcharge) - . % llg g g_ o g- =
[ Otner [} 3 pay 50% Surcharge) 21218 SRHBEE =R Igz]2
moognOMIm o o o
mle|Z|Ei"IEio|m o+ 4w
Lab Use pnﬂ, Sample identification Date/Time Sampiled v . g ® 1=
73] 1/%3 Esuse 268 w/td23 s524 |1 ¥ ¥
£ - A i 3z {3"’ § e s b 5 O
o Z5HE 3ag p a2y ov23i ¥ y
ey L T RVETE VI WS I o g )( v
s |#e-3 R /(3123 o52A ] ¥ Y T
o (B3 ) fuig23 o731 ) y ”
Ry | Réms - 3 € ifiades &YE ¥ ¥
ool | BONs 36 R nizied oN4gl ! Y ¥
oo |W3M-3pcms ) [ilpgey s ¥ y
Relinguished By Date/Time Received By e Date/Time
Tt P B ([70/23 (0 Scgen W L2025 1250
2 N Y or j [ ;
] ViR y/z3E ke 10Ape QOO0 DY/ KB

The individual signing this agreement on behalf of the client, acknowtedges that he/she has read and understands the terms and conditions of this
agreement, and tha{ he/she has the authority {o sign on behalf of the client. See www teklabinc.com for terms and conditions.

BottieOrder: 85100 Eg’é%




CHAIN OF CUSTODY

pg- & of 1 Work order # 2;5] \ )5@0

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, iL. 62234 - Phone: (618) 344-1004 - Fax: {(618) 344-1005

Client:

SC1 Engineering, Inc.

Samples on:

Address:

130 Point West Boulevard

Preserved in:

City I State ! Zip St. Charies, MO 63

301

Lab Notes

Contact: Brian Lieb

Phone:

biieb@sciengineering.com

E-Mail:

Fax:

(636} 949-8200

@) 1CE BLUE ICE
7 LAB FIELD

7] NOIGE % utex .

FOR LAB USE ONLY

Are these samples known 1o be involved in litigation? If yes, a surcharge will apply L
Are these samples known to be hazardous? i yes, include details of the hazard.

fYes [ No
[} No

1 Yes

Are there any required reporting fimits to be met on the requested analysis?. If yes, please provide

flimits in the comment section. [} yeg

i No

Client Comments:

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
S & |6
Results Requested Billing Instructions |..*and Type of Containers }2 2| lwl|g2le] o
r Standard [_‘ 1-2 Day {100% Surcharge) - = % g g’ g @ g_ E
Fm‘ Other L_; 3 Day (50% Surcharge) % % nzl é X % % 9‘ 8 E = Lr?.‘ E g %
- 21812|21”[815 =1 M 2 g
Lahl.is:qpnjy Sample Identification Date/Time Sampied “w &7 g ®
ZW NSO | {AR4 338 |23 oHL | ¥ 5
o | £54s - 2 F(mf1/ /323 oI | ¥ ¥
oy | &ods —Hofu [iigies osud i ¥ ¥
Ot | MH7- cjo () /123 0387 | L < Y
¥
Relingquished By Bate/Time ~Received By Date/Time
7 3 A
- 2 e W/ 720/73 (226
P & i) oy fos N v w [ S :
N gm iL/20/23  #7 {Sndge. Oaoo iz o Hhopd  Jycs
7

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this
agreement, and that hefshe has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.

BottleOrder: 85100 %%



ekiab. inc

Envirenmental Laboratory

http://www.teklabinc.com/

December 07, 2023

Brian Lieb

SCI Engineering, Inc.

130 Point West Boulevard
St. Charles, MO 63301

TEL: (314) 956-8240
FAX: (636) 949-8269
RE: 2018-0351.2A T200

Dear Brian Lieb:

Illinois
Kansas
Louisiana
Louisiana
Oklahoma

WorkOrder: 23111934

TEKLAB, INC received 4 samples on 11/28/2023 11:35:00 AM for the analysis presented in

the following report.

100226
E-10374
05002
05003
9978

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters

NELAP under the Certification column.

Unless otherwise documented within this report,

Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case

Narrative.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

Patrick Riley

Project Manager
(618)344-1004 ex 44
patrickriley@teklabinc.com

Page 1 of 8



ekiab, inc

Envirenmental Laboratory

Report Contents

http://www.teklabinc.com

Client: SCI Engineering, Inc.
Client Project: 2018-0351.2A T200

Work Order: 23111934
Report Date: 07-Dec-23

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
8

Appended

Page 2 of 8



e]dah iﬂc Definitions

Environmental Laboratory http://www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111934
Client Project: 2018-0351.2A T200 Report Date: 07-Dec-23

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited
CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.
CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The

reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.
ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results.”

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method'’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes
ND Not Detected at the Reporting Limit
NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.
RL The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample

dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

TIC Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count (> 200 CFU )

Page 3 of 8



emab ]nc Definitions
Environmental Labarat;ry http://www.teklabinc.com
Client: SCI Engineering, Inc. Work Order: 23111934
Client Project: 2018-0351.2A T200 Report Date: 07-Dec-23
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 8



)
ek]ah HIIC Case Narrative

Environmental Laboratory

http://www.teklabinc.com

Client: SCI Engineering, Inc.
Client Project: 2018-0351.2A T200

Cooler Receipt Temp: NA °C

Work Order: 23111934
Report Date: 07-Dec-23

L ocations
Collinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone  (618) 344-1004 Phone  (217) 698-1004 Phone  (913)541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KKlostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com

Page 5 of 8



e]dah ]ﬂc Accreditations

Environmental Laboratory http://www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111934
Client Project: 2018-0351.2A T200 Report Date: 07-Dec-23
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2024 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
Illinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Coallinsville
Kentucky UsT 0073 1/31/2024 Collinsville
Missouri MDNR 00930 5/31/2023 Collinsville
Mi ssouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 8



ekiab, inc

Envirenmental Laboratory

L aboratory Results

http://www.teklabinc.com

Client: SCI Engineering, Inc.

Client Project: 2018-0351.2A T200
Matrix: DRINKING WATER

Work Order: 23111934
Report Date: 07-Dec-23

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead

23111934-001A RSHS-15R NELAP 1.0 <1.0 pg/L 1 12/04/2023 18:01  11/22/2023 20:57
23111934-002A RSHS-15 (2nd) NELAP 1.0 <1.0 pg/L 1 12/04/2023 17:45  11/22/2023 20:59
23111934-003A RSHS-21R NELAP 1.0 10.3 pg/L 1 12/04/2023 17:49  11/22/2023 21:06
23111934-004A RSHS-21R (2nd) NELAP 1.0 2.3 pg/L 1 12/04/2023 17:53  11/22/2023 21:07
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e](]ah inc_ Receiving Check List

Environmental Laboratory http:/ /www.teklabinc.com

Client: SCI Engineering, Inc. Work Order: 23111934
Client Project: 2018-0351.2A T200 Report Date: 07-Dec-23
Carrier: Craig McKinney Received By: HAW
Completed by: f Reviewed by: s P,
on: MCVL% E fAW on: E, ﬂ(‘k E} "\'-i:}v;_]{‘c_i—w\j
28-Nov-23 28-Nov-23 e '
Mary E Kemp Ellie Hopkins

Pages to follow: Chain of custody Extra pages included II'

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C NA
Type of thermal preservation? None ice [] Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes No [

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes ] No ] No VOA vials
Water - TOX containers have zero headspace? Yes [ No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - MaryKemp - 11/28/2023 1:24:46 PM

Page 8 of 8



CHAIN OF CUSTODY
TEKLAB INC, 5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax {618} 344-1005

Pg1 of 1 Workorder # Q\ 5 i \o\ %"\

Client: SCI Engineering INC
Address: 130 Point West Blvd
City/State/Zip: Saint Charles/MO/63301

Contact: Brian Lieb

Phone: 636-949-8200

Samples on:
Preserved in:

LAB NOTES:

D ICE
[Las

[] BLueice NO ICE

[(TrELD

F
i

FOR LAB USE ONLY

Email: blieb@sciengineering.com Fax:

Are these samples known o be involved in litigation? If yes, a surcharge will apply: I:] Yes H No

Are these samples known to be hazardous? D Yes Ne
Are there any required reporting limits to be met on the reguested analysis?. If yes, please provide

Client Comments:
Must Meet 5 PPB

limits in the comment section: Yes No
PROJECT NAME/NUMBER SAMPLE COLLECTOR'S NAME # and Type of Containers INDICATE ANALYSIS REQUESTED
2018-0351.2A T200 lﬁ‘&f"f&/ Mﬁ-_
RESULTS REQUESTED BILLING INSTRUCTIONS | ixiz!& = £ 4l0l¢ g
E Standard D 12 Day (100% Surcharge} i _— % g nga 8 rn— :6': § % Fg.‘ § g
| | Other [] 3 pay (50% Surcharge) 2T it il =T g
iab Use Only Sample ID Date/Time Sampled Matrix
311034 neoi  [RSHSH5R 11/22/23 2057 Drinking Water R I wiv
o3 |RSHS-15(2nd) 11/22/23 2059 Drinking Water - ﬁ 1 !‘/ v
{852y |RSHS-21R 11/22/23 2106 Dnnkmg Waier | I‘/ v
¥ (0M [RSHS-21(2nd) 11/22/23 2107 l 1 v|v
Aqueous
Agueous
Agueous
Agueous
Aqueous
Aqueous
Aqueous A 21
Relinquished By Date/Time £ Received By _ Datg/Time
T v 22023 22, 30 £ A - ///ﬂa?éw S 25
Km T T sof2wfes  frnS Il dh Glon 2R3 15

*The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this

agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions

w1




Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peotia, IL 61615
a c e (800)752-6651

July 24, 2025

Glenn Grissom

SCI Engineering

130 Point W. Blvd.

St. Chariles, MO 63301

RE: 2018-0351-2A Task 200 - RSHS

Dear Glenn Grissom:

Please find enclosed the analytical results for the 3 sample(s) the laboratory received on 7/10/25 4:30 pm and logged
in under work order 1G02327. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services, LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback you
have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com
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dce

ANALYTICAL RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Sample: 1G02327-01
Name: RSHS - 31R3

Sampled: 07/07/25 22:35
Received: 07/10/25 16:30

Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 6.40 ug/L 07/22/25 06:52 1 1.00 07/22/25 10:03 BRS EPA 200.8 REV 5.4
Sample: 1G02327-02 Sampled: 07/07/25 22:40
Name: RSHS - 86R2 Received: 07/10/25 16:30
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 6.64 ug/L 07/22/25 06:52 1 1.00 07/22/25 10:05 BRS EPA 200.8 REV 5.4
Sample: 1G02327-03 Sampled: 07/07/25 22:40
Name: RSHS - 87R2 Received: 07/10/25 16:30
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 18.7 ug/L 07/22/25 06:52 1 1.00 07/22/25 10:06 BRS EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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dce

Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

QC SAMPLE RESULTS

Parameter

Result Unit

Qual

Spike Source %REC RPD
Level Result %REC Limits RPD Limit

Batch B538313 - DW 200.8 no prep - EPA 200.8 REV 5.4

Blank (B538313-BLK1)

Prepared & Analyzed: 07/22/25

Lead < 1.00 ug/L

LCS (B538313-BS1) Prepared & Analyzed: 07/22/25

Lead 52.8 ug/L 50.00 106 85-115

Matrix Spike (B538313-MS1) Sample: 1G01906-05 Prepared & Analyzed: 07/22/25

Lead 59.9 ug/L 50.00 2.37 115 70-130

Matrix Spike (B538313-MS2) Sample: 1G02349-05 Prepared & Analyzed: 07/22/25

Lead 55.6 ug/L 50.00 0.618 110 70-130

Matrix Spike (B538313-MS3) Sample: 1G02355-09 Prepared & Analyzed: 07/22/25

Lead 52.4 ug/L 50.00 0.0260 105 70-130

Matrix Spike (B538313-MS4) Sample: 1G02567-02 Prepared & Analyzed: 07/22/25

Lead 52.8 ug/L 50.00 1.51 103 70-130

Matrix Spike (B538313-MS5) Sample: 1G02399-04 Prepared & Analyzed: 07/22/25

Lead 51.4 ug/L 50.00 0.146 103 70-130

Matrix Spike (B538313-MS6) Sample: 1G01970-01 Prepared & Analyzed: 07/22/25

Lead 50.4 ug/L 50.00 0.613 100 70-130

Matrix Spike (B538313-MS7) Sample: 1G02332-03 Prepared & Analyzed: 07/22/25

Lead 53.9 ug/L 50.00 3.03 102 70-130

Matrix Spike (B538313-MS8) Sample: 1G02336-01 Prepared & Analyzed: 07/22/25

Lead 59.9 ug/L 50.00 8.98 102 70-130

Matrix Spike (B538313-MS9) Sample: 1G02343-02 Prepared & Analyzed: 07/22/25

Lead 58.7 ug/L 50.00 6.18 105 70-130

Matrix Spike (B538313-MSA) Sample: 1G03532-06 Prepared & Analyzed: 07/22/25

Lead 49.9 ug/L 50.00 ND 100 70-130

Matrix Spike (B538313-MSB) Sample: 1G02229-01 Prepared & Analyzed: 07/22/25

Lead 53.5 ug/L 50.00 ND 107 70-130

Matrix Spike (B538313-MSC) Sample: 1G02443-02 Prepared & Analyzed: 07/22/25

Lead 55.2 ug/L 50.00 0.455 109 70-130

Matrix Spike (B538313-MSD) Sample: 1G03235-01 Prepared & Analyzed: 07/22/25

Lead 51.1 ug/L 50.00 0.538 101 70-130

Matrix Spike Dup (B538313-MSD1) Sample: 1G01906-05 Prepared & Analyzed: 07/22/25

Lead 56.9 ug/L 50.00 2.37 109 70-130 5 20
Matrix Spike Dup (B538313-MSD2) Sample: 1G02349-05 Prepared & Analyzed: 07/22/25

Lead 54.0 ug/L 50.00 0.618 107 70-130 3 20
Matrix Spike Dup (B538313-MSD3) Sample: 1G02355-09 Prepared & Analyzed: 07/22/25

Lead 53.3 ug/L 50.00 0.0260 107 70-130 2 20
Matrix Spike Dup (B538313-MSD4) Sample: 1G02567-02 Prepared & Analyzed: 07/22/25

Lead 52.3 ug/L 50.00 1.51 102 70-130 1 20
Matrix Spike Dup (B538313-MSD5) Sample: 1G02399-04 Prepared & Analyzed: 07/22/25

Lead 52.1 ug/L 50.00 0.146 104 70-130 1 20
Matrix Spike Dup (B538313-MSD6) Sample: 1G01970-01 Prepared & Analyzed: 07/22/25

Lead 48.2 ug/L 50.00 0.613 95 70-130 5 20
Matrix Spike Dup (B538313-MSD7) Sample: 1G02332-03 Prepared & Analyzed: 07/22/25

Lead 53.1 ug/L 50.00 3.03 100 70-130 2 20
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

QC SAMPLE RESULTS

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike Dup (B538313-MSD8) Sample: 1G02336-01 Prepared & Analyzed: 07/22/25
Lead 60.7 ug/L 50.00 8.98 103 70-130 1 20
Matrix Spike Dup (B538313-MSD9) Sample: 1G02343-02 Prepared & Analyzed: 07/22/25
Lead 58.0 ug/L 50.00 6.18 104 70-130 1 20
Matrix Spike Dup (B538313-MSDA) Sample: 1G03532-06 Prepared & Analyzed: 07/22/25
Lead 50.8 ug/L 50.00 ND 102 70-130 2 20
Matrix Spike Dup (B538313-MSDB) Sample: 1G02229-01 Prepared & Analyzed: 07/22/25
Lead 54.5 ug/L 50.00 ND 109 70-130 2 20
Matrix Spike Dup (B538313-MSDC) Sample: 1G02443-02 Prepared & Analyzed: 07/22/25
Lead 55.6 ug/L 50.00 0.455 110 70-130 0.8 20
Matrix Spike Dup (B538313-MSDD) Sample: 1G03235-01 Prepared & Analyzed: 07/22/25
Lead 52.2 ug/L 50.00 0.538 103 70-130 2 20
Matrix Spike Dup (B538313-MSDE) Sample: 1G03242-01 Prepared & Analyzed: 07/22/25
Lead 59.8 ug/L 50.00 7.06 106 70-130 0.02 20
Matrix Spike Dup (B538313-MSDF) Sample: 1G03527-06 Prepared & Analyzed: 07/22/25
Lead 51.5 ug/L 50.00 0.778 102 70-130 1 20
Matrix Spike Dup (B538313-MSDG) Sample: 1G03535-01 Prepared & Analyzed: 07/22/25
Lead 50.5 ug/L 50.00 0.163 101 70-130 0.3 20
Matrix Spike Dup (B538313-MSDH) Sample: 1G03513-09 Prepared & Analyzed: 07/22/25
Lead 51.6 ug/L 50.00 0.561 102 70-130 2 20
Matrix Spike Dup (B538313-MSDI) Sample: 1G03513-19 Prepared & Analyzed: 07/22/25
Lead 51.8 ug/L 50.00 0.0390 103 70-130 2 20
Matrix Spike Dup (B538313-MSDJ) Sample: 1G03523-01 Prepared & Analyzed: 07/22/25
Lead 51.5 ug/L 50.00 0.0840 103 70-130 2 20
Matrix Spike Dup (B538313-MSDK) Sample: 1G03517-06 Prepared & Analyzed: 07/22/25
Lead 51.6 ug/L 50.00 0.0910 103 70-130 1 20
Matrix Spike Dup (B538313-MSDL) Sample: 1G03530-06 Prepared & Analyzed: 07/22/25
Lead 51.9 ug/L 50.00 0.862 102 70-130 0.3 20
Matrix Spike Dup (B538313-MSDM) Sample: 1G02935-01 Prepared & Analyzed: 07/22/25
Lead 257 ug/L 50.00 204 106 70-130 1 20
Matrix Spike (B538313-MSE) Sample: 1G03242-01 Prepared & Analyzed: 07/22/25
Lead 59.8 ug/L 50.00 7.06 106 70-130
Matrix Spike (B538313-MSF) Sample: 1G03527-06 Prepared & Analyzed: 07/22/25
Lead 50.8 ug/L 50.00 0.778 100 70-130
Matrix Spike (B538313-MSG) Sample: 1G03535-01 Prepared & Analyzed: 07/22/25
Lead 50.3 ug/L 50.00 0.163 100 70-130
Matrix Spike (B538313-MSH) Sample: 1G03513-09 Prepared & Analyzed: 07/22/25
Lead 52.5 ug/L 50.00 0.561 104 70-130
Matrix Spike (B538313-MSI) Sample: 1G03513-19 Prepared & Analyzed: 07/22/25
Lead 50.7 ug/L 50.00 0.0390 101 70-130
Matrix Spike (B538313-MSJ) Sample: 1G03523-01 Prepared & Analyzed: 07/22/25
Lead 50.2 ug/L 50.00 0.0840 100 70-130
Matrix Spike (B538313-MSK) Sample: 1G03517-06 Prepared & Analyzed: 07/22/25
Lead 50.9 ug/L 50.00 0.0910 102 70-130
Matrix Spike (B538313-MSL) Sample: 1G03530-06 Prepared & Analyzed: 07/22/25
Lead 52.1 ug/L 50.00 0.862 103 70-130
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Pace Analytical Services, LLC

QC SAMPLE RESULTS

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike (B538313-MSM) Sample: 1G02935-01 Prepared & Analyzed: 07/22/25
Lead 254 ug/L 50.00 204 98 70-130
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please contact
your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by: ~ Station For Chenise Lambert-Sykes, Project Manager
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651

December 12, 2024

Brian Lieb

SCI Engineering

130 Point W. Bvld.

St. Charles, MO 63301

RE: 2018-0351.2A-T200-ROCKWOOD SUMMIT HS

Dear Brian Lieb:

Please find enclosed the analytical results for the 7 sample(s) the laboratory received on 12/3/24 4:50 pm and logged
in under work order HL01123. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services, LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback you
have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com
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Pace Analytical Services, LLC

SAMPLE RECEIPT CHECK LIST

Items not applicable will be marked as in compliance

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

Work Order HL01123

Customer #: 72-105486

YES Samples received within temperature compliance when applicable
YES COC present upon sample receipt

YES COC completed & legible

YES Sampler name & signature present

YES Unique sample IDs assigned

YES Sample collection location recorded

YES Date & time collected recorded on COC

YES Relinquished by client signature on COC

YES COC & labels match

YES Sample labels are legible

YES Appropriate bottle(s) received

YES Sufficient sample volume received

YES Sample containers received undamaged

YES Zero headspace, <6 mm present in VOA vials
YES Trip blank(s) received

YES All non-field analyses received within holding times
YES Short hold time analysis

YES Current PDC COC submitted

NO Case narrative provided

www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Sample: HL01123-01
Name: RSHS-21R2

Sampled: 11/27/24 16:38
Received: 12/03/24 16:50

Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:33 BRS EPA 200.8 REV 5.4
Sample: HL01123-02 Sampled: 11/27/24 16:30
Name: RSHS-31R2 Received: 12/03/24 16:50
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 5.54 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:34 BRS EPA 200.8 REV 5.4
Sample: HL01123-03 Sampled: 11/27/24 16:35
Name: RSHS-34R2 Received: 12/03/24 16:50
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:36 BRS EPA 200.8 REV 5.4
Sample: HL01123-04 Sampled: 11/27/24 16:31
Name: RSHS-36R2 Received: 12/03/24 16:50
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:37 BRS EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Sample: HL01123-05
Name: RSHS-86R

Sampled: 11/27/24 16:47
Received: 12/03/24 16:50

Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 21.6 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:39 BRS EPA 200.8 REV 5.4
Sample: HL01123-06 Sampled: 11/27/24 16:48
Name: RSHS-87R Received: 12/03/24 16:50
Matrix: Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 7.68 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:43 BRS EPA 200.8 REV 5.4
Sample: HL01123-07 Sampled: 11/27/24 16:49
Name: RSHS-88R Received: 12/03/24 16:50
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.74 ug/L 12/11/24 10:05 1 1.00 12/11/24 13:44 BRS EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

dce

QC SAMPLE RESULTS

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit

Batch B450611 - DW 200.8 no prep - EPA 200.8 REV 5.4

Blank (B450611-BLK1) Prepared & Analyzed: 12/11/24
Lead < 1.00 ug/L

LCS (B450611-BS1)

Prepared & Analyzed: 12/11/24

Lead 52.9 ug/L 50.00 106 85-115

Matrix Spike (B450611-MS1) Sample: HL00221-01 Prepared & Analyzed: 12/11/24

Lead 57.8 ug/L 50.00 0.341 115 70-130

Matrix Spike (B450611-MS2) Sample: HL01071-01 Prepared & Analyzed: 12/11/24

Lead 57.0 ug/L 50.00 3.02 108 70-130

Matrix Spike (B450611-MS3) Sample: HL01093-03 Prepared & Analyzed: 12/11/24

Lead 58.3 ug/L 50.00 6.95 103 70-130

Matrix Spike (B450611-MS4) Sample: HL01111-02 Prepared & Analyzed: 12/11/24

Lead 63.7 ug/L 50.00 12.0 103 70-130

Matrix Spike (B450611-MS5) Sample: HL01116-07 Prepared & Analyzed: 12/11/24

Lead 51.8 ug/L 50.00 0.753 102 70-130

Matrix Spike (B450611-MS6) Sample: HL01123-05 Prepared & Analyzed: 12/11/24

Lead 75.3 ug/L 50.00 21.6 107 70-130

Matrix Spike (B450611-MS7) Sample: HL01129-07 Prepared & Analyzed: 12/11/24

Lead 101 ug/L 50.00 45.8 111 70-130

Matrix Spike (B450611-MS8) Sample: HL01131-04 Prepared & Analyzed: 12/11/24

Lead 72.0 ug/L 50.00 18.1 108 70-130

Matrix Spike (B450611-MS9) Sample: HL01134-02 Prepared & Analyzed: 12/11/24

Lead 56.6 ug/L 50.00 3.75 106 70-130

Matrix Spike (B450611-MSA) Sample: HL00670-02 Prepared & Analyzed: 12/11/24

Lead 54.8 ug/L 50.00 1.80 106 70-130

Matrix Spike (B450611-MSB) Sample: HL01147-03 Prepared & Analyzed: 12/11/24

Lead 53.4 ug/L 50.00 2.56 102 70-130

Matrix Spike (B450611-MSC) Sample: HL00107-07 Prepared & Analyzed: 12/11/24

Lead 64.3 ug/L 50.00 8.30 112 70-130

Matrix Spike (B450611-MSD) Sample: HL00109-02 Prepared & Analyzed: 12/11/24

Lead 58.6 ug/L 50.00 0.0280 117 70-130

Matrix Spike Dup (B450611-MSD1) Sample: HL00221-01 Prepared & Analyzed: 12/11/24

Lead 55.4 ug/L 50.00 0.341 110 70-130 4 20
Matrix Spike Dup (B450611-MSD2) Sample: HL01071-01 Prepared & Analyzed: 12/11/24

Lead 57.0 ug/L 50.00 3.02 108 70-130 0.02 20
Matrix Spike Dup (B450611-MSD3) Sample: HL01093-03 Prepared & Analyzed: 12/11/24

Lead 59.3 ug/L 50.00 6.95 105 70-130 2 20
Matrix Spike Dup (B450611-MSD4) Sample: HL01111-02 Prepared & Analyzed: 12/11/24

Lead 64.4 ug/L 50.00 12.0 105 70-130 1 20
Matrix Spike Dup (B450611-MSD5) Sample: HL01116-07 Prepared & Analyzed: 12/11/24

Lead 53.5 ug/L 50.00 0.753 105 70-130 3 20
Matrix Spike Dup (B450611-MSD6) Sample: HL01123-05 Prepared & Analyzed: 12/11/24

Lead 75.4 ug/L 50.00 21.6 108 70-130 0.08 20
Matrix Spike Dup (B450611-MSD7) Sample: HL01129-07 Prepared & Analyzed: 12/11/24

Lead 96.6 ug/L 50.00 45.8 102 70-130 5 20

Customer #: 72-105486 www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

QC SAMPLE RESULTS

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike Dup (B450611-MSD8) Sample: HL01131-04 Prepared & Analyzed: 12/11/24
Lead 70.6 ug/L 50.00 18.1 105 70-130 2 20
Matrix Spike Dup (B450611-MSD9) Sample: HL01134-02 Prepared & Analyzed: 12/11/24
Lead 56.2 ug/L 50.00 3.75 105 70-130 0.7 20
Matrix Spike Dup (B450611-MSDA) Sample: HL00670-02 Prepared & Analyzed: 12/11/24
Lead 54.3 ug/L 50.00 1.80 105 70-130 0.9 20
Matrix Spike Dup (B450611-MSDB) Sample: HL01147-03 Prepared & Analyzed: 12/11/24
Lead 53.2 ug/L 50.00 2.56 101 70-130 0.3 20
Matrix Spike Dup (B450611-MSDC) Sample: HL00107-07 Prepared & Analyzed: 12/11/24
Lead 63.4 ug/L 50.00 8.30 110 70-130 1 20
Matrix Spike Dup (B450611-MSDD) Sample: HL00109-02 Prepared & Analyzed: 12/11/24
Lead 63.4 ug/L 50.00 0.0280 127 70-130 8 20
Matrix Spike Dup (B450611-MSDE) Sample: HL00170-08 Prepared & Analyzed: 12/11/24
Lead 58.0 ug/L 50.00 2.53 111 70-130 0.6 20
Matrix Spike Dup (B450611-MSDF) Sample: HL00170-18 Prepared & Analyzed: 12/11/24
Lead 55.6 ug/L 50.00 0.787 110 70-130 1 20
Matrix Spike Dup (B450611-MSDG) Sample: HL00183-02 Prepared & Analyzed: 12/11/24
Lead 51.0 ug/L 50.00 ND 102 70-130 2 20
Matrix Spike Dup (B450611-MSDH) Sample: HL00174-08 Prepared & Analyzed: 12/11/24
Lead 54.5 ug/L 50.00 0.656 108 70-130 0.7 20
Matrix Spike Dup (B450611-MSDI) Sample: HL00169-08 Prepared & Analyzed: 12/11/24
Lead 59.0 ug/L 50.00 1.02 116 70-130 2 20
Matrix Spike Dup (B450611-MSDJ) Sample: HL00169-18 Prepared & Analyzed: 12/11/24
Lead 58.1 ug/L 50.00 0.499 115 70-130 1 20
Matrix Spike Dup (B450611-MSDK) Sample: HL00302-06 Prepared & Analyzed: 12/11/24
Lead 57.0 ug/L 50.00 0.0520 114 70-130 0.9 20
Matrix Spike (B450611-MSE) Sample: HL00170-08 Prepared & Analyzed: 12/11/24
Lead 57.7 ug/L 50.00 2.53 110 70-130
Matrix Spike (B450611-MSF) Sample: HL00170-18 Prepared & Analyzed: 12/11/24
Lead 56.1 ug/L 50.00 0.787 111 70-130
Matrix Spike (B450611-MSG) Sample: HL00183-02 Prepared & Analyzed: 12/11/24
Lead 50.0 ug/L 50.00 ND 100 70-130
Matrix Spike (B450611-MSH) Sample: HL00174-08 Prepared & Analyzed: 12/11/24
Lead 54.2 ug/L 50.00 0.656 107 70-130
Matrix Spike (B450611-MSl) Sample: HL00169-08 Prepared & Analyzed: 12/11/24
Lead 57.7 ug/L 50.00 1.02 113 70-130
Matrix Spike (B450611-MSJ) Sample: HL00169-18 Prepared & Analyzed: 12/11/24
Lead 58.7 ug/L 50.00 0.499 116 70-130
Matrix Spike (B450611-MSK) Sample: HL00302-06 Prepared & Analyzed: 12/11/24
Lead 57.5 ug/L 50.00 0.0520 115 70-130

Customer #: 72-105486
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please contact
your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by:  Chenise Lambert-Sykes, Project Manager

Customer #: 72-105486 www.pacelabs.com
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ENV-FRM-PEOR-0098 v02_Sample Condition Upon Receipt

{%CE

Client Name@j’_e_ﬂgjmﬂ ng

Work Order #:
Completed by Initials/Date: (2B [J-3-2u (GS©

Sample Intake Notes:

Custody Seal Present on Package(s)

Yes @

If yes, was seal intact Yes No _
Samples received within temperature compliance | Yes No@
Was Project Manager contacted if samples were

received out of temperature compliance Yes No

Chain of Custody Present
Current PACE CoC Submitted

es/ No
es) No

Rush Turn Around Time Requested

Yes (o)

e

CoC is Legible Yes/ No
Sampler Name Present No
Sampler Signature Present Y No
USDA Regulated Soil Yes (N7
Country of Origin Yes No
State of Origin >
Unigue Sample ID’s Present on CoC @ No
(If not, Note Container ID’s & Contact Project Manager)

P
Container(s) Received Intact Ye§ No
(If not, Note & Contact Project Manager)
Containers Received Labeled es/ No
Container Labels are Legible Yes No

Sample Collection Date Present on CoC

Sample Collection Time Present on CoC

CoC Relinquished by Client

CoC and Sample Container Labels Match (4%

(@ WE-QFZ3  aR3

Appropriate Bottles

Sufficient Sample Volume

Zero Headspace (<6 mm or no bubbles) present in Yes No (N/
VOA vials
(If headspace is present, note sample ID and # of vials)

o
Trip Blank(s) Received Yes No(N
If present, are they Listed on CoC Yes No
All (Non-Field) Analysis Received Within Hold Times | Yes No
Short Hold Time Analysis Requested (48 Hours or Yes No
Less)
Case Narrative Needed Yes No

Client Notification/Resolution:

Person Contacted:

If checked, please see attached form for additional comments ]

Date/Time:

Comments/Resolution:

PM Review is documented electronically in LIMS. By releasing the project, the PM acknowledges they have reviewed the sample

Qualtrax ID: 296090 Effective Date: 07/16/24

Page 1 of 1

Pace® Analytical Services, LLC (PAS)



Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peotia, IL 61615
a c e (800)752-6651

April 01, 2026

Glenn Grissom

SCI Engineering

130 Point W. Blvd.

St. Chariles, MO 63301

RE: 2018-0351.2AT200-Rockwood Summit

Dear Glenn Grissom:

Please find enclosed the analytical results for the 2 sample(s) the laboratory received on 3/25/26 1:36 pm and logged
in under work order JC04716. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services,
LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback
you have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Sample: JC04716-01
Name: RSHS - 31R4

Sampled: 03/20/26 18:32
Received: 03/25/26 13:36

Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 03/31/26 09:35 1 1.00 03/31/26 13:10 BRS EPA 200.8 REV 5.4
Sample: JC04716-02 Sampled: 03/20/26 18:36
Name: RSHS -87R3 Received: 03/25/26 13:36
Matrix:  Drinking Water - Grab
Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 03/31/26 09:35 1 1.00 03/31/26 13:12 BRS EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

QC SAMPLE RESULTS

Parameter

Result Unit

Qual

Spike Source %REC RPD
Level Result %REC Limits RPD Limit

Batch B629677 - DW 200.8 no prep - EPA 200.8 REV 5.4

Matrix Spike (B629677-MS1) Sample: JC04582-07 Prepared & Analyzed: 03/31/26

Lead 53.4 ug/L 50.00 0.245 106 70-130

Matrix Spike (B629677-MS2) Sample: JC04412-01 Prepared & Analyzed: 03/31/26

Lead 52.8 ug/L 50.00 0.0840 105 70-130

Matrix Spike (B629677-MS3) Sample: JC04719-01 Prepared & Analyzed: 03/31/26

Lead 52.0 ug/L 50.00 0.156 104 70-130

Matrix Spike (B629677-MS4) Sample: JC04679-01 Prepared & Analyzed: 03/31/26

Lead 50.6 ug/L 50.00 0.0210 101 70-130

Matrix Spike (B629677-MS5) Sample: JC05036-05 Prepared & Analyzed: 03/31/26

Lead 52.1 ug/L 50.00 0.794 103 70-130

Matrix Spike (B629677-MS6) Sample: JC05032-04 Prepared & Analyzed: 03/31/26

Lead 50.2 ug/L 50.00 0.0510 100 70-130

Matrix Spike (B629677-MS7) Sample: JC05027-02 Prepared & Analyzed: 03/31/26

Lead 50.1 ug/L 50.00 ND 100 70-130

Matrix Spike (B629677-MS8) Sample: JC04493-02 Prepared & Analyzed: 03/31/26

Lead 51.1 ug/L 50.00 ND 102 70-130

Matrix Spike (B629677-MS9) Sample: JC04712-06 Prepared & Analyzed: 03/31/26

Lead 50.5 ug/L 50.00 0.126 101 70-130

Matrix Spike (B629677-MSA) Sample: JC04669-10 Prepared & Analyzed: 03/31/26

Lead 51.0 ug/L 50.00 0.0370 102 70-130

Matrix Spike (B629677-MSB) Sample: JC04669-20 Prepared & Analyzed: 03/31/26

Lead 52.4 ug/L 50.00 0.0660 105 70-130

Matrix Spike (B629677-MSC) Sample: JC05041-06 Prepared & Analyzed: 03/31/26

Lead 51.2 ug/L 50.00 0.383 102 70-130

Matrix Spike (B629677-MSD) Sample: JC04978-08 Prepared & Analyzed: 03/31/26

Lead 50.7 ug/L 50.00 0.436 101 70-130

Matrix Spike Dup (B629677-MSD1) Sample: JC04582-07 Prepared & Analyzed: 03/31/26

Lead 52.6 ug/L 50.00 0.245 105 70-130 2 20
Matrix Spike Dup (B629677-MSD2) Sample: JC04412-01 Prepared & Analyzed: 03/31/26

Lead 52.5 ug/L 50.00 0.0840 105 70-130 0.6 20
Matrix Spike Dup (B629677-MSD3) Sample: JC04719-01 Prepared & Analyzed: 03/31/26

Lead 52.6 ug/L 50.00 0.156 105 70-130 1 20
Matrix Spike Dup (B629677-MSD4) Sample: JC04679-01 Prepared & Analyzed: 03/31/26

Lead 53.9 ug/L 50.00 0.0210 108 70-130 6 20
Matrix Spike Dup (B629677-MSD5) Sample: JC05036-05 Prepared & Analyzed: 03/31/26

Lead 51.5 ug/L 50.00 0.794 101 70-130 1 20
Matrix Spike Dup (B629677-MSD6) Sample: JC05032-04 Prepared & Analyzed: 03/31/26

Lead 49.2 ug/L 50.00 0.0510 98 70-130 2 20
Matrix Spike Dup (B629677-MSD7) Sample: JC05027-02 Prepared & Analyzed: 03/31/26

Lead 51.3 ug/L 50.00 ND 103 70-130 2 20
Matrix Spike Dup (B629677-MSD8) Sample: JC04493-02 Prepared & Analyzed: 03/31/26

Lead 51.4 ug/L 50.00 ND 103 70-130 0.6 20
Matrix Spike Dup (B629677-MSD9) Sample: JC04712-06 Prepared & Analyzed: 03/31/26

Lead 52.1 ug/L 50.00 0.126 104 70-130 3 20

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

QC SAMPLE RESULTS

Peoria, IL 61615

(800)752-6651

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike Dup (B629677-MSDA) Sample: JC04669-10 Prepared & Analyzed: 03/31/26
Lead 51.2 ug/L 50.00 0.0370 102 70-130 0.3 20
Matrix Spike Dup (B629677-MSDB) Sample: JC04669-20 Prepared & Analyzed: 03/31/26
Lead 50.0 ug/L 50.00 0.0660 100 70-130 5 20
Matrix Spike Dup (B629677-MSDC) Sample: JC05041-06 Prepared & Analyzed: 03/31/26
Lead 51.9 ug/L 50.00 0.383 103 70-130 1 20
Matrix Spike Dup (B629677-MSDD) Sample: JC04978-08 Prepared & Analyzed: 03/31/26
Lead 49.8 ug/L 50.00 0.436 99 70-130 2 20
Matrix Spike Dup (B629677-MSDE) Sample: JC04978-18 Prepared & Analyzed: 03/31/26
Lead 52.5 ug/L 50.00 0.0770 105 70-130 2 20
Matrix Spike Dup (B629677-MSDG) Sample: JC04730-04 Prepared & Analyzed: 03/31/26
Lead 58.5 ug/L 50.00 4.52 108 70-130 4 20
Matrix Spike (B629677-MSE) Sample: JC04978-18 Prepared & Analyzed: 03/31/26
Lead 51.3 ug/L 50.00 0.0770 102 70-130
Matrix Spike (B629677-MSF) Sample: JC04978-28 Prepared & Analyzed: 03/31/26
Lead 53.0 ug/L 50.00 1.48 103 70-130
Matrix Spike (B629677-MSG) Sample: JC04730-04 Prepared & Analyzed: 03/31/26
Lead 56.4 ug/L 50.00 4.52 104 70-130

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please
contact your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springdfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by:  Chenise Lambert-Sykes, Project Manager

Customer #: 72-105486 www.pacelabs.com
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ENV-FRM-PEOR-0098 v05_Sample Condition Upon Receipt

Client Name:  &( | Work Order #: JCO Y=HHo  Completed by /Date: (fb 32572
ICustody seal on cooler/box present and seal intact: OYes CNo AN/A
IChain of Custody (CoC) Present: m/ves ONo

ICoC is Legible: HYes ClNo
ISampler Name Present on COC: @ves CINo
ISampler Signature Present on CoC: m/Yes ONo
ISample Collection Date Present on CoC: EKres ONo
ISample Collection Time Present on CoC: Aves o

ICoC Relinquished by Client: Elves ONo
Unique Sample ID's Present on CoC: Hves TINo

CoC and Sample Container Labels Match: dves ONe
Sample chilling process started prior to receipt: Oves ONe Zva

If yes, what type of ice:
e ntyp : Owet CBlue

Samples received within temperature compliance: (s 6°C,but
bove freezing or received same day collected and chill process Oyes [INo m/N,A
tarted prior to receipt)

IContainer(s) Received Intact: Hves O

es o
IContainers Received Labeled and Labels are Legible: PYes [CINo
Appropriate Bottles Received for Analysis Requested: @ves [No
Sufficient Sample Volume Received: Hvyes ONo
USDA Regulated Soil:
Country of Origin: Oves [INo ANA
State of Origin:
Trip Blank(s) Received: OvYes [ONo IZ{UA
If present, are they Listed on CoC: Elves N

\VOA vials are free of any headspace larger than pea sized
bubble (>6mm) — Applies to methods 8260, 624, 524.2 -
including THM vials

'If headspace is present, note sample ID and # of vials

Oyes [CNo EﬁUA

Il (Non-Field) Analysis Received Within Hold Times: Lves ONo

Rush Turn Around Time Requested or Time Sensitive Analysis: Oves Hfo

Short Hold Time Analysis (48 Hours or Less): Oves o
Client Notification/ Resolution: If checked, please see attached form for additional comments [

Person Contacted: Date/Time:

Comments/ Resolution:

PM Review is documented electronically in LIMS. By releasing the project, the PM acknowledges they have reviewed the sample.

Qualtrax 1D: 296090 Effective Date: 04/29/25 Page 1 of 1
Pace® Analytical Services, LLC (PAS) Page 7 of 8



DC#_Title: Excel Form Template

Effective Date:

WORK ORDER #: ‘-\ CD Lf:TLIé

INITIALS: C.d'

Drinking Water Bottle Receipt Form
SOC (Synthetic Organic Chemicals)

Method Description Bottle Type Qty -1 2 -3 -5 -7 -8
Chlorine Check Chlorine Check P, U, 150 ml 1
M504 EDB & DBCP C,V, 40 ml, Na25203 3
M504 Trip Blank Trip Blank C,V, 40 ml, Na25203 2
MS505 (subcontract) Toxaphene C,V, 40 ml, Na25203 3
M515.3/548 Chlorinated Acids/Endothal |A, G, 500 ml, Na25203 2
M525.2 Semi-Volatiles A, G, 1000 ml, Na2503 + HCI 3
M531 Carbamates A, V, 60 ml, Na25203 + MCAA 1
M549.2 Diquat A, P, 1000 ml, Na25203 + H2504 1
M550 Benzo(a)Pyrene A, G, 1000 ml, Na25203 + HCI 3
*M547 Glyphosate A, V, 60 ml, Na25203 1
*M547 Trip Blank Trip Blank A, V, 60 ml, Na25203 1
*"SOC_W_GLPHOS" & "SOC_IDPH_GROUP A" ONLY
VOC (Volatile Organic Chemicals)
Method Description Bottle Type Qty -1 -2 -3 -5 -7 -8
MS524.2 Regulated Volatile C,V, 40 ml, HCI 3
M524.2 Trip Blank Trip Blank C,V, 40 ml, HCl 3
Chlorine Check Chlorine Check P, U, 150 mi 1
10C (Inorganic Chemicals)
Method Description Bottle Type -1 -2 -3 5 -7 -B
*300.0 504 & Fluoride Probe |Sulfate by IC/Fluoride Probe |P, 500 mi, Total 1
**Metals - As, Ba, Be, Cd, Cr,
Fe, Hg, Mn, Na, Ni, Sb, Se, T1,
Zn & Turb Check Metals P, 250 ml, HNO3, Total 1
CN-T Kelada DW Cyanide Total P, 250 ml, NaOH 1
*Excluded from "1OC IDPH SHORT LIST"
**Excluded Fe, Mn ,Na ,Ni & Zn from "10C IDPH SHORT LIST" Fe, Mn ,Na ,Ni & Zn
THM/HAA
Method Description Bottle Type Qty -1 -2 -3 -5 -7 -8
THM M524 Trihalomethane C,V, 40 ml, Na25203 4
HAA M552 Haloacetic Acid A, V, 60 ML NH4CL -
Chlorine Check Chlorine Check P, U, 150 ml 1
TOC
Method Description Bottle Type Qty -1 -2 -3 -5 -7 -8
TOC Total Organic Carbon__|A, V, 40 ml, H2504 a
Chlorite/Bromate
Method Descripti Bottle Type Qty -1 -2 -3 -5 -7 -8
Bromate (Subcontract) |Bromate P, 100 ml, EDA 1
Chlorite (Subcontract) [Chlorite P, 100 ml, EDA 1
Lead/Copper
Method Description Bottle Type Qty
Lead/Copper Lead Copper P, 1000mI LC
School Lead Lead P, 250ml LC ?/
PFAS
Method Descrip Bottle Type Qty -1 -2 -3 -5 -7 -8
M533 PFAS 533, P, 250mL, CZH7NO2
M533 FRB PFAS - FRB 533, P, 250mL, C2H7NO2
M537.1 PFAS 537.1, P, 250 mL, TRZ
M537.1 FRB PFAS - FRB 537.1, P, 250 mL, TRZ
Qualtrax ID: 28060 Pace® Analytical Services, LLC Page 10f 1
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peotia, IL 61615
a c e (800)752-6651

April 30, 2026

Glenn Grissom

SCI Engineering

130 Point W. Blvd.

St. Chariles, MO 63301

RE: 2018-0351.2A T200 Geggie Elementary

Dear Glenn Grissom:

Please find enclosed the analytical results for the 1 sample(s) the laboratory received on 4/24/26 7:08 am and logged
in under work order JD04816. All testing is performed according to our current TNI accreditations unless otherwise
noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services,
LLC.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the
utmost importance to us.

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise . We are always trying to
improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback
you have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com.

Gt~

Chenise Lambert-Sykes

Project Manager

(314)432-0550
Chenise.Lambert-Sykes@pacelabs.com

Customer #: 72-105486 www.pacelabs.com
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ANALYTICAL RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Sample: JD04816-01
Name: RSHS-86R3
Matrix:  Drinking Water - Grab

Sampled: 04/20/26 18:30
Received: 04/24/26 07:08

Parameter Result Qualifier Prepared Dilution MRL Analyzed Analyst Method
Total Metals - PIA
Lead 1.28 04/29/26 08:05 1 1.00 04/29/26 11:58 BRS EPA 200.8 REV 5.4

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC

2231 W. Altorfer Drive
Peoria, IL 61615
(800)752-6651

QC SAMPLE RESULTS

Parameter

Result Unit

Qual

Spike Source %REC RPD
Level Result %REC Limits RPD Limit

Batch B631890 - DW 200.8 no prep - EPA 200.8 REV 5.4

Matrix Spike (B631890-MS1) Sample: JD04135-02 Prepared & Analyzed: 04/29/26

Lead 57.1 ug/L 50.00 4.83 105 70-130

Matrix Spike (B631890-MS2) Sample: JD04053-02 Prepared & Analyzed: 04/29/26

Lead 63.2 ug/L 50.00 9.43 108 70-130

Matrix Spike (B631890-MS3) Sample: JD04186-06 Prepared & Analyzed: 04/29/26

Lead 52.9 ug/L 50.00 0.518 105 70-130

Matrix Spike (B631890-MS4) Sample: JD04186-16 Prepared & Analyzed: 04/29/26

Lead 51.2 ug/L 50.00 0.439 102 70-130

Matrix Spike (B631890-MS5) Sample: JD04186-26 Prepared & Analyzed: 04/29/26

Lead 50.7 ug/L 50.00 0.501 100 70-130

Matrix Spike (B631890-MS6) Sample: JD04424-03 Prepared & Analyzed: 04/29/26

Lead 51.1 ug/L 50.00 0.511 101 70-130

Matrix Spike (B631890-MS7) Sample: JD04462-03 Prepared & Analyzed: 04/29/26

Lead 49.2 ug/L 50.00 0.153 98 70-130

Matrix Spike (B631890-MS8) Sample: JD04462-13 Prepared & Analyzed: 04/29/26

Lead 57.2 ug/L 50.00 6.29 102 70-130

Matrix Spike (B631890-MS9) Sample: JD04808-01 Prepared & Analyzed: 04/29/26

Lead 50.3 ug/L 50.00 0.285 100 70-130

Matrix Spike (B631890-MSA) Sample: JD04815-03 Prepared & Analyzed: 04/29/26

Lead 52.8 ug/L 50.00 0.802 104 70-130

Matrix Spike (B631890-MSB) Sample: JD04422-02 Prepared & Analyzed: 04/29/26

Lead 51.3 ug/L 50.00 0.0420 102 70-130

Matrix Spike (B631890-MSC) Sample: JD04459-02 Prepared & Analyzed: 04/29/26

Lead 49.7 ug/L 50.00 2.86 94 70-130

Matrix Spike (B631890-MSD) Sample: JD04441-02 Prepared & Analyzed: 04/29/26

Lead 53.0 ug/L 50.00 1.06 104 70-130

Matrix Spike Dup (B631890-MSD1) Sample: JD04135-02 Prepared & Analyzed: 04/29/26

Lead 56.5 ug/L 50.00 4.83 103 70-130 1 20
Matrix Spike Dup (B631890-MSD2) Sample: JD04053-02 Prepared & Analyzed: 04/29/26

Lead 61.3 ug/L 50.00 9.43 104 70-130 3 20
Matrix Spike Dup (B631890-MSD3) Sample: JD04186-06 Prepared & Analyzed: 04/29/26

Lead 53.5 ug/L 50.00 0.518 106 70-130 1 20
Matrix Spike Dup (B631890-MSD4) Sample: JD04186-16 Prepared & Analyzed: 04/29/26

Lead 51.5 ug/L 50.00 0.439 102 70-130 0.5 20
Matrix Spike Dup (B631890-MSD5) Sample: JD04186-26 Prepared & Analyzed: 04/29/26

Lead 51.7 ug/L 50.00 0.501 102 70-130 2 20
Matrix Spike Dup (B631890-MSD6) Sample: JD04424-03 Prepared & Analyzed: 04/29/26

Lead 51.2 ug/L 50.00 0.511 101 70-130 0.2 20
Matrix Spike Dup (B631890-MSD7) Sample: JD04462-03 Prepared & Analyzed: 04/29/26

Lead 50.2 ug/L 50.00 0.153 100 70-130 2 20
Matrix Spike Dup (B631890-MSD8) Sample: JD04462-13 Prepared & Analyzed: 04/29/26

Lead 56.7 ug/L 50.00 6.29 101 70-130 0.7 20
Matrix Spike Dup (B631890-MSD9) Sample: JD04808-01 Prepared & Analyzed: 04/29/26

Lead 52.5 ug/L 50.00 0.285 104 70-130 4 20

Customer #: 72-105486

www.pacelabs.com
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dce

QC SAMPLE RESULTS

Pace Analytical Services, LLC
2231 W. Altorfer Drive

Peoria, IL 61615

(800)752-6651

Spike Source %REC RPD
Parameter Result Unit Qual Level Result %REC Limits RPD Limit
Matrix Spike Dup (B631890-MSDA) Sample: JD04815-03 Prepared & Analyzed: 04/29/26
Lead 53.7 ug/L 50.00 0.802 106 70-130 2 20
Matrix Spike Dup (B631890-MSDB) Sample: JD04422-02 Prepared & Analyzed: 04/29/26
Lead 50.6 ug/L 50.00 0.0420 101 70-130 1 20
Matrix Spike Dup (B631890-MSDC) Sample: JD04459-02 Prepared & Analyzed: 04/29/26
Lead 53.7 ug/L 50.00 2.86 102 70-130 8 20
Matrix Spike Dup (B631890-MSDD) Sample: JD04441-02 Prepared & Analyzed: 04/29/26
Lead 53.2 ug/L 50.00 1.06 104 70-130 0.5 20
Matrix Spike Dup (B631890-MSDE) Sample: JD04473-04 Prepared & Analyzed: 04/29/26
Lead 54.2 ug/L 50.00 3.24 102 70-130 0.6 20
Matrix Spike Dup (B631890-MSDF) Sample: JD04478-08 Prepared & Analyzed: 04/29/26
Lead 52.6 ug/L 50.00 1.79 102 70-130 0.7 20
Matrix Spike (B631890-MSE) Sample: JD04473-04 Prepared & Analyzed: 04/29/26
Lead 53.9 ug/L 50.00 3.24 101 70-130
Matrix Spike (B631890-MSF) Sample: JD04478-08 Prepared & Analyzed: 04/29/26
Lead 52.2 ug/L 50.00 1.79 101 70-130

Customer #: 72-105486

www.pacelabs.com
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Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651
NOTES

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please
contact your project manager.

* Not a TNI accredited analyte

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road, McHenry, IL 60050
TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615
TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation
No. 100230
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553
Drinking Water Certifications/Accreditations: lowa (240); Kansas (E-10338); Missouri (870)
Wastewater Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)
Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); lowa (240); Kansas (E-10338)

SPMO - Springdfield, MO - 1805 W Sunset Street, Springfield, MO 65807
USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389
TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. - 200080
lllinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050
Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by:  Chenise Lambert-Sykes, Project Manager

Customer #: 72-105486 www.pacelabs.com
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Pace Maretwood, MO
944 Anghum Rd.

—ace

Pace® Location Requested (City/State):

CHAIN-OF-CUSTODY Analytical Request Document

Chain-of-Custodyis a LEGAL DOCUMENT - Complete all relevant fields

Company Name: SC| Engineering
Street Address:

130 Point West Blvd
St. Charles, MO 63301

Customer Project #: 2018-0351.2A T200
Project Name:

Drinking Water Lead

Ce E-Mail:

Contact/Report To:  Ethan Boyer

Phone ®: (314) 341-1911. o: 636-949-8200
EMail: EBoyer@sciengineering.com

Invoice E-mail:

Invoice to: Ethan Boyer

EBoyer@sciengineering.com

LAB USE ONLY- Affix Workorder/Login Label Here

SDOY 31

Scan QR Code for instructions

Specify Container Size **

TContainer Size: (1] 1L, (2] S00ML, (3] 250mL,

3 |3

Ll =}

(4) 125mL, {5) 100mL, (6) 40mi vial, (7) EnCore,
1 l I I! TerraCore, {9} 90mL, (10} Other

Site Collection Info/Facility ID {as applicable): | Purchase Order # (if Identify Container Preservative Type*** ++2 prasecvative Types: (1) None, (2) HNO3, (3) H2504,
. applicable): N 1 | | | | | | 4] HC), (5) NaOH, (6) 2n Acetate, 7) NaHS 04, (B) Sod
Geggie Elementary P e osifate, ) Asorbic Add, (10) MeOH, 11) Other
Ti Collected: AK PT MT o T County /State origin of sample(s): Proj. Mgr:
e Geae 0o Cia toer (iwr e () Chenise Lambert-Sykes ¥
Data Deliverables: Regulatory Program (DW, RCRA, etc.} as applicable: Reportable [ ] Yes [ ] No AcctNum / Client ID: §
7 2
z g
[ /Yiad [ Ilein | JievelV ['o ish (Pre-approval required): DW PWSID # or WW Permit # as applicable: Fod e §
[ 1eauss [ |1Same Day [ J1Day [ ]2Day [ ]3Day Other g -‘E!-E'i
3
Date Results Field Filtered (if applicable): [ |Yes [ ]No & 3 Profile / Template: g=
| ]Other a Standard Turn pra -!| 8 £ 3
. <
* Matrix Codes (insert in Matrix box below): Drinking Water (OW), Ground Water (GW), Wastewater (WW), Product (P), Soi/Solid (55), Ol (OL), Wipe (WPj, Tissue (TS), Bioassay (B), Vapor V), Surface Water (SW),Sediment (SED), 8 = Prelog / Bottle Ord. ID: 5
Sludge (5L}, Caulk (CK), Leachate (LL), Biosolid (BS), Other (OT) | z E
Col ite S
G . © i c;:[ mposite Start Collected or Composite End 4. Cont. Residual Chlorine % 5 Sl Camiment g
Additional Instructions from Pace® : Collected By: -~ a, >/ 7 Customer Remarks / Special Conditions / Possible Hazards:
N - 4hag /2
rinted Name
Signature ;@ # Coolers: Thermometer 10 Correction Factor (*C): Obs, Temp. (*C): Corrected Temp. [*C): [1onice
by/Company 4 Date/Time: - | / £ 5 ~ |Received by/Company: (Signature) Date/Time Tracking Number:
Ay _— /21726 U= R = :
0; Received by/C : {Siy 3
by/Company ate/Time ved by/Company: (Signature) Date/Time. Diltvered Wi [ ] b Benton: o) Couner
Relinquished by/Company: (Signature) Date/Time: Received by/Company: (Signature) Date/Time: [ 1FedEX [ JUPS [ ]Other
[Relinquished by/Comgany: (Signature) Date/Time: W.m e) Dgte/Time: OS/ -
i Conratd— e i o

Submitting a sample via this chain of custody constitutes acknowledgment and acceptance of the Pace® Terms and Conditions found at https: //www.pacelabs.com/resource-library /resource/pace-terms-and-conditions/

ENV-FRM-CORQ-0019_v02 110123 ©®

Page 6 of 8



ENV-FRM-PEOR-0098 v05_Sample Condition Upon Receipt

Client Name: SC} Work Order #: JTD O(f ﬂéy Completed by / Date: (/b Li2+-2¢

Custody seal on cooler/box present and seal intact: Clves CINo A
Chain of Custody (CoC) Present: Hes ONo
CoC is Legible: @es CNo
Sampler Name Present on COC: Eﬁs CNo
ISampler Signature Present on CoC: IZIv/es ONo
ISample Collection Date Present on CoC: P_‘ﬁes ONo
Sample Collection Time Present on CoC: mvfes CNo
ICoC Relinquished by Client: Iﬂﬂs CNo
Unique Sample ID’s Present on CoC: EZﬁe « ONo
ICoC and Sample Container Labels Match: Li{yes CINo
Sample chilling process started prior to receipt: Oves ONo %

If yes, what type of ice:
yes, what typ! ice Owet OBlue

ISamples received within temperature compliance: (s 6°C,but
above freezing or received same day collected and chill process[yes [ne BRA
started prior to receipt)

Container(s) Received Intact:

s) B{es ONo
Containers Received Labeled and Labels are Legible: m{as CINo
Appropriate Bottles Received for Analysis Requested: Eﬁes ONo
Sufficient Sample Volume Received: m{es ONo
USDA Regulated Soil: _
Country of Origin: Olyes ONo @A
State of Origin:

Trip Blank(s) Received: Oves ONo  pia

If present, are they Listed on CoC: Cives: kg

\VOA vials are free of any headspace larger than pea sized
bubble (>6mm) — Applies to methods 8260, 624, 524.2 -
fincluding THM vials

If headspace is present, note sample ID and # of vials

Oves CNo ﬁ’A

All (Non-Field) Analysis Received Within Hold Times: BYes ONo

Rush Tumn Around Time Requested or Time Sensitive Analysis: [Yes PNo

IShort Hold Time Analysis (48 Hours or Less): OYes m"
Client Notification/ Resolution: If checked, please see attached form for additional comments [

Person Contacted: Date/Time:
Comments/ Resolution:

—

PM Review is documented electronically in LIMS. By releasing the project, the PM acknowledges they have reviewed the sample.
Qualtrax ID: 296090 Effective Date: 04/29/25 Page 1 of 1
Pace® Analytical Services, LLC (PAS) Page 7 of 8




DC#_Title: Excel Form Template

Effective Date:
WORK ORDER #: INITIALS: ('[b
Drinking Water Bottle Receipt Form
SOC (Synthetic Organic Chemicals)
Method Description Bottle Type Qty -1 -2 -3 -4 -5 -6 ! -7 -8

Chlorine Check Chlorine Check P, U, 150 ml 1

M504 EDB & DBCP C,V, 40 ml, Na25203 3

M504 Trip Blank Trip Blank C,V, 40 ml, Na25203 2

M505 (subcontract) Toxaphene C,V, 40 ml, Na25203 3

M515.3/548 Chlorinated Acids/Endothal |A, G, 500 ml, Na25203 2

M525.2 Semi-Volatiles A, G, 1000 ml, Na2503 + HC| 3

M531 Carbamates A, V, 60 ml, Na25203 + MCAA 1

M549.2 Diquat A, P, 1000 ml, Na25203 + H2504 1

M550 Benzo(a)Pyrene A, G, 1000 ml, Na25203 + HCI 3

*M547 Glyphosate A, V, 60 ml, Na25203 1

*M547 Trip Blank Trip Blank A, V, 60 ml, Na25203 1

*"SOC_W_GLPHOS" & "SOC_IDPH_GROUP A" ONLY

VOC (Volatile Organic Chemicals)

Method Description Bottle Type Qty
M524.2 Regulated Volatile C,V, 40 mi, HCI 3
M524.2 Trip Blank Trip Blank C,V, 40 ml, HCI 3
Chlorine Check Chiorine Check P, U, 150 m| 1

10C (Inorganic

Method Description Bottle Type Qty
*300.0 504 & Fluoride Probe |sulfate by IC/Fluoride Probe |P, 500 ml, Total 1
**Metals - As, Ba, Be, Cd, Cr,
Fe, Hg, Mn, Na, Ni, b, Se, I,
Zn & Turb Check Metals P, 250 ml, HNO3, Total 1
CN-T Kelada DW Cyanide Total P, 250 ml, NaOH 1
*Excluded from "10C IDPH SHORT LIST"
**Excluded Fe, Mn ,Na ,Ni & Zn from "IOC IDPH SHORT LIST" Fe, Mn ,Na ,Ni & Zn

THM/HAA

Method Description Bottle Type Qty
THM M524 Trihalomethane C,V, 40 ml, Na25203 4
HAA M552 Haloacetic Acid A, V, 60 ML NHACL 4
Chlorine Check Chlorine Check P, U, 150 m| 1

TOC

Method Description Bottle Type Qty -1 -2 -3 -4 -5 -6 -7 -8

TOC Total Organic Carbon  |A, V, 40 ml, H2504 3
Chlorite/Bromate

Method Description Bottle Type Qty i -2 -3 -4 5 -6 -7 8
Bromate (Subcontract) |[Bromate P, 100 ml, EDA 1
Chlorite (Subcontract} |Chlorite P, 100 ml, EDA 1

Lead/Copper

Method Description Bottle Type Qty
Lead/Copper Lead Copper P, 1000m| LC
School Lead Lead P, 250ml LC 7

PFAS

Method Description Bottle Type Qty -1 -2 -3 -4 -5 -6 -7 -8
M533 PFAS 533, P, 250mL, C2H7NO2
M533 FRB PFAS - FRB 533, P, 250ml, C2H7NO2
M537.1 PFAS 537.1, P, 250 mL, TRZ
M537.1 FRB PFAS - FRB 537.1, P, 250 mL, TRZ

Page 1of 1
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Table 1 — Lead in Drinking Water Results

e . . Resampling- Second Third Fourth
Szmgl;‘ LS(?CI::;:; Dessi:'[il:::ieon Imtl(;‘)lpr;su“ Rei;‘:gg:l&gl;:)l L&l Second Draw Resample Resample Resample
(ppb) (ppb) (ppb) (ppb)
RSHS-15 Room 252 Sink 1 11.5 <1.0 <1.0 NS
RSHS-21 Room 253 Sink 9.84 10.3 2.3 <1.0 NS
RSHS-26 Kitchen Handwash Sink 6.37 2.8 <1.0 NS
. Right Faucet,
RSHS-30 Kitchen Double Basin Sink 5.18 4.2 <1.0 NS
RSHS-31 Kitchen South Sink 8.43 5.8 <1.0 5.54 6.4 <1.0
RSHS-34 Kitchen Left Wall Mounted 12.8 15.2 <1.0 <10 NS
Faucet
RSHS-36 Kitchen Central Sink 15.2 5.2 <1.0 <1.0 NS
RSHS-37 Kitchen Left Faucet, Triple 7.91 <1.0 <1.0 NS
Basin Sink
. Center Faucet,

RSHS-40 Kitchen Triple Basin Sink 5.95 1.4 <1.0 NS
RSHS-86 | Room432by Right Drinking 29.4 21.6 NS 6.64 1.28 NS

Door 11 Fountain
RSHs-g7 | Room432by | Center Drinking 20.5 7.68 NS 18.7 <1.0 NS

Door 11 Fountain
RSHS-88 Room 432 by Left Drmkmg 71 174 NS

Door 11 Fountain

NS — Not Sampled
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