GENERAL SCOPE OF WORK: EQUIPMENT SCHEDULE:
(ALL IDF/MDF) ALL EQUIPMENT AND MATERIALS ARE CONTRACTOR FURNISHED, INSTALLED AND CONFIGURED (UNO)
SYMBOL DESCRIPTION MFG PART NOTES / DETAIL REFERENCES
1. REMOVE ALL (E) RACK-MOUNTED CABLE MANAGER(S). NUMBER
2. PROVIDE (N) REAR CABLE MANAGEMENT BAR(S) AT EACH PATCH O RACK CABINET EXISTING EXISTING N/A
SCOPE OF WORK - IDF 1.02 SCOPE OF WORK - IDF 1.01 PANEL AND DRESS (E) CABLES FOR STRAIN RELIEF PER 11/T800.
3. RELOCATE (E) DEVICES PER THE ELEVATION. @ (E) 1UFIBER LIV EXISTING EXISTING N/A
1. RE-TERMINATE (3) EA. DATA DROPS FROM THE 4TH PATCH PANEL ONTO 1. DEMO THE UPPER ORTRONICS 24 PORT PATCH PANEL AND ALL
;:$ é:) F\’I,VAHIETLE KEYSTONES AND RE-LOCATE TO THE ORTRONICS 24 PORT ASSOCIATED CABLING TO THE FIELD (APPROX. 24 DROPS) 4. EILS’ETV‘:‘L{'TLK()'}? OWNER-FURNISHED SWITCHES PER THE @ (E) 2U FIBER LIU EXISTING EXISTING N/A
2. PROVIDE (N) 24P PATCH PANELS PER THE ELEVATION. RELOCATE 5. PROVIDE (N) 6" SLIMLINE CAT6A PATCH CABLES TO REPLACE E) 2U CABLE MANAGER
KEYSTONES FROM (E) 48 PORT PATCH PANEL TO (N) PATCH PANELS. ALL (E) PATCH CABLES AND FOR AL (N) DROPS, GOLOR CODED @ (€) EXISTING EXISTING DEMO
TO DISTRICT STANDARD.
3. RE-LABEL ALL (E) DROPS TO REMAIN PER 11/T800 AT BOTH PATCH PANEL ® (E) 1U 24P PATCH PANEL EXISTING EXISTING RELOCATE PER ELEVATION KMM SERVICES, INC
AND FIELD AND BOTH ENDS OF CABLE.
TECHNOLOGY&FIRE LIFE SAFETY
4. RE-TERMINATE (3) EA. CCTV DATA DROPS ON (N) BLUE KEYSTONES. (® (E) 2U 48P PATCH PANEL EXISTING EXISTING RELOCATE PER ELEVATION
5433 EI Camino Ave. Suite 5
5. DEMO THE CCTV SWITCH. @ (E) 24P SWITCH EXISTING EXISTING DEMO Carmichael, CA 956208
ffice: (91 -4 km ices.
6. PROVIDE (N) DEDICATED 120V 20A CIRCUIT IN QUAD BOX ON REAR PAN OF Office: (916) 359-4000 www kmmservices.com
RACK. (E) 48P SWITCH EXISTING EXISTING DEMO
LICENSE STAMPS
7. ROUTE POWER FOR ALL RACK COMPONENTS SO THEY ARE PROTECTED
BY THE UNINTERRUPTIBLE POWER SUPPLIES © (E) CCTV SWITCH AND PSU EXISTING EXISTING DEMO
(E) CORE SWITCH EXISTING EXISTING N/A
@) (E) VOIP GATEWAY EXISTING EXISTING DEMO AFTER CUTOVER
g @ (E)NVR EXISTING EXISTING N/A
@ (E) UPS EXISTING EXISTING N/A
B (E) UPS BATTERY EXISTING EXISTING N/A
(5) @ (E) CWDM CHASSIS EXISTING EXISTING N/A
(3 (N) 1U 24P PATCH PANEL ORTRONICS SPKSU24 N/A
SCOPE OF WORK - MDF 1.00 17 (N) REAR CABLE MANAGEMENT BAR ORTRONICS OR-CMBFRORU N/A
® AT 1. DEMO 3 EA. MM FIBER CABLES TO IDF 1.1, 1.2, AND 1.3. DEMO THE (N) UPS - 1500VA N1C N1C.L1500 N/A
- & e ABANDONED LEVITON FIBER ENCLOSURE.
(N) 48P SWITCH OFCI N/A
(8 2. DEMO THE UPPER ORTRONICS 48 PORT PATCH PANEL AND ALL cisco
ASSOCIATED CABLING TO THE FIELD (APPROX. 26 DROPS).
X (E) SERVICE PROVIDER EQUIP. CIENA EXISTING N/A
3. PROVIDE (N) 24P PATCH PANELS PER THE ELEVATION. RELOCATE
KEYSTONES FROM (E) 48 PORT PATCH PANEL TO (N) 24P PATCH PANELS. &) (E) NVR (ABANDONED) EXISTING EXISTING DEMO
4. RE-LABEL ALL (E) DROPS TO REMAIN PER 11/T800 AT BOTH PATCH PANEL
AND FIELD AND BOTH ENDS OF CABLE. @ (N) UPS - 2000VA N1C N1C.LR2000 N/A
5. RETERMINATE (8) EA. CCTV DATA DROPS ON (N) BLUE KEYSTONES. 1 T T T Y.
(9 @ é (N) UPS BATTERY v N1C N1C.L4850EBM2U N/A
6. DEMO CCTV SWITCH (NOT PICTURED). S SO SOSSS
7. ROUTE POWER FOR ALL RACK COMPONENTS SO THEY ARE PROTECTED (N} 1U RACK MOUNT MONITOR TRIPP LITE B021-000-19-HD2 N/A
BY THE UNINTERRUPTIBLE POWER SUPPLIES.
) (N) 1U FIBER ENCLOSURE ORTRONICS EQO1U-CHC WITH SPLICE TRAY AND FIBER
ADAPTERS AS REQD.
NOT USED NOT USED NOT USED N/A .
13) Copyright © 2025
N) RACK CABINET 19U These drawings and specifications and the ideas, designs and
@ ( ) CHATSWORTH 12419-736 N/A arrangements represented thereby are and shall remain the property
of KMM Services, Inc. and no part thereof shall be copied disclosed
to others, or t!s_ed in 'connectior_i with any other work or project other
C G c T (E) SERVICE PROVIDER LIU EXISTING EXISTING N/A devaloped withous the written consent of KM Services, . Visual
RA K EX I S I I N O N D I I O N @ contact with these drawings or specifications shall constitute
— conclusive evidence of these restrictions.
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