
Office of  Environmental Public Health Sciences
Washington State Department of Health
243 Israel Road Southeast, Tumwater Washington 98501

Lead Sample Collection Information

DISCLAIMER: Results posted here only represent testing done by the Washington State Department 
of Health for the 2018-19 lead in school drinking water program. Schools have been provided these results, 
along with recommendations for remediation if applicable. Please contact your school to find out more about 
this and other testing they may have done, as well as plans for remediation.
Please Note: The school is following all recommended remediation to help reduce children’s exposure to lead in 
drinking water.

School District: Auburn
School Name: Lakeland Hills Elementary
School Code: 5051
School Address: 1020 Evergreen Way Southeast, Auburn Washington 98092
Number of Samples Collected: 69
Date Collected: 06/14/2019
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Program
ID

Sample
Type

Description Location Lead
Results
(ppb)

Analysis
Date

Comments

25422 other other <1 07/15/2019 06617, 6:42
AM

25423 FirstDraw Tap Kitchen,
Food Prep

Area

2 07/15/2019

25424 FirstDraw Tap Room 101
(Health
Room)

1 07/15/2019 Some
mineral

deposits in
aerator

25425 FirstDraw Tap Room 107 <1 07/15/2019 Left Sink,
Bubbler on
sink turned

off
25426 FirstDraw Bubbler Room 107 <1 07/15/2019 Right Sink
25427 FirstDraw Tap Room 107 <1 07/15/2019 Right Sink
25428 FirstDraw Bubbler Room 106 1 07/15/2019 Some

mineral
deposits on

bubbler,
Left Sink

25429 FirstDraw Tap Room 106 <1 07/15/2019 Left Sink
25430 FirstDraw Bubbler Room 106 3 07/15/2019 Right Sink
25431 FirstDraw Tap Room 106 <1 07/15/2019 Right Sink
25432 FirstDraw Bubbler Room 110 <1 07/15/2019 Mineral

deposits on
bubbler

25433 FirstDraw Tap Room 110 <1 07/15/2019
25434 FirstDraw Bubbler Next to

Main Office
<1 07/15/2019 Left

25435 FirstDraw Bubbler Next to
Main Office

1 07/15/2019 Right

25436 FirstDraw Bubbler Room 111 1 07/15/2019
25437 FirstDraw Tap Room 111 1 07/15/2019
25438 FirstDraw Tap Staff

Lounge
<1 07/15/2019

25439 FirstDraw Bubbler Room 200 1 07/15/2019 Mineral
deposits on

bubbler
25440 FirstDraw Tap Room 200 <1 07/15/2019 Some rust

on aerator
25441 FirstDraw Bubbler Room 202 2 07/15/2019
25442 FirstDraw Tap Room 202 1 07/15/2019
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(continued)
Program

ID
Sample
Type

Description Location Lead
Results
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25443 FirstDraw Bubbler Room 204 1 07/15/2019 Some
mineral

deposits on
bubbler

25444 FirstDraw Tap Room 204 1 07/15/2019
25445 FirstDraw Bubbler Room 206 1 07/15/2019 Some

mineral
deposits on

bubbler
25446 FirstDraw Tap Room 206 <1 07/15/2019
25447 FirstDraw Bubbler Room 208 2 07/15/2019 Some

mineral
deposits on

bubbler
25448 FirstDraw Tap Room 208 <1 07/15/2019
25449 FirstDraw Bubbler Room 207 <1 07/15/2019 Some

mineral
deposits on

bubbler
25450 FirstDraw Tap Room 207 <1 07/15/2019
25451 FirstDraw Bubbler Room 205 1 07/15/2019
25452 FirstDraw Tap Room 205 <1 07/15/2019
25453 FirstDraw Bubbler Room 203 <1 07/15/2019
25454 FirstDraw Tap Room 203 <1 07/15/2019
25455 FirstDraw Bubbler Room 201 1 07/15/2019
25456 FirstDraw Tap Room 201 1 07/15/2019
25457 FirstDraw Tap Library

Office
<1 07/15/2019 No Aerator

25458 FirstDraw Bubbler Room 303 <1 07/15/2019 Some
mineral

deposits on
bubbler

25459 FirstDraw Tap Room 303 <1 07/15/2019
25460 FirstDraw Bubbler Room 305 <1 07/15/2019
25461 FirstDraw Tap Room 305 <1 07/15/2019
25462 FirstDraw Bubbler Room 309 <1 07/15/2019 Some

mineral
deposits on

bubbler
25463 FirstDraw Tap Room 309 <1 07/15/2019
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(continued)
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25464 FirstDraw Bubbler Room 310 <1 07/15/2019 Mineral
deposits on

bubbler
25465 FirstDraw Tap Room 310 <1 07/15/2019
25466 FirstDraw Bubbler Room 306 <1 07/15/2019 Some green

slime on
bubbler

25467 FirstDraw Tap Room 306 <1 07/15/2019 Mineral
deposits in

aerator
25468 FirstDraw Bubbler Room 304 <1 07/15/2019 Some dark

slime on
bubbler

25469 FirstDraw Tap Room 304 1 07/15/2019
25470 FirstDraw Bubbler Room 302 <1 07/15/2019
25471 FirstDraw Tap Room 302 2 07/15/2019 Some rust

on aerator
25472 FirstDraw Bubbler Room 301,

Workroom
6 07/15/2019 Mineral

deposits on
bubbler

25473 FirstDraw Tap Room 301,
Workroom

<1 07/15/2019 No Aerator

25474 FirstDraw Bubbler Cafe Area <1 07/15/2019 Left
25475 FirstDraw Bubbler Cafe Area <1 07/15/2019 Right
25476 FirstDraw Bubbler Room 401 1 07/15/2019
25477 FirstDraw Tap Room 401 2 07/15/2019
25478 FirstDraw Bubbler Room 403 <1 07/15/2019 Some

mineral
deposits on

bubbler
25479 FirstDraw Tap Room 403 1 07/15/2019
25480 FirstDraw Bubbler Room 407 1 07/15/2019 Some

mineral
deposits on

bubbler
25481 FirstDraw Tap Room 407 1 07/15/2019
25482 FirstDraw Bubbler Room 408 <1 07/15/2019 Some

mineral
deposits on

bubbler
25483 FirstDraw Tap Room 408 3 07/15/2019
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25484 FirstDraw Bubbler Room 404 <1 07/15/2019
25485 FirstDraw Tap Room 404 2 07/15/2019
25486 FirstDraw Bubbler Room 402 <1 07/15/2019 Mineral

deposits on
bubbler

25487 FirstDraw Tap Room 402 1 07/15/2019
25488 FirstDraw Bubbler Room 400 3 07/15/2019
25489 FirstDraw Tap Room 400 7 07/15/2019
25490 FirstDraw Tap Main Office <1 07/15/2019 Used this

morning
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